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Fernald Environmental Management Project 
Letter No. C:EC:96-0053 

Ms. Susan L. Kestler 
Air Quality Management 
Hamilton County Department of Environmental Services 
1632 Central Parkway 
Cincinnati, Ohio 45210 

Dear Ms. Kestler: 

EXCESS OPACITY REPORT - FIRST QUARTER, CALENDAR YEAR 1996 - FERNALD 
ENVIRONMENTAL MANAGEMENT PROJECT (FEMP), PERMIT NO. 1431 1101 28, B001/B003 

Enclosed is the Excess Opacity Report for the First Quarter of Calendar Year 1996, for Boilers 
Nos. 1 and 3, which are located at the FEMP Steam Plant. This report is submitted in 
accordance with the special conditions of the Ohio Environmental Protection Agency Permits 
to  Operate Nos. 1431110128, BOO1 and B003, issued on October 2, 1992. Both boilers 
operated during the reporting period. 

During the reporting period, the opacity monitoring and recording system operated continuously. 
A scheduled quarterly calibration was performed on the opacity monitors. Boiler No. 1 operated 
1868 hours and Boiler No. 3 operated 1770  hours. 

If you have any questions concerning these reports, please contact Ervin Fisher of m y  staff at 
. (51 3) 648-5293. 

Terence D. Hagen 
Director 
Environmental Compliance 

TDH: EF: m hv 
Enclosure 

C: With Enclosure 

E. Fisher, FERMCO 
W. J. Naber, FERMCO 
E. P. Skintik, DOE-FN 
AR Coordinator 
File Record Storage Copy 108.6 
AW&P Files 

Without Enclosure 

S. M. Beckman, FERMCO 
S. Blankenship, FERMCO 
B. Perkins, FERMCO 
P. B. Spotts, FERMCO I 

P- - 
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F EMP 
Boiler Plant 

E X C E S S  O P A C I T Y  REPORT 

I 

. .  

._ . 

. .  

Monitored Source: Boiler No. 1 

Company Name: Fernald Environmental Restoration Management Corporation 

Location: Fernald, Ohio 

Month/Year: January, 1996 

Opacity Limit: 20% 

Operating Hours: 744 



, 

FEMP 
Boiler Plant 

EXCESS OPACITY REPORT 

I Month/Year: February, 1996 

Monitored Source: Boiler No. 1 Opacity Limit: 20% 

Company Name: Fernald Environmental Restoration Management Corporation 

Location: Fernald, Ohio 
. .  

Operating Hours: 696 



P 16'1 5 

3/28 

3/28 

. .  

~ - 
11:OO P.M. 11:06 P.M. 22% P u l l  i ng  Ashes Adjust ing fue l  feed 505O 

1 1 ~ 0 6  P.H. 11~12 P.M. . 28% P u l l  i n g  Ashes Adjsutments complete 505O 

~. ~~. ~ 
-~ _ _ _ _  ~ . .  ~ ~~ 

FEMP 
B o i l e r  P lant  

EXCESS O P A C I T Y  REPORT 

3/29 

Monitored Source: B o i l e r  No. 1 

B:42 P.H. 8:48 P.M. I 23% I Blowing soot I Done blowing soot 500° 

Month/Year: Harch, 1996 

Opaci ty  L imi t :  20% 

Company Name: Fernald Environmental Res tora t ion  'Management Corporat ion 

Locat ion:  Fernald, Ohio 

Operating Hours : 428 

Fi' & " t  - - , < -  

b. 
k .  

. . .  

, 

Cor rec t ive  Ac t ion  

3/23 11:24 P.M. 11:30 P.H. 52% Banking Boi  1 e r  Done banking 
I I I I I 

3 / 2 4  T 7:48 P.M. 7:54 P.M. I 
3/28 ' I 2:42 P.M. I 4:36 P.M. 

I 25% 

23% 

26% 

22% 

avg 40% 

Banking Bo i  1 e r  Done banking 280° 

Banking Boi  1 e r  Done banking 270° 

P u t t i n g  b o i  1 e r  270° 
on 1 i ne  

Adjust  i ng bo i 1 e r  
~ ~~~ 

P u t t i n g  b o i l e r  B o i l e r  on l i n e  350° 
on l i n e  

O v e r f i r e  a i r  f a n  Reset breaker 510° 
k icked o u t  

3 
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1 /a 

F EMP 
Boiler Plant 

EXCESS OPACITY REPORT 

12:OO P.M. 12:06 P . M .  24% Power Outage Power restored 470° 

3:06 P . M .  3: i2  P . M .  28% Load Change . Readjusted boiler 470° 

Monitored Source: Boiler No. 3 

1/16 

MonthIYear: January, 1996 

Opacity Limit: 20'L . 

9:30 P.M. . 12:48 A . M .  avg 25% Power Outage Restored Power 470° 

Company Name: Fernald Environmental Restoration Management Corporation 

Location: Fernald, Ohio 

Operating Hours: 744 
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Monitored Source: Boiler No. 3 

_ .  

FEMP 
Boiler Plant 

EXCESS OPACITY REPORT 

Month/Year: February, 1996 

Opacity Limit: 20% 

Company Name: Fernald Environmental Restoration Management Corporation 

Location: Fernald, Ohio PAGE 1 

Operating Hours: 475 

I 
Day Start End Opacity Cause Corrective Action E.P. 1 

TemD I 

.2/2 6:06 P.M. 6:12 P.M. 31% Blowing soot Done blowing soot 480° I 
, 

219 9:12 P.M. 9:18 P.M. 23% Blowing soot Done bl owing soot 465O 

2/16 9:12 P.M. 9:18 P.M. 28% Blowing soot Done blowing soot 470° 

2/18 I 11:48 A.M. I 11154 A.M. I 27% I Low load I Readjusted b o i  l e r . 1 4 6 0 "  

5 
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2/28 

2/28 

2/28 

FEMP 
B o i l e r  Plant 

EXCESS OPACITY REPORT 

7:06 A.M. 7:12 A.M. 35% Banki ng  bo i  1 e r  Ad jus t i ng  f u e l  bed <250° 

7:12 A.M. 7:18 A.M. 38% Banking bo i  1 e r  Ad jus t i ng  f u e l  bed <250° 

7:18 A.M. 7:24 A.M. 40% Banking b o i l e r  Ad jus t i ng  fuel bed <250° 

Monitored Source: B o i l e r  No. 3 

Company Name: Fernald Environmental Res to ra t i on  Management Corporat ion 

Location: Fernald, Ohio PAGE 2 

Operat ing Hours: 

MonthfYear: February, 1996 

Opac i ty  L i m i t :  20% 

Cor rec t i ve  A c t i o n  1 E.P. 
TemD % 

Day I S t a r t  I End Cause 

I 

2/20 8:18 P.M. 8:24 P.M. 32% Taking b o i l e r  o f f  B o i l e r  o f f  l i n e  460° 

285O 2:48 A.M. Banking bo i  1 e r  Done banking 2/21 2:54 A.M. 65% 

<250° 7:12 P.M. Banking b o i  1 e r  Done banking 2/23 7:18 P.M. 21% 

I I 

2/26 12:42 P.M. 12:48 P.M. 26% Banking bo i  1 e r  Done banking <250° 

2/26 9:30 P.M. 9:36 P.M. 28% Banking bo i  1 e r  Done banking <250° 



.< - ., . . . ' .  

2/28 

2/28 

2/28 

2/28 

2/28 

2/28 

2/28 

2/28 

2/28 

. .. 

7:24 A.M.  

11:24 A.M. 

11:30 A.M. 

11:36 A.M. 

11:54 A.M. 

3:06 P.M. 

3:12 P.M. 

5:30 P.M. 

5:42 P.M. 

. .  
/ I  c 

. 1 .  

11:30 A.M. 

11:36 A.M. 

11:42 A.M. 
12:OO P.M. 

3:12 P.M. 

3:18 P.M. 
5:36 P.M. 

5:48 P.H. 

FEMP 
Boiler Plant 

EXCESS OPACITY REPORT 

23% 

56% 

36% 

22% 

44% 

23% 

38% 

26% 

Month/Year: February, 1996 

Monitored Source: Boiler No. 3 Opacity Limit: 20% 

Company Name: Fernald Environmental Restoration Management Corporation 

Location: Fernald, Ohio PAGE 3 

Operating Hours: 

Start 

5:48 P.M. 3= 

T Opacity 

-7:30 A.M. I 21% 

5:54 P.M. 23% I 

7 
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FEMP 
Boiler Plant 

EXCESS OPACITY REPORT 

i 

J 

1 .  

I 

Month/Year: March, 1996 

Monitored Source: Boiler No. 3 . Opacity Limit: 20% 

Company Name: Fernald Environmental Restoration Hanagement Corporation 

Location:’ Fernal d ,  Ohio 
Operating Hours: 550 PAGE 1 

4 
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Cause 

r;. :; . - r .  

Corrective Action E.P. 
TemD 

.!. 
'j: .. 

I 

E.S.P. malfunction 

E.S.P. malfunction 

E.S.P. malfunction 

~~ ~ ~ ~ ~~ 
~ . ~ - .- . .. . - _ _  ~ . 

,. 

FEMP 
Boiler P1 ant 

EXCESS OPACITY REPORT 

~ _ _ _ _  

Adjusting boiler, 540° 
troubleshooting 
E.S.P. 

Adjusting Boiler, 540° 
troubleshooting 
E.S.P. 

Adjusting Boiler, 540° 
troubleshooting 
E.S.P. 

Month/Year: March, 1996 I 

~ 

3/12 

3/12 

Monitored Source: Boiler No. 3 Opacity Limit: 203: 

Company Name: Fernald Environmental Restoration Management Corporation 

5:36 A.M. 5:42 A.M. 22% 

5:42 A.M. 5:48 A.M. 28% 

* .  
. .  

5:48 A.M. T- 

Location: Fernald, Ohio 

Operating Hours: 

5:54 A.M. 30% 

5:30 A.M. 5:36 A.M. 23% 

3/i2 I I I 

PAGE 2 

E.S.P. malfunction 

E.S.P. malfunction 

E. S. P. mal funct i on 

~ ~~ ~ 

E. S. P. mal funct i on 

Adjusting boiler, 540° 
troubleshooting 
E.S.P. 

Adjusting boiler, 540° 
troubleshooting 
E.S.P. 

Ad just i ng boi 1 er , 
troubleshooting 
E.S.P. 

Adjusting boiler, 540° 
troubleshooting 
E.S.P. 

540° 

E.'S.P. malfunction 

E. S. P. mal function 

Adjusting Boiler, 540° 
troubleshooting 
E.S.P. 

Adjusting Boiler, 540° 
troubleshooting 
E.S.P. I I I 



8:42 A.M. 8:48 A.M. Adjusting boiler, 
troubleshooting 
E.S.P. 

Adjusting boiler, 
troubleshooting 
E.S.P. 

Adjusting boiler, 
troubleshooting 
E.S.P. 

Qdjusting boiler, 
troubleshooting 
E.S.P. 

550° 

540° 

525O 

515O 

FEMP 
Boiler Plant 

EXCESS OPACITY REPORT 

Month/Year: March, 1996 

Monitored Source: Boiler No. 3 Opacity Limit: 20% 

Company Name: Fernald Environmental Restoration Management Corporation 

Location: Fernald, Ohio 

Operating Hours: 

r 
Day Start End 

PAGE 3 

Opacity(%) Cause Corrective Action E.P. 1 I Temp 
2 5% E.S.P. malfunction 3/12 5:54 A.H. 6:OO A.M. t 6:30 A.M. 6:36 A.M. 

i 

26% E.S.P. malfunction 3/12 

~~ ~ ~~ 

E.S.P. malfunction 22% 3/12 

2 1% E.S.P. malfunction 3/12 

avg 25-353 E.S. P. mal function 

avg 25-35% E.S.P. malfunction 
I 

3/14 E.S. P. mal function avg 25-35% 

12:OO A.H. 11:OO P.M. 

_+__ 
3/15 E.S. P. mal function E.S.P. restarted 515O 

I 
avg 25-35% 



2 1% 

21% 

Put t ing  boiler on Adjus t ing  fue l  400° ! 
1 i n e  bed 

Pu t t ing  b o i l e r  on B o i l e r  on l i n e  400° 
1 i n e  

22% 
~~ ~ ~~ 

Pull i ng ashes Done p u l l i n g  500° 
ashes  

2 4% E.S.P. malfunct ion Adjus t ing  b o i l e r ,  540° 
t roub le shoo t ing  
E.S.P. 

. .. 

FEMP 
Boi 1 er P1 a n t  

EXCESS OPACITY REPORT 

\ Month/Year: March, 1996 

Opaci ty  limit: 20% Monitored Source: Bo i l e r  No. 3 

Company Name: Fernald Environmental Res to ra t ion  Management Corporat ion 

Location: Fernald; Ohio I '. . 
. . ;: 

1 . .  Operating Hours: PAGE 4 
. .  * xT-- S t a r t  End Opaci ty(%) I Cause I Cor rec t ive  Action 

6:06 P.M. 35% I P u t  f i r e  i n  b o i l e r  Adjus t ing  fuel  I <250° i 
. I bed 

7:42 P.M. 23% I P u t  f i r e  i n  b o i l e r  Adjus t ing  fuel  I <250° : I bed 
" 8. 

. .i . .  

! 
. +  

8:06 P.M. 

8:30 P.M. 

7:24 A.H. 

- 

8:48 A.M. , ,2 

r. 
12:OO MID avg 2535% E.S.P. malfunct ion Adjus t ing  b o i l e r ,  510° 

t roub le shoo t ing  
E.S.P. 

t roub le shoo t ing  
E.S.P. 

avg 25-35% E.S.P. malfunct ion Adjus t ing  b o i l e r ,  530° 3/20 1 12:OO HID 2:30 A.M. 

3/20 1 4:06 A.M. 4:12 A.M. 

I I  



12:42 P.M. 

10:36 P.M. 

7:OO P.M. 

10:42 P.M. 

FEMP 
Boi 1 er P1 a n t  

EXCESS OPACITY REPORT 

Month/Year: MARCH, 1996 
. .  

Opaci ty  Limit: 20% Monitored Source: Bo i l e r  No. 3 

Company Name: Fernal d Environmental Res to ra t ion  Management Corpora t ion  

Location: Fernald,  Ohio 

Operating Hours: PAGE 5 

7 S t a r t  Cause 1 C o r r e c t i v e  Action Opacity(%) 

I 

3/20 38% E.S. P: mal func t ion  
5400 /I Adjus t ing  boi 1 e r ,  

, t roub le shoo t ing  
1 E . S . P .  

' Adjus t ing  b o i l e r ,  ' t r o u b l e s h o o t i n g  ' E.S.P. 

4:12 A.M. 4:18 A . M .  

4:18 A.M. 4:24 A.M. -I-- 32% 3/20 E. S .  P .  mal func t ion  

Adjus t ing  b o i l e r ,  
t roub le shoo t ing  
E.S.P. 

540° I 
I 
I 

3/20 3 6% E. S .  P .  malfunction 
. .  

E. S . P . mal func t  i on 540° / '  3/20 30% A d j u s t i n g  b o i l e r ,  
t roub le shoo t ing  
E.S.P.  I 

I 

530° 

i 

9:42 A.M. 3:30 P.H.  I 
~~ 

A d j u s t i n g  boi 1 er, 
t roub leshoo t ing  
E . S . P .  

E.  S .  P . mal func t ion  avg-25-35X 3/20 
I 

540° Rapped E.S.P. Done rapping  2 6% 3/20 

avg-2 5 3 5 %  E. S. P. mal func t ion  5450 3/21 Adjus t ing  b o i l e r ,  
t roub le shoo t ing  
E.S.P. 
Adjus t ing  fuel 
f eed  

26% 3/21 P u l l  i ng ashes 550° 



avg-22'L E.S.P. malfunction Adjus t ing  b o i l e r ,  535O 
t roub leshoo t ing  
E.S.P. 

7:42. P.M. 21% P u l l  i ng ashes  Done p u l l  i n g  ashes 530° 

7:30 A.M. 

8:48 P.M. 

7:36 A.M. 22% Pull  ing a shes  Done p u l l i n g  ashes 520° 

8:54 P.M. 24% Taking b o i l e r  o f f  Adjus t ing  fuel bed 510° 
1 ine 

! 

i 

- - ~. - .. _. - - - - - - - - - 

F EMP 
B o i l e r  Plant  

EXCESS OPACITY REPORT 

'. , 
flonth/Year: MARCH, 1996 

: .  

Monitored Source: Boi le r  No. 3 Opaci ty  Limit: 20% 

Company Name: Fernald Environmental Res to ra t ion  Management Corpora t ion  

. Location: Fernald, '  Ohio 

Operating Hours: PAGE 6 

3/22 

[11:18 A.M. 3/22 11:12 A.M. I E.S.P. malfunction Adjus t ing  b o i l e r ,  540° I I t roub le shoo t ing  
i I I E.S.P. I 

- 

I 1 

3/22 ' 4:42 P.M. 3:42 P.M. 

3/22 6:42 P.M. 1:00 A.M. 

3/23 5:OO A.M. 1O:OO A.M. 

I 
7:36 P.M. 3/23 

3/24 

3/24 



Monitored Source: Boiier No. 3 

FEMP 
Boiler Plant 

EXCESS OPACITY REPORT 

Month/Year: MARCH, 1996 

Opacity Limit: 20% 

Company Name: Fernald Environmental Restoration Management Corporation 

Location: Fernald, Ohio 

Operating Hours : PAGE 7 

Day - 
3/25 

3/25 

3/25 

3/26 

3/26 

3/26 

3/26 

3/26 

3/26 

3/27 

3/27 

3/27 

3/27 

3/27 

3/28 

3/28 

3/28 

I 



.- . 

Day S t a r t  End Opacity 

. 

Cause C o r r e c t i v e  E.P. 

'.! 
:: 

(XI 

. .  . .  

Act ion  Temp 

. .- 

FEMP 
B o i l e r  P l a n t  

EXCESS OPACITY REPORT 

Honi tored Source: B o i l e r  No. 3 

Company Name: Ferna ld  Environmental Restorat ion Management Corpora t ion  

Locat ion:  Ferna ld ,  Ohio 

Operat ing Hours: PAGE 8 

Month/Year: MARCH, 1996 

Opaci ty  L i m i t :  20% 

.3/28 5:54 A.M. 

3/28 6:OO A.M. 

3/28 6:06 A.M. 

3/28 6:18 A.M. 

3/28 6:54 A.M.  

3/28 11:54 A.M.  

3/28 12:oo P.M.  

3/28 12:06 P.M.  

3/28 10:36 P.M. 

3/28 10:42 P.M. 



FEMP 
Boi 1 er P1 ant 

EXCESS OPACITY REPORT 

Monitored Source: Boiler No. 3 

Month/Year: MARCH, 1996 

Opacity Limit: 20% 

Company Name: Fernald Environmental Restoration Management Corporation 

Location: Fernald, Ohio 

Operating Hours: PAGE 9 

Day Start End Opacity Cause Corrective E.P. 
(%I Action Temp 
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F EMP 
Boiler Plant 

EXCESS OPACITY REPORT 
f 

Month/Year: MARCH, 1996 
.. . i .  . .* . 

. .  

b -  

.. . 

Monitored Source: Boiler No. 3 Opacity Limit: 20% 

Company Name: Fernald Environmental Restoration Management Corporation 

Location: Fernald, Ohio 

Operating Hours: PAGE 10 




