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TOTAL BINDER
WEIGHT

44-F-001 44-CY-002A,8 44-CY-001A,B 44-CY-003 . 44-CY-004 44-CY-005
ADDTTIVE FEEDER VENT REGUCER CONVETOR BINDER CONVETOR ADDTYIVE CONVEYOR ABBTTIVE FEFOER FIEXTBLE ABDITIVE CONVEYOR
HEPA FILTER 223 LB/WR 334 LB/HR 556 LB/HR 536LB/HR, 5CU. FT. 556L6/HR
L 0.75 HP. 480V 0.75HP, 480V 5HP, 480V SHP, 480V 5HP, 480V
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55-2005 BRIQUETTE MAKING P&D
55-2011 RETRIEVAL/TREATMENT HVAC P&ID
55-2016 PACKAGING P&ID,
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; NOTES
1. TEMPERATURE LTS FOR THE A/C UNT 71-AC-001 ARE:
: B5'F ON THE RISE, AND
/N 7\]'] waeve am 81" ON THE DECREASE. :
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2. A/C UNIT.71-AG=-001 FURNISHED WITH INTEGRAL CONDENSER.

i
3. NOMINAL PRESSURE DIFFERENTIAL' BETWEEN
CONTAMINATION/CONTROLLED AREA AND THE AMBIENT IS -0.03"
W.G. (MIN). i

. NOMINAL PRESSURE DIFFERENTIAL BETWEEN THE
CONTAMINATION /CONTROLLED AREA AND THE AIRBORNE
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