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EXECUTIVE SUMMARY 

A Pre-Demolition Survey (PDS) was performed to enable compliant disposition and 
waste management of Building 881. Because this Type 2 Facility will be demolished, the 
characterization was performed in accordance with the Pre-Demolition Survey Plan 
(MAN-127-PDSP). Building surfaces characterized as part of.this PDS included the 
Building 881 2u1  floor, 2 d  floor Mezzanine and the 88 1/883 Tunnel interior floors, walls 
and ceilings. The Building 881 1 "  floor, 1st  floor mezzanine (Volume 3) and the 881 
Basement interior floors, walls and ceilings (Volume 2) will be reported in stand-alone 
PDSRs. The Building 881 exterior was characterized in accordance with Pre-Demolition 
Survey Plan (MAN-127-PDSP) requirements as part of the Building 881 Cluster RLCR. 
completed November 6, 2001. Environmental media beneath and surrounding Building 
881 was not within the scope of this PDS and will be addressed in accordance with the 
Soil Disturbance Permit process and in compliance with RFCA. 

The PDS encompassed both radiological and chemical characterization to enable 
compliant disposition and waste management pursuant to the D&D Characterization 
Protocol (MAN-077-DDCP). The characterization built upon physical, chemical and 
radiological hazards identified in the facility-specific Historical Site Assessment Report 
and Reconnaissance Level Characterization Report for the Building 881 Cluster. 

Final "as left" PDS results indicate that radiological, beryllium, RCRA/CERCLA 
constituents and PCBs do not exist in excess of the PDSP unrestricted release limits. 
PCB ballasts, and other hazardous waste items (e.g., mercury thermostats, fluorescent 
light bulbs, mercury vapor light bulbs, mercury-containing gauges, circuit boards, leaded 
glass, and lead-acid batteries) have been removed and disposed of in compliance with 
Environmental Protection Agency (EPA) and Colorado Department of Public Health and 
Environment (CDPHE) regulations. PCBs in paint meet the unrestricted release criteria 
of the RSOP for Facility Disposition (risk assessment 761.62c). All remaining 881 
building materials are inert. 

Asbestos abatement was conducted in Building 881 prior to the PDS. Friable and non-
friable asbestos containing building materials were removed per CDPHE, Regulation No. 
8, Part B, Emission Standards for Asbestos. Cinderbiock walls containing non-friable 
asbestos block filler remain in portions of the building. Prior to the use of explosives, the 
ACM block walls will be mechanically backfilled into the 881 basement and pit areas in 
accordance with the RFCA Contact Record (refer to RFETS Contact Record prepared by 
Steve Nesta on August 21, 2003). Small quantities of mastic remain in portions of the 
building and will be used as fill in the 881 basement. 

Based upon this PDSR, the Building 881 2' floor and 2 Ind floor Mezzanine can be 
demolished. The 88 1/883 Tunnel can be left in place. Demolition concrete rubble will 
be used for backfill on-site per the RFCA Recycling Concrete RSOP. Appropriate 
approvals have been obtained for leaving portions of the facility in-place underground. 
To ensure the facility remains free of contamination and PDS data remain valid, Level 1 
Isolation Controls have been established and the area posted accordingly. 



l'r'e-Demolition Survey Report, Building 881 2 d Floor. 2 Floor Mezzanine & 881/883 Tunnel 	Version 0. 6/8/04 
RocL Flats [rivijuninetital luelinuluny Site 	 I'auc I ui I I 

INTRODUCTION 

A Pre-Demolition Survey (PDS) was performed to enable compliant disposition and 
waste management of Building 881. Because this Type 2 Facility will be demolished, the 
characterization was performed in accordance with the Pre-Demolition Survey Plan 
(MAN-127-PDSP). Building surfaces characterized as part of this PDS included 
Building 881 2 d  Floor, 2 nd  Floor Mezzanine and the 88 1/883 Tunnel interior floors, pits, 
walls and ceilings. The Building 881 1 "  floor, 1St  floor mezzanine (Volume 3) and the 
881 Basement (Volume 2) interior floors, walls and ceilings will be reported in stand-
alone PDSRs. The Building 881 exterior was characterized in accordance with Pre-
Demolition Survey Plan (MAN-127-PDSP) requirements as part of the Building 881 
Cluster RLCR, completed November 6, 2001. Additional confirmatory surveys of 
Building 881 exterior and interior were performed and all results were less than the 
applicable PDS transuranic and uranium DCGL values. Environmental media beneath 
and surrounding Building 881 was not within the scope of this PDS and will be addressed 
in accordance with the Soil Disturbance Permit process and in compliance with RFCA. 

As part of the Rocky Flats Environmental Technology Site (RFETS) Closure Project, 
numerous facilities will be removed, among these is Building 881. The location of this 
facility is shown in Attachment A, Facility Location Map. This facility no longer 
supports the RFETS mission and will be removed to reduce Site infrastructure, risks 
and/or operating costs. 

Before this Type 2 Facility can be demolished, the Data Quality Objectives (DQOs) for a 
Pre-Demolition Survey (PDS) must be satisfied; this document presents the PDS results 
fi.r Building 881 2nd  floor, 2id  floor Mezzanine and the 88 1/883 Tunnel. The PDS was 
conducted pursuant to the Decontamination and Decommissioning Characterization 
Protocol (MAN-077-DDCP) and the Pre-Demolition Survey Plan for D&D Facilities 
(MAN-127-PDSP). The PDS built upon physical, chemical and radiological hazards 
identified in the facility-specific Historical Site Assessment Report and Reconnaissance 
Level Characterization Report for the Building 881 Cluster, dated November 6, 2001, 
Revision 0. 

1.1 Purpose 

The purpose of this report is to communicate and document the results of the Building 
881 2h1  floor, 2 rid  floor Mezzanine and the 88 1/883 Tunnel PDS effort. A PDS is 
performed prior to building demolition to define the pre-demolition radiological and 
chemical conditions of the facility. The pre-demolition conditions are compared with the 
release limits for radiological and non-radiological contaminants. PDS results will enable 
project personnel to make final disposition decisions, develop related worker health and 
safety controls, and estimate waste volumes by waste types. 
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1.2 Scope 

This rerort presents the pre-demolition radiological and chemical conditions of Building 
881 2 floor, 2d  floor Mezzanine and the 88 1/883 Tunnel. The Building 881 1" floor. 
1st floor Mezzanine (Volume 3) and the 881 Basement (Volume 2) interior floors, walls 
and ceilings will be reported in stand-alone PDSRs. Additionally, the stairwells leading 
from the 2id  floor down to the lower levels and the 149 elevator are also included in this 
report (i.e., survey units 881C12, 8811305, 881J10, 881J12). Environmental media 
beneath and surrounding the facilities are not within the scope of this PDSR and will he 
addressed in accordance with the Soil Disturbance Permit process and in compliance with 
RFCA. 

1.3 	Data Quality Objectives 

The Data Quality Objectives (DQOs) used in designing this PI)S eie the same DQOs 
identified in the Pre-Demolition Survey Plan for D&D Facilities (MAN-I .27-PDSP). 
Refer to section 2.0 of MAN-127-PDSP for these DQOs. 

HISTORICAL SITE ASSESSMENT 

A Facility-specific Historical Site Assessment (I-ISA) and Reconnaissance Level 
Characterization (RLC) was conducted to understand the facility history and related 
hazards. The HSA consisted of facility walk-downs, interviews and document revie\\. 
including review of the Historical Release Report, and were used to design the RLC. 'l'he 
Building 881 RLC was performed in the Fall of 2001, as part of the Building 881 Cluster 
RLCR (refer to Reconnaissance Level Characterization Report for the Building 881 
Cluster, dated November 6, 2001, Revision 0). Based on the RLC results, beryllium and 
radiological contamination was identified, and Building 881 was classified as a Type 2 
Facility. Therefore, a PDS characterization was required before demolition of the 
facility. The HSA, RLCR and in-process characterization results were used to identify 
PDS data gaps and needs, and to develop radiological and chemical PDS characterization 
packages. HSA and RLC documentation are located in the RISS Characterization Project 
files. 

3 RADIOLOGICAL CHARACTERIZATION AND HAZARDS 

3.1 In-Process Stripout and Decontamination 

Radiological contamination was identified during the RLC, as well as during the in-
process stripout and decontamination phase in numerous areas of the facility. Thus, 
extensive stripout and decontamination was required prior to the PDS. All potentially 
contaminated equipment, system piping, and block walls were removed from the building 
prior to PDS. After stripout and decontamination was completed, the areas were cleaned 
up, isolated and re-surveyed prior to turnover to the PDS Team. 

i-i 
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3.2 Transuranic Versus and Uranium Activity Areas 

Based on RLC data, and historical and process knowledge, transuranic and uranium 
activity were both a concern inside Building 881. Therefore, in-process media sampling 
was performed to determine transuranic and uranium areas of concern. Biased and 
random paint and concrete samples were collected throughout the building and were 
isotopically analyzed for transuranic and uranium contamination. Based on the isotopic 
results, Building 881 was divided into transuranic and uranium areas of concern. Any 
areas where the media samples were greater than the transuranic PDS unrestricted release 
criteria were designated transuranic areas and surveyed to the transuranic PDS 
unrestricted release criteria (i.e., SU 881C17 and 881J03). All other areas were 
designated uranium areas and surveyed to the uranium PDS unrestricted release criteria. 

Some areas that were initially designated as transuranic areas were decontaminated and 
re-sampled. If the re-sample results were less than the transuranic PDS unrestricted 
release criteria, then these areas were re-designated to uranium areas and surveyed to the 
uranium PDS unrestricted release criteria. Rooms 249 Pit, 267, 282 and 292 were re-
designated from transuranic to uranium areas via this method. Refer to Attachment B-I, 
Media Sample Results Table and Sample Location Map, for the "as left" media sample 
results and the sample locations. 

3.3 Stainless Steel Floor Areas 

Building 881 contains about 40,000 square feet of floor space that is covered over with 
14 gage 304L stainless steel plating. The stainless steel plating was welded to concrete-
embedded stainless steel channeling in approximately 3 x 8 feet rectangles. Random and 
biased locations underneath the stainless steel floor areas were surveyed during the 
RLCR. However, additional stainless steel floor areas were discovered during in-process 
stripout. Therefore, additional random and biased locations were chosen in the newly 
discovered stainless steel floor areas as well as in RLCR identified areas, to ensure an 
adequate sample population was collected. Electra probe sized holes (approximately 4 x 
8 inches) were made in the stainless steel flooring and surveys of the bare concrete were 
performed. Additionally, at any survey location that indicated total surface activity 
above 100 dpmllOOcm 2 , a concrete media sample was collected and isotopicallv analyzed 
for transuranic and uranium contamination. 
2r1d floor and 	floor mezzanine stainless steel floor areas were designated uranium 
areas and surveyed to the uranium PDS unrestricted release criteria, except for Room 
266C which was designated a transuranic area and surveyed to the transuranic PDS 
unrestricted release criteria. Since contamination above the uranium unrestricted release 
criteria was identified underneath the stainless steel flooring in Rooms 233 and 266C, 
stainless steel flooring was removed in these areas prior to the PDS. All final PDS 
stainless steel flooring surveys and sample results were less than the applicable PDS 
unrestricted release criteria. Refer to Attachment B-2, Stainless Steel Flooring 
Survey/Sample Results Table and Survey/Sample Location Maps, for the "as left" 
stainless steel flooring survey and sample results and locations. Based on discussions and 
agreements with DOE and CDPHE, the stainless steel flooring can remain in-place and 
be buried with the balance of the sanitary concrete demolition debris. 

ci 
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3.4 Room 266 Concrete Floor 

Based on discussions with previous 881 workers, there was a potential for Room 266 to 
contain embedded contamination in the concrete floor slab from previous 
decontamination work during an earlier remodeling period. During the previous 
remodeling/decontamination period, portions of the floor might have been partially 
removed and then recovered with new concrete, thus covering over some contamination. 
Therefore, during in-process stripout and decon of Room 266, ten (10) concrete floor 
core samples were collected in the area of interest. The area of interest was determined 
by performing six in-situ gamma spectroscopy measurements of the Room 266 concrete 
floor. Three of the six in-situ gamma spectroscopy measurements indicated elevated 
transuranic activity. Therefore, five of the 10 concrete floor core samples were collected 
within the area of elevated transuranic activity, the remaining five samples were collected 
at the outside boundaries of the elevated transuranic activity area. 

Once the 10 concrete floor core samples were collected, each sample was further 
subdivided by cutting the cores into thinner "biscuits" using either a concrete chop-sa\v 
or by manual methods (e.g. hammer and chisel). In other words, each of the ten 
cylindrical 3-inch diameter by 6-inch long core samples were cut into cylindrical 3-inch 
diameter by %-inch thick sub-sample "biscuits." If there were obvious lines or divisions 
within the core sample, then the biscuits were separated at these lines as well since these 
areas of the sample might have a higher potential of contamination. After the biscuits 
were cut, total surface activity surveys were performed on each side of the biscuits. 

Two biscuits had activity above the PDS unrestricted release criteria on the very top 
surface of the floor. Since these elevated locations (i.e., sample locations 7A & 8A) were 
on the top surface of the concrete floor, the top floor surfaces of these areas were 
decontaminated. Follow up surveys of these areas indicated that the elevated activity had 
been remediated. Two other biscuits had activity above the PDS unrestricted release 
criteria at the one-inch deep level. Since these elevated locations (i.e., sample locations 
IA & 813) were approximately one inch below the top surface of the concrete floor, the 
top one-inch of the floor surface in these areas were removed. Other floor surfaces 
surrounding these locations were decontaminated and/or removed. Follow up PDS 
surveys of these areas indicated that the elevated activity had been successfully 
remediated. 

Refer to Attachment B-5, Radiological Survey Unit Data Summary and Survey Maps. 
Survey Unit 881C.1 7 for the core survey and sample results and sample locations. Refer 
to Attachment B-5, Radiological Survey Unit Data Summary and Survey Maps, Swvct' 
Units 881CO3 and 8I ('017 results for follow up PDS surveys of these areas. 

I C/ 
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3.5 Building 881 Confirmatory Surveys (Exterior & Interior) 

The Building 881 exterior was characterized in accordance with the Pre-Demolition 
Survey Plan (MAN-127-PDSP) requirements as part of the Building 881 Cluster RLCR 
completed November 6, 2001. All of the exterior surveys performed during the Building 
881 Cluster RLCR were less than the applicable PDS uranium DCGL values. Additional 
confirmatory surveys of Building 881 exterior were performed during the 881 interior 
PDS survey, and all results were also less than the applicable PDS transuranic and 
uranium DCGL values. Additionally, interior confirmatory surveys (large area swipes 
and 100cm 2  area swipes) have been performed of all accessible areas. Refer to 
.\ttachment B-3, 881 Confirmatory Surveys, Radiological Data and Survey Maps for the 
building exterior and interior confirmatory radioloLTical survey data, survey locations, and 
radiological maps. 

3.6 PDS Planning and Preparation 

Building 881 was characterized for radiological hazards per the PDSP. Radiological 
characterization was performed to define the nature and extent of radioactive materials 
that may be present on the facility surfaces. Measurements were performed to evaluate 
the contaminants of concern. Based upon a review of the RLC, historical and process 
knowledge, building walk-downs, in-process survey and sample results, and MARSSIM 
guidance, a Radiological Characterization Plan was developed during the planning phase 
that describes the minimum survey requirements (refer to the RISS Characterization 
Project files for the 881 Radiological Characterization Plan). 

Building 881 radiological survey unit packages were developed in accordance with 
Radiological Safety Practices (RSP) 16.01, Radiological Survey/Sampling Package 
Design, Preparation, Control, Implementation and Closure. Refer to Attachment B-4. 
81 Survey Unit Maps for the locations of these survey units. Total surface activity 
(TSA), removable surface activity (RSA), and scan measurements were collected in 
accordance with RSP 16.02 Radiological Surveys of Surfaces and Structures. 
Radiological survey data were verified, validated and evaluated in accordance with RSP 
16.04, Radiological Survey/Sample Data Analysis. Quality control measures were 
implemented relative to the survey process in accordance with RSP 16.05, Radiological 
Survey/Sample Quality Control. Individual radiological survey unit packages are 
maintained in the RISS Characterization Project files. 

3.7 PDS Survey Results 

The table below summarizes the PDS radiological survey data by Survey Unit: 

/( 



6881 Survey Unit Breakdown TabJe 

Survey 
Survey MARSSIM Floor TSAs R,SAs scan 	"can lsi2t 

-- - 
Area lotope Area Description Total (m2) Survey Unit Class Justification I'DS Results 

Unit Class (m2) (minimum) (minimum) (titnitnunt) 	(minimum) 
(MU)  

Area had, prior to remediation, a All survey and sample resultS 
MU-B, Rooms 201. 223, 224, 

97-systematically 97-systematically potential for radioactive contamination, this survey unit are less than 
B 881B0 I Uranium I 225, 226, 227, 229, 229A, 230, 597 597 

grid, 5-QC grid 
100% 597 

or known contamination above the PDSP unrestricted release 
230A & 233 floor 

DCClL. Criteria. 

Area had, prior to remediation, a All survey and sample results 
MU-B. 201, 223, 224, 225, 226, 

23-systematically 23-systematically potential for radioactive comitamiTiation, this survey unit are less than 
B 881B02 Uranium 2 227, 229, 229A, 230, 230A & 597 70() 

grid, 2-QC grid 
25% 175 

or known contamination, but was not P[)SP unrestricted release 
233 walls and ceilings 

expected to exceed the DCGLW criteria. 

Area had, pnor to remediation, a All survey and sample resulb 

MU-C Rooms 280A & 280B, 16-systematically 16-systematically potential for radioactive contamination, this survey unit are less than 
C 881C0l Uranium I 

floor 
33 33 

grid. 2-QC grid 
100% 33 

or known contamination above the PDSP unrestricted release 

DCGLw. criteria. 

Area had, prior to remediation. a All survey and sample results iii 

C 881CO2 Uranium 2 
MU-C Rooms 280A & 280B, 

33 157 
15-systematically IS-systematically 

79 
potential for radioactive contamination, this survey unit are lessthatt 

walls and ceilings grid, 2-QC grid or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW, criteria. 

Area had, prior to remediation, a All survey and sample resultsu 

54-systematically 54-systematically potential for radioactive contamination, this survey unit are less than tht, 
C 881CO3 Uranium I MU-C Rooms 267 & 282, floor 344 344 

grid, 3-QC grid 
100% 344 

or known contamination above the PDSP unrestricted release 

L)CGL. criteria. 

Area had, prior to remediation, a All survey and sample results w 

MU-C Rooms 267 & 282, 21 -system 	atically 21-systematically potential for radioactive contamination, this survey unit are less than thc 
C 881C04 Uranium 2 

walls, columns and ceilings 
344 545 

grid, 2-QC grid 
25% 137 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the IDCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results iii 
MU-C Rooms 260, 264, 264A, 

1-systematically 5 1 -systematically potential for radioactive contamination, this survey unit are less than flic 
C 881C05 Uranium I 265, 265A, 265B. 268A. & 269, 307 307 

grid, 2-QC grid 
100% 307 

or known contamination above the PDSP unrestricted release 
floor 

DCGLw. criteria. 

Area had, prior to remediatiomm, a All survey and sample results mm 
MU-C Rooms 260, 264, 264A, 

18-systematmcally 18-systematically potential for radioactive commtaminamion, this survey unit are less than dir 
C 8811206 Uranium 2 265, 265A, 265B, 268A, & 269, 307 531 

grid, 2-QC grid 
25% 133 

or known contamination, but was not PDSP unrestricted release 
walls and ceilings 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results 

24-systematically 24-systematically potential for radioactive contamination, this survey unit are less than Ow 
C 881C07 Uranium 2 MU-C Rooms 286 35 250 

grid, 2-QC grid 
25% 63 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCCILW. criteria. 

Area had, prior to remediation, a All survey and sample resuht 	is 

20-systematically 20-systematically potential for radioactive contatninatmon, this survey unit are less than th, 
C 881C08 Uranium I MU-C Room 254, floor 61 61 

grid, 2-QC grid 
100% 61 

or known contamination above the PDSP unrestricted release 

DCGLW. criteria, 

Area had, prior to remediation, a All survey and sample results 

MU-C Room 254, walls and 16-systematically 16-systematically potential for radioactive contamination, this survey unit are less than hr 
C 881C09 Uranium 2 

ceilings 
61 198 

grid, 2-QC grid 
50% 99 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW criteria. 
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8881 Survey Unit Breakdown Table 

Sursey 
Survey 	 MARSSIM 	 Floor 	 TSAs 	 RSAs 	 '" ,can 	Scm (ni2) 

Area 	
Unit 	 Class 	 (m2) 	 (minimum) 	(minimum) 	(miniuluns) (minimum) 

lotope Area 	 Description 	 Total (m2) 	 Survey Unit (lass Justification 	 PUS Results 

(MU) 

Area had, prior to remediation, a All survey and sample results mm 

MU-C Rooms 266E, 280, 28 1, 51-systematically 51 -systematically potential for radioactive contamination, this survey unit are leas than thc 
C 88 ICIO Uranium 1 

283 & 283A floor 
303 303 

grid, 3-QC grid 
100% 303 

or known contamination above the PDSP unrestricted release 

DCGLw, criteria. 

Area had, prior to remediation, a All survey and sample results in 

MU-C Rooms 266E, 280, 281, 21 -systematically 21 -systematically potential for radioactive contamination, this survey unit are less than tli 
C 881Cl I Uranium 2 

283 & 283A, walls and ceilings 
303 904 

grid, 2-QC grid 
25% 226 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria 

Area had, prior to remediation, a All survey and sample results iii 

24-system atically 24-systematically potential for radioactive contamination, this survey unit are less than the 
C 881C12 Uranium 2 MU-C Stairwells 134 & 156 64 370 

grid, 2-QC grid 
25% 93 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remnedmation, a All survey and sample results 'mm 

MU-C Rooms 239, 240, 241, 59-systematically 59-systematically potential for radioactive contamination, this survey unit are less than the 
C 88lC13 Uranium I 

252, 253. 255 & 288 Floor 
338 338 

grid, 3-QC grid 
100% 338 

or known contamination above the PDSP unrestricted release 

DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results In 
MU-C Roonts 239,240,241, 

24-systematically 24-system atically potential for radioactive contamninalton, this survey unit are less than tic 
C 88lC14 Uranium 2 252, 253, 255 & 288 walls and 338 918 

grid, 2-QC grid 
2 5% 230 

or known contamination, but was not PDSP unrestricted release 
ceilings 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results III 

MU-C Rooms 250,251, 256, 98-systematically 98-system atically potential for radioactive contamination, this survey unit are less than time 
C 881C15 Uranium I 

258. 259, 272 & 276 Floor 
598 598 

grid, 5-QC grid 
00% 598 

or known contamination above the PDSP unrestricted release 

DCGL- criteria, 

Area had, prior to retnediation, a All survey and sample results III 
MU-C Rooms 250,251, 256, 

20-systematically 20-systematically potential for radioactive contamination, this survey unit are less than time 
C 88106 Uranium 2 258. 259. 272 & 276, walls and 598 1,278 

grid, 2-QC grid 
30% 384 

or known contamination, but was not POSP unresiricted release 
ceilings 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediatioit, a All survey and sample results my 

MU-C Room 266. floor, walls, 
62-systematically 

62-systematically potential for radioactive contaminatiots, this survey unit are less than tle 
C 88lC17 Transuranic I 

and ceiling 
260 556 grid, 4-QC 	10 

grid 
100% 556 

or known contamination above the PDSP unrestricted release 
floor core samples 

DCGL criteria 

Area had, prior to remediation, a All survey and sample results mc 

65-systematically 
165- 

potential for radioactive contamination, this survey unit are less thaim tim. 
D 881 1)01 Uranium I MU-D Rooms 232 & 242. floor 1.030 1.030 

grid, 9-QC 
systematically 00% 1,030 

or known contamination above the PDSP unrestricted release 
grid 

DCGLW criteria. 

Area had, prior to remediation, a All survey and sample results em 

MU-D 232 & 242, walls and 19-system atically 19-systematically potential for radioactive contamination, this survey unit are less than time 
1) 8811)02 Uranium 2 

ceiling 
1,030 1.619 

grid, 2-QC grid 
25% 405 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation. a All survey and sample results 

130-systematically 
130- 

potential for radioactive contamination, this survey unit are em than the 
I) 8811)03 Uranium I MU-D Mezzanine, floor 859 859 

grid. 7-QC 
systematically 100% 859 

or known coniamnination above the PDSP unrestricted release 
end 

DC(i,L,, mmcm,, 
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B881 Survey Unit Breakdown Table 

Surve. 
Surves 	 MARSSI\l 	 Floor 	 TSAs 	 RSAs 	% Scan 	Scan (m2) 

Unit 
Area 	

Class 	 (m2) 	 (minimum) 	(minimum) 	(minimum) (minimum) 
lotope Area 	 Description 	 Total (mZ) 	 Survey Unit Class Justification 	 PDS Results 

(MU) 

Area had, prior to remediation, a All survey and sample results in 

I) 881 1)04 Uranium 2 
MU-I) Mezzanine, walls and 

859 .640 
17-system atically 17-systematically 

50% 820 
potential for radioactive contamination, this survey unit are less than the 

ceiling grid. 2-QC grid or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

ID 8811)05 Uranium I MU-I) 149 Elevator 8 126 
2 I-systematically 2 1 -systematically 

100% 126 
potential for radioactive contamination, this survey unit are less than the 

grid, 2-QC grid or known contamination above the PDSP unrestricted release 

DCGLW criteria. 

19-systematically 100% flo or, 
Area had, prior to remediation, a All survey and sample results in 

19-systematically potential for radioactive contamination, this survey unit are less than FEte 
U 881GOl Uranium I Rooms 293A, 295, all surfaces 156 494 grid, 10-biased, 2- 

grid, 10-biased 
25% walls & 244 

or known contamination above the PDSP unrestricted release 
QC ceiling 

DCGLw criteria. 

Area had, prior to remediation, a All survey and sample results in 
18-systematically 

I 8-systematically 
100% floor, 

potential for radioactive contamination, this survey unit are less than the 
U 88 lGO2 Uranium I MU-U Mezzanine, all surfaces 333 889 grid, 10-biased, 2- 

grid, 10-biased 
20% walls & 445 

or known contamination above the PDSP unrestricted release 
QC ceiling 

DCGL. criteria. 

Area hart, prior to remediation, a All survey and sample results in 

U 881UO3 Uranium I MU-U 881-883 Tunnel, floor 135 135 
23-systematically 23-systematically 

100% 135 
potential for radioactive contamination, this survey unit are less than the 

grid. 2-QC grid or known contamination above the PDSP unrestricted release 

DCGLW. Criteria. 

Area had, prior to remediation, a All survey and sample results in 

2 
MU-U 881-883 Tunnel, walls 

135 624 
22-systematically 22-systematically 

50% 312 
potential for radioactive contamination, this survey unit are less than the 

U 881U04 Uranium 
and ceilings grid, 2-QC grid or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

19-systematically 19-systematically potential for radioactive contamination, this survey unit are less than the 
G 881U05 Uranium I MU-U Room 292, floor 76 76 

grid, 2-QC grid 
100% 76 

or known contamination above the PDSP unrestricted release 

DCULW, criteria. 

Area had, prior to remeajiation, a All survey and sample results in 

MU-U Room 292, walls and 20-system atically 20-systematically potential for radioactive Contamination, this survey unit are less than the 
U 881G06 Uranium 2 

ceilings 
76 171 

grid, 2-QC grid 
50% 86 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCULW. criteria. 

Area had, prior to remnediation, a All survey and sample results in 

45-aysteinatically 45-systematically potential for radioactive contamination, this survey wilt are less than the 
U 881U07 Uranium I MU-U Rooms 293,294, floor 250 250 

grid, 3-QC grid 
100°!. 230 

or known contamination above the PDSP unrestricted release 

DCUL. criteria. 

Area had, prior to remediation. a All survey and sample results in 

MU-U Rooms 293, 294; walls 16-systematically lb-systematically potential for radioactive contamination, this survey unit are less than the 
U 88lG08 Uranium 2 

and ceilings 
250 950 

grid. 2-QC grid 
25% 238 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCULW. criteria. 

Area had, prior to reinediatiomi. a All survey and sample results in 

113-systematically 
113- 

potential for radioactive contamination, this survey unit are less than the 
U 881U09 Uranium I MU-U Rooms 296 & 297, floor 735 735 

grid. 6-QC 
systematically 100% 735 

or known contamination above the PDSP unrestricted release 
grid 

DCGI_x criteria 
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B881 Survey Unit Breakdown Table 

Survey 
Survey 	 MARSSIM 	 Floor 	 TSAs 	 RSAs 	% Scan 	Scan (m2) 

Area 	
Unit 	 Class 	 (m2) 	 (Ininilnum) 	(minimum) 	(mimnlutn) (minimum) 

lotope Area 	 Description 	 Total (m2) 	 Survey Unit Class Justification 	 PDS Results 

(Si U) 

Area had, prior to remediation, a All survey and sample results in 

0 881010 Uranium 2 
MU-G Rooms 296 & 297, walls 

735 2,152 
15-systematically 15-systematically 

50% 1,076 
potential for radioactive contamination, this sunny unit are less than the 

and ceilings grid, 2-QC grid or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

110-systematically 
110- 

potential for radioactive contamination, this survey unit are less than the 
0 881011 Uranium I MU-G Rooms 244.245; floor 676 676 

grid, 6-QC 
systematically 

. 
100% 676 

or known contamination above the PDSP unrestricted release 
gn d  

DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

MU-G Rooms 244, 245; walls IS-systematically IS-systematically potential for radioactive contamination, this survey unit are less than the 
0 881G12 Uranium 2 

and ceilings 
676 1,314 

grid, 2.QC grid 
50% 657 

or known contamination, but was not PDSP unrestncted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

O 881013 Uranium 2 
MU-G Rooms 247, 248, 249; 

302 1,770 
16-systematically 6-systematically 

50% 885 
potential for radioactive contamination, this survey unit are less than the 

walls and ceilings grid, 2-QC grid or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation. a All survey and sample results in 

MU-C Room 249A Pit, all 15-systematically IS-systematically potential for radioactive contamination, this survey unit are less than the 
O 881014 Uranium I 

surfaces 
I 4 

grid, 2-QC grid 
00% 4 

or known contamination above the PDSP unrestricted release 

DC0L. criteria. 

Area had, prior to remediation, a All survey and sample results in 

16-systematically 16-systematically potential for radioactive contamination, this survey unit are less than the 
0 881015 Uranium I MU-C Room 246; floor 36 36 

grid, 2-QC grid 
100% 36 

or known contamination above the PDSP unrestricted release 

DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

MU-G Room 246, walls and IS-systematically 15-systematically potential for radioactive contamination, this survey unit are less than the 
0 881016 Uranium 2 

ceilings 
36 236 

grid, 2.QC grid 
50% 118 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

MU-C Rooms 247, 248, 249; 5 1 -systematically 51-systematically potential for radioactive costamination, this survey unit are less than the 
G 881017 Uranium I 

floor 
302 302 

grid, 3-QC grid 
100% 302 

or known contamination above the PDSP unrestricted release 

DCGL. criteria. 

Area had, prior to remediation, a All survey and sample results in 

MU-H, 159 Elevator, all 18-systematically I 8-systematically 
100% floor, 

potential for radioactive contaminarlon, this survey unit are less than the 
H 881H03 Uranium 2 

surfaces 
6 89 

grid, 2-QC grid 
50% walls & 45 

or known contamination, but was not PDSP unrestricted release 
ceiling 

expected to exceed the DCOLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

150-systematically 
ISO- 

potential for radioactive contamination, this survey unit are less than the 
881101 Uranium I MU-i West, Room 201. floor 934 934 

grid. 8-QC 
systematically 100% 934 

or known contamination above the PDSP unrestricted release 
grid 

DCGLw. criteria. 

Area had, prior to remediation. a All survey and sample results in 

J 881)02 Uranium 2 
MU-I West, Room 201, walls 

934 1,296 
24-systematically 24-systematically 

50% 648 
potential for radioactive contamination, this survey unit are less than the 

and ceilings grid, 2-QC grid or known contamination, but was not PDSP unrestricted release 

e'.pected to esceed the DCGI,W criteria 
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B881 Survey Unit Breakdown Table 

Survey 
Survey 	 MARSSIM 	 Floor 	 TSAs 	 RSAs 	% Scan 	Scan (ns2) 

Area 	
Unit 	 Class 	 (m2) 

lutope Area 	 Description 	 Total (m 	
(minimum) 	(minimum) 	(minimum) (minimum) 

2) 	 Survey Unit Class Justification 	 PDS Results 

(54 U) 

Area had, prior to remediation, a All survey and sample results in 

MU-i, Room 211; floor, walls 2 I-systematically 2 I-systematically potential for radioactive contamination, this survey unit are less than the 
88lJ03 Transuranic I 

and ceiling 
24 24 

grid, 2-QC grid 
100% 24 

or known contamination above the PDSP unrestricted release 

DCGLW criteria. 

Area had, prior to remediation, a All survey and sample results in 

J 881104 Uranium I 
MU-i Room 275 (includes 

589 589 
117-systematically 

1t7- 

systematically 100% 589 
potential for radioactive contamination, this survey unit are less than the 

room 271), floor grid, 5-QC or known contamination above the PDSP unrestricted release 
grid 

DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

J 881J05 Uranium 2 
MU-i Rooms 275 (includes 

589 859 
17-systematically I 7-systematically 

25% 215 
potential for radioactive contatninatiolt, this survey unit are less than the 

room 271), walls and ceilings grid, 2-QC grid or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediatiots, a All survey and samtsple results in 

J 881106 Uranium I MU-i Room 288A, floors 73 73 
15-systematically IS-systematically 

100% 73 
potential for radioactive contamination, this survey unit are less than the 

grid, 2-QC grid or known contamination above the PDSP unrestricted release 

DCGL. criteria. 

Area had, prior to remnediation, a All survey and sample results in 

MU-i Room 288A. walls and 
73 258 

24-systematically 24-systematically 
50% 126 

potential for radioactive contamination, this survey unit are less than the 
881107 Uraniutn 2 

ceilings grid, 2-QC grid or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW criteria. 

Area had, prior to remediation, a All survey and sample results in 

24-systematically 24-systematically potential for radioactive contammnatioti, this survey unit are less than the 
881i08 Uranium I MU-i Room 288B, floors 70 70 

grid, 2-QC grid 
100% 70 

or known contamination above the PDSP unrestricted release 

DCGLw. criteria. 

Area had, prior to remediation, a All survey and sample results in 

2 
MU-J Room 288B, walls and 

70 246 
7-system atically 17-systematically 

50% 123 
potential for radioactive contamination, this survey unit are less than tlte 

881109 Uranium 
ceilings grid. 2-QC grid or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

MU-i Rooms 234, 237,29 1, 49-systematically 49-systematically potetitial for radioactive contamination, this survey unit are less than the 
J 88li10 Uranium I 

Stairwells 167 & Ill, floors 
295 295 

grid, 3-QC grid 
100% 295 

or known contamination above the PDSP unrestricted release 

DCGLW. criteria. 

Area had, prior to remediation, a All survey and samsiple results in 
MU-i Rootns 234, 237, 291, 

23-systematically 23-system atically potential for radioactive contamination, this survey unit are less than the 
881J1 I Uranium 2 Stairwells 167 & Ill, walls and 295 1,051 

grid, 2-QC grid 
25% 263 

or known contaminatiots, but was not PDSP unrestricted release 
ceilings 

expected to exceed the DCGLW. criteria. 

Area had, prior to reinediation, a All survey and sample results in 

MU-i Stairwell 133, floor, 24-systematically 24-systematically potential for radioactive contamination, this survey unit are less than the 
881i12 Uranium 2 

walls and ceiling 
73 241 

grid, 2-QC grid 
50% 121 

or known contamination, but was not PI)SP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area is not expected to contain residual All survey and sample results in 
South Supply Plenum, Rooms I  5-systetnaticalty 

IS-systematically radioactivity, or expected to contain this survey unit are less than the 
L 881L0l Uranium 3 301, 302, 302A, 303, 305, 306, 1,082 3,717 grid, 20-biased, 2- 

grid, 20-biased 
10% 372 

levels of residual radioactivity at a PDSP unrestricted release 
307, 308; all surfaces QC 

small fractton of the DCGLS criteria 
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B881 Survey Unit Breakdown Table 

Survey 
Survey 	 MARSSIM 	 Floor 	 TSAs 	 RSAs 	 % Scan 	Scan (ml) 

Area 	
Unit 	 Class 	 (m2) 	 (minimum) 	(minimum) 	(minimum) (minimum) 

lotope Area 	 Description 	 Total (m2) 	 Survey Unit Class Justification 	 PDS Results 

(NI U) 

Area is not expected to contain residual All survey and sample results in 

North Supply Ptenutn, Rooms 
15-systematically 

15-systematically radioactivity, or expected to contain this survey unit are less than the 
L 881L02 Uranium 3 

311, 311A, 31 IB; all surfaces 
310 1,113 grid, 10-biased. 2- 

grid, 10-biased 
10% 112 

levels of residual radioactivity at a PDSP unrestricted release 
QC 

small fraction of the DCOLw. criteria. 

Area had, pnor to remediation, a All survey and sample results in 

M U-R South Loading Dock, 16-system atically 16-systematically potential for radioactive contamination, this survey unit are less than the 
R 881R01 Uranium I 

floors 
103 103 

grid, 2-QC grid 
100% 103 

or known contamination above the PDSP unrestricted release 

DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

MU-R South Loadittg Dock, 22-system atically 22-systematically potential for radioactive contamination, this survey unit are less than the 
R 881R02 Uranium 2 

walls and ceilings 
103 452 

grid, 2-QC grid 
25% 113 

or known contamination, but was not PDSP unrestricted release 

expected to exceed the DCGLW. criteria. 

Area had, prior to remediation, a All survey and sample results in 

I 
ST2 Exhaust Tunnel and Base, 

41 273 
28-systematically 28-systematically 

100% 273  
potential for radioactive contamination, this survey unit are less than the 

S 88lS02 Uranium 
all surfaces grid, 2-QC grid or known contamination above the PDSP unrestricted release 

DCGLV ri/tenS. 
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All final "as left" PDS radiological survey results were less than the applicable PDSP 
unrestricted release limits. Radiological survey unit data, statistical analysis results. 
survey locations and radiological scan maps are presented in Attachment B-5 
Radiological Survey Unit Data Summary and Survey Maps. To ensure the facility 
remains free of further contamination and PDS data remain valid, Level I -Isolation 
Controls have been established and the areas posted accordingly. 

4 CHEMICAL CHARACTERIZATION AND HAZARDS 

Building 881 was characterized for chemical hazards per the PDSP. Chemical 
characterization was performed to determine the nature and extent of chemical 
contamination that may be present on, or in Building 881. Based upon a review of 
historical and process knowledge, visual inspections, and PDSP DQOs, additional 
sampling needs were determined. A Chemical Characterization Plan was developed 
during the planning phase that describes sampling requirements and the justification for 
the sample locations and estimated number of samples. The contaminants of concern 
were asbestos, beryllium, metals, RCRAICERCLA constituents and polychlorinatecl 
hiphenyls (PCBs). Refer to Attachment C, Chemical Summary Data and Sample A'Iaps, 
for details on sample results and sample locations. Level 1 Isolation Control postings are 
displayed on affected structures to ensure no hazardous materials are introduced. 

4.1 Asbestos 

A survey of building materials suspected of containing asbestos was conducted hetre 
and during in-process stripout and decontamination. A CDPHE-certified asbestos 
inspector conducted the inspections and sampling in accordance with the Asbestos 
('haracterjzation Protocol, PRO-563-AC'PR, Revision 1. Building materials suspected of 
containing asbestos were identified for sampling at the discretion of the inspector. Prior 
to the PDS, friable and non-friable asbestos abatement and satisfactory clearance 
sampling was conducted per CDPHE, Regulation No. 8, Part B, Emission Standards for 
Asbestos. Cinderbiock walls containing non-friable asbestos block filler remain in 
portions of the building as fill in the 881 basement and pit areas in accordance with the 
RFCA Contact Record (refer to RFETS Contact Record prepared by Steve Nesta on 
August 21, 2003). Small quantities of mastic remain in portions of the building and will 
he used as fill in the 881 basement. On this basis, no additional asbestos sampling was 
required or performed as part of the PDS. 

4.2 Beryllium (Be) 

During the in-process stripout and decontamination phase of the 881 project, all areas 
containing loose beryllium contamination were decontaminated to below the unrestricted 
release limit of 0.2 pg/100cm 2 . The use of fixatives was not necessary to decontaminate 
the areas below the unrestricted release limit. Since Building 881 was on the list of 
Known Beryllium Areas, both random and biased PDS sampling was required. Once the 
areas were de-posted from beryllium controls and the areas were isolated from the 
adjacent work areas, random and biased beryllium PDS swipes were collected. In 
addition to the random and biased PDS swipes, 189 in-process de-posting beryllium 
swipes are also included in the below PDS Beryllium Results Summary Table, as biased 
swipe data. 
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Building 881 was sub-divided into five (5) Beryllium Areas per the PDSP. The five (5) 
areas were: 1) second floor mezzanines and 88 1/883 tunnel, 2) second floor, 3) first floor 
mezzanines, 4) first floor, and 5) basement. Random and biased beryllium smear samples 
were collected in Building 881 in accordance with the PDSP and the Beryllium 
Characterization Procedure, PRO-536-BCPR, Revision 0, September 9, 1999. The table 
below summarizes the "as left" PDS beryllium swipe data for the 2nd  floor, 2nd  floor 
mezzanine and 88 1/883 tunnel. All beryllium PDS swipe results were less than the action 
levels of 0.2 .tg/100cm 2  and 0.1 pg/100cm 2 . Detailed PDS beryllium laboratory swipe 
data and location maps are contained in Attachment C-I, PDS Beryllium Data Siiminan' 
and Sample Maps. Detailed in-process biased beryllium laboratory swipe data ate 
contained in Attachment C-2, In-process Biased Beryllium Daic'. 

881 PDS Beryllium Summary Table 

Beryllium Area Random Swipes Random Swipes Biased Swipes Swipes Results 
Required Collected Collected  

Second Floor 57 59 10 All swipe results below 
Mezzanines & PDS action levels 

88 1/883_Tunnel  
Second Floor 75 78 3 All swipe results below 

___ _________________  PDS action levels 

In-process - 2' 0 0 189 All swipe results below 
l:l oor  & Mezzanine PDS action levels 
&_88 1/883_Tunnel  

Totals 132 137 202 All swipe results below 
PDS action Ie 	el 

4.3 RCRA/CERCLA Constituents lincluding metals and volatile organic 
compounds (VOCs)I 

Based on the Reconnaissance Level Characterization Report for the Building 8' / 
Cluster, dated November 6, 2001, and personnel interviews, facility walk-downs, in-
process sample data, and a review of historical WEMS/WSRIC processes, Building 881 
does not contain evidence of RCRA/CERCLA contamination. Furthermore, during the 
881 RLC samples were taken and analyzed for metals, VOCs and SVOCs. All results 
were less than the regulatory limits confirming Building 881 is not contaminated by 
RCRA/CERCLA constituents. 

All of the ancillary equipment associated with the permitted RCRA Storage Unit 887.2 
was removed from Building 881 and appropriately managed and disposed of as LLM 
waste. All other temporary storage areas that may have managed RCRA regulated waste 
were evaluated and no additional closure activities were required. Closure of RCRA 
Storage Unit 887.2 cannot be completed until Building 887 meets clean closure criteria or 
is removed and disposed of per RCRA regulations, which will be addressed in the PDSR 
for Building 887. Therefore, no additional RCRA/CERCLA sampling was required or 
performed as part of the PDS. 

I 
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Ihe building may have contained some RCRA regulated items, such as mercury 
thermostats, fluorescent light bulbs, mercury vapor light bulbs, mercury containing 
gauges, circuit boards, and lead-acid batteries. However, these items have been removed 
and managed in accordance with the Colorado Hazardous Waste Act. 

4.4 Polychlorinated Biphenyls (PCBs) 

Based on the HSAR for the Building 881, personnel interviews, facility walk-downs and 
a review of historical WSRIC processes, Building 881 did house machinery containing 
PCB oil. As part of the removal of equipment from the pits, oil was drained from several 
machines and containerized. Because one of the oil containers tested positive for PCBs, 
RLC concrete core sample were collected and analyzed to check oil-stained areas beneath 
the equipment. All results were below 1.0 ppm confirming the lack of PCB 
contamination in the Building 881. Therefore, no additional PCB sampling was required 
or performed as part ol the PDS. 

Demolition concrete rubble will he used for hacklill on-site per the RFCA Recycling 
Concrete RSOP. This concrete rubble material meets the i.mrestricted release criteria of 
the RSOP for Facility Disposition (specific to 40CFR 761 .62c). All remaining 881 
building materials are inert. 

5 PHYSICAL HAZARDS 

Physical hazards associated with Building 881 consists of those common to standard 
industrial environments, and include hazards associated with energized systems, utilities, 
and trips and falls. There are several below-grade levels in the building and a below-
grade tunnel leading to Building 883. The facility has been relatively well maintained 
and is in good physical condition, therefore, does not present hazards associated with 
building deterioration. Physical hazards are controlled by the Site Occupational Safety 
and Industrial Hygiene Program, which is based on OSHA regulations. DOE orders, and 
standard industry practices. 

6 DATA QUALITY ASSESSMENT 

Data used in making management decisions for decommissioning of Building 881, and 
consequent waste management, is of adequate quality to support the decisions 
documented in this report. The data presented in this report (Attachments B and C) were 
verified and validated relative to DOE quality requirements, applicable EPA guidance, 
and original project DQOs. 

In summary, the Verification and Validation (V&V) process corroborates that the 
following elements of the characterization process are adequate: 
• the number of samples and surveys 
• the types of samples and surveys; 
• the sampling/survey process as implemented 'in the field"; and 
• the laboratory analytical process, relative to accuracy and precision considerations. 

Details of the DQA are provided in Attachment D. 
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7 DECOMMISSIONING WASTE TYPES AND VOLUME ESTIMATES 

The decommissioning of Building 881 will not generate any wastes. All remaining 81 
building materials are inert. PCB ballasts and other hazardous waste items have been 
removed and managed pursuant to Site PCB and waste management procedures. 
Demolition concrete rubble will be used for backfill on-site per the RFCA Recycling 
Concrete RSOP and approval obtained from EPA in 2001 letter RE: Approval of the Risk-
Based Approachfor PolychlorinatedBiphenvl.v (PCB) - 13a,s - ec/PuntedConci'eie. 

There will be approximately 9,000 cubic yards of concrete recycle material, and 2,00() 
cubic yards of various metal, and 6 cubic yard of stainless flooring material that will 
buried in place during the demolition of Building 881. The amount of metal is 
considered de minimis with respect to the 100,000 cubic yards of fill that will he required 
to bring the Building 881 Project Area to final grade, and has been addressed in the 
Facility Disposition RSOP Notification for the Building 881 demolition. 

Cinderblock walls containing non-friable asbestos block filler remain in portions of the 
building as fill in the 881 basement and pits areas in accordance with the RFCA Contact 
Record (refer to RFETS Contact Record prepared by Steve Nesta on August 21, 2003). 
Small quantities of mastic remain in portions of the building and will be used as fill in the 
881 basement. Locations and approximate quantities of non-friable asbestos block filler 
and mastic are as follows: 

Block Filler 
South Wall of Room 114 

	
2,000 si 

Upper Walls of Elevator Room 159D 
	

400 sf 
Interior Wall Separating Rooms 283/283A 

	
200 sf 

Perimeter Walls of 250/250A/259/259A 
	

800 si 

Mastic: 
Wall Adhesive Pucks in Room 104 (assum ed-ACM) 	600 sI' 

8 FACILITY CLASSIFICATION AND CONCLUSIONS 

Based on the analysis of radiological, chemical and physical hazards, Building 881 7nd 

floor, 2nd  floor Mezzanine and the 88 1/883 Tunnel are classified as a RFCA Type 2 
Facility pursuant to the RFETS Decommissioning Program Plan (DPP; K-H, 1999) and 
are ready for demolition. The PDS for the Building 881 2nd  floor, 2' floor Mezzanine 
and the 88 1/883 Tunnel was performed in accordance with the DDCP and PDSP, all 
PDSP DQOs were met, and all data satisfied the PDSP DQA criteria. Environmental 
media beneath and surrounding the facilities will be addressed at a ftture date in 
accordance with the Soil Disturbance Permit process and in compliance with RFCA. 



Ore-Demolition Surve\ Report. l3wlding 881 2 Floor. 2 Floor Mezzanine & $8 I $83 I unnel 	versiori (). ( 5 03 
Rocky Flats Environmental Technology Site 	 Page 10 of 

linal "as left" PDS results indicated that radiological, beryllium, RCRA/CERCLA 
constituents and PCBs do not exist in excess of the PDSP unrestricted release limits. 
PCB ballasts, and other hazardous waste items (e.g., mercury thermostats, fluorescent 
light bulbs, mercury vapor light bulbs, mercury-containing gauges, circuit boards, leaded 
glass, and lead-acid batteries) have been removed and disposed of in compliance with 
Environmental Protection Agency (EPA) and Colorado Department of Public Health and 
Environment (CDPHE) regulations. All remaining 881 building materials are inert. 

Asbestos abatement was conducted in Building 881 prior to the PDS. Friable and non-
friable asbestos containing building materials were removed per CDPHE, Regulation No. 
8, Part B, Emission Standards for Asbestos. Cinderblock walls containing non-friable 
asbestos block filler remain in portions of the building and will be used as fill in the 881 
basement and pit areas in accordance with the RFCA Contract Record (refer to RFETS 
Contact Record prepared by Steve Nesta on August 21, 2003). Small quantities of 
mastic remain in portions of the building and will he used as fill in the 881 basement. 

The second floor Stack S2 tunnel (survey unit 88 1 S02) and stack S2 foundation were 
included in this PDSR and will left in place after demolition. The two supply plenums 
located on the south and north ends of the 881 roof were also included in this PDSR 
(survey units 881L01 and 881 L02) and the concrete from these areas will be used as 
recycle material. Transuranic DCGLs were used for 881L01 and 881L02 for convenience 
sake only. These areas were not suspect transuranic or uranium areas, and the 
radiological surveys met both the uranium DCGLs and the more conservative transuranic 
DCGLs. 

Based upon this PDSR, the Building 881 2uid  floor and 210  floor Mezzanine can he 
demolished. The 88 1/883 Tunnel meets unrestricted release limits and in accordance 
with the engineering provided with the Facility Disposition RSOP Notification for the 
Building 881 demolition the tunnel can be left in place. To ensure that the facility 
remains free of further contamination and that PDS data remain valid. Level 1-Isolation 
Controls have been established, and the area posted accordingly. 

141 
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ATTACHMENT B1 
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Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room Location Description 
Uranium Result 
(dpm/100cm2) 

Transuranic 
Result 

(dpm/1 00cm2) 
150 881-883 tunnel Wall, up4' 4,222.9 0.0 

151 881-883 tunnel Wall, up 1' 4,222.9 0.0 

152 881-883 tunnel Wall, up2' 4,222.9 0.0 

153 881-883 tunnel Wall, up 5' 4,222.9 0.0 

154 881-883 tunnel Wall, up 5' 4,222.9 0.0 

155 881-883 tunnel Wall, up 1' 4,222.9 0.0 

156 881-883 tunnel Wall, up 5' 4,427.9 0.0 

157 881-883 tunnel Wall, up 1' 4,427.9 0.0 

158 881-883 tunnel Wall, up 5' 4,427.9 0.0 

159 881-883 tunnel Wall, up 1' 4,427.9 0.0 

160 881-883 tunnel Wall, up 5' 4,427.9 0.0 

161 881-883 tunnel Wall, up3' 4,427.9 0.0 

162 881-883 tunnel Ceiling 4,427.9 0.0 

163 881-883 tunnel Ceiling 4,427.9 0.0 

164 881-883 tunnel Ceiling 4,427.9 0.0 

165 881-883 tunnel Floor 1,776.9 0.0 

167 881-883 tunnel Floor 4,544.9 0.0 

168 881-883tunnel Floor 1,222.6 0.0 

186 148 Stairwell Floor 1,990.0 0.0 

187 148 Stairwell Floor 181.7 0.0 

188 148 Stairwell Wall 1,990.0 0.0 

200 
West entrance 

Stairwell Floor 1,685.4 0.0 

201 
West entrance 

Stairwell Floor 2,090.2 0.0 

202 237 Floor 2,090.2 0.0 

203 237 Floor 1,682.2 0.0 

204 237 Floor 1,682.2 0.0 

206 222 Wall, up 1' 1,682.2 0.0 

207 222 Wall, up 5' 1,682.2 0,0 

208 222 Wall, up2' 1,685.4 0.0 

209 208 Column, up 1' 2,480.7 0.0 

210 207 Wall, up 5' 2,480.7 0.0 

211 207 Wall, up 5' 2,480.7 0.0 

212 204 Wall, up 5' 1,389.7 0.0 

213 205 Wall, up 0.5' 1,389.7 0.0 

214 201A Floor 4,552.3 72.5 

215 201 Floor 4,552.3 72.5 

216 210 Floor 2,351.5 0.0 

217 206 Wall, up 1' 2,351.5 0.0 

218 271 Wall, up 1' 1,389.7 0.0 

219 279 Wall, up 1' 1,861.5 0.0 

220 200 Floor 4,552.3 72.5 

221 200 Wall, up 1' 2,351.5 0.0 

222 	1 21 Wall, up 1' 	 1 1,861.5 0.0 
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Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room Location Description 
Uranium Result 
(dpm/1 OOcm2) 

Transuranic 
Result 

(dpm/1 00cm2) 

223 220 Wall, up 5' 276.4 0.0 

224 1 	220 Floor 1,861.5 0.0 

225 2120 Wall, up 6' 276.4 0.0 

226 212 Wall, up2' 154.2 0.0 

227 212 Wall, up 5' 154.2 0.0 

228 212B Wall,up7' 154.2 0.0 

230 211 Wall, up 3' 349.3 0.0 

231 221 Wall, up 4' 349.3 0.0 

232 221 Wall, up 1' 349.3 0.0 

233 218 Wall, up 8' 349.3 0.0 

234 218 Wall, up 6' 213.7 0.0 

235 1 	217A Wall, up 5' 4,480.0 0.0 

236 214B Wall, up 2' 1,047.8 0.0 

237 214B Wall, up4' 1,680.4 0.0 

238 214B Wall, up 6' 2,787.5 0.0 

239 2140 Wall, up 3' 120.1 0.0 

240 279 Wall, up 1' 2,787.5 0.0 

241 236 Wall, up 1' 4,480.0 0.0 

242 236 Wall, up 1' 4,480.0 0.0 

243 236 Wall, up 1' 2,795.2 0.0 

244 236 Wall, up 1' 3,696.7 0.0 

245 236 Wall, up 3' 2,795.2 0.0 

246 288 Wall, up3' 1,614.9 0.0 

247 288 Wall, up 1' 1,614.9 0.0 

248 288 WaIl, up 2' 3,342.7 0.0 

249 288A Wall, up 6' 1,614.9 0.0 

250 288 Wall, up 1' 1,614.9 0.0 

251 201 Floor 2,787.5 0.0 

252 201 Floor 3,342.7 0.0 

253 133 Stairwell Floor 309.8 0.0 

254 133 Stairwell Floor 309.8 0.0 

255 133 Stairwell Floor 309.8 0.0 

256 133 Stairwell Floor 309.8 0.0 

257 133 Stairwell Floor 309.8 0.0 

258 133 Stairwell Wall, up 1' 123.5 0.0 

259 133 Stairwell Floor 85.4 0.0 

260 133 Stairwell Floor 1,614.9 0.0 

261 133Stairwell Floor 119.7 0.0 

262 279 Ceiling 85.4 0.0 

263 279 Ceiling 2,307.9 0.0 

264 279 Wall, up 4' 2,307.9 0.0 

265 239 Wall, up 3' 2,307.9 0.0 

266 241 Wall, up4' 119.71 0.0 

267 288B 	I Wall, up 5' 168.91 0.0 

268 	1 288B 	lWall, up 1' 168.91 0.0 
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Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room Location Description 
Uranium Result 
(dpm/1 OOcm2) 

Transuranic 
Result 

(dpm/1 00cm2) 

269 296E Floor 861.4 0.0 

270 296E Floor 532.8 0.0 

271 296 Floor 532.8 0.0 

272 296 Floor 2,513.0 0.0 

273 296 Floor 532.8 0.0 

274 296 Floor 2,556.8 0.0 

275 296 Floor 2,513.0 0.0 

276 296 Floor 2,513.0 0.0 

277 296 Floor 1,744.2 0.0 

278 296 Floor 2,556.8 0.0 

279 296 Floor 84.4 0.0 

280 296 Floor 84.4 0.0 

281 296 Floor 85.5 0.0 

282 296 Floor 85.5 0.0 

283 296 Floor 4,347.5 0.0 

284 296E Wall 4,347.5 0.0 

285 296E Wall 4,347.5 0.0 

286 296 Wall 2,698.9 0.0 

287 296 Wall 2,698.9 0.0 

288 296 Wall 296.3 0.0 

289 296 Wall 2,556.8 0.0 

290 296 Wall 1,622.0 0.0 

292 296B Wall 296.3 0.0 

293 296D Wall 2,652.8 0.0 

294 2960 Wall 0.0 0.0 

295 296C Wall 2,550.5 0.0 

296 296 Wall 2,652.8 0.0 

297 2960 Wall 2,550.5 0.0 

298 245 Wall 114.2 0.0 

299 245 Wall 1,898.2 0.0 

300 245 Wall 2652.8 0.0 

301 2450 Wall 19.3 0.0 

302 245G Wall 10.7 0.0 

303 245 Wall 10.7 0.0 

304 245 Wall 10.7 0.0 

305 245 Wall 10.7 0.0 

306 244 Wall 10.7 0.0 

307 244 Wall 0.0 0.0 

308 244A Wall 1,149.4 0.0 

309 244 Wall 2,998.0 0.0 

310 244 Wall 1149.4 0.0 

311 245 Wall 2,998.0 0.0 

313 244 Ceiling 19.8 0.0 

314 245 Ceiling 0.0 0.0 

315 296 Ceiling 2,998.0 0.0 
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Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room Location Description 
Uranium Result 
(dpm/1 OOcm2) 

Transuranic 
Result 

(dpm/1 OOcm2) 

316 257F Wall, up 3' 29.0 8.2 

317 257E Wall, up 9' 3.0 3.3 

318 266C Wall, up 9' 1,342.6 13.1 

319 257A Wall,up6' 171.8 13.0 

320 257B Wall, up 6' 5.7 1.2 

321 257C Wall, up 9' 4.6 0.1 

322 257C Wall, up 9' 58.4 8.8 

323 274 Wall, up 8' 79.7 13,4 

324 257 Wall, up 8' 10.9 0.4 

325 257 Wall, up 8' 51.0 9,6 

326 266B Wall, up 8' 40.6 8.4 

327 274 Wall, up 8' 9.8 1.4 

328 274 Wall, up 8' 71.8 30.9 

331 264A Wall, up 0.5' 88.1 23.6 

332 265 Wall, up 3' 25.8 1.4 

333 265B Wall, up 5' 72.2 6.0 

334 265B Wall, up 3' 175.6 27.2 

335 264A Wall, up 7' 7.0 8.6 

336 264 Wall, up 0.5' 367.4 30.3 

337 265 Wall, up 0.5' 57.3 3.0 

338 264 Wall, up 1' 1,281.6 9.2 

339 265 Wall, up6' 161.4 10.8 

340 264A Wall, up 6' 162.3 13.5 

341 264 Wall, up 0.5' 2,747.1 6.9 

342 264 Wall, up 16' 247.1 5.2 

343 265 Wall, up 3' 112.3 7.9 

344 265B Wall, up 9' 150.8 5.8 

345 264A Wall, up 6' 1,690.9 37.6 

346 267 Wall, up 4' 735.7 16.9 

347 267 Wall, up 3' 61.0 3.7 

348 267 Wall, up 5' 443.6 4.5 

349 267 Wall, up 9' 424.7 19.5 

350 267 Column, up 11' 347.8 7.1 

351 267 Wall, up 6' 99.9 8.4 

352 267 Wall, up 7' 78.1 9.0 

353 267 Wall, up 6' 84.3 4.6 

354 267 Wall, up 9' 353.6 22.7 

355 267 Wall, up 1' 55.8 8.0 

356 267 Wall, up 5' 265.8 3.4 

357 267 Wall, up 4' 29.5 6.4 

358 267 Wall, up 5' 1,604.5 18.9 

359 267 Wall, up 8' 64.8 4.8 

360 267 Wall, up4' 19.9 1.9 

361 299 Wall, up 8' 2,118.8 0.0 

362 299 	lWall, up 6' 2,118.8 0.0 
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Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room Location Description 
Uranium Result 
(dpm/1 OOcm2) 

Transuranic 
Result 

(dpm/1 OOcm2) 

363 235F Wall, up2' 2,118.8 0.0 

364 238A Wall, up 1.5' 2,118.8 0.0 

365 238B Wall, up 6' 2,118.8 0.0 

366 238 Wall, up 5' 2,118.8 0.0 

367 231A Wall, up2' 2,118.8 0.0 

368 243 Wall, up4' 2,118.8 0.0 

369 243 Floor 2,118.8 0.0 

370 243 Wall, up 1' 2,118.8 0.0 

371 243 Ceiling 2,118.8 0.0 

372 242 Ceiling 2,118.8 0.0 

373 242 Wall, up 3' 2,963.4 0.0 

374 242 Wall, up 4' 2,963.4 0.0 

375 242 Wall, up 6' 2,826.1 0.0 

376 242 Wall, up 4' 3,378.4 0.0 

377 242 Wall, up 3' 2,937.2 0.0 

378 242 Wall, up 4' 2,937.2 0.0 

379 232 Column, up 2' 8.2 0.0 

380 232 Column, up 3' 3,378.4 0.0 

381 232 Ceiling 3,378.4 0.0 

382 231 Column, up 2' 3,378.4 0.0 

383 231 Ceiling 3,378.4 0.0 

384 309 Wall 77.8 0.0 

385 309 Wall 3,516.4 0.0 

386 309 Wall 3,516,4 0.0 

387 309 Wall 3,516.4 0.0 

388 309 Wall 3,516.4 0.0 

389 309 Wall 2,363.7 0.0 

390 309 Wall 2,363.7 0.0 

391 300 Wall 159.7 0.0 

392 300 Wall 252.4 0.0 

393 300 Wall 252.4 0.0 

394 300 Wall 149.3 0.0 

395 300D Wall 149.3 0.0 

396 300 WaIl 149.3 0.0 

397 300B Wall 2,363.7 0.0 

398 3005 Wall 149.3 0.0 

399 300 Floor 251.0 0.0 

403 	1 300D Wall, up .5' 105.5 0.0 

404 300 Floor 1,903.4 0.0 

407 300 Floor 1,455.4 0.0 

409 309 Ceiling 0.0 0.0 

410 309 Ceiling 15.6 0.0 

411 309 Ceiling 0.0 0.0 

412 167 Stairwell Floor 2.0 0.0 

413 313 Wall, up 6' 33.3 0.0 

lit
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Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room Location Description 
Uranium Result 
(dpm/1 OOcm2) 

Transuranic 
Result 

(dpm/1 00cm2) 

414 313 Ceiling, Col, B12 0.0 0.0 

415 313 Wall, up 2' 2.0 0.0 

416 313 Ceiling, Col. D12 82.6 0.0 

417 313 Wall, up 1' 33.3 0.0 

418 313 Wall, up 3' 0.0 0.0 

419 314 Wall, up 1' 46.7 0.0 

420 313 Ceiling 46.7 0.0 

421 321 Column, up4' 1,071.0 0.0 

422 316 Wall, up 5' 3,535.6 0.0 

423 316 Wall, up 2' 3,535.6 0.0 

424 313 Wall, up 1' 3,512.4 0.0 

425 318 Wall, up 2' 3,512.4 0.0 

426 313 Ceiling 82.6 0.0 

427 312 Wall, up .5' 1,586.8 0.0 

428 317 Wall, up 6' 3,512.4 0.0 

429 317 Wall, up 1' 3,512.4 0.0 

430 317 Ceiling 206.4 0.0 

431 317 WaIl, up 5' 206.4 0.0 

432 167 StaIrwell Floor 206.4 0.0 

433 167 Stairwell Floor 206.4 0.0 

434 167 Stairwell Wall, up 3' 206.4 0.0 

435 167 Stairwell Floor 206.4 . 	 0.0 

436 167 Stairwell Wall, up 5' 206.4 0.0 

437 234A Wall, up 0.5' 2,001.8 0.0 

438 234A Ceiling 2,275.3 0.0 

439 292 Wall, up 4' 2,275.3 0.0 

440 292 Ceiling 2,624.9 0.0 

441 292 Wall, up 4' 2,001.8 0.0 

442 294 Ceiling 2,275.3 0.0 

443 294 Wall, up 0.5' 2,275.3 0.0 

444 293A Wall 2,624.9 0.0 

445 294 Ceiling 2,275.3 0.0 

446 295 Wall 328.1 0,0 

447 295A Wall 2,624.9 0.0 

448 295 Ceiling 328.1 0.0 

449 293 Wall, up 6' 99.7 0.0 

450 1 	293 Wall, up 12' 79.3 0.0 

451 293 Column, up 1' 4,182.1 0.0 

452 294 Floor 183.2 0.0 

453 294 Floor 2,276.1 0.0 

454 294 Floor 1,778.5 0.0 

455 294 Floor 2,455.5 0.0 

457 233 Floor 51.7 0.0 

461 233 Wall, up 3' 8.6 0.0 

462 233 Wall, up 12' 51.7 0.0 
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Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room 
. 

Location Description 
Uranium Result 
(dpm/1 UOcm2) 

Transuranic 
Result 

(dpm/1 00cm2) 

463 233 WaIl, up 9' 51.7 0.0 

464 233 WaIl, up 3' 3,889.1 0.0 

465 233 Wall, up 15' 51.7 0.0 

466 233 WaIl, up 0.5' 2,276.9 0.0 

468 233 WaIl, up 7' 3,889.1 0.0 

469 233 Wall, up 15' 3,889.1 0.0 

470 1 	233 Ceiling 51.7 0.0 

471 233 Ceiling 3,889.1 0.0 

472 212 WaIl, up 1' 146.0 1.4 

473 212 Wall, up 0.5' 106.6 3.3 

474 216 Wall, up 1' 39.4 24.4 

475 220 Wall, up 5' 8.5 4.8 

476 21 4B Wall, up 0.5' 97.6 1.0 

477 214B Wall, up 0.5" 158.0 1.5 

478 214C Wall, up6' 96.1 1.6 

479 214C Wall, up 1' 25.5 1.1 

480 201 Wall, up 0.5' 51.6 3.0 

481 201 Walt, up 6' 77.1 2.4 

482 201 Wall, up 0.5' 10.4 0.9 

483 1 	201 Wall, up 0.5' 18.7 1.1 

484 201B Wall,upo.5' 114.6 4.9 

485 210 Wall, up 5' 484.3 8.6 

486 214C Wall, up4' 436.1 2.7 

556 229A Wall Up 64.7 2.6 

557 225 Wall Up 19.6 1.8 

558 227 Wall Up 102.0 28.7 

559 229 Wall Up 23.8 4.8 

560 229A Wall Up 35.1 0.9 

561 223 Wall Up 63.1 2.3 

562 225 Wall Up 71.6 2.9 

563 225 Wall Up 105.3 10.6 

564 229 Wall Up 324.5 17.4 

565 227 Wall Up 119.6 5.2 

566 224 Wall Up 19.3 1.3 

567 224 Wall Up 77.1 4.0 

568 225 Wall Up 62.2 7.7 

569 227 Wall Up 52.2 38.7 

570 224 Wall Up 113.7 15.5 

571 224 Floor 202.5 0.0 

572 223 Floor 141.9 0.0 

573 225 Floor 371.4 0.0 

574 225 Floor 78.5 0.0 

575 227 Floor 4,160.0 0.0 

576 227 Floor 4,160.0 0.0 

577 229 Floor 4,160.0 0.0 
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Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room Location Description 
Uranium Result 
(dpm/1 OOcm2) 

Transuranic 
Result 

(dpm/1 00cm2) 

578 229 Floor 4,160.0 0.0 

600 134 Stairwell Floor 3,151.9 0.0 

601 134 Stairwell Floor 3,151.9 0.0 

602 134 Stairwell Floor 3,151.9 0.0 

603 134 Stairwell Floor 3,151.9 0.0 

604 134 Stairwell Floor 3,151.9 0.0 

605 280 Floor 3,151.9 0.0 

606 280 Floor 3,151.9 0,0 

607 280 Floor 3,151.9 0.0 

608 280 Floor 192.8 0.0 

609 266E Floor 192.8 0.0 

610 281 Floor 192.8 0.0 

611 280 Floor 192.8 0.0 

612 280 Floor 0.0 0.0 

613 284 Floor 10.8 0.0 

614 285 Floor 93.4 0.0 

615 156 Stairwell Floor 1.7 51.8 

624 268A Floor 66.2 0.0 

625 269 Floor 71.2 0.0 

626 258 Floor 66.2 0.0 

627 272 Floor 3,188.2 0.0 

628 257 Floor 991.9 0.0 

629 277 Floor 1,305.5 0.0 

630 276 Floor 2,248.4 0.0 

631 276 Floor 2,730.8 0.0 

632 272 Floor 2,052.2 0.0 

633 251 Floor 2,886.7 0.0 

634 256 Floor 119.2 0.0 

635 212 Floor 119.2 0.0 

636 279 Floor 306.0 0.0 

638 212 Floor 74.7 0.0 

639 279 Floor 40.0 0.0 

640 279 Floor 306.0 0.0 

641 216 Floor 306.0 0.0 

642 214B Floor 40.0 0.0 

643 214B Floor 306.0 0.0 

644 214B Floor 306.0 0.0 

645 2140 Floor 2,031.8 0.0 

646 214C Floor 2,031.8 0.0 

647 222 Floor 47.6 0.0 

648 222 Floor 2,031.8 0.0 

649 222 Floor 1,719.8 0.0 

650 204 Floor 1,719.8 0.0 

651 206 Floor 47.6 0.0 

652 208 Floor 2,031.8 0.0 



Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room Location Description 
Uranium Result 
(dpm/1 OOcm2) 

Transuranic 
Result 

(dpm/1 OOcm2) 

656 278A Floor 1389.6 0.0 

657 2780 Floor 1,389.6 0.0 

658 278 Floor 1,389.6 0.0 

659 278 Floor 1,389.6 0.0 

660 275 Floor 1,389.6 0.0 

661 271 Floor 2,842.1 0.0 

662 271 Floor 2,842.1 0.0 

663 279 Floor 2,842.1 0.0 

664 279 Floor 2,842.1 0.0 

665 275A Floor 2,842.1 0.0 

666 234 Floor 2,842.1 0.0 

667 293 Floor 2,842.1 0.0 

668 293 Floor 793.6 0.0 

669 293 Floor 1839.8 0.0 

670 255 Floor 1,839.8 0.0 

671 247 Floor 1,760.5 0.0 

672 249B Floor 5.7 0.0 

673 236 Floor 1,839.8 0.0 

674 236 Floor 1,839.8 0.0 

675 236 Floor 2,031.1 0.0 

676 288 Floor 3,343.5 0.0 

677 288A Floor 3,343.5 0.0 

678 288A Floor 3,343.5 0.0 

679 288B Floor 3,343.5 0.0 

680 288B Floor 2,980.5 0.0 

681 248B Floor 2,980.5 0.0 

682 295 Floor 2,980.5 0.0 

755 248A Floor 3,352.1 0.0 

756 297 Floor 3,352.1 0.0 

757 297 Floor 3,352.1 0.0 

758 297 Floor 4,615.0 0.0 

759 297 Floor 4,615.0 0.0 

760 296B Floor 4,615.0 0.0 

761 296A Floor 4,615.0 0.0 

762 297 Floor 292.1 0.0 

770 156 stairwell Floor 182.2 0.0 

771 156 stairwell Floor 73.8 0.0 

772 156 stairwell Floor 73.8 0.0 

776 159 elevator Floor 1,603.5 0.0 

777 159 elevator Wall 1,603.5 0.0 

778 159 elevator Wall 1,603.5 0.0 

782 ST2 Floor 1,245.1 0.0 

783 245 Floor 2,008.0 0.0 

784 231 Floor 2,008.0 0.0 

786 249A pit Floor 1,651.7 0.0 
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Building 881 2nd Floor 
Media Sample Results Table 

Map 
Location 

Room Location Description 
Uranium Result 
(dpm/1 OOcm2) 

Transuranic 
Result 

(dpm/1 00cm2) 

787 249B Wall 2502.1 0.0 

788 248 Wall 1,738.3 0.0 

789 247 Wall 2,760.3 0.0 

793 ST2 Wall 190.9 0.0 

794 ST2 Wall 2,578.3 0.0 

795 ST2 Wall 4,627.2 0.0 

796 245 Wall 1,322.6 0.0 

797 245 Wall 86.4 0.0 

798 245 Wall 1,555.1 0.0 

799 245 Wall 1,606.1 0.0 

822 249A Floor 715.8 0.0 

824 316 Floor 7.0 0.0 

825 313 Floor 43.1 0.0 

826 245 Floor 1,836.2 0.0 

827 265 Floor 30.4 0.0 

832 292 Floor 134.9 0.0 

833 292 Floor 82.5 0.0 

837 254 Floor 1,743.5 0.0 

838 254 Floor 1,743.5 0.0 

839 254 Floor 1,743.5 0.0 

873 Rm266 Floor 3,204.0 0.0 

875 Rm266 Floor 805.1 0.0 

876 Rm266 Floor 2,630.9 60.1 

878 Rm266 Floor 2,392.9 39.5 

884 Rm282 Floor 40.0 53.3 

885 Rm282 Floor 2,471.6 42.3 

886 Rm267 Floor 1,305.1 39.3 

887 Rm267A Floor 1,497.6 - 	 41.9 
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l're-Demolition Survey Report, Building 881 2 d  Floor, 2' d  Floor Mezzanine & 88 1/883 Funnel 	Version 0, 6i801 
Rocky Flats Environmental Technology Site 

ATTACHMENT B-2 

STAINLESS STEEL FLOORING 
SURVEY/SAMPLE RESULTS TABLE AND 

SURVEY/SAMPLE LOCATION MAPS 



B88 2nd Floor [.nderneath Stainless Steel l'looriu 

Survey and Sample Results 

UNDERNEATH STAINLESS STEEL FLOOR 
SURVEY RESULTS 

UNDERNEATH SS FLOOR 
CONCRETE SAMPLE RESULTS 

Sample # Location 
Removable Total Uranium Transuranics 

Alpha dpmIl00cm2  Alpha dpm/ 100cm 2  dpmIl00cm 2  dpm/l 00cm 2  

I ROOM 232 2.6 18 N/A N/A 

6 ROOM 244 0 60 N/A N/A 
7 ROOM 235F 1.8 24 N/A NIA 
10 ROOM 232 5.7 0 N/A N/A 
II ROOM 245 0 0 N/A N/A 
13 ROOM 232 0 0 N/A N/A 
14 ROOM 232 8.6 0 N/A N/A 

15 ROOM 245 0 180 2008.0 0.0 

16 ROOM 235C 5.7 8 N/A N/A 

18 ROOM 265A 5.5 18 N/A N/A 
20 ROOM 232 8.6 0 N/A N/A 
21 ROOM 238A 8.6 0 N/A N/A 
22 ROOM 232 8.6 0 N/A N/A 
23 ROOM 238 0 0 N/A N/A 
24 ROOM 265 2.6 18 N/A N/A 

25 ROOM 245 0 12 N/A N/A 

28 ROOM 244 0 18 N/A N/A 

37 ROOM 245 0 18 N/A N/A 

38 IROOM 232 0 0 N/A N/A 
39 ROOM 231 0 0 N/A N/A 

40 ROOM231 0 180 2,008.0 0.0 
42 ROOM 253 2.8 0 N/A N/A 

43 ROOM 253 5.7 0 N/A N/A 
46 ROOM 316 5.7 0 N/A N/A 

48 ROOM 314 1.8 34 N/A N/A 

49 ROOM 316 -1.2 173.5 7.0 0.0 

50 ROOM 313 4.8 123.2 43.1 0.0 

51 ROOM 313 1.8 53.6 N/A N/A 

52 	1 ROOM 313 4.8 18.6 N/A N/A 

53 ROOM 313 -1.2 46.5 N/A N/A 

54 ROOM 245C 1.8 -6.2 N/A N/A 

55 ROOM 245 -1.2 28.4 N/A N/A 

56 ROOM 245 10.9 356.9 1836.2 0,0 

57 ROOM 253 1.8 -41.2 N/A N/A 

58 ROOM 245 -1.2 -30.9 N/A N/A 

59 ROOM 252 -1.2 12.8 N/A N/A 

60 ROOM 252 -1.2 3.3 N/A N/A 

61 ROOM 252 1.8 15.6 N/A N/A' 

62 ROOM 245 -1.2 33.2 N/A N/A 

63 ROOM 245 -1.2 25.1 N/A N/A 

64 ROOM 245 -1.2 6.2 N/A N/A 

65 ROOM 244 4.8 3.3 N/A N/A 

66 ROOM 244 -1.2 25.6 N/A N/A 	-- 
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B881 2nd Hoot-  Underneath Stainless Steel Flooring 

Survey and Sample Results 

UNDERNEATH STAINLESS STEEL FLOOR 
SURVEY RESULTS 

UNDERNEATH SS FLOOR 
CONCRETE SAMPLE RESULTS 

Sample # Location 
Removable Total Uranium Transuranics 

Alpha dpm/lOOcm 2  Alpha dpmI100cm 2  dpmI100cin 2  dpm/100cm 2  

67 ROOM 244 18 40.5 N/A N/A 

68 ROOM 256 1.2 27.9 N/A N/A 

69 ROOM 256A 1.8 41.2 N/A N/A 

70 ROOM 235 -1.2 75.8 N/A N/A 

71 ROOM 235E 4.8 12.3 N/A N/A 

72 ROOM 238 -1.2 34.4 N/A N/A 

73 ROOM 238 1.8 54.5 N/A N/A 

74 IROOM 238 -1.2 85.3 N/A N/A 

75 ROOM 299 -1.2 31.8 N/A N/A 

78 ROOM 264 -1.2 12.1 N/A N/A 

79 ROOM 265 -1.2 186.3 30.4 0.0 

80 ROOM 265 -1.2 25.1 N/A N/A 

99 ROOM 245D 1.8 19 N/A N/A 

100 ROOM 245E -1.2 9.5 N/A N/A 

137 266C 3.0 153 N/A N/A 

Notes: 
I 'As Left final conditions are reported in these table and the map. All SS floors that were removed in-process are not reported or shown. 

Locations 1-47 were surveyed during the RLC. 
Locations 48-137 were surveyed during in-process stripout. 

4 Total Surface Activity alpha survey result locations above 100 dpm/ I 00crn2 was iso(opicl I y sampled to determ i tic isotopic mix 
Coicictu saiiipIc were coIIeted dtirtng in ptoccxs tIIpottt 
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1l i 



Pacie 1 of 3 

ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE 
INSTRUMENT DATA 

Mfg. 	Ludlum 	Mfg. 	NE Electra 	Mfg. 

Model 	2929 	Model 	DP-6 	Model 

Serial # 	147742 	Serial # 	N/A 	Serial # 

Cal Due 	9/25/04 	Cal Due 	N/A 	Cal Due 

Bkg 	0.4 cpma Bkg 	N/A cpma Bkg 

Efficiency 	35.10 	% Efficiency 	N/A 	% Efficiency 

MDA 	18 dpmcX MDA ###### dpmtX MDA 

Mfg. 	Ludlum 	Mfg. 	NE Electra 	Mfg. 

Model 	2929 	Model 	DP-6 	Model 

Serial # 	147742 	Serial # 	N/A 	Serial # 

Cal Due 	9/25/04 	Cal Due 	N/A 	Cal Due 

Bkg 	107.7 cpmf3 	Bkg 	N/A cpmf3 	Bkg 

Efficiency 	39.10 	% Efficiency 	N/A 	% Efficiency 

MDA 	205 dpml3 	MDA 	UllUhlilil dpm3 	MDA 

NE Electra 
DP-6 

1290 
12/1/04 

2.0 cpma 

22.20 % 

42 dpmcz 

NE Electra 

DP-6 

1290 

12/1/04 

842.0 cpm 

	

30.70 	% 

Survey Tracking # N/A 
Survey Type: 	Contamination 
Building: 	881 

Location: 	External Walls and Roof of B881 
Purpose: 	Pre-Demolition Verification Survey 

RWP #: 	N/A 

Date: 	6/4/04 1030 

RCT: 2193 

Print name 	,/" 
( 	

Signature 	Emp. # 

RCT: 	NA 	/ 	NA 	/ 	NA 

448 dpml3  
Prininarne 	 Signature 	Einp.11 

PRN/REN #: N/A 
Comments: 	Nuclides of concern are Uranium and Plutonium. Survey performed to verify contamination levels por to 

demolition of 881. Performed swipes of exterior wallsand roof of B88 1. 

SURVEY RESULTS 

ALPHA 
LOCATION 	 Swipe 	Direct 	Wipe 

BETA 
Swipe 	Direct Wipe 

#  clpm/100cm2 dpm/100cm2 dpnn/wipe dgml100cm2 dpm/100cm2 dpm/wige 

1 881 Exterior Walls <18 N/A <42 N/A N/A N/A 

2 881 Exterior Walls <18 N/A N/A N/A N/A N/A 

3 881 Exterior Walls <18 N/A N/A N/A N/A N/A 
4 881 Exterior Walls <18 N/A <42 N/A N/A N/A 

5 881 Exterior Walls <18 N/A NIA NIA N/A N/A 

6 881 Exteriox Walls <18 N/A N/A N/A N/A N/A 

7 881 Exterior Walls <18 N/A N/A N/A N/A N/A 

8 881 Roof <18 N/A N/A N/A N/A N/A 

9 881 Roof <18 N/A <42 N/A N/A N/A 

10 881 Roof dR N/A N/A N/A N/A N/A 

11 881 Roof <1 - N/A N/A N/A N/A N/A 

12 881 Roof <1 - N/A N/A N/A N/A N/A 

13 881 Roof <I - N/A N/A N/A N/A N/A 

14 881 Roof <1 N/A N/A N/A N/A N/A 

15 881 Roof <18 N/A N/A N/A N/A N/A 

16 881 Roof <18 N/A N/A N/A N/A N/A 

17 881 Roof <18 N/A <42 N/A N/A N/A 

18 881 Roof <18 N/A N/A N/A N/A N/A 

19 881 Exterior Walls <18 N/A N/A N/A N/A N/A 

20 881 Exterior Walls <18 N/A _N/A N/A N/A I 	N/A 

Date Reviewed: 	RS 	u1)ersion: 
Print Name 

I 
Sinatue 	 Eiiip 	# 

3-PRO-1 64-RSP-07.01 (EFFECTIVE 7/12/01) 

W  
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ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE 
SURVEY RESULTS 

	

ALPHA 	 BETA 
LOCATION 	 Swipe 	Direct 	Wipe 	Swipe 	Direct 	Wipe 

dpm/l00cm2 dpm/I00crn2 dpm/wipe dpixt/i00cm2 dpmli00cni2 dpnilwipc 

21 881 Exterior Walls <18 N/A <42 N/A N/A N/A 

22 881 Exterior Walls <18 N/A N/A N/A N/A N/A 

23 881 Exterior Walls <18 N/A N/A N/A N/A N/A 

24 881 Exterior Walls <18 N/A N/A N/A N/A N/A 

25 881 Exterior WaIls <18 N/A N/A N/A N/A N/A 

26 881 Exterior Walls <18 N/A <42 N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A - 	 N/A N/A N/A N/A N/A N/A N/A 

3-PRO-1 64-RSP-07.O1 (EFFECTIVE 7/12/01) 
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ROCKY FL4TS ENVIRONMENTAL TEGHNOLOGYSITE 

3-PRO1 64-RSP-07.01 (EFFECTIVE 7/12101) 



cige 

ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE 

INSTRUMENT DATA 

Mfg. 	Ebeline 	Mfg. 	NE Electra 	Mfg. 

Model 	SAC4 	Model 	DP-6 	Model 

Serial# 	830 	Senal# 	N/A 	Senal# 

Cal Due 	10/30/04 Cal Due 	N/A 	Cal Due 

Bkg 	0.4 cpmtx 	Bkg 	N/A cpmcL 	Bkg 

Efficiency 	33.00 	% Efficiency 	N/A 	% Efficiency 

MDA 	20 dpmcx MDA #4t#### dpmcx MDA 

Mfg, 	Eberline 	Mfg. 	NE Electra 	Mfg. 

Model 	BC 4 	Model 	DP-6 	Model 

Serial # 	N/A 	Serial # 	N/A 	Serial # 

Cal Due 	N/A 	Cal Due 	N/A 	Cal Due 

Bkg 	N/A cprnl3 	Bkg 	N/A cpml3 	Bkg 

Efficiency 	N/A 	% Efficiency 	N/A 	% Efficiency 

MDA 	205 dpml3 MDA ###### dpmj 	MDA 

NE Electra 
DP-6 

1518 
12/2/04 

4.0 cpmtx 

21.70 % 

55 dpmtX 

DP-6 
1518 

12/2/04 
855.0 cpmj3 

30.70 % 
452 dprnl3 

Survey Tracking # N/A 

Survey Type: 	Contamination 

Building: 	881 

Location: 	SecondFloorofB88l SouthEnd 

Purpose: 	Pre-Demolition Verification Survey-) 

RWP#: 	N/A 

NE Electra  

Date: 	6/7/04 	 in . 	1100 

RCT: 712193 

Print name 	 Signature 	Emp II 

RCT: 	NA 	/ 	NA 	/ 	NA 
Print nap 	

,. 	
Emp. Of 

j 

PRNIREN #: N/A 
Comments: 	Nuclides of concern are Uranium and Plutonium. Survey performed to verify contamination levels prior to 

demolition of 881 second floor excepting MU-G and exclusion dock previously surveyed. Performed swipes on 

floorsand walls. 

LOCATION 

SURVEY RESULTS 

ALPHA 
Swipe 	Direct 	Wipe Swipe 

BETA 

Direct Wipe 

#  ciprn/I00cm2 dpm/I00crn2 dpinAvipe dpmII00cm2 dpmII00cm2 dpmJwip 

Floor <20 N/A <55 N/A N/A N/A 

2 Floor <20 N/A N/A N/A N/A N/A 

3 Floor <20 N/A N/A N/A N/A N/A 

4 Floor <20 N/A <55 N/A N/A N/A 

5 Floor <20 	1  N/A N/A N/A N/A N/A 

6 Floor <20 N/A N/A N/A N/A N/A 

7 Floor <20 N/A N/A N/A N/A N/A 

8 Floor <20 N/A N/A N/A N/A N/A 

9 Floor <20 N/A <55 N/A N/A N/A 

10 Floor <20 N/A N/A N/A N/A N/A 

11 Floor <20 N/A N/A N/A N/A N/A 

12 Floor <20 N/A N/A N/A N/A N/A 

13 Floor <20 N/A N/A N/A N/A N/A 

14 Floor <20 N/A N/A N/A N/A N/A 

15 Floor <20 N/A N/A N/A N/A N/A 

16 Floor <20 N/A N/A N/A N/A N/A 

17 Floor <20 N/A <55 N/A N/A N/A 

18 Floor <20 N/A N N/A N/A N/A 

19 Floor <20 N/A N N/A N/A N/A 

20 Floor <20 N/A N N/A N/A N/A 

Date Reviewed: 	RS Supersion:  

Print Nanie Sir 	anire Ejin.4 

3-PRO-1 64-RSP-07.01 (EFFECTIVE 7112/01) 

l(  / 
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ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE 

SURVEY RESULTS 

	

ALPHA 	 BETA 
LOCATION 	 Swipe 	Direct 	Wipe 	Swipe 	Direct 	Wipe 

dpni/I00cm2 dprni100crn2 dprn/wipe dpm/I00cm2 dprn/lOOcm2 dpmJWip 

21 Floor <20 N/A <55 N/A N/A N/A 

22 Floor <20 N/A N/A N/A N/A N/A 

23 Floor <20 N/A N/A N/A N/A N/A 

24 Floor <20 N/A N/A N/A N/A N/A 

25 Floor <20 	1 N/A N/A N/A 	I  N/A N/A 

26 'Floor <20 N/A <55 N/A N/A N/A 

27 Floor <20 	1 N/A N/A N/A N/A N/A 

28 Floor <20 N/A N/A N/A N/A N/A 

29 Floor <20 N/A N/A N/A N/A N/A 

30 Floor <20 N/A <55 N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A A 

N/A N/A N/A N/A N/A N/A N/A A 

N/A N/A N/A N/A N/A N/A N/A rN/A 

N/A N/A N/A N/A N/A N/A N/A A 

N/A N/A N/A N/A N/A N/A N/A A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A 
N/A 

N/A 
N/A 

N/A 
N/A 

N/A 
N/A 

N/A 
N/A 

N/A 
N/A 

N/A 
N/A 

N/A 
N/A 

N/A N/A N/A N/A N/A N/A N/A N/A 

N/A N/A N/A N/A N/A N/A N/A j' 

3-PRO-164-RSP-07.01 (EFFECTIVE 7/12/01) 



Pre-Dernolition Survey Report, Building 881 2 Floor, 2rJ  Floor Mezzanine & 881/883 funnel 	Version 0, 0/so 
Rocky Flats Environmental Technology Site 

ATTACHMENT B4 

881 SURVEY UNIT MAPS 
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Pre-[)emolition Survey Report, Budding 881 7d  Floor. 2 °  Flour Mezzanine & 881883 tunnel 	Version It. iSJOd 
Rocky Fiats Environniental Technology Site 

ATTACHMENT B5 

RADIOLOGICAL SURVEY 1J1\IT 
DATA SUMMARY AND SURVEY MAPS 



Survey Area: B 	 Survey Unit: 881B01 	 Building: 881 

Description: Building 881 Management Unit B, Rooms 201 223, 224, 225, 226, 227, 229, 229A, 230, 230A, & 233 Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 90 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 5 

	

Nbr Random Measurements Performed: 97 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 5 

Alpha - 

	

Maximum: 
	

143.1 dpm/1OOcm2  

	

Minimum: 
	

5.4 dpm/100cm 2  

	

Mean: 
	

37.5 dpm/1OOcm 2  

	

Standard Deviation: 
	

22.1 

	

QC Maximum: 
	

151.5 dpm/1OOcm2  

	

QC Minimum: 
	

72.3 dpm/1OOcm2  

	

QC Mean: 
	

102.0 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpmI1OOcm2  
Uranium DCGLEMC: 15,000.0 dpm/100cm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 90 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 97 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	14.0 dpm/1OOcm 2  I 

	

Minimum: 	-1.2 dpm/1OOcm 2  

	

Mean: 	2.0 dpm/100cm 2  

	

Standard Deviation: 	2.8 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 13:18 
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Electra 663 DP-6 09/18/04 0.218 NA 93.0 NA 

Electra 666 DP-8 06/16/04 0.175 NA 93.0 NA 

Electra 668 DP-8 06/22/04 0.166 NA 93.0 NA 

Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA 

Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA 

SAC-4 823 NA 10/22/04 0.330 NA 16.0 NA 

Electra 663 DP-6 09/18/04 0.218 NA 93.0 NA 

Electra 1244 DP-6 10/29/04 0.202 NA 93.0 NA 

SAC-4 1171 NA 10/29/04 0.330 NA 16.0 NA 

Ludlum 292 147742 NA 09/25/04 0351 NA 16.0 NA 

Electra 668 DP-8 06/22/04 0.166 NA 93.0 NA 

T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

1 711799 05/05/04 

2 711447 05/05/04 

3 711799 05/05/04 

4 711447 05/05/04 

5 512590 05/05/04 

6 512590 05105/04 

7 711799 05/07/04 

8 712193 05/07/04 

9 711799 05/07/04 

10 711799 05/07/04 

11 711799 05/07/04 

Survey Types: 

T 

S 

S 

T 

R 

R 

T 

Q 

R 

R 

S 

Survey Area: B 	 Survey Unit: 881B01 	 Bui'ding: 881 

Description: Building 881 Management Unit B, Rooms 201 223, 224, 225, 226, 227, 229, 229A, 230, 230A, & 233 Floor 

Instrument Data Sheet 
A-Priori MDA 

lnstiRCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

Printed On: 06/04/04 13 18 
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Survey Area: a 	 Survey Unit: 881801 	 Building: 	881 

Description: 	Building 881, Management Unit B, Rooms 201, 223, 224, 225, 226, 227, 229, 229A, 230, 230A, & 233 Floor 

Random Removable Surface Activity Data Sheet 

r RandomMeasurement 	Inst/RCT 	NetAipha 
Location 	 Nbr 	(dpm/1OOcm 2) 	 (dpmI100cm 2) 

881601PRP-N001 

881B01PRP-N002 

5 2.6 N/A 

6 4.9 1 	 N/A 

881 BOl PRP-N003 5 5.4 N/A 

- 881 BOl PRP-N004 6 1.8 N/A 

-- 

	

881BO1PRP-N005 	 5 	 5.4 

	

881B01PRP-N006 	 6 	 4.9 	- 

	

881 801 PRP-N007 	 5 	 -0.3 

N/A 

N/A 

N/A -- 

881 BOl PRP-N008 6 1.8 N/A 

881B01PRP-N009 5 2.6 N/A 

	

881 BO1PRP-N010 	 6 

	

i 881B01PRP-NO11 	 5 

	

881B01PRP-N012 	 6 

881B01PRP-N0131 	5 

	

881BO1PRP-N014 	 6 

	

- 881B01PRP-N015 - 	I5 

	

881BO1PRP-N016 	 6 

	

-1.2 	 N/A 

	

-0.3 	 N/A 

	

-1.2 	 N/A 

2.6 	1 	 N/A 

-1.2 	 N/At 

-0.3 	 N/A 

-1.2 	 N/A 

881BO1PRP-N017 5 -0.3 N/A 

881 BO1PRP-N018 	 6 -1.2 

54 

N/A 

N/A 

N/A 

881BO1PRPNO19 	 5 

881B01PRP-N020 	 6 1.8 

881 BOl PRP-N021 5 -0.3 N/A 

881 B01PRP-N022 6 4.9 N/A 

881B01PRP-N023 5 -0.3 - 	N/A 

881BO1PRP-N024 6 1.8 N/A 

881BO1PRP-N025 5 2.6 	 N/A 

881B01PRP-N026 - 6 1.8 	 N/A 

:81PRPN028 6___________________ 

88IB01PRP-N029 	 5 2.6 N/A 

Printed On: 06/04104 13:18 
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Survey Area: B 	 Survey Unit: 881B01 	 Building: 	881 

Description: 	Building 881, Management Unit B, Rooms 201, 223, 224, 225, 226, 227, 229, 229A, 230, 230A, & 233 Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	I 	Net Beta 	 - 	- 	- 
Location 	 Nbr 	(dpmIlOOcm 2) 	 (dpm/1OOcm 2 ) 

881 BOl PRP-N030 6 1.8 N/A 

88IB01PRP-N031 5 8.3 	
-i  

N 

881BO1PRP-N032 6 7.9 N/A  
- - 	

- 881 BOl PRP-N033 	 5 	 -0.3 	 N/A 

881 BOI PRP-N034 	 6 	 7.9 	 N/A 

881801PRP-N035 	 5 	 -0.3 	1 	 N/A 

881 BOl PRP-N036 	 6 	 4.9 	 N/A 

L 88IBO1PRP-N037 	- 	5 	 8.3 	 N/A 

881B0IPRP-N038 	 6 	 4.9 	 N/A 

881B01PRP-N039 	 5 	 2.6 	 N/A 	 -- -- 

881B01PRP-N040 	 6 	 1.8 	 N/A 

881B01PRP-N041 	- 	5 	 -0.3 	 N/A 	
-- 

881B01PRP-N042 	 6 	 -1.2 	 N/A 

881 BO1PRP-N043 	 5 	 5.4 	 N/A 	 H 

881B01PRP-N044 6 	 1.8 	 N/A 

	

881BO1PRP-N045 	 5 	 - 	2.6 	 N/A 

	

881BO1PRP-N046 	 6 

	

1.8 	 N/A 

881BO1PRP-N047 	- 15 	 -0.3 	L 	N/A 	
- 

881B01PRP-N048 	- 	6 	 1.8 	 N/A 	 - 	 - - 	 - - 1 I -  

881B01PRPN049 1 	5 	 -3 	- 	 N/A  

881B01PRP-N050 	 6 	 - - 	4.9 	 N/A  

881B01PRP-N051 	T 	5 	 5.4 	 N/A 

881B01PRP-N052 6 -1.2 N/A 

881 BO1PRP-N053 5 	 2.6 N/A 	
j 

881B01PRP-N054 6 4.9 	1 	 N/A 
- - 
	881BO1PRP-N055 	J5 - 2.6 N/A 

881B01PRP-N056 6 4.9 N/A 

- 881BO1PRP-N057 5 	. 14.0 N/A 

88IB01PRP-N058 	 6 	 1.8 	 N/A 

Printed On: 06/04/04 13:18 
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Survey Area: 	B 	 Survey Unit: 881B01 	 Building: 	881 

Description: 	Building 881 Management Unit B, Rooms 201, 223, 224, 225, 226, 227, 229, 229A. 230, 230A, & 233 Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 	lnst/ RCT 	Net Alpha 	 Net Beta 	 - 	- 
Location 	 Nbr 	(dpm/1OOcm 2) 	 (dpm/1OOcm 2 ) 

881 BOl PRP-N059 5 2.6 N/A 

881BO1PRP-N060 6 -1.2 N/A 

881B01PRP-N061 

88IB01PRP-N062 

5 5.4 N/A 

6 -1.2 N/A 

881 BOl PRP-N063 	 5 2.6 N/A 

N/A 

N/A 

881B01PRP-N064 6 1.8 

881BO1PRP-N065 5 2.6 

881B01PRP-N066 6 1.8 N/A 

881B01PRP-N067 5 2.6 N/A 

881B01PRP-N068 6 1.8 N/A 

881BO1PRP-N069 5 	 -0.3 N/A 

N/A 

N/A 

881 BOI PRP-N070 	 6 	 1.8 

881B01PRP-N071 	 5 	 2.6 

881B01PRP-N072 6 -1.2 N/A 

- 	 N/A 881BO1PRP-N073 5 2.6 

881BO1PRP-N074 6 1.8 N/A 

- 881B01PRP-N075 5 2.6 

1.8 

- 	-0.3 

N/A 

- 	-. 	N/A 

- 	 N/A - - 

881B01PRP-N076 

881BO1PRP-N077 

6 

- 5 - - 

881B01PRP-N078 6 -1.2 N/A 	-- 

881BO1PRP-N079 

881801 PRP-N080 

5 

- 	6 

-0.3 

4.9 

N/A 

N/A 

88IB01PRP-N081 5 2.6 N/A 

L 	881B01PRP-N082 6 - -1.2 N/A  

881BO1PRP-N083 5 2.6 	I 	 N/A 

- 881B01PRP-N084 6 -1.2 N/A 

881BO1PRP-N085 9 -1.2 N/A 

881B01PRP-N086 10 4.8 N/A 

881B01PRP-N087 	 9 	 -1.2 	 N/A 

Printed On: 06/04/04 13:18 
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Survey Area: B 	 Survey Unit: 881B01 	 Building: 881 

Description: Building 881, Management Unit B, Rooms 201, 223, 224, 225, 226, 227, 229, 229A, 230, 230A, & 233 Floor - 

Random Removable Surface Activity Data Sheet 

rdJIUOlII lYdULWfl(IL 	I 	I1ILI ru.. i 

Location 	 Nbr 
Nt ipna 

(dpm/lOOcm') 
Net beta 

(dpm/lOOcm 2 ) 

881B01PRP-N088 10 4.8 N/A 

881BO1PRP-N089 9 -1.2 N/A 

881BO1PRP-N090 10 2.0 N/A 

881B01PRP-N091 9 1.8 N/A 

881BO1PRP-N092 10 -0.9 N/A 

881BO1PRP-N093 	 9 	 -1.2 N/A 

881BO1PRP-N094 	 10 4.8 N/A 

88IBO1PRP-N095 9 -1.2 N/A 

881BO1PRP-N096 10 -0.9 N/A 

881BO1PRP-N097 9 1.8 N/A 

Comments: 

Printed On: 06104/04 13:18 
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Survey Area: B 	 Survey Unit: 881B01 	 Building: 881 

Description: Building 881, Management Unit B, Rooms 201, 223, 224, 225, 226, 227, 229, 229A, 230, 230A, & 233 Floor 

Random/QC Total Surface Activity Data Sheet 

	

Random Measurement 	Inst /RCT 	Net Alpha 	 Net Beta 	 - 	 T 

	

Location 	 Nbr 	(dpm/1 00cm 2) 	 (dpm/1 00cm 2) 

	

881 BO1PRP-N001 	 1 	 37.5 	 N/A 

	

88IB01PRP-N002 	 1 	 37.5 	 N/A 

	

881BO1PRP-N003 	 4 	 10.7 	 N/A 

	

881B01PRP-N004 	 1 	 -- 	 55.9 	 N/A 

	

881B01PRP-N005 	 4 	 10.7 	 N/A 

	

88IB01PRP-N006 	 4 	 10.7 	 N/A 

	

881BO1PRP-N007 	 1 	 55.9 	 N/A 

	

881B01PRP-N008 	 4 	 6.0 	- 	N/A 

	

881 BO1PRP-N009 	- 	1 	- 	 19.2 L N/A 	 - 

	

I_ 881B01PR0bo 	J 	4 	 38.8 	 N/A 

	

881B01PRP-N011 	 1 	 60.5 	 N/A 

	

881BO1PRP-N012 	 4 	 34.1 

	

881BO1PRP-N013 	 1 	 78.8 	 N/A 

	

- 881BO1QRP-N013 	-. 	8[ 	 82.2 	 N/A  

	

881BO1PRP-N014 	 1 	 33.0 	 N/A  

	

88IB0IPRP-N015 	 4 	- 	388 	- 	- - N/A 

	

881801PRP-N016 	 1 	 69.7 	 N/A 

	

881B01PRP-N017 	 4 	 76.4 j 
	

N/A 

	

881BO1PRP-N018 	 1 	 37.5 	 - N/A 

	

881 BOl PRP-N01 9 	 4 	 15.4 	 N/A 	 - - - - - 	- - 

	

881B01PRP-N020 	 1 	 65.1 	 N/A - 	
- 

	

881B01PRP-N021 	J 	4 	 24.8 	 N/A 

	

881BO1PRP-N022 	 1 	 143.1 	 N/A 

	

881B01QRP-N022 	 8 	 151.5 	 N/A 

	

881BO1PRP-N023 	 4 - 	 6,0 	 N/A 

	

881B01PRP-N024 	1 	1 	 23.8 	 N/A 

	

881BO1PRP-N025 	 4 	 38.8 	 N/A 

Printed On: 06/04/04 13:18 
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Survey Area: B 	 Survey Unit: 881B01 	 Building: 	881 

Description: 	Building 881 	Management Unit B, Rooms 201, 223, 224, 225, 226, 227, 229, 229A, 230, 230A, & 233 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/lOOcm*) 	(dpm/1OOcm 2) 

	

8B01 PRP-N026 	 1 	 55.9 	 N 

881 B01 PRP-N027 4 43.5 N/A 

881 BOl PRP-N028 
1 

69.7 

85.8 

N/A 

881B01PRP-N029 	 4 N/A 

F 	N/A 

N/A 

881BO1QRP-N029 	 8 102.0 

23.8 881BO1PRP-N030 	- 	1 
881B01PRP-N031 	

4 20.1 N/A 

881 BOl PRP-N032 	 1 28.4 N/A 

881B01PRP.N033 

881B01PRP-N034 

24.8 

46.7 

N/A 

N/A 

881 B01PRP-N035 4 38.8 N/A  

881B01PRP-N036 	 1 	 51.3 	- 	N/A  

- 	881B01PRP-N038 	_1 	 53 	- 	- 	/__ 

881B01PRP-N039 	 4 	 38i Nhk 

881BO1PRP-N040 	 1 	 33.0 	 N/A 

	

r881B01PRPN041 4 	 -- 	
-- 	èN/A  

881B01PRP-NO42 1 f - 	 46.7 	 N/A 

	

---- - 	- 

	

-- 	 -- 

881B01PRP-N043 	 4 15.4 N/A 

	

881B01PRP-N044 	 1 

	

881BO1QRP-N044 	 8 

	

881B01PRP-N045 	 4 

	

881BO1PRP-N046 	 1 

78.8 N/A 

N/A 	t 102.0 

71.7 - N/A 

42.1 N/A 

881B01PRPN047 4 20.1 N/A 

881B01PRP-N048 	 1 60.5 	 N/A 

881BO1PRP-N049 4 6.0 	 N/A 

881B01PRP-N050 1 51.3 N/A 

Printed On: 06/04/04 13:18 
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Survey Area: B 	 Survey Unit: 881B01 	 Building: 881 

Description: Building 881 Management Unit B, Rooms 201, 223, 224. 225, 226, 227, 229, 229A, 230, 230A, & 233 Floor 

Random/QC Total Surface Activity Data Sheet 

Inst I RCT 	Net Alpha 
Nbr 	(dprn/1OOcm2) 

1 	 19.2 

4 	 29.4 

:- I 
-- 	4 	 38.8 

1 	 10.0 

- 	4 	 24.8 

1 	 - 	33.0 

- -- 	4 	 - 	29.4 -- 

1 	 33.0 

- 	4 	 38.8 

- 	1 	 51.3 

4 	 24.8 

1 	 28.4 

4 	 24.8 

14.6 

38.8 

5.4 

Net Beta 
(dpmI100cm 2 ) 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

Random Measurement 
Location 

- 881BO1PRP-N051 --

881 B01PRP-N052 

881 BOl PRP-N053 

881 BO1PRP-N054 

881 BOl PRP-N055 

881 BOl PRP-N056 

881B01 PRP-N057 

881 BOl PRP-N058 

881 BOl PRP-N059 

881801 PRP-N060 

881 BOl PRP-N061 

881 BOl PRP-N062 

881801 PRP-N063 

881BO1PRP-N064 

881BO1PRP-N065 

881 BOl PRP-N066 

881 BOl PRP-N067 

881B01PRP-N068 

881B01PRP-N069 

881 BOl PRP-N070 

881BO1PRP-N071 

881BO1PRP-N072 

881 BO1PRP-N073 

881 BOl PRP-N074 

881 BOl PRP-N075 

881801 PRP-N076 

881 BOl PRP-N077 
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Survey Area: B Survey Unit: 881B01 Building: 	881 

Description: 	Building 881 	Management Unit B, Rooms 201, 223, 224,225, 226, 227, 229, 229A, 230, 230A, & 233 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst I RCT Net Alpha 	 Net Beta 
Location Nbr (dpm/1OOcm 2 ) 	 (dpm/1 00cm 2 ) 

881B01PRP-N078 4 38.8 N/A  

881B01PRP-N079 1 10.0 	 N/A 

88IB01PRP-N080 I 4 43.5 N/A 

881 BOl PRP-N081 1 14.6 N/A 

881BO1PRP-N082 1 284 N/A 

N/A 881BO1PRP-N083 4 	1 	 57.6 

1 65.1 N/A' 881BO1PRP-N084 

881301PRP-N085 7 33.0 N/A 

881BO1PRP-N086 7 42.1 N/A 

N/A 881601PRP-N087 	 7 	 14.6 

881 BO1PRP-N088 7 14.6 N/A 

881 BOl PRP-N089 7 5.4 N/A 

88IB01PRP-N090 7 23.8 N/A 

881BO1PRP-N091 	-. - 	- 	- 	-- 	 - 	H 
881BO1PRP-N092 7 23.8 N/A 

881BO1PRP-N093 7 238 N/A - 

881 BOl PRP-N094 	1 7 55.9 N/A 

881BO1PRP-N095 7 28.4 N/A 

881BO1PRP-N096 7 78.8' N/A 

881 BO 1 QRP-N096 8 72.3 N/A 

881BO1PRP-N097 7 46.7 N/A 

Comments: 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: B 	Survey Unit: 881 BOl 	 Classification: 1 
Building: 881 
Survey Unit Description: Building 881 Management Unit B, Rooms 201 223, 224, 225, 

226, 227, 229, 229A, 230, 230A &233, Floors 
Total Area: 597 sq. m. 	 Total Floor Area: 597 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 	

FA3E 1 OF 1 

a 	• 	 a 	• 

I 	 U 	 U 	 U 
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StiR\'EY MAP LEGEND U.S. Department of Energy 
norCH2MH:iLno,niyagcnnythmcocriornyof N 0 	FEET 	30 Rocky Flats Environmental Technology Site 

(I) Smear & ISA Location 

Smear, TSA & Sample Location 

t leplie thni, enpioym. makm ey wereiiy, cxpeu 
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I 	 I _____________________________ Prepared by: GIS Dept. 303.966-7707 	Preprid br - 
• OpenllnaccensibleArea 0 	METERS 	10 • 
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Survey Instrument ID #(s) & RCT ID #(s). 
2.3,11 

	

' 	f 	I 	= 	I 

	

I inch - - 	CCt 	gri 
MAP ID: 03-0568/881B01-SC 	May 27, 2004 



Survey Area: B 	 Survey Unit: 881B02 	 Building: 881 

Description: Building 881 Management Unit B, Rooms 201 223, 224, 225, 226, 227; 229, 229A, 230, 230A, & 233 WaIls and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required; 	15 	 Nbr Biased 	Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 	23 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

50.6 dpm/100cm2  

	

Minimum: 
	

4.8 dpm/100cm 2  

	

Mean: 
	

29.1 dpm/100cm 2  

	

Standard Deviation: 
	

13.2 

	

QC Maximum: 
	

59.2 dpmI100cm2  

	

QC Minimum: 
	

37.2 dpm/100cm2  

	

QC Mean: 
	

48.2 dpm/100cm 2  

Uranium DCGLq: 5,000.0 dpm/1OOcm 2  
Uranium DCGLENc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 23 	 Nbr Biased Measurements Performed: 0 
Alpha  

	

Maximum: 	5.4 dpm/1OOcm2  

	

Minimum: 	-1.2 dpm/1OOcm2  

	

Mean: 	1.2 dpm/100cm 2  

	

Standard Deviation: 	2.4 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this su,vey unit passes the criterion specified in the PDSP. 
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Survey Area: B 	 Survey Unit: 881B02 	 Building: 881 
......... .... 

Description: Building 881 Management Unit B, Rooms 201 223, 224, 225, 226, 227, 229, 229A, 230, 230A, & 233 Walls and Ceiling 

Instrument Data Sheet 
A.Priori MDA 

lnstJRCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/1OOcm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 	512590 05/04/04 Electra 663 DP-6 09/18/04 0.218 NA 93.0 NA 

2 	512590 05/04/04 Electra 1518 DP-6 06/23/04 0.228 NA 93.0 NA 

3 	711799 05/04/04 Electra 1518 DP-6 06/23/04 0.228 NA 93.0 NA 

4 	711799 05/04/04 Electra 668 DP-8 06122/04 0.166 NA 93.0 NA 

5 	512590 05/05/04 Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA 

6 	512590 05/05/04 SAC-4 823 NA 10/22/04 0.330 NA 16.0 NA 

7 	512590 05/05/04 Electra 1518 DP-6 06/23/04 0.228 NA 93.0 NA 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

T 

S 

Q 

S 

R 

R 

S 
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Survey Area: B Survey Unit: 881B02 Building: 	881 

Description: 	Building 881, Management Unit B, Rooms 201, 223, 224225, 226, 227, 229, 229A, 230, 230A, & 233 WaIls and Ceiling 

Random Removable Surface Activity Data Sheet 

Net Beta 	I Random Measurement Inst I RCT Net Alpha 
Location Nbr (dpm/lOOcm 2 ) (dpmI1OOcm 2) 

881B02PRP-N001 5 -0.3 N/A 

881 B02PRP-N002 5 2.6 N/A 

881 B02PRP-N003 6 -1.2 N/A 

881B02PRP-N004 5 -0.3 N/A - 

881B02PRP-N005 6 1.8 - N/A 

881B02PRP-N006 5 5.4 N/A 

881 B02PRP-N007 6 -1.2 N/A 	i 

881B02PRP-N008 5 - 	-0.3 N/A 

881B02PRP-N009 6 -1.2 N/A 

881B02PRP-N010 5 54 N/A 

881B02PRP-N011 6 4.9 N/A 

881B02PRP-N012 1 	 5 -0.3 N/A 

881B02PRP-N013 6 1.8 N/A 

881B02PRP-N014 5 2.6 N/A 

881 B02PRP-N015 6 2 N/A  

881B02PRP-N016 5 -0.3 N/A 

881B02PRP-N017 6 -1.2 N/A  

88IB02PRP-N018 5 -0.3 N/A 

881 BO2PRP-N019 6 1.8 N/A 	I 

881B02PRP-N020 	- 5 2.6 	
{ 

N/A 	 - 	 -- 	- 

881B02PRP-N021 6 -1.2 N/A 

881B02PRP-N022 5 5.4 N/A 

881B02PRP-N023 6 1.8 N/A 
--__-- 	-- 

Comments: 
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Survey Area: B 	 Survey Unit: 881802 	 Building: 881 

Description: BuIlding 881, Management Unit B, Rooms 201, 223, 224, 225, 226, 227, 229, 229A, 230, 230A, & 233 Walls and Ceiling 

Random/QC Total Surface Activity Data Sheet 

RandomMeasurernent 	lnst/RCTI 	NetAipha 	 NetBeta 

	

Location 	 Nbr 	(dpm/1OOcm 2 ) 	 (dpm/100cm2 ) 

881B02PRPN001 	 1 	 41.5 	
[ 	

N/A 

	

881B02PRP-N002 	 1 	 27.7 	 N/A 

881B02PRPN003[ 	1 	 50.6 	 N/A 

	

881B02PRP-N004 	 1 	 32.3 	 N/A 

	

881B02PRP-N005 	 1 	 18.5 	 N/A 

	

881802PRP-N006 	 1 	 13.9 	 N/A 

	

881 B02PRP-N007 	 1 	 506 	 N/A 

	

881 B020RP-N007 	 3 	 37.2 	 N/A 

	

- 881B02PRP-N008 	 1 	 - 	48 	 N/A 

	

881B02PRP-N009 	 1 	 32.3 	 N/A 

	

881B02PRP-N010 	 1 	 - 46.0 	 N/A 

	

881B02PRP-NO11 	 1 	 32.3 	 N/A 

	

881B02PRP-N012 	 1 	 9,3 	 N/A 

	

881B02PRP-N013 1 	 41.5 	 N/A 1  

	

881B02PRP-N014 	 1 	 18.5 	 N/A 

	

881B02PRP-N015 	 1 	 18.5 	 N/A 

	

881B02PRP-N016 	 1 	 23.1 	 N/A 

	

881B02PRP.N017 	J 	1 	 41.5 	 N/A 	
-- - 

	

881B02QRP-N017 	 3 	 59.2 	 N/A 

	

881B02PRP-N018 	 1 	 36.9 	 N/A 

	

881B02PRP-N019 	 1 	 18.5 	 N/A 

	

881B02PRP-N020 	 1 	 36.9 	 N/A 

	

881B02PRP-N021 	 1 	 185 	 N/A 

	

881B02PRP-N022 	 1 	 36.9 	 N/A 

	

- 881B02PRP-N023 	 1 	 18.5 	 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 
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PRE-DEMOLITION SURVEY FOR 8881 

Survey Area: B 	Survey Unit: 881B02 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit B, Rooms 201, 223, 224, 225, 

226, 227, 229, 229A, 230, 230A & 233, WaIls & Ceilling 
Total Area: 700 sq. m. 	 Total Floor Area: 597 sq. m. 
Grid Spacing for Survey Points: 7 m. X 7 m. 	 RAT3E I çDF 1 

	

Top 	 Top 	 Top 

	

tillBE 	 C9 	 . 	 4 

	

NE TW 	N E S W 	N E S W 	NIESW 	N E S W 	NE S.. 
• 	• 	U 	U 	U 	U 

	

Be" 	 Base 	 Base 	 Base 	 Base 	 Base 

A9 	B9 	09 	D9 	E9 	F9 

	

a 	• 	U 	U 	• 
UT 	.Top 	 •lOp 	 •lop 	 •Top 	 .Tof 

	

_____• 	
. 	• 	OH 	I liii im 111 ik 

	

NESW 	NSSW 	NESW 	NESW 	 NE SW 	NEST • 	. 	U 	U 	• . 

	

Base 	 Base 	 Base 	 Base 	 Base 

A8 	B8 	C8 	D8 	E8 	F8 

	

Ab 	BE 	CE 	06 	E6 	FE 
_________- 	

• lop 	• lop 	Top 	• Top 	• Top 	Top 

liii liii liii IHI AU liii • • • I 

 

	

N E S W 	N E S W 	N E S W 	N E S W 	N E S W 

	

Base 	 Base 	 Base 	 Base 	 Base 	 Base 

A7 	B7 	07 	D7 	E7 	F7 

	

• 	 U 	 U 	 • 	 U 	 I 

	

• lop 	 Top 	 lop 	 • Top 	 u lop 	• op 

	

. 	 U 	 •U I' STARTINGP 	 I I i,  I 	I I M I liii 1111 01 

	

FORSQUARE 
SAMPLING 	N E S W 	 N E S W 	N E S W 	N E S W 	 Ni E S W 	N E P 'A 

• 	• 	

(X41. Y22) 	

A6 	B6 	

Base 	

1)6 	E6 	F6 

a Scan Area 

SIJRVEY MAP LEGEND 	
Nothe the UnOd Sam GOVeSsneOt 005 Ke$05 H,II Ca,. 	 U.S. Department of Energy 

N 	0 	FEET 	30 	 Rocky Flats Environmental Technology Site 
(j) Smear & TSA Location 	 soy isgat 	,esisiisy is, the 	)\ 	

I 	
Prepared by: GIS Dept. 303-966-7701 	Prepared for soowory. oo.opiOencs0. so  soaWness of soy  mfonng,00. 

	

o Smear, TSA & Sample Location oyp 	p 	p,scwo disciosad. roposoein 

Open/Inaccessible Area 	
d is we wosid not efento  5e,saiat osend ogioa 	 0 	METERS 	10 

Scan Survey Informadon 	 W CH2MHILL 
[J Area in Another Survey Unit 	

Survey tnstrument ID #(s) & RCT ID #(s):  

2,4,7 	
inch 24 feet I grid sq = I sq. ni. 	

MAP ID: 03-05681881B02-SC 	May 27, 2004 



Survey Area: C 	 Survey Unit: 881C01 	 Building: 881 

Description: Building8alManagernentunitC Rooms 280A & 280B Floors  

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 16 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

39.4 dprnh1oocm2  

	

Minimum: 	-8.0 dpm/1OOcm 2  

	

Mean: 
	

16.9 dpm/1OOcm 2  

	

Standard Deviation: 
	

14.5 

	

QC Maximum: 
	

34.2 dpm/1OOcm2  

	

QC Minimum: 
	

25.1 dpm/1OOcm2  

	

QC Mean: 
	

29.7 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 16 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 	10.3 dpm/1OOcm2  

	

Minimum: 	1.2 dpm/1OOcm 2  

	

Mean: 	4.4 dpm/1OOcm 2  

	

Standard Deviation: 	2.6 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this suriey unit passes the criterion specified in the PDSP. 
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Survey Area: C 	 Survey Unit: 881C01 	 Building: aai 

Description: Building 881 Management Unit C, Rooms 280A & 280B Floors 

Instrument Data Sheet 

lnst/RCT 	RCT 
Number 	ID 

Analysis 
Date 

Instr 
Model 

Instru 
S/N 

Probe 
Type 

Calibration 
Due Dt 

Instru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpm/100cm2) 

Alpha 	Beta 
Survey 
Type 

1 712193 03125/04 Electra 668 DP-6 06/22/04 0.157 NA 93.0 NA T/S 

2 711447 03/25104 Electra 1513 DP-6 09/17/04 0.181 NA 93.0 NA T16  
3 711447 03/25/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA T/S 

4 712193 03/25/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T 

5 711447 03/25/04 SAC-4 823 NA 08/19104 0.330 NA 16.0 NA R 

6 711447 03125/04 Electra 667 DP-6 09119/04 0.219 NA 93.0 NA 
I/Q 

Survey Types: T = Total Surface Activity, Q = ISA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: C Survey Unit: 881C01 Building: 	881 

Description: 	Building 881 Management Unit C, Rooms 280A & 280B Floors 
- 	- 

Random Removable Surface Activity Data Sheet 

I 	Random Measurement 	I 	Inst I RCT Net Alpha 	 Net Beta - 	- 
Location 	 Nbr I 	(dpmIlOOcm 2 ) 	 (dpmI1OOcm 2 ) 

881001PRP-NOO1 5 7.3 N/A 

881C01PRP-N002 - I 1.2 N/A 

881CO1PRP-N003 5 1.2 N/A 

- 881C01PRP-N004 5 4.2 -- -- N/A 

881C01PRP-N005 5 	- 7.3 N/A 
-- 

881CO1PRP-N006 	 5 - 	 4.2 N/A 

881CO1PRP-N007 -- 5 

5 	- 

1.2 

4.2 N/A 

N/A  

881 CO1PRP-N008 -  

881CO1PRP-N009 	- 	5 	-- 4.2 N/A 	- 

881CO1PRP-NO10 	 5 4.2 N/A 

881CO1PRP-NO11 	-.-------- -- N/A 

881CO1PRP-N012 	 5 4.2 	 -- N/A 	- 

881C01PRP-N013 	 5 7.3 N/A 

881001PRP-N014 	 5 1.2 N/A 

881CO1PRP-N015 	 5 4.2 N/A 

881CO1PRP-N016 	I 	5 4.2 N/A 

Comments: 
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Survey Area: C Survey Unit: saicol Building: 	881 

Description: 	Building 881, Management Unit C, Rooms 280A & 280B Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst / RCT 	Net Alpha 	 Net Beta 	 - - 

Location Nbr (dpm/1OOcm 2) 	 (dpm/1OOcm 2 ) 

C01PRP-N001 4 15.7 N/A  

881C01PRP-N002 -- 	4 11.0 N/A  

881CO1PRP-N003 4 25.2 N/A 

881C01PRPN004 4 6.2 N/A 

F 881CO1PRP-N005 4 -8.0 N/A 

881C01PRP-N006 4 -8.0 N/A - 

881C01PRP-N007 4 34.7 N/A 

881COIQRP-N007 6 1 	 25.1 N/A 

881C01PRP-N008 4 11.0 N/A 

881C01PRP-N009 4 29.9 N/A 

881C01PRP-N010 4 20.4 N/A 

881C01PRP-N011 4 39.4 N/A 

- 881CO1PRP-N012 4 29.9 N/A 	- 	- -- 	 - 	- 	- 	- 	 - 

881C0iPRP-NO13 4 11.0 N/A 	 - 	 H 
881CO1PRP-N014 4 34.7 N/A 

881CO1QRP-N014 6 34.2 N/A 

881CO1PRP-N015 4 11.0 N/A 

881CO1PRP-N016 4 6.2 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map, All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	 Survey Unit: 881 COl 	 ClassifIcation: 1 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, Rooms 280A & 280B, Floors 
Total Area: 33 sq. m. 	 Total Floor Area: 33 sq. m. 
Grid Spacing for Survey Points: 1.5 m. X 1.5 m. 
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Survey Area: C 	 Survey Unit: 881CO2 	 Building: 881 

Description Building 881 Management unit C Rooms 280A & 280B WalisAnd Ceilings 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	15 	 Nbr Biased Measurements Required: 2 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 	15 	 Nbr Biased Measurements Performed: 2 	 Nbr QC Performed: 2 

Alpha 

	

Maximum; 	54.4 dpm/100cm2  

	

Minimum; 	-7.2 dpm/1OOcm 2  

	

Mean; 	16.2 dpm/1OOcm 2  

	

Standard Deviation; 	16.2 

QC Maximum; 45.7 dpm/100cm 2  
QC Minimum: 32.0 dpm/1OOcm2  

QC Mean: 38.8 dpm/1OOcm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 2 

Nbr Random Measurements Performed: 15 	 Nbr Biased Measurements Performed: 2 

Alpha 

	

Maximum: 	10.3 dpm/100cm 2  

	

Minimum: 	-1.8 dpm/1OOCm2  

	

Mean: 	3.9 dpm/100cm2  

	

Standard Deviation: 	2.8 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this sur'ey unit passes the criterion specified in the PDSP. 
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Survey Area: C 	 Survey Unit: 881CO2 	 Building: 881 

Description Building 881 Management unit C Rooms 280A & 280B WalisAnd Ceilings 	 - 

Instrument Data Sheet 
A-Priori MDA 

lnstJRCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	lnstru Efficiency 	(dpm/1OOcm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 712193 03/25/04 Electra 668 DP-6 06/22/04 0.157 NA 930 NA T/5 

2 711447 03/25/04 Electra 1513 DP-6 09/17/04 0.181 NA 93.0 NA TJS 

3 711447 03/25/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA TJS 

4 712193 03/25104 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T 

5 711447 03/25/04 SAC-4 823 NA 08/19/04 0.330 NA 10.0 NA R 

6 711447 03/25/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA T,1Q 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Net Alpha 
(dpm/100cm 2 ) 

4.2 

4.2 

-1.8 

1.2 

4.2 

10.3 

4.2 

7.3 

4.2 

1.2 

- 4.2 

4.2 

4.2 

7.3 

4.2 

Net Beta 
(dpm/100cm2) 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

Survey Area: C 	 Survey Unit: 881CO2 	 Building: 881 

Description: Building 881, Management unit C, Rooms 280A & 280B WailsAnd Ceilings 

Random Removable Surface Activity Data Sheet 

andom Measurement 	Inst / RCT 
Location 	 Nbr 

881CO2PRP-N001 5 - 

-- 881CO2PRP-N002 5 

88ICO2PRP-N003 5 - 

881CO2PRP-N004 

881CO2PRP-N005 

881CO2PRP-N006 

881CO2PRP-N007 

881CO2PRP-N008 

5 

5 

5 

5 

5 

881CO2PRP-N009 5 

881CO2PRP-N010 5 

881CO2PRP-Nol1 r 5  
881CO2PRP-N012 5 

881CO2PRP-N013 5 

881 CO2PRP-N014 5 

881CO2PRP-N015 5 

Printed On: 06/04/04 12:06 
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Survey Area: c 	 Survey Unit: 881CO2 	 Building: 881 	- - 	- 

Description: Building 881, Management unit C, Rooms 280A & 2808 WailsAnd Ceilings 

Biased Removable Surface Activity Data Sheet 

Biased Measurement Inst/ RCT 	I Net Alpha Net Beta 	 - - 

Location Nbr (dpmI1OOcm 2 ) (dpm/100cm 2 ) 

881 CO2PBP- N016  5 1.2 N/A 

881CO2PBP-N017 	1 5 1.2 	r N/A 

Comments: 

Printed On: 06/04/04 12:06 
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Survey Area: C 	 Survey Unit: 881CO2 	 Building: 881 

Description: Building 881, Management unit C, Rooms 280A & 280B WailsAnd Ceilings 

wl~c- 

Random/QC Total Surface Activity Data Sheet 

rindorn Measurement i Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/100cm 2 ) 	(dpm/1OOcm 2) 

881CO2PRP-N001 	 4 	 - 	 - 0 	 N/A 	 - 

881CO2PRP-N002 	 4 	 7.0 	 N/A 

- 	 881CO2PRP-N003 	 4 	 117 	- 	 N/A 

881CO2PRP-N004 	 4 	 -- 30,7 	- 	 N/A 

- 

 

881CO2PRP-N005 	 4 	 54.4 	 N/A 

H- 881 CO2QRP-N005 	 6 	 45.7 	 N/A 

881CO2PRP-N006 	 4 	 21.2 	 N/A 

881CO2PRP-N007 	 4 	 30.7 	 N/A 

881CO2PRP-N008 - 	 4 	 26.0 	 N/A 

881 CO2PRP-N009 
] 	

4 	 2.3 	 N/A 

- 	 881CO2PRP-N010 	 4 	 -7.2 	- 	 N/A 

881CO2PRP-N011 	 4 	 35.4 	 N/A 

- 	 881CO2PRP-N012 	 4 	 -- 	 - 	 N/A  

881CO2PRP-N013 	 4 	 2.3 	 N/A 

881CO2PRP-N014 	 4 	 26.0 	 - N/A 

881CO2QRP-N014 	 6 	 32.0 	 N/A 

881CO2PRP-N015 	 4 	 21.2 	 N/A 	' 

Printed On: 06/04/04 12,06 
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Survey Area: C 	 Survey Unit: 881CO2 	 Building: 881 

	

Description: Building 881, Management unit C, Rooms 280A & 280B WaIlsAnd Ceilings 	- 	 - - - 

Biased Total Surface Activity Data Sheet 

Biased Measurement 	Inst /RCT 	Net Alpha 	I 	Net Beta 

	

Location 	 i 	Nbr 	(dpm/100cm 2) 	 ( dpm/100cm 2) 

4 	 0T 

881CO2PBP-N017 	 4 	 0.0 	 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 

Printed On: 06/04/04 12:06 
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PRE-DEMOLITION SURVEY FOR B381 

Survey Area: C 	 Survey Unit: 881 CO2 	 ClassificatIon: 2 
BuildIng: 881 
Survey Unit Description: Building 881, Management Unit C, Rooms 280A & 280B, 

Wails & Ceilings 

	

Total Area: 157 sq. m. 	 Total Floor Area: 33 sq. m. 
Grid Spacing for Survey Points: 3 m. X 3 m. 

RAGE I F I 

Room 280A 

1 , . 

	

FbW 	 RN 

	

(SIS] II 	101*] 

Qa..a 

Scan Area 

SURVEY MAP LEGEND °' 

thrmçloy. mk 	ywrany, 	or 	ie1 
,rthc - 

N 

1 
0 	FEET 	15 

________________ 

MEI!ERS 	5 

Scan Survey Information  

Rocky Flats Environmental Technology Site  
Ci) Smear & ISA LocaUOn 

a0C0fl 

- j Area inAno 	er wvey 	iii 

Prepared by: GIS Dept. 303.96'1107 	Prepared fo, 

MAP ID: 03-05681881CO2-SC 	Mar. 30, 2004 
Survey Instrument H) #(s) & RCT in 

mcii 	12 feet 	I grid sq. 	1 sq. m. 



Survey Area: L 	 Survey Unit: 61-03 	 Building: 

Description: Building 881, Management Unit C, Rooms 267 & 282 Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 52 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 3 

	

Nbr Random Measurements Performed: 54 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 3 

Maximum 

Minimum 

Mean 

Standard Deviation 

QC Maximum: 

QC Minimum: 

QC Mean: 

Alpha 
152.5 dpm/100cm 2  

-9.6 dpm/100cm 2  

27.2 dpm/100cm 2  
25.3 

126.0 dpm/100cm 2  

66.1 dpm/100cm 2  
89.1 dpm/100cm 2  

Uranium DCGLw: 5000.0 dpm/100cm 2  
Uranium DCGLEMc: 15,000.0 dpmIlOOcm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 52 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 54 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	3.0 dpm/100cm2  

	

Minimum: 	0.0 dpm/100cm 2  

	

Mean: 	0.6 dpm/100cm 2  

	

Standard Deviation: 	1.2 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the POSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 1629 
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Survey Area: C 	 Survey Unit. 881CO3 
	

Building: 881 

Description: Building 881 Management Unit C, Rooms 267 & 282 Floor 

Instrument Data Sheet 
A-Priori MDA 

lnstiRCT 	RCT Analysis lnstr Instru Probe Calibration Instru Efficiency (dpm/100cm2) Survey 
Number ID Date Model S/N Type Due Dt Alpha Beta Alpha Beta Type 

1 712193 05/14/04 Electra 279 DP-8 10/01/04 0.178 NA 93.0 NA S 

2 711447 05/14/04 Electra 660 DP-8 10/08/04 0.170 NA 93.0 NA S 

3 711746 05/14/04 Electra 668 DP-8 06/22/04 0.166 NA 93.0 NA S 

4 711746 05/21/04 Electra 667 DP-6 10/22/04 0.222 NA 93.0 NA T 

5 711746 05/21/04 Electra 663 DP-6 09/18/04 0.218 NA 910 NA T 

6 711746 05/21/04 SAC-4 830 NA 10/30/04 0.330 NA 16.0 NA R 

7 712193 05/21/04 Electra 3109 DP-6 06/08/04 0.217 NA 93.0 NA 0 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/04/04 1629 
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Survey Area: C 	 Survey Unit: B81CO3 	 Building: 	 - 

Description: 	Building 881, Management UriitC, Rooms 267 & 282 Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 	Net Alpha 
Nbr 	(dpm/1 00cm2) 

Net Beta 
(dpm/1 00cm 2) 

881CO3PRP-N004 6 0.0 N/A 

881CO3PRP-N005 6 0.0 N/A 

881CO3PRP-N006 6 0.0 N/A 

881CO3PRP-N007 6 0.0 N/A 

881CO3PRP-N008 6 0.0 N/A 

881CO3PRP-N009 6 3.0 N/A 

881CO3PRPN014 6 0.0 N/A 

881CO3PRP-N015 6 3.0 N/A 

881CO3PRP-N016 6 0.0 N/A 

881CO3PRP-N017 6 0.0 N/A 

881CO3PRP-N018 6 3.0 N/A 

881CO3PRP-N019 6 0.0 N/A 

881CO3PRP-N020 6 0.0 N/A 

881CO3PRP-N021 6 0.0 N/A 

881CO3PRP-N022 6 0.0 N/A 

881CO3PRP-N023 6 0.0 N/A 

881CO3PRP-N024 6 0.0 N/A 

881CO3PRP-N025 6 0.0 N/A 

881CO3PRP-N026 6 0.0 N/A 

881CO3PRP-N027 6 0.0 N/A 

881CO3PRP-N028 6 3.0 N/A 

881CO3PRP-N029 6 3.0 N/A 

881CO3PRP-N030 6 0.0 N/A 

881CO3PRP-N031 6 3.0 N/A 

881CO3PRP-N032 6 3.0 N/A 

881CO3PRP-N033 6 0.0 N/A 

881CO3PRP-N034 6 0.0 N/A 

881CO3PRP-N035 6 0.0 N/A 

881CO3PRP-N036 6 0.0 N/A 

	

Printed On: 	06/04/04 16:29 
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Survey Area: C 	 - 	Survey Unit: 881CO3 	 Building: 	E 

Description: 	Building 881, Management Unit C, Rooms 267 & 282 Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpmIl 00cm2 ) 

Net Beta 
(dpm/1 00cm 2 ) 

881CO3PRP-N037 6 0.0 N/A 

881CO3PRP-N038 6 0.0 N/A 

881CO3PRP-N039 6 0.0 N/A 

881CO3PRP-N040 6 0.0 N/A 

881CO3PRF'-N041 6 0.0 N/A 

881CO3PRP-N042 6 0.0 N/A 

881CO3PRP-N043 6 0.0 N/A 

881CO3PRP-N044 6 0.0 N/A 

881CO3PRP-N045 6 0.0 N/A 

881CO3PRP-N046 6 0.0 N/A 

881CO3PRP-N047 6 3.0 N/A 

881CO3PRP-N048 6 0.0 N/A 

881CO3PRP-N049 6 0.0 N/A 

881CO3PIRP-N050 6 0.0 N/A 

881CO3PRP-N051 6 0.0 N/A 

881CO3PRP-N052 6 0.0 N/A 

881CO3PRP-N053 6 3.0 N/A 

881CO3PRP-N054 6 0.0 N/A 

881CO3PRP-N055 6 0.0 N/A 

881CO3PRP-N056 6 0.0 N/A 

881CO3PRP-N057 6 3.0 N/A 

881003PRP-N058 6 0.0 N/A 

881CO3PRP-N059 6 0.0 N/A 

881CO3PRP-N060 6 0.0 N/A 

881CO3PRP-N061 6 0.0 N/A 

Comments: 

	

Printed On' 	06/04/04 1629 
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Survey Area: C L Survey Unit: 881CO3 	 _____ jBuilding:__881 

Description: Building 881, Management Unit C. Rooms 267 & 282 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I ACT 
Nbr 

Net Alpha 
(dpm/lOOcm 2) 

Net Beta 
(dpm/100cm 2) 

881CO3PRP-N004 4 39.9 N/A 

881CO3PRP-N005 5 59.2 N/A 

881CO3PRP-N006 4 152.5 N/A 

881C030RP-N006 7 126.0 N/A 

881CO3PRP-N007 5 17.9 N/A 

881CO3PRP-N008 4 30.8 N/A 

881CO3PRP-N009 5 31.7 N/A 

881CO3PRP-N014 4 30.8 N/A 

881CO3PRP-N015 5 40.8 N/A 

881CO3PRP-N016 4 12.8 N/A 

881CO3PRP-N017 5 13.3 N/A 

881CO3PRP-N018 4 48.9 N/A 

881CO3PRP-N019 5 31.7 N/A 

881CO3PRP-N020 4 263 N/A 

881CO3PRP-N021 5 8.7 N/A 

881CO3PRPN022 4 66.9 N/A 

881C030RP-N022 7 75.3 N/A 

881CO3PRP-N023 5 17.9 N/A 

881CO3PRP-N024 4 12.8 N/A 

881CO3PRP-N025 5 22.5 N/A 

881CO3PRP-N026 4 12.8 N/A 

881 CO3PRP-N027 5 4.1 N/A 

881CO3PRP-N028 L 4 3.8 N/A 

881CO3PRP-N029 5 45,4 N/A 

881CO3PRP-N030 4 39.9 N/A 

881CO3PRP-N031 5 22.5 N/A 

881003PRP-N032 4 26.3 N/A 

Printed On: 06/04/04 16:29 
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Survey Area: C 	Survey Unit: 881CO3 	 -- 	 BuiIthn 	881 

Description: Building 881 Management Unit C, Rooms 267 & 282 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm2 ) 

Net Beta 
(dpmll 00cm2) 

881CO3PRP-N033 5 4.1 N/A 

881CO3PRP-N034 4 39.9 N/A 

881CO3PRP-N035 5 82,1 N/A 

881C030RP-N035 7 66.1 N/A 

881CO3PRP-N036 4 17.3 N/A 

881CO3PRP-N037 5 63.8 N/A 

881CO3PRP-N038 4 35.3 N/A 

881CO3PRP-N039 5 36.3 N/A 

881CO3PRP-N040 4 3.8 N/A 

88IC03PRP-N041 5 27.1 N/A 

881CO3PRP-N042 4 17.3 N/A 

881CO3PRP-N043 5 40.8 N/A 

88IC03PRP-N044 4 39.9 N/A 

881CO3PRP-N045 5 40.8 N/A 

881CO3PRP-N046 4 26.3 N/A 

881CO3PRP-N047 5 -0.4 N/A 

881CO3PRP-N048 4 3.8 N/A 

881CO3PRP-N049 5 8.7 N/A 

881CO3PRP-N050 4 21.8 N/A 

881CO3PRP-N051 5 27.1 N/A 

881CO3PRP-N052 4 3.8 N/A 

881CO3PRP-N053 5 8.7 N/A 

881CO3PRP-N054 4 17.3 N/A 

881CO3PRP-N055 5 13.3 N/A 

881CO3PRP-N056 4 17.3 N/A 

881CO3PRP-N057 5 -9.6 N/A 

881CO3PRP-N058 	J 4 3,8 N/A 

Printed On: 06/04/04 16:29 
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Survey Area: C 	 Survey Unit: 881003 	 Building:881 

Description: Building 881, Management Unit C, Rooms 267 & 282 Floor 

Random/OC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst/RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2) 

Net Beta 
(dpm/1 00cm2 ) 

881CO3PRP-N059 5 4.1 N/A 

881CO3PRP-N060 4 21.8 N/A 

881CO3PRP-N061 5 31.7 N/A 

Comments: 

Printed On: 06104104 1 629 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	Survey Unit: 881 CO3 	 Classification: I 
Building: 881 
Survey Unit Description: Building 881 Management Unit C, Rooms 267 & 282, Floor 
Total Area: 344 sq. m. 	 Total Floor Area: 344 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 

PAGE 1 F i 
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Survey Area: C 	 Survey Unit: 881C04 	 Building: 881 

Description: Building 881, Management unit C, Rooms 267 & 282, WaIts, Columns and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 21 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed 2 

Alpha 
Maximum: 66.0 dpm/1OOcm 2  

Minimum: -7.7 dpm/100cm 2  
Mean: 16.9 dpm/1OOcm2  

Standard Deviation: 15.7 

00 Maximum: 55.0 dpm/100cm 2  

00 Minimum: 45.8 dpm/1OOcm 2  

QC Mean: 50.4 dpm/100cm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm2  
Uranium DCGLEMC: 15,000.0 dpm/100cm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 21 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	2.4 dpm/100cm2  

	

Minimum: 	-0.6 dpm/1OOcm 2  

	

Mean: 	0.1 dpm/1OOcm 2  

	

Standard Deviation: 	1.3 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Coltected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and OC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 

was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 16:32 
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Survey Area: C 	 Survey Unit: 881C04 	 Building: 881 

Description: Building 881 Management unit C. Rooms 267 & 282. Walls. Columns and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

lnstJRCT RCT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 	512590 05/21/04 SAC-4 1170 NA 11/20/04 0.330 NA 16.0 NA R 

2 	711746 05/21/04 Electra 3109 DP-6 06/08/04 0.217 NA 93.0 NA 1/S 

3 	712193 05/21/04 Electra 663 DP-6 09/18/04 0.218 NA 93.0 NA 0/S 

4 	712193 05/21/04 Electra 658 DP-8 06/04/04 0.168 NA 93.0 NA S 

Survey Types: T = Total Surface Activity, 0 = TSA OC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/04/04 1632 

Page: 2 	of 



Survey Area: 	c 	L Survey Unit: 	uoii.u-; 	- 	 Building: 

Description: 	Building 881 	Management unit C, Rooms 267 & 282, Walls, Columns and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm2) 

Net Beta 
(dpm/100cm 2) 

881C04PRP-N001 1 -0.6 N/A 

881C04PRP-N002 1 -0.6 N/A 

881C04PRP-N003 1 -0.6 N/A 

881004PRP-N004 1 2.4 N/A 

881C04PRP-N006 1 -0.6 N/A 

881C04PRP-N007 1 2.4 N/A 

881C04PRP-N008 1 2.4 N/A 

881C04PRP-N009 1 -0.6 N/A 

881C04PRP-N010 1 -0.6 N/A 

881C04PRP-N011 1 -0.6 N/A 

881C04PRP-N012 1 -0.6 N/A 

881C04PRP-N013 1 -0.6 N/A 

881C04PRP-N014 1 2.4 N/A 

881C04PRP-N015 1 2.4 N/A 

881C04PRP-N016 1 -0.6 N/A 

881C04PRP-N017 1 -0.6 N/A 

881C04PRP-N018 1 -0.6 N/A 

881C04PRP-N019 1 -0.6 N/A 

881C04PRP-N020 1 -0.6 N/A 

881C04PRP-N021 1 -0.6 N/A 

881C04PRP-N022 1 -0.6 N/A 

Comments: 

	

Printed On: 	06/04/04 163. 
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Survey Area: C 	 Survey Unit: c1Lu4 	 Building: 

Description: Building 881, Management unit C. Rooms 267 & 282, Walls. Columns and Ceiling 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpmJ100cm 2 ) 

Net Beta 
(dpmI100cm 2 ) 

881C04PRP-N001 2 6.1 N/A 

881C04PRP-N002 2 24.6 N/A 

881C04PRP-N003 2 10.7 N/A 

881C04PRP-N004 2 15.4 N/A 

881C04PRP-N006 2 20.0 N/A 

881C04PRP-N007 2 33.8 N/A 

881C04QRP-N007 3 45.8 N/A 

881C04PRP-N008 2 6.1 N/A 

881C04PRP-N009 2 15.4 N/A 

881C04PRP-N010 2 -7.7 N/A 

881C04PRP-N011 2 15.4 N/A 

881C04PRP-N012 2 6.1 N/A 

881C04PRP-N013 2 6.1 N/A 

881C04PRP-N014 2 20.0 N/A 

881C04PRP-N015 2 20.0 N/A 

881C04PRP-N016 2 15.4 N/A 

881C04PRP-N017 2 43.0 N/A 

881C04PRP-N018 2 15.4 N/A 

881C04PRP-N019 2 1.5 N/A 

881C04PRP-N020 2 10.7 N/A 

881C04PRP-N021 2 10.7 N/A 

881C04PRP-N022 2 66.0 N/A 

881C04QRP-N022 3 55.0 N/A 

Comments: 

Printed On: 06/04/04 16 3 
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Survey Area: C 	 Survey Unit: 881C04 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881 Management Unit C, Rooms 267 & 282, 

Walls, Ceiling & Columns 
Total Area: 545 sq. m. 	 Total Floor Area: 344 sq. rn 
Grid Soacina for Survey Points: 6 m. X 6 rn. 	 - - 	- 
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Survey Area: C 	 Survey Unit: 881C05 	 - - 	Building: 881 

Description: Building 881 Management Unit C, Rooms 260, 264, 264A, 265, 265A, 265B, 268A & 269 Floors 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 47 	 Nbr Biased Measurements Required: 0 
	

Nbr QC Required: 3 

	

Nbr Random Measurements Performed: 57 	 Nbr Biased Measurements Performed: 0 
	

Nbr QC Performed: 3 

Maximum 

Minimum 

Mean 
Standard Deviation 

Alpha 
213.0 dpm/100cm2  
-19.7 dpm/100cm2  
38.5 dpm/1OOcm2  
36.7 

	

00 Maximum: 
	

214.6 dpm/100cm2  

	

00 Minimum: 
	

84.9 dpm/lOOcm 2  

	

00 Mean: 
	

138.9 dpm/100cm2  

Uranium DCGLw: 5,000.0 dpm/100cm2  
Uranium DOG LEMC: 15,000.0 dpm/1 00cm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 47 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 57 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 13.6 dpm/100cm2  

Minimum: 1.5 dpm/100cm2  

Mean: 5.9 dpm/1OOcm2  

Standard Deviation: 3.3 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area C 	 - 	 Survey Unit 881C05 	 - 	 Building 881 - 

Description: Building 881 Management Unit C, Rooms 260. 264, 264A, 265, 265A, 2656, 268A & 269 Floors 

Instrument Data Sheet 

Inst/RCT 	RCT 
Number 	ID 

Analysis 
Date 

lnstr 
Model 

Instru 
S/N 

Probe 
Type 

Calibration 
Due Dt 

Instru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpmIlOOcm2) 

Alpha 	Beta 
Survey 
Type 

1 712591 05/08/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 	NA T/S 

2 712591 05/08/04 Electra 1260 DP-6 06/02104 0.219 NA 93.0 	NA T 

3 711799 05/09/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 	NA T 

4 711799 05/09/04 Electra 1260 DP-6 06/02104 0.219 NA 93.0 	NA T 

5 712193 05/09/04 Electra 1515 DP-6 07/12104 0.216 NA 93.0 	NA 0 

6 711447 05/09/04 Electra 2404 DP-8 10/08/04 0.162 NA 93.0 	NA S 

7 712193 05/09/04 SAC-4 830 NA 10/30/04 0.330 NA 16.0 	NA R 

Survey Types: T = Total Surface Activity, 0 = ISA OC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/04/04 1 634 
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Survey Area 	C 	 Survey Unit 	881C05 	 j Building 	881 

Description: 	Building 881, Management Unit C, Rooms 260, 264, 264A, 265, 265A, 265B, 268A & 269 Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

lnst/ RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2) 

Net Beta 
(dpm/1 00cm 2 ) 

881C05PRP-N001 7 4.5 N/A 

881C05PRP-N002 7 4.5 N/A 

881C05PRP-N003 7 4.5 N/A 

881C05PRP-N004 7 1.5 N/A 

881C05PRP-N005 7 7.6 N/A 

881C05PRP-N006 7 10.6 N/A 

881C05PRP-N007 7 10.6 N/A 

881C05PRP-N008 7 1.5 N/A 

881COSPRP-N009 7 1.5 N/A 

881C05PRP-N010 7 4.5 N/A 

881C05PRP-N011 7 10.6 N/A 

881C05PRP-N012 7 7.6 N/A 

881C05PRP-N013 7 13.6 N/A 

881C05PRP-N014 7 7.6 N/A 

881C05PRP-N015 7 7.6 N/A 

881C05PRP-N016 7 4.5 N/A 

881C05PRP-N017 7 4.5 N/A 

881C05PRP-N018 7 1.5 N/A 

881C05PRP-N019 7 4.5 N/A 

881C05PRP-N020 7 4.5 N/A 

881C05PRP-N021 7 4.5 N/A 

881C05PRP-N022 7 7.6 N/A 

881C05PRP-N023 7 7.6 N/A 

881C05PRP-N024 7 1.5 N/A 

881C05PRP-N025 7 1.5 N/A 

881C05PRP-N026 7 4.5 N/A 

881C05PRP-N027 7 4.5 N/A 

881C05PRP-N028 7 4.5 NIA 

881C05PRP-N029 7 7.6 N/A 

Printed On: 06/04/04 16:36 

Page: 3 	of 7 



Survey Area: C 	 Survey Unit: 881C05 	 Building: 	881 

Description: 	Building 881 	Management Unit C, Rooms 260, 264, 264A, 265, 265A, 265B. 268A & 269 Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2 ) 

Net Beta 
(dpm/1 00cm 2 ) 

881C05PRP-N030 7 4.5 N/A 

881C05PRP-N031 7 4.5 N/A 

881C05PRP-N032 7 7.6 N/A 

881C05PRP-N033 7 7.6 N/A 

881C05PRP-N034 7 4.5 N/A 

881C05PRP-N035 7 1.5 N/A 

88IC05PRP-N036 7 4.5 N/A 

881C05PRP-N037 7 10.6 N/A 

881C05PRP-N038 7 10.6 N/A 

881C05PRP-N039 7 13.6 N/A 

881C05PRP-N040 7 1.5 N/A 

881 CO5PRP-N041 7 4.5 N/A 

881 C05PRP-N042 7 7.6 N/A 

881C05PRP-N043 7 1.5 N/A 

881C05PRP-N044 7 4.5 N/A 

881C05PRP-N045 7 1.5 N/A 

881C05PRP-N046 7 4.5 N/A 

881C05PRP-N047 7 7.6 N/A 

881C05PRP-N048 7 7.6 N/A 

881C05PRP-N049 7 7.6 N/A 

881C05PRP-N050 7 13.6 N/A 

881C05PRP-N051 7 7.6 N/A 

881C05PRP-N052 7 7.6 N/A 

881C05PRP-N053 7 10.6 N/A 

881C05PRP-N054 7 4.5 N/A 

881005PRP-N055 7 1.5 N/A 

881C05PRP-N056 7 1.5 N/A 

881C05PRP-N057 7 7.6 N/A 

Comments: 
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Survey Area: U 	- 	- 	 Survey Unit: 881C05 	
- 	L 

 Building: 	881 	- - 

Description: 	Building 881 	Management Unit C, Rooms 260, 264, 264A, 265, 265A, 265B, 268A & 269 Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I ACT 
Nbr 

Net Alpha 
(dpm/100cm 2 ) 

Net Beta 
(dpm/100cm 2 ) 

881C05PRP-N001 1 83.6 N/A 

88ICO5PRP-N002 1 22.5 N/A 

881CO5PRP-N003 1 22.5 N/A 

881C05PRP-N004 
[ 	

1 17.9 N/A 

881C05PRP-N005 1 36.6 N/A 

881C05PRP-N006 1 78.9 N/A 

88IC05PRP-N007 1 64.8 N/A 

881CO5PRF-N008 1 55.4 N/A 

881C05PRPN009 	J 1 22.5 N/A 

881CO5PRP-N010 1 3.8 N/A 

881CO5PRP-N011 1 22.5 N/A 

881CO5PRP-N012 2 3.0 N/A 

881CO5PRP-N013 1 27.2 N/A 

881CO5PRP-N014 1 36.6 N/A 

881C05PRP-N015 1 74.2 N/A 

881CO5PRP-N016 2 25.8 N/A 

881CO5PRP-N017 1 22.5 N/A 

881CO5PRP-N018 2 16.7 N/A 

881CO5PRP-N019 1 64.8 N/A 

881CO5PRP-N020 2 48.7 N/A 

881CO5PRP-N021 1 69.5 N/A 

881C05PRP-N022 1 27.2 N/A 

881C05PRP-N023 2 21.3 N/A 

881CO5PRP-N024 2 39.5 N/A 

881C05PRP-N025 1 17.9 N/A 

881C05PRP-N026 1 60.1 N/A 

881C05PRP-N027 2 89.8 N/A 
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Survey Area 	C 	 Survey Unit 	881C05 	 J Building 	881 

Description: 	Building 881, Management Unit C, Rooms 260, 264, 264A, 265, 265A, 265B, 268A & 269 Floors 

Random/OC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpm/100cm 2) 

Net Beta 
(dpm/1 00cm 2 ) 

881C05QRP-N027 5 84.9 N/A 

881005PRP-N028 1 17.9 N/A 

881C05PRP-N029 1 13.2 N/A 

881C05PRP-N030 2 39.5 N/A 

881C05PRP-N031 1 8.5 N/A 

881C05PRP-N032 2 213.0 N/A 

881C05QRP-N032 5 214.6 N/A 

881C05PRP-N033 2 126.3 N/A 

881C05PRP-N034 3 64.8 N/A 

881C05PRP-N035 4 12.1 N/A 

881C05PRP-N036 3 31.9 N/A 

881CO5PRP-N037 4 7.6 N/A 

881C05PRP-N038 3 31.9 N/A 

881C05PRP-N039 4 21.3 N/A 

881005PRP-N040 3 55.4 N/A 

881C05PRP-N041 4 94.3 N/A 

881C050RP-N041 5 117.3 N/A 

881C05PRP-N042 3 8.5 N/A 

881C05PRP-N043 4 25.8 N/A 

881C05PRP-N044 3 17.9 N/A 

88IC05PRP-N045 4 57.8 N/A 

881C05PRP-N046 3 88.3 N/A 

881C05PRP-N047 4 35.0 N/A 

881005PRP-N048 3 -19.7 N/A 

881C05PRP-N049 4 16.7 N/A 

881C05PRP-N050 3 8.5 N/A 

881 C05PRP-N051 4 21.3 N/A 

Printed On: 06/04/04 16:36 
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Survey Area: C 	 Survey Unit: 881005 	 Building: 881 

Description: Building 881 Management Unit C, Rooms 260, 264, 264A, 265, 265A, 2656, 268A & 269 Floors 

Random/OC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpmI1OOcm 2) 

Net Beta 
(dpmI100cm 2 ) 

881C05PRP-N052 3 27.2 N/A 

881C05PRP-N053 4 3.0 N/A 

881CO5PRP-N054 3 31.9 N/A 

881C05PRP-N055 	
j 

4 16.7 N/A 

881005PRP-N056 3 3.8 N/A 

881C05PRP-N057 4 39.5 N/A 

Comments: 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	 Survey Unit: 881C05 	 Classification: I 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, Rooms 260, 264, 264A, 

265, 265A, 265B, 268A & 269, Floors 
Total Area: 307 sq. m. 	 Total Floor Area: 307 sq. m. 

- 	
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 	

- 	 RAQE 1 cDF 1 

Rooms 260, 264, 264A, 265, 265A. 
265B, 268A & 269 

I 	 $ 
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Survey Area: C 	survey Unit: 881C06 	 Building: 881 

Description: BuildIng 881 Management Unit C, Rooms 260, 264, 264A, 265, 265A, 2658, 268A & 269 Walls and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	15 	 Nbr Biased Measurements Required: 0 	 Nbr OC Required: 2 

	

Nbr Random Measurements Performed: 	18 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

34.6 dpm/100cm 2  

	

Minimum: 	-8.6 dpm/1OOcm 2  

	

Mean: 
	

20.7 dpm/100cm 2  

	

Standard Deviation: 
	

11.7 

	

00 Maximum: 
	

34.7 dpm/100cm 2  

	

OC Minimum: 
	

25.5 dpm/100cm2  

	

QC Mean: 
	

30.1 dpm/100cm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15,000.0 dpm/100cm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 18 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 7.6 dpm/1OOcm2  

Minimum: -1.5 dpm/100cm 2  

Mean: 0.7 dpm/100cm 2  

Standard Deviation: 2.5 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/05/04 05:57 
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Survey Area: C 	- 	- Survey Unit: 881C06 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 260, 264, 264A, 265, 265A, 265B. 268A & 269 Walls and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

inst/ACT RCT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/100cm2) 	Survey 

Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

712193 05/08/04 Electra 290 DP-6 09/16/04 0.231 NA 93.0 NA T/S 

712193 05/08/04 SAC-4 830 NA 10/30/04 0.330 NA 16.0 NA A 

711799 05/08/04 Electra 1515 DP-6 07/12/04 0.216 NA 93.0 NA Q 

712193 05/08/04 Electra 2404 DP-8 10/08/04 0.162 NA 93.0 NA S 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/05/04 05:57 
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Survey Area: C 	 Survey Unit: 881C06 	 - 	 Building: 	881 

Description: 	Building 881 	Management Unit C, Rooms 260, 264, 264A, 265, 265A, 2658, 268A & 269 Walls and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / ACT 
Nbr 

Net Alpha 
(dpm/1 00cm2) 

Net Beta 
(dpm/1 00cm 2) 

881C06PRP-N001 2 -1.5 N/A 

881C06PRP-N002 2 -1.5 N/A 

881C06PRP-N003 2 -1.5 N/A 

881CO6PRP-N004 2 1.5 N/A 

881006PRP-N005 2 -1.5 N/A 

881C06PRP-N006 2 7.6 N/A 

881C06PRP-N007 2 -1.5 N/A 

881C06PRP-N008 2 1.5 N/A 

881C06PRP-N009 2 1.5 N/A 

881C06PRP-N010 2 4.5 N/A 

881C06PRP-N011 2 -1.5 N/A 

881C06PRP-N012 2 -1.5 N/A 

881C06PRP-N013 2 1.5 N/A 

881C06PRP-N014 2 -1.5 N/A 

881C06PRP-N015 2 1.5 N/A 

881C06PRP-N016 2 1.5 N/A 

881C06PRP-N017 2 1.5 N/A 

881C06PRF-N018 2 1.5 N/A 

Comments: 
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Survey Area: C 	 Survey Unit: 881C06 	 Building: 881 

Description: Building 881 Management Unit C, Rooms 260, 264, 264A, 265, 265A, 2655, 268A & 269 Walls and Ceitng 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpm/1 00cm2 ) 

Net Beta 
(dpm/1 00cm 2) 

881C06PRP-N001 1 13.0 N/A 

881C06PRP-N002 1 17.3 N/A 

881CO6PRP-N003 1 21.7 N/A 

881C06PRP-N004 1 26.0 N/A 

881CO6PRP-N005 1 30.3 N/A 

881C06QRP-N005 3 34.7 N/A 

881CO6PRP-N006 1 -4.3 N/A 

881CO6PRP-N007 1 13.0 N/A 

881C06PRP-N008 1 17.3 N/A 

881C06PRP-N009 1 -8.6 N/A 

881CO6PRP-N010 1 30.3 N/A 

881C06PRP-N011 1 34.6 N/A 

881CO6PRP-N012 1 21.7 N/A 

881CO6PRP-N013 1 26.0 N/A 

881C06PRP-N014 1 21.7 N/A 

881C06PRP-N015 1 26.0 N/A 

881C06PRP-N016 1 34.6 N/A 

881CO6QRP-N016 3 25.5 NIA 

881CO6PRP-N017 1 26.0 N/A 

881CO6PRP-N018 1 26.0 N/A 

Comments: 

Printed On: 06/05/04 05:57 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	 Survey Unit: 881 C06 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, Rooms 260, 264, 264A, 265, 265A, 

265B, 268, 268A & 269, Walls & Ceiling 

Total Area: 531 sq. m. 	 Total Floor Area: 307 sq. m. 
Grid Spacing for Survey Points: 6 m. X 6 m. 
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Survey Area: C 	 Survey Unit: 881C07 
	

Building: 881 - 

Description: Building 881 Management Unit C, Room 286 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 33.1 dpm/100cm 2  
Minimum: -18.5 dpm/1OOcm2  

Mean: 13.6 dpm/1OOcm2  
Standard Deviation: 12.1 

QC Maximum: 30.6 dpm/1OOcm 2  
QC Minimum: 30.6 dpm/1OOcm 2  

QC Mean: 30.6 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpmI1OOcm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	10.0 dpm/1OOcm2  

	

Minimum: 	-1.8 dpm/1OOcm 2  

	

Mean: 	1.2 dpm/100cm2  

	

Standard Deviation: 	3.1 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this surley unit passes the criterion specified in the PDSP. 
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InstiRCT RCT 	Analysis 
Number ID Date 

1 712193 04/12/04 

2 712193 04/12/04 

3 711447 04/13/04 

4 712193 04/13/04 

5 711447 04/13104 

6 711447 04/13/04 

7 711447 04/14/04 

8 712193 04/14104 

9 712193 04/14104 

Survey Types: 

Survey Area: C 	 Survey Unit: 881C07 	 Building: 881 

Description: Building 881, Management Unit C, Room 286 	 - 	 - 

Instrument Data Sheet 

Instr 
Model 

Instru 
SIN 

Probe 
Type 

Calibration 
Due Dt 

Instru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpm/1OOcm2) 

Alpha 	Beta 
Survey 
Type 

Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA 1(5 

Electra 3105 DP-6 09/17/04 0.198 NA 93.0 NA T/5 

Electra 668 DP-8 06/22/04 0.157 NA 93.0 NA T 15 
Electra 1290 DP-6 05/17/04 0.223 NA 910 NA T 15 
Electra 1383 DP-6 04/30/04 0.196 NA 93.0 NA T/ 	15 
Ludlum 292 147744 NA 08/12/04 0.341 NA 16.0 NA R 

Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA T 15 
Electra 3105 DP-6 09/17/04 0.198 NA 93.0 NA T 

Ludlum 292 147744 NA 08/12104 0.341 NA 16.0 NA R 

I = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: C 	 Survey Unit: 881C07 
	

Building: 881 

Description: Building 881, Management Unit C, Room 286 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 
Location 	 Nbr 	(dpm/100cm 2) 

	

881C07PRP-N001 	 9 	 -1.8 

	

88IC07PRP-N002 	 6 	 -1.5 

	

881C07PRP-N003 	 9 	 4.1 

	

881C07PRP-N004 	 9 	 -1.8 

	

881007PRP-N005 	 6 	 1.5 

	

881C07PRP-N006 	 6 	 1.5 

	

881 C07PRP-N007 	 9 	 4.1 

	

881C07PRP-N008 	 9 	 10.0 

	

881C07PRP-N009 	 6 	 -1.5 

	

- 881C07PRP-N010 	 6 	 1.5 

	

881C07PRP-N011 	 6 	 -1.5 

	

881C07PRP-N012 	- 	6 	 4.4 

	

881C07PRP-N013 	 9 	 -1.8 

	

881C07PRP-N014 	 6 	 -1.5 

	

881C07PRP-N015 	 6 	 1.5 

	

881C07PRP-N016 	 6 	 -1.5 

	

881C07PRP-N017 	 6 	 1.5 

I 

	

881C07PRP-N019 	 6 	 1.5 

	

881C07PRP-N020 	 6 	 -1.5 

	

881C07PRP-N021 	 6 	 7.3 

	

881C07PRP-N022 	 6 	 -1.5 

	

881C07PRP-N023 	 6 	 1.5 

	

881C07PRP-N024 	 6 	 1.5 

Comments: 

Net Beta 
(dpm/1 00cm 2  

N/A 

N/A 

N/A 

N/A 

N/A H 
N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/ 

N/A 

N/A 

N/A 

MLI 

MkIl 

ELI 
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Survey Area: C 	 Survey Unit: 881C07 	 Building: 881 

Description: Bufiding 881, Management Unit C, Room 286 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/100cm 2) 	 (dpm/1OOcm2) 

881C07PRP-N001 	 8 	 6.8 	 N/A 

881C07pRP-No02 4 	 10.6 N/A 

881C07PRP-N003 8 	 21.9 N/A 

881C07PRP-N004 8 	 -18.5 NIA 

881 C07PRP-N005 4 	 19.6 N/A 

881C07PRP-N006 4 	 10.6 N/A 

881C07PRP-N007 - 8 16.9 N/A 

881 C07PRP-N008 	 8 	 32.0 N/A 

881CO7PRP-N009 	 4 	 -7.3 N/A 

- 	 881 CO7PRP-N010 	 4 	- 	 19.6 
- 	 H 

- 	 881C07PRP-N011 	 4 	 - 	 - 	 33.1 N/A 

881C07PRP-N012 	 4 	 6.2 N/A 	 -. 

881 CO7PRP-N013 	 8 	 27.0 N/A 

881CO7PRP-N014 	 4 	 28,6 N/A 

881CO7PRP-N015 4 6.2 N/A 

881C07PRP-N016 	 4 	 1.7 N/A 

881CO7PRP-N017 	 4 	 15.1 N/A 

881C07QRP-N017 	 5 	 30.6 N/A 

881C07PRP-N018 	 4 	 24.1 N/A 

881CO7PRP-N019 	I 	4 	 1.7 	11 N/A 

881 C07PRP-N020 	 4 	 10.6 N/A 	-- 	- 	 - 	 -- 	 - 	 - 

- 	 N/A 	 - 	 - 881C07PRP-N021 	 4 	 10.6 

881C07PRP-N022 	 4 	 15.1 N/A 

881C07PRP-N023 	 4 	 15.1 N/A 

881C07PRP-N024 	 4 	 19.6 N/A 

N/A 
 

- 881C07QRP-N024 5 30.6 

Comments: Scans performed at 4"7second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	Survey Unit: 881 COT 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, Room 286 
Total Area: 250 sq. m. Total Floor Area: 35 sq. m. 
Grid Spacing for Survey Points: 4 m. X 4 m. 
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Survey Area: C 	 Survey Unit: 881C08 	 Building: 881 - 

Description: Building 881, Management Unit C, Room 254, Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 20 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 919.7 dpm/1OOcm 2  
Minimum: 23.0 dpm/1OOcm 2  

Mean: 185.4 dpm/1OOcm2  
Standard Deviation: 198.0 

QC Maximum: 892.0 dpm/1OOcm2  
QC Minimum: 413.1 dpm/1OOcm2  

QC Mean: 652.6 dpm/1OOcm2  

Uranium DCGLw: 5000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 20 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	25.1 dpm/100cm 2  

I 	 Minimum: 	5.1 dpm/1OOcm2  
I 	 Mean: 	11.1 dpm/100cm2  

	

Standard Deviation: 	5.7 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP, 
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Survey Area: C 	 Survey Unit: 881C08 	 Building: 881 

Description: Building 881, Management Unit C, Room 254, Floor 	- 	 - - 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/100cm2) 	Suey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 711447 04/16/04 Electra 668 DP-8 06/22/04 0.157 NA 93.0 NA S 

2 711799 04/16/04 Electra 1665 DP-6 08/11/04 0.213 NA 93.0 NA TjS 

3 712193 04/16/04 Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA 

4 712193 04/16/04 Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA R 

5 712193 04/16/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA 0 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity. I = Investigation 
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Survey Area: C 	 Survey Unit: 881C08 	 Building: 	881 

Description: 	Building 881: Management Unit C, Room 254, Floor 	- 

Random Removable Surface Activity Data Sheet 

Random Measurement 	lnst/RCT 	NetAipha 	 Net Beta  
Location 	 Nbr 	(dpm/1OOcm 2) 	 (dpm/1DOcm2 ) 

881C08PRP-N001 	 4 	 8.0 	 N/A 

881 C08PRP-N002 	 4 	 10.8 	 N/A 	 - 

- - 

	 881C08PRP-N003 4 10.8 N/A 

881C08PRP-N004 4 

4 	- 

8.0 N/A 

881C08PRP-N005 5.1 N/A 

- 881C08PRP-N006 4 - 5.1 N/A - - 

881C08PRP-N007 	 4 	 8.0 	 N/A  

88IC08PRP-N008 	 4 	 19.4 	-- 	N/A 

881 C08PRP-N009 	 4 	 8.0 	 N/A 	 - 

881C08PRP-N010 	 4 	 10.8 	 N/A  

881C08PRP-N011 	- 	 - 	 4 	 10.8 	 N/A 

881C08PRP-N012 4 	
- 	 [ 	

16.5 	 N/A 

88IC08PRP-N013 	1 	 25.1 	 N/A 	 - 

881C08PRP-N014 	 4 	 10.8 	 N/A 	 - 

881C08PRP-N015 	 4 	 10.8 	- -- - 	 N/A 	- 	 -- 	- 

881 CO8PRP-N016 	 4 	 13.7 	 N/A 

881C08PRP-N017 - - 	 4 	 22.2 	 N  

881C08PRP-N018 	 4 	 - 	 5.1 	 N/A 

881C08PRP-N019 	r 	- 	 8.0 	 N/A 	 - 	 - 

881C08PRP-N020 	 4 	 5.1 	 N/A 

Comments: 
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Survey Area: C - 	 Survey Unit: 881008 
	

Buildin9: 881 

Description: Suilding 881 Management Unit C, Room 254, Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

881 COBPRP-N001 

881 C08PRP-N002 

881 CO8PRP-N003 

881 C08PRP-N004 

lnst/RCT 	NetAipha 	 NetBeta 
Nbr 	(dpm/lOOcm 2 ) 	 (dpm/1OOcm 2 ) 

- 

2 	 840 	 N/A 

	

881C08PRP-N005 	 2 
•__--- 	- -- 	 -- 

	

881C08PRP-N006 	 2 
	

145.1 

60.6 

881C08PRP-N008 2 361.0 N/A 

881C08QRP-N008 5 413.1 N/A 

881C08PRP-N009 2 234.3 N/A 

881C08PRP-N010 2 98.1 N/A 	
- 	 ---• 	- 

881C08PRP-N011 2 177.9 N/A 

881C08PRP-N012 2 107.5 N/A 

881C08PRP-N013 2 919.7 N/A 

881C08QRP-N013 5 892.0 N/A 

881C08PRP-N014 2 121.6 N/A 

881C08PRP-N015 2 	-- 93.4 N/A 

881C08PRP-N016 2 224.9 N/A 

881 CO8PRP-N017 2 365.7 N/A 

881C08PRP-N018 2 116.9 N/A 

881C08PRP-N019 2 163.8 N/A 

881C08PRP-N020 2 229.6 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 00cm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	 Survey Unit: 881 COB 	 Classification: 1 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, Room 254, Floor 
Total Area: 61 sq. m. 	 Total Floor Area: 61 sq. m. 
Grid Spacing for Survey Points: 2 m. X 2 m. 
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Survey Area: C 	 Survey Unit: 881C09 	 Building: 881 

Description: Building 881 Management Unit C, Room 254, Walls and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 16 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 1122.7 dpmJ1OOCm 2  
Minimum: 28.8 dpm/1OOcm2  

Mean: 236.2 dpm/1OOcm 2  
Standard Deviation: 330.6 

QC Maximum: 1,176.1 dpm/1OOcm2  
QC Minimum: 899.1 dpm/1OOcm 2  

QC Mean: 1,037.6 dpm/1OOcm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm2  
Uranium DCGLMc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 16 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	16.5 dpm/100cm 2  

	

Minimum: 	2.3 dpm/1OOcm2  

	

Mean: 	8.9 dpm/100cm 2  

	

Standard Deviation: 	3.4 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: C 	 Survey Unit: 881C09 	 Building: 881 

Description: Building 881, Management Unit C, Room 254, Walls and Ceiling 

Instrument Data Sheet 

lnstIRCT 	RCT 
Number 	ID 

Analysis 
Date 

lnstr 
Model 

Instru 
S/N 

Probe 
Type 

Calibration 
Due Dt 

lnstru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpmI1OOcm2) 

Alpha 	Beta 

Survey 
Type 

1 711799 04/16/04 Electra 290 DP-6 09/16/04 0.213 	NA 93.0 NA 116 

2 712193 04/16/04 Electra 1238 DP-6 09/17/04 0126 	NA 93.0 NA s 
3 711447 04/16/04 Electra 1665 DP-6 08111/04 0.213 	NA 93.0 NA 0 

4 712193 04/16/04 Ludlum 292 147742 NA 09/25/04 0.351 	NA 16.0 NA R 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: C Survey Unit: 	881C09 	 - Building: 	881 	 - 

Description: 	Building 881, Management Unit C, Room 254, WaIls and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement Inst / RCT Net Alpha Net Beta 
Location Nbr (dpm/100cm 2) (dpm/1OOcm2 ) 

881C09PRP-N001 4 8.0 N/A 

881C09PRP-N002 	- - 4 10.8 	J N/A 

881C09PRP-N003 4 16.5 N/A 

N/A  881C09PRP-N004 	- - 	4 5.1 

881 C09PRP-N005 4 8.0 N/A 

881 CO9PRP-N006 4 8.0 N/A 

881C09PRP-N007 4 5.1 N/A 

881C09PRP.N008 4 8.0 N/A 

881C09PRP-N009 - 4 2.3 -- NL 

881C09PRP-N010 4 10.8 N/A 

881C09PRP-N011 4 

- 

13.7 N/A 

881C09PRP-N01 2 	- 4 10.8 N/A 

881C09PRP-N013 I 4 8.0 N/A  

881 CO9PRP-N014 4 8.0 N/A 

881C09PRP-N015 4 8.0 N/A 

881C09PRP-N016 4 	I 10.8 	i N/A 

Comments: 
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Survey Area: C Survey Unit: 881C09 Building: 	881 

Description: 	Building 881. Management Unit C. Room 254, Walls and Ceiling - 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst / RCT 	Net Alpha 	 Net Beta 	 -- - 

Location Nbr 	1 	(dpm/1OOcm 2) 	 (dpm/1OOcm 2) 

r881C09PRN001 i 522 N/A 

881C09PRP-N002 1 	 108.6 N/A 

881 CO9PRP-N003 1 3386 N/A 

881C09PRP-N004 89.8 N/A 

881CO9PRP-N005 N/A 1 	 33.5 

881C09PRP-N006 	-- 1 	 - 240.0  

881C09PRP-N007 1 	 939.61 N/A 

881C09QRP-N007 3 	 899.1 N/A 

881C09PRP-N008 1 	- 	 85ff N/A 	 - 

- 	881C09PRP-N010 I 

881C09PRP-N01i 1 	 1,122.7 	- 

881C09QRP-N011 3 	 1,176.1 N/A 

861C09PRP-N012 1 	 61.6 N/A 	 -- 

881C09PRP-N013 1 	 99.2 	 - N/A 

L 881C09PRP-N014 1 	 42.8 	- N/A 

-- 881C09PRP-N015 1 	 710 

881C09PRPN6 1f FVA - 	- 

Comments: Scans performed at 4"/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	 Survey Unit: 881 C09 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, Room 254, Walls, Ceiling 

& Column 
Total Area: 198 sq. m. 	 Total Floor Area: 61 sq. m. 
Grid Spacing for Survey Points: 4 m. X 4 m. 	
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Survey Area: c 	 Survey Unit: 881C10 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 266E, 280, 281, 283, 283A Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 46 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 3 

	

Nbr Random Measurements Performed: 51 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 3 

Alpha 

	

Maximum: 
	

88.6 dpm/100cm2  

	

Minimum: 	-13.3 dpm/1OOCm2  

	

Mean: 
	

18.2 dpm/100Cm2  

	

Standard Deviation: 
	

22.3 

	

QC Maximum: 
	

84.1 dpm/100cm2  

	

QC Minimum: 
	

52.6 dpm/1OOCm 2  

	

QC Mean: 
	

66.1 dpm/1OOcm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15.000.0 dpm/1 00Cm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 46 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 51 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 	16.4 dpm/1OOcm 2  

	

Minimum: 	-1.8 dpm/1OOCm2  
Mean: 	3.6 dpm/1OOcm2  

	

Standard Deviation: 	5.0 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: C 	 Survey Unit: 881C10 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 266E, 280, 281, 283, 283A Floor 

Instrument Data Sheet 
A-Priori MDA 

lnstIRCT 	RCT Analysis lnstr Instru Probe Calibration Instru Efficiency (dpm/100cm2) Survey 
Number ID Date Model SIN Type Due Dt Alpha Beta Alpha Beta Type 

1 711799 05/09/04 Electra 1515 DP-6 07/12/04 0216 NA 93.0 NA 1/S 

2 711799 05/09/04 Electra 2136 DP-6 08/02/04 0221 NA 93.0 NA T 

3 711447 05/09/04 Electra 2404 DP-8 10/08/04 0.162 NA 93.0 NA S 

4 712452 05/19/04 Electra 1241 AP-6 10/06/04 0.193 NA 93.0 NA S 

5 512590 05/20/04 SAC-4 960 NA 11/12/04 0.330 NA 16.0 NA R 

6 512590 05/20/04 Electra 3105 DP-6 11/18/04 0.198 NA 93.0 NA I 

7 711746 05/21/04 Electra 3109 DP-6 06/08/04 0.217 NA 93.0 NA I 

8 712193 05/21/04 Electra 667 DP-6 10/22/04 0.222 NA 93.0 NA Q 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: C 	 Survey Unit: 881C10 	 Building: 	881 

Description: 	Building 881, Management Unit C, Rooms 266E, 280, 281, 283, 283A Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	 (dpm/100cm2 ) 	 (dpm/lOOcm 2) 

881C1OPRP-N001 	 5 	 1.2 N/A 

- 881C10PRP-N002 	 5 	- 	 1.2 N/A 

N/A 	F 
N/A 

881C10PRP-N003 5 -1.8 

881C10PRP-N004 	 5 10.3 

- 	 881C10PRP-N005 	-r 1.2 --- - 	 - 

881C10PRP-N006 	 5 	 10.3 	 N/A 

881C10PRP-N007 	 5 	 -1.8 	 N/A 

881C10PRP-N008 	 5 	 7.3 	 /AI 	
- 

	

881C1OPRP-N009 	 5 	 -1.8 	 N/A 	 - 

	

881C10PRP-N010 	 5 	 1.2 	 N/A 

881C1OPRP-N01i 	- 	 5 	 1.2 	 N/A  

881C10PRP-N012 	 5 	 1J N/A 

881C1OPRP-N013 	 5 	 1.2 	 N/A 

881C10PRP-N014 	 5 	 1.2 	 N/A 

881C10PRP-N015 	 5 	 7.3 	 N/A 

881C10PRP-N016 	 5 	 1.2 	 N/A 

881C10PRP-N017 	 5 	 -1.8 	 N/A 

881C10PRP-N018 	-- 	5 	 13 	 N/A 

-. 	881C10PRP-N019 	- 	 5 	 1.2 	 N/A 

r8c1oPRp-No20 	- 	 5 	 1.2 	- 	 N/A 	 -- 

881C10PRP-N021 	 5 	 -1.8 	 N1 	 -- 	-- 

881C10PRP-N022 	 5 	 4.2 	 N/A 

881C10PRP-N023 	 5 	 7.3 	 N/A 

881 Cl OPRP-N024 	 5 10.3 - N/A 

881C10PRP-N025 	 5 7.3 N/A 

1 

881C1OPRP-N026 	 5 	I 

-- --- 

4.2 	 N/A 

881C10PRP-N027 	 5 7.3 	 N/A 

H-- 
881C10PRP-N028 5 12 	 NIA 

881C1OPRP-N029 	 5 	 13.3 	 N/A 
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Survey Area: C 	 Survey Unit: 881010 	 Building: 881 	 - 	- 

Description: Building 881, Management Unit C, Rooms 266E, 280, 281, 283, 283A Floor 	 - 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 	 - - 
Location 	 Nbr 	I 	(dpmI100cm 2 ) 	 ( dpm/1OOcm 2) 

881C10PRP-N030 	 5 	 1.2 	 N/A 

881C10PRP-N031 5 	 -1.8 	 N/A 

881C1OPRP-N032 	 5 	 1.2 	 N/A 

881C10PRP-N033 	1 	5 	 7.3 	-- 	 N/A[  

881C10PRP-N034 	1 	5 	 4.2 	 N/A 	 - 

881C10PRP-N035 	 5 7.3 	 N/A 	 - - 

881C10PRP-N036 - ' 5 	- -- 	16.4 	 N/A  

881C10PRP-N037 	 5 	 -1.8 	i 	 N/A 

881C10PRP-N038 - 	5 	 7.3 	 -- - N/A 

881C1OPRP-N039 	 5 	 -1.8 	- 	 N/A 

881C10PRP-N040 	-- 5 	 13.3 	 N/A  

'881C10PRP-N041 	 5 	 -1.8 	 N/A 1  

881C10PRP-N042 	 5 	 13.3 	 N/A 

881C10PRP-N043 	 5 	 -1.8 	 N/A 	 - - 

881C10PRP-N044 	 5 	 -- 	 7 	 N/A 

881CIOPRP-N045 	 5 	 N/A 

881C10PRP-N046 	1 	5 	 7.3 	 NIA 

881C10PRP-N047 	 5 	 -1.8 	 N/A 

881C10PRP-N048 	 5 	 7.3 	 N/A 

881C1OPRP-N049 	 5 	 1.2 	 N/A 

881C10PRP-N050 	 5 	 -1.8 	 N/A 

i1c1 	 -78 

Comments: 
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Survey Area: c 	 Survey Unit: 881C10 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 266E, 280, 281, 283, 283A Floor 	 - 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst I RCT 	I Net Alpha Net Beta 	 - - 	 - - - 

Location Nbr (dpm/100cm 2) (dpm/1OOcm 2 ) 

881C10PRP-N001 1 33° 

881C10PRP-N002 1 -8.7 N/A 

881C10PRP-N003 1 9.8 N/A 

881C10PRP-N004 1 64 N/A 

881C10PRP-N005 1 28.4 N/A 	 - 	 - 

881C1OPRP-N006 1 5.2 N/A 

881C1OPRP-N007 - 	 1 23.7 N/A 

881C10PRP-N008 - 1 - 	9.8 N/A  

881C10PRP-N009 1 88.6 N/A 

881C10QRP-N009 8 84.1 N/A 

747 N/A 

881C1OQRP-N010 8 61.6 N/A 

110flKI-'-N011 	 1 	 51.5 	 NIA 

--- 
881C1OPRP-N012 	 1 	 37.6 	 N/A 

881C10PRP-N013 - 	1 	 -- 37.6 	 N/A 	f 
881C10PRP-N014 	1 	 33.0 	- 	N/A 

- 881C1OPRP-N015 	6 	 11.9 	-- 	N/A 	 - 

881C10PRP-N016 	6 	 72.6 	- 	N/A 

881CQRP-NW6  

881C10PRP-N017 	6 	 -3.2 	 N/A 

881C1OPRP-N018 	6 	 27.1 	 N/A 

:881C10PRP-N01916 	6.9 	 N/A 	 - 

881C10PRP-N020 	
J 	

6 	 17.0 	 N/A 

881C10PRP-N021 	6 	 27.1 	 N/A 

881C10PRP-N022 - 	6 	- - 	12.0! 	N/A 	i - - 

881 	 6.9  

881C10PRP-N024! 	6 	 -8.2 	 N/A 

--H 
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Survey Area: C 	 Survey Unit: 881C10 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 266E, 280, 281, 283, 283A Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst/RCT 
Nbr 

NetAipha 	 Net Beta 	 - 

	

(dpm/1OOcm 2 ) 	 (dpm/1OOcm 2) 

	

69 	 Pd/A 8I1C.1flPRP-Mfl2 A 

	

881C1OPRP-N026 	 6 	 37.2 	 N/A 

	

881C10PRP-N027 	 6 	 -3.2 	 N/A 

	

881C10PRP-N028 	 6 	 -3.2 	 N/A 	 - 	-- - 

881C10PRP-N0291 	6 	 6.91 	 N/Af 

	

881C10PRP-N030 	 6 	
{ 	

6.9 	 N/A 

	

881CIOPRP-N031 	 7 	 14.3 

	

881C10PRP-N032 	 7 	 -8.7 	 N/A 

	

881C10PRP-N033 	 7 	 - - 	5.1 	- 	N/A 

	

88IC10PRP-N034 	 7 	 9.7 	 N/A 

	

881C1OPRP-N035 - 	7 	 42.0 	 N/A 

	

881C10PRP-N036 	 7 	 -13.3 	 N/A 

	

- 881C10PRP-N037 	 7 	-- 	 - 	05 	 N/A 	 - 	- 	 - 

	

881C1OPRP-N038 	 7 	 5.1 	 N/A 

	

L 0PRP.N9 	
L7 	

143 	 N/A 

	

881C10PRP-N040 	 7 	 9.7 	 N/A 

	

881C10PRP-N041 	 7 	 -4.1 	 N/A 

0.5 	 N/A 	 - 

	

881C10PRP-N043 	 7 	 32.8 	 N/A 

	

881C10PRP-N044 	 7 	 14.3 	 N/A 

	

881C10PRP-N045 	 7 	- 	 28.2 	 N/A 

	

881C1OPRP-N046 	 7 	 19.0 	 N/A 

	

881C10PRP-N047 	 7 	 19.0 	 N/A 

	

881C10PRP-N048 	 7 	 14.3 	 N/A  

	

881C10PRP-N049 	 7 	 9.7 - 	 N/A 	 - ---- - 

	

881C1OPRP N050 	 7 	
97 L N/A 	 -- - 

	

881C10PRP-N051 	 7 	 5.1 	 N/A 

Printed On: 06105/04 06:38 
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Survey Area: C 
	

Survey Unit: 881C10 
	

Building: 881 

Description: Building 881, Management Unit C, Rooms 266E, 280, 281, 283, 283A Floor 	- 

Comments: 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	Survey Unit: 881 ClO 	 Classification: I 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, Rooms 266E, 280, 281, 

283 & 283A, Floors 
Total Area: 303 sq. m. 	 Total Floor Area: 303 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 	
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Survey Area: C 	 Survey Unit: 881C11 	 I Building: 881 

Description: Building 881 Management Unit C, Rooms 266E, 280, 281: 283, & 283A Walls And Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 21 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

53.7 dpmI100cm 2  

	

Minimum: 	-14.1 dpm/1OOcm 2  

	

Mean: 
	

10.4 dpm/1OOcm2  

	

Standard Deviation: 
	

15.7 

	

QC Maximum: 
	

49.5 dpm/1OOcm2  

	

QC Minimum: 
	

44.5 dpm/100Cm 2  

	

QC Mean: 
	47.0 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOCm 2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 21 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	17.6 dpm/1OOCm 2  

	

Minimum: 	-0.6 dpm/1OOcm 2  

	

Mean: 	6.4 dpm/1OOcm2  

	

Standard Deviation: 	4.9 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Pnnted On 06/05/04 0646 
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Survey Area: C 	 -- - 	Survey Unit: 881C11 	 Building: 881 

Description: Building 881 Management Unit C, Rooms 266E, 280, 281. 283, & 283A Walls And Ceiling 

Instrument Data Sheet 

lnstlRCT 	RCT 
Number 	ID 

Analysis 
Date 

lnstr 
Model 

Instru 
S/N 

Probe 
Type 

Calibration 
Due Dt 

Instru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpmI100cm2) 

Alpha 	Beta 
Survey 
Type 

1 711799 05/09/04 Electra 1515 DP-6 07/12/04 0.216 NA 93.0 NA 1/S 

2 711799 05/09/04 Electra 2136 DP-6 08/02104 0.221 NA 93.0 NA I 

3 711447 05/09/04 Electra 2404 DP-8 10/08/04 0.162 NA 93.0 NA S 

4 712452 05/19/04 Electra 1241 AP-6 10/06/04 0.193 NA 93.0 NA S 

5 512590 05/19/04 SAC-4 960 NA 11/12/04 0.330 NA 16.0 NA R 

6 512590 05/20/04 SAC-4 960 NA 11/12/04 0.330 NA 16.0 NA R 

7 712452 05/20/04 Electra 3109 DP-6 06/08/04 0.217 NA 910 NA 1/S 

8 712193 05/20/04 Electra 1383 DP-6 10/19/04 0.202 NA 93.0 NA 0/s 

9 512590 05/21/04 Electra 3109 DP-6 06/08/04 0.217 NA 93.0 NA T 

Survey Types: I = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/05/04 06:46 
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Survey Area: C Survey Unit: 881C11 	 Building: 	881 

Description 	Building 881 Management Unit C Rooms 266E 280 281 283 & 283A Walls And Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT Net Alpha Net Beta 
Location Nbr (dpm/1OOcm2 ) (dpm/lOOcm 2 ) 

881C11PRP-N001 5 5.5 N/A  

881C11PRP-N002 5 5.5 N/A 

881C11PRP-NO03 6 7.3 N/A 

881C11PRP-N004 - 	- 	6 	- . 4.2 N/A 

-- 881C11PRP-NO05 6 1.2 N/A 	 - 

881C11PRP-N006 6 7,3 N/A 

881C11PRP-N007 6 1.2 N/A 

881C11PRP-N008 5 8.5 N/A 	 -.--- 

881C11PRP-N009 5 -- 	5.5 N/A 	 - 

881C11PRP-N010 6 7.3 N/A 	 -- 

881C11PRP-N011 6 1.2 N/A 

881C11PRP-N012 6 13.3 N/A 

881C11PRP-N013 
1 

8.5 N/A 	 - 

881C11PRP-N014 5 14.5 N/A 	 - 

881C11PRP-N015 5 8.5 N/A 

881C11PRP-N016 1  5 -06 - 	- 	N/A 

881C11PRP-N017 5 17.6 N/A  

881C11PRP-N018 5 -0.6 N/A 

881C11PRP-N019 5 11.5 N/A 

881C11PRP=N020 5 	
[ 

2.4 N/A 

881C11PRP-N021'1 5 5.5 N/A 

Comments: 
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Survey Area: C Survey Unit: 881C11 Building: 	881 

Description: 	Building 881 Management Unit C, Rooms 266E, 280, 281 283, & 283A Walls And Ceiling 	- 	- 

Random/QC Total Surface Activity Data Sheet 

RandomMeasurement 	I 	InstIRCT 	NetAipha NetBeta 	I 

Location Nbr 	(dpm1100cm 2) (dpm/lOOcm 2) 	 i 

881C11PRP-N001 i 	9 	 -0.3 
- 	- 	--- 

N/A 

881C11PRP-N002 9 	 8.9 N/A 

881C11PRP-N003 2 3,9 N/A 

881C11PRP-NO04J 2 	 40.1 N/A 

881C11QRP-N004 8 	 49.5 N/A 

881C11PRP-N005 2 	 17.5 N/A 

881C11PRP-N006 2 	 19 N/A 

881C11PRP-N007 2 	 17.5 N/A 

____ - 	----. - 	-.- 
881C11PRP-N008 9 	 8.9 N/A 

881C11PRP-N009 9 	 43 N/A 

881C11PRP-N010 2 	 53.7 N/A 

881C11QRP-N010 - 8 	 44.5 N/A 

881C11PRP-NO11 2 	1 	 26.5 - 	 N/A  

881C11PRP-N012 2 	 17.5 	L N/A 

881C11PRP-N013 9 	 18.2 N/A 

881C11PRP-N014 9 	 -4.9 N/A 	1 -. 

881C11PRP-N015 9 	 - 	8.9 N/An_________  

881C11PRP-N016 9 	 -14.1 N/A 

881C11PRP-N017 9 	 -0.3 N/A 

881C11PRP-N018 . 9 	 8.9 N/A 

r 881C11PRPN019 9 	 -9.5 N/A 

881C11PRP-N020 9 	 -0.3 N/A 	. 

881C11PRP-N021 1 	9 	 8.9 N/A 

Comments: 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: 1 	 Survey Unit: 881C11 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, Rooms 266 E, 280, 

281, 283 & 283A, Walls & Ceilings 
Total Area: 904 sq. m. 	 Total Floor Area: 303 sq. m. 
Grid Spacing for Survey Points: 8 m. X 8 m. 	
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Survey Area: C 	 Survey Unit: 881C12 	 BuDding: 881 

	

Description: Building 881, Management Unit 	C. Stairwells 134 & 156 	 - 	 -- 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Maximum 

Minimum 

Mean 
Standard Deviation 

Alpha 
53.6 dpm/100cm 2  

-19.8 dpm/100cm2  

18.6 dpm/1OOcm 2  
17.1 

	

QC Maximum: 
	

43.0 dpm/100cm 

	

QC Minimum: 
	

32.9 dpm/1OOcm 2  

	

QC Mean: 
	37.9 dpm/100cm 

Uranium DCGLw: 5,000.0 dpm/100cm 2  
Uranium DCGLEMC: 15,000.0 dpmI100cm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 17.6 dpm/100cm 2  

Minimum: -0.6 dpm/100cm 2  

Mean: 7.2 dpm/100cm 2  

Standard Deviation: 4.9 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: C 	 Survey Unit: 881C12 	 Building: 881 

Description: Building 881 Management Unit C, Stairwells 134 & 156 

Instrument Data Sheet 

lnstJACT 	RCT 
Number 	ID 

Analysis 
Date 

Instr 
Model 

Instru 
SIN 

Probe 
Type 

Calibration 
Due Dt 

Instru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpm/100cm2) 

Alpha 	Beta 
Survey 
Type 

1 712193 05/18/04 Electra 3109 DP-6 06/08/04 0.217 NA 93.0 	NA T/S 

2 512590 05/18/04 Electra 663 DP-6 09/18/04 0.218 NA 93.0 	NA TIS 

3 712452 05/19/04 Electra 1241 AP-6 10/06/04 0.193 NA 93.0 	NA S 

4 512590 05/19/04 SAC-4 960 NA 11/12/04 0.330 NA 16.0 	10.0 R 

5 712193 05/20/04 Electra 3105 DP-6 11/18/04 0.198 NA 93.0 	NA TIQIS 

6 712193 05/21/04 SAC-4 1170 NA 11/20/04 0.330 NA 16.0 	10.0 R 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, 	R = Removable Surface Activity, 	I = Investigation 
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Survey Area: C 	 Survey Unit: 881C12 	 Building: 	881 

Description: 	Building 881, Management Unit C, Stairwells 134 & 156 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I ACT 
Nbr 

Net Alpha 
(dpmll 00cm 2) 

Net Beta 
(dpm/1 00cm 2) 

881C12PRP-N001 4 5.5 N/A 

88IC12PRP-N002 4 2.4 N/A 

881C12PRP-N003 4 5.5 N/A 

881C12PRP-N004 4 11.5 N/A 

881C12PRP-N005 4 11.5 N/A 

881C12PRP-N006 4 8.5 N/A 

881C12PRP-N007 4 8.5 N/A 

881C12PRP-N008 4 8.5 N/A 

881C12PRP-N009 4 8.5 N/A 

881C12PRP-N010 

881C12PRP-N011 

4 

4 

11.5 

-0.6 

N/A 

N/A 

881C12PRP-N012 4 17.6 N/A 

881C12PRP-N013 4 11.5 N/A 

881C12PRP-N014 4 2.4 N/A 

881C12PRP-N015 4 2.4 N/A 

881C12PRP-N016 4 5.5 N/A 

881C12PRP-N017 4 14.5 N/A 

88IC12PRP-N018 4 -0.6 N/A 

881C12PRP-N019 6 -0.6 N/A 

881C12PRP-N020 6 8.5 N/A 

881C12PRP-N021 6 8.5 N/A 

881C12PRP-N022 4 11.5 N/A 

881C12PRP-N023 4 8.5 N/A 

881C12PRP-N024 6 2.4 N/A 

Comments: 
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Survey Area: C 	 Survey Unit: 881C12 1Building 881 

Description: Bu/ding 881, Management Unit C, Stairwells 134 & 156 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2 ) 

Net Beta 
(dpm/1 OOcmZ) 

881C12PRF-N001 1 3.2 N/A 

881C12PRP-N002 2 -6.0 N/A 

881C12PRP-N003 2 -19.8 N/A 

881C12PRP-N004 2 21.5 N/A 

881C12PRP-N005 2 -6.0 N/A 

881C12PRP-N006 2 30.7 N/A 

881C12QRP-N006 5 32.9 N/A 

881C12PRP-N007 2 35.2 N/A 

881C12PRP-N008 2 53.6 N/A 

881C12PRP-N009 2 26.1 N/A 

88IC12PRP-N010 2 7.7 N/A 

881C12PRP-N011 2 7.7 N/A 

881C12PRP-N012 2 16.9 N/A 

881C12PRP-N013 2 12.3 N/A 

881C12PRP-N014 2 21.5 N/A 

881C12PRP-N015 2 3.1 N/A 

881C12PRP-N016 2 39.8 N/A 

881C12QRP-N016 5 43.0 N/A 

881C12PRP-N017 2 12.3 N/A 

881C12PRP-N018 2 30,7 N/A 

881C12PRP-N019 5 35.8 N/A 

881C12PRP-N020 5 , 30.7 N/A 

881C12PRP-N021 5 20.6 N/A 

881C12PRP-N022 2 , 7.7 N/A 

881C12PRP-N023 2 35.2 N/A 

881C12PRP-N024 5 25.7 N/A 

Comments: 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: 1 	 Survey Unit: 881 C12 	 Classification: 2 
Building: 881 

Survey Unit Description: Building 881, Management Unit C Stairs 134 & 156 
Total Area: 370 sq. m. 	 Total Floor Area: U sq. m. 

Grid Spacing for Survey Points: 5 m. X 5 m. 
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Survey Area: C 	 Survey Unit: 881C13 	 Building: 381 

Description: Building 881, Management Unit Rooms 239, 240. 241252,253,255, & 288 Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	51 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 3 

	

Nbr Random Measurements Performed: 	59 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 3 

Alpha 

	

Maximum: 
	

310.1 dpm/1OOcm2  

	

Minimum: 	-2.4 dpm/1OOcm 2  

	

Mean: 
	

52.1 dpm/1OOcm2  

	

Standard Deviation: 
	

57.0 

	

QC Maximum 
	

262.9 dpm/1OOcm 2  

	

QC Minimum 
	

220.6 dpm/100cm 2  

	

QC Mean 
	

244.1 dpm/100cm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 51 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 59 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	24.5 dpm/100cm2  

	

Minimum: 	-1.4 dpm/1OOcm2  

	

Mean: 	4.8 dpm/100cm 2  

	

Standard Deviation: 	5.7 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 
Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Electra 1513 AP-6 09/17/04 0.181 NA 93.0 NA 

Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA 

Electra 668 DP-8 06/22/04 0.157 NA 93.0 NA 

Electra 3105 DP-6 09/17/04 0.202 NA 93.0 NA 

Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA 

Electra 2394 DP-6 08/19/04 0.208 NA 93.0 NA 

Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA 

Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA 

T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

1 	702567 04/17/04 

2 	711447 04/17/04 

3 	712193 04/17/04 

4 	711449 04/24/04 

5 	711449 04/24/04 

6 	712193 04/25/04 

7 	712193 04/25/04 

8 	711447 04/25/04 

Survey Types: 

S 

S 

S 

I 

R 

T 

R 

0 

Survey Area: C 	 Survey Unit: 881C13 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 239, 240, 241 252, 253, 255, & 288 Floor 	- 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT RCT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	lnstru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 
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Survey Area: C 	 Survey Unit: 881C13 	 Building: 	881 

Description: 	Building 881, Management Unit C. Rooms 239, 240, 241 252,253, 255, & 288 Floor 

Random Removable Surface Activity Data Sheet 

Randorn Measurement 	lnst/RCT 	NetAlpha 	 NetBeta  
Location 	 Nbr 	 (dpm/100cm 2 ) 	 (dpm/1OOcm2 ) 

881C13PRP-N001 	5 	 -11 	 N/A 

881C13PRP-N002 	5T 	 16.0 	 N/A - 
- 

881C13PRP-N003 	7 	 7.1 	 N/A 
-. 

- 	881C13PRP-N004 	- 	7 	 4.3 	 N/A 

881C13PRP-N005 	
j 	

7 -1.4 N/A  

881C13PRP-N006 	7 7.1 N/A 

881C13PRP-N007 	5 	 -1.1 	 N/A 

881C13PRP-N008 	5 	 24.5 	 N/A 

881C13PRP-N009 5 74 - 	 N/A  

881C13PRP-N010 7 7.1 N/A 

881C13PRP-N011 	7 	 1.4 	 N/A 

- 	881C13PRP-N012 	7 	 1.4 	 N/A  

881C13PRP-N013 	- - 	- 	7 	 -1.4 	 N/A 	
- 	----------- 

881C13PRP-N014 	7 	 4.3 	 N/A 

881C13PRP-N015 	7 	 1.4 	 N/A 

881C13PRP-N016 	7 	 7.1 	 N/A 

881C13PRPN017 	7 	 14f 	 N/A_T 

881C13PRP-N018 	7 	 -1.4 	 N/A 

881C13PRP-N019 	7 	 4.3 	 N/A 

881C13PRP-N020 	7 	 10.0 	 N/A 	 - 

881C13PRPN021 	7 	 4.3 	 N/A 
I 

881C13PRP-N022 
- 	

10.0 H 	N/A 
- 	

- 

 

881C13PRP-N023 	7 	 1.4 	 N/A 

- 
881C13PRP-N024 	5 	 74 	 NIA 

881C13PRP-N025 	5 	 -1.1 	-- 	 N/A 

881C13PRP-N026 	7 	 7.1 	 N/A 

881C13PRP-N027 	7 	
- 	

-1.4 	 N/A 

881C13PRPN028i 	7 - 4.3 FsJ/AT 

881C13PRP-N029 	7 1.4 N/A 

Printed On: 06/04/04 13:35 
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Survey Area: C 	 Survey Unit: 881C13 	 Building: 	881 	- 	- 

Description: 	Building 881, Management Unit C, Rooms 239, 240, 241 252, 253, 255, & 288 Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 	inst/RCT 	Net Alpha 	 Net Beta 	 - 
Location 	 Nbr 	(dpm/lOOcm 2) 	 (dpm/1OOcm2 ) 

881C13PRP-N030 5 -1.1 N/A 

881C13PRP-N031 5 -1.1 N/A 

881C13PRP-N032 5 7.4 N/A 

881C13PRP-N033 - 5 7.4 N/A 

881C13PRP-N034 5 N/A 

881C13PRP-N035 7 - 4.3 - 	 N/A 

7 12.8 881C13PRP-N036 N/A 

881C13PRP-N037 7 10.0 -- 	 N/A 

N/A 1 881d13PRN038 7 	- 7.1 

881C13PRP-N039 5 -1,1 N/A 

881C13PRP-N040 5 16.0 N/A 

881C13PRP-N041 	 5 	 16.0 N/A  

	

881C13PRP-N042 	 5 	 -1.1 

	

881C13PRP-N043 	 7 	 4.3 

N/A 	 - 	. -- 

N/A 	 - 

881C13PRP-N044 	 7 	 4.3 /A 
 

881C13PRP-N045 	 7 	- 	 7.1 N/A  

881C13PRP-N046 	 5 	 -1.1 I 	 N/A 

881CI3PRP-N047 	1 	 5 	 16.0 N/A  

- 	881C13PRP-N048 	 5 	 -- 	-1.1 - 	N/A 	 -- 	- 	-- 

N/A 	 -- 881C13PRP-N049 	 5 	 -1.1 

- 	881C13PRP-N050 5 1.1 N/A  

881C13PRP-N051 N/A 5 7.4 

881C13PRP-N052 5 	 -1.1 	 N/AJ_________________________________ 

5 	 -1.1 	 N/A 
 

5 	 74 	 N/A 

5 	 7.4 	 N/A 

881C13PRP-N053 

881C13PRP-N054 

881C13PRP-N055 

881C13PRP-N056 7 4.3 N/A 

881C13PRP-N057 5 7.4 N/A - 	- 

881C13PRP-N058 	 5 	 7.4 	 N/A 	 -] 

Printed On: 06/04/04 1335 
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Survey Area: C 	 Survey Unit: 881C13 	 Building: asi 
Descnption Building 881 Management Unit C Rooms 239 240 241 252 253 255 & 288 Floor  

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 

	

Location 	 Nbr 	(dpm/1OOcm 2) 	 (dpm/1OOcm 2 ) 

881C13PRP-N059 	 7 	I 	 10.0 	 N/A 

Comments: 

Printed On: 06/04/04 1335 
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Survey Area: C Survey Unit: 881C13 Building: 	881 

Description: 	Building 881, Management Unit C, Rooms 239, 240, 241 252, 253, 255, & 288 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst I RCT Net Alpha 	 Net Beta 	 -- 	- 	- 
Location Nbr (dpm/lOOcm 2 ) 	 (dpm/100cm2 ) 

r PN001 	- 4 
8TT 

- 	=- 

881C13PRP-N002 4 285.3 

881C13QRP-N002 8 248.8 N/A 

N/A 881C13PRP-N003 	 6 	 40.9 

881C13PRP-N004 	 6 	 69.7 N/A 

- 881C13PRP-N005 6 50.5 N/A 

881C13PRP-N006 6 60.1 N/A 

881C13PRP-N007 4 225.9 N/A 

881C13QRP-N007 8 220.6 N/A 

881C13PRP-N008 4 -- 	37.8 N/A 

881C13PRP-N009 4 42.8 N/A 

881C13PRP-N010 6 50.5 N/A 

881C13PRP-N011 -- 6 -- 	64.9 N/A 

881C13PRP-N012 6 26.5 N/A 

881C13PRP-N013 6 16.9 N/A 

881C13PRP-N014 6 45.7 	I----------- N/A  

881C13PRP-N015 6 36.1 	1 N/A 

881C13PRP-N016 6 36.1 r7A' 	- 	- 	-- 	- -- 
881C13PRP-N017 6 40 - 	- N/A 

881C13PRP-N018 6 21.7 N/A 

881C13PRP-N019 6 36.1 N/A 

881C13PRP-N020 - 	6 7.2 N/A 	 - 	 - 	-- 

881C13PRP-N021 6 16.9 N/A 

881C13PRP-N022 6 31.3 N/A 

881C13PRP-N023 6 -2.4 N/A 

881C13PRP-N024T 4 47.7 N/A 

881C13PRP-N025 4 37.8 N/A 
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Survey Area: C 	 Survey Unit: 881C13 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 239, 240, 241, 252, 253. 255, & 288 Floor 	 -. 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 	 - 	-' 
Location 	 Nbr 	(dpm/100cm 2) 	(dpmI1OOcm2 ) 

r 	N/Al 	 = - 

	

881C13PRP-N027 	6 	 12.1 	 N/A -- 
	- 

	

881C13PRP-N028 	J 	6 	 553 	 N/A 	 - 

	

- 881C13PRP-N029 	J 	6 	 40.9 	 N/A 

	

881CI3PRP-N030 	4 	 52.7 -. 	N/A 

	

881C13PRP-N031 	4 	 32.9 	 N/A 

	

881C13PRP-N032 4 	 32.9 	 N/A 

	

881C13PRP-N033 	4 	 52.7 	 N/A 

	

881C13PRP-N034 	4 	 42.8 	 N/A 	 - 	- - 

	

881C13PRP-N035 	6 	 310.1 	 N/A  

	

881C13QRP-N035 	8 	 262.9 	 N/A 

	

881C13PRP-N036 	6 	 36.1 	 N/A  

881C13PRP=N037 	I_---i 	------2-r-----=-- 

	

881C13PRP-N038 	6 	 93.8 	 N/A 

/Ar 	 - - 

	

881C13PRP-N040 	 57.6 N/A 	 -. 	-- 

	

881C13PRP-N041 	4 	 8 	 - 	- 

	

881C13PRP-N042 	4 	 18.0 	 N/A  

	

H - 881C13PRP-N043'6i 	 16 	 --------- -. - . - 

	

- 881C13PRP-N044 	6 	1 	121 	 A 	 - - 

	

881C13PRP-N045 	6 	1 	50.5 	 N/A 

	

881C13PRP-N046 	4 65 	 NIA 	-- 	- - 	--..--- -- - - .- - 

	

881C13PRP-N047 4, 	 39F 	 N/A 	 - 

	

881C13PRP-N048 	4 	1 	N/A 	 - 

	

881C13PRP-N049 	4 	 3.2 	 N/A 	 -. 	- - - 

	

- 881C13PRP-N050 	4 	 57.6 I 	 N/A 

	

881C13PRP-N051 	4 	- 	29 	 N/A 

Printed On: 06/04/04 13:35 
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Survey Area: C 	 Survey Unit: 881C13 	 Building: 881 

Description Building 881 Management Unit C Rooms 239 240 241 252 253 255 & 288 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst/RCT 	NetMpha 	 NetBeta 

	

Location 	 Nbr 	(dpm/100cm 2 ) 	 (dpm/1OOcm2) 

881C13PRP-N052 	 4 23.0 N/A 

	

881C13PRP-N053 	 4 

- 	 881C13PRP-N054 	 4 

-- 	881C13PRP-N055 	 4 

27.9 - 

37.8 

32.9 

N/A 

N/A 

N/A 

881C13PRP-N056 
J 

6 	 55.3 N/A 

N/A 881C13PRP-N057 	 4 	1 	 62.6 

881C13PRP-N058 4 23.0 N/A 

881C13PRP-N059 6 	 31.3 N/A 

Comments: Scans performed at 47second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 00cm2. 
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PRE-DEMOLITION SURVEY FOR B881 
Survey Area: C 	Survey Unit: 881 C13 	 Classification: I 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, 239, 240, 241, 252, 253, 

255 & 288, Floor 
Total Area: 338 sq. m. 	 Total Floor Area: 338 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 
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Survey Area: C 	 Survey Unit: 881C14 	 Building: 881 

Description: Building 881 Management Unit C, Rooms 239, 240, 241, 252, 253. 255, & 288 WaIls and Ceilings 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 163.4 dpm/1OOcm2  
Minimum: -5.6 dpm/1OOCm 2  

Mean: 33.7 dpm/1OOcm2  
Standard Deviation: 40.7 

QC Maximum: 158.7 dpm/1OOcm2  
QC Minimum: 67.4 dpm/1OOcm2  

QC Mean: 113.0 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpmI1OOcm2  

Nbr QC Required: 2 

Nbr QC Performed: 2 

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	12.8 dpm/1OOcm 2  

	

Minimum: 	-1.4 dpm/100cm2  

	

Mean: 	3.8 dpm/100cm2  

	

Standard Deviation: 	3.8 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: C 	 Survey Unit: 881C14 	 Building: 881 

Descnpt,on Building 881 Management Unit C Rooms 239 240 241 252 253 255 & 288 WaIls and Ceilings 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/1OOcm2) 	Survey 
Number 	ID 	Date 	Model 	SIN 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 	702567 04/17/04 Electra 1513 AP-6 09/17/04 0181 NA 93.0 NA S 

2 	711447 04/17104 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA S 

3 	712193 04/17/04 Electra 1665 DP-6 08/11/04 0.213 NA 910 NA S 

4 	712193 04/25/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA 1/S 

5 	712193 04/25/04 Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA R 

6 	711799 04/25/04 Electra 2394 DP-6 08/19/04 0.208 NA 93.0 NA 0 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/04/04 1347 
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Survey Area: C Survey Unit: 881C14 	 Building: 	881 

Description: 	Building 881, Management Unit C, Rooms 239, 240, 241, 252, 253255, & 288 Walls and Ceilings 	- 	- 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT Net Alpha 	 Net Beta 
Location Nbr (dpm/1OOcm 2 ) 	 (dpm/1OOcm 2 ) 

881C14PRP-N001 5 10.0 N/A 

881C14PRP-N002 5 4.3 	 N/A 

881C14PRP-N003 5 4.3 - 	 _/_ -.-------- 	 _____- 

881C14PRP-N004 5 1.4 	 N/A 

881C14PRP-N005 5 7.1 	 N/A 

881C14PRP-N006 5 1.4 N/A 

881C14PRP-N007 5 1.4 N/A 

881C14PRP-N008 5 10.0 N/A 

881C14PRP-N009 5 4.3 	 N/A 

881C14PRP-N010 1 1A 	 - 	N/A 

-1,4 	 N/A 

1.4 	 N/A 

881C14PRP-N011 5 

881C14PRP-N012 5 

881C14PRP-N013 5 4.3 	 N/A 

881C14PRP-N014 5 - 12.8 	- 	 N/A 

881C14PRP-N015 5 43 	 N/A 

881C14PRP-N016 5 4.3 	 N/A 

881C14PRP-N017 
-I 	 1T 	 . 	 - 	 -- - 

881C14PRP-NJ 5 -1.4 	 N/A  

881C14PRP-N019 5 7.1 	 N/A 

881C14PRP-N020 5 	
[ 

-1.4 	i 	 N/A 

881C14PRP-N021 -- 	5 4.3 	- 	 N/A  

881C14PRP-N022 5 4.3 	 N/A 

881C14PRP-N023 5 1.4 	 N/A 

881C14PRP-N024 - 	 5 7.1 	 N/A 

Comments: 
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Survey Area: C Survey Unit: 881C14 Building: 	881 

Description: 	Building 881 Management Unit C Rooms 239, 240, 241, 252, 253. 255, & 288 WaIls and Ceilings 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst I RCT Net Alpha Net Beta 	 - - 

Location Nbr (dpm/lOOcm 2) (dpmIlOOcm 2 ) 

~-881 C14PRP-NO01 4 163.4 	- N/A 

881CI4QRP-N001 6 158.7 N/A 

88IC14PRP-N002 4 -5.6 N/A 

881C14PRP-N003 

881C14PRP-N004 

4 

4 

22.5 	1 

-0.9 

N/A 

N/A 

88IC14PRP-N005 4 8.5 N/A 

881C14PRP-N006 -- 	4 38 N/A 

881C14PRP-N007 	 4  3.8 N/A  

881C14PRP-N008 4 41.3 N/A 

881C14PRP-N009 4 - 	13.2 N/A 

881C14PRP-N010 4 	-- 12 N/A 

881C14PRP-N011 4 22.5 N/A 

881c14PRP -N012; 4 8.5 N/A 	 - 

881C14PRP-N013 4 17.8 N/A 

-0.9 N/A 

88IC14PRP-N015 4 - 	 85 N/A t 	 - 

881C14PRP-N016 4 41.3 N/A 

881C14PRP-N017 	I 4 60.1 N/A 

881C14QRP-N017 6 67.4 N/Al 

881C14PRP-N018 4 41.3 N/A 

881C14PRP-N019 4 27.2 N/A 

881C14PRP-N020 4 55.4 N/A 

881C14PRP-N021 	- 4 111.7  - 	N/A 

881C14PRP-N022 4 8.5 N/A 

881C14PRP-N023 4 97.7 - 	 N/A 

88ICI4PRP-N024 4 46.0 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 
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PRE-DEMOLITION SURVEY FOR B881 
Survey Area: C 	Survey Unit: 881C14 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, 239, 240, 241, 252, 253, 

255 & 288, Walls & Cellngs 
Total Area: 918 sq. m. 	 Total Floor Area: 338 sq. m. 
Grid Spacing for Survey Points: 8 m. X 8 m. 

F'AG 1 	I 

'Wa:: 

Room 239, 240 & 241 

Room 255 

Room 288 Hallway 

• lop 	• Top 	 Top 	•Top 

m8j 	Ii 	E1 11 	liii 
E5W 	N E S W 	NE$W 	N E S W 	NESW 

• Bose 	 Bose 	0 Base 	 Bose 	 Bose 

F13 	613 	H13 	K13 	F15 

Catting 
finvailed) 

Scan Area 

Nwthoe the Untrod Sattes Govnntewec so, Kaiser Hill Co 	 U.S. Department of Energy 

	

St RVEY NL&P LEGEND 	oeCH2MHlir,rayagawyfoto( 	1 	N 	FEET 40 
thee 	 Rocky Fiats Environmental Technology Site etetployne. A. soy warearay. espresu or irple d.  CD Smear & ISA Location 	

o, egat labday or-M..biliry foe the  
toostary. otnnpktencnn. or iathlsous of soy infonetatioo. I 	fj 	

Prepared by: 01$ Dept. 303-966.T707 	Prepared for,  

Smear, ISA & Sample Location apparolus. pnvtun, or p,ocnv diatloted. oroprotenu 
that its use would sot infringe pnvately owned nglos 

• Opcn/tnacccssibteArea  0 METERS tO 	
CH2MHILL  

	

Area in Another Survey Unit 	Scan Survey Informalion 	
G: Survey Instrument ID #(s) & RCT ID 	

inch = 30 feet I nrid sq I sq m 1-4 	 MAP ID: 03-05681881C14-SC 	 o1ay 3. 2004 

i'- 



Survey Area: C 	 Survey Unit: 881C15 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 250, 251, 256, 258, 259, 272 & 276, Floors 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 90 	 Nbr Biased Measurements Required: 0 
	

Nbr OC Required: 5 

	

Nbr Random Measurements Performed: 98 	 Nbr Biased Measurements Performed: 0 
	

Nbr QC Performed: 5 

Maximum 

Minimum 

Mean 
Standard Deviation 

Alpha 
423.2 dpm/100cm 2  

-4.3 dpm/100cm 

37.8 dpm/1OOcm 2  
45.8 

	

QC Maximum: 
	

411.0 dpm/100cm 2  

	

00 Minimum: 
	

64.0 dpm/100cm2  

	

OC Mean: 
	

152.5 dpm/100cm 2  

Uranium DCGLw: 5,000.0 dpm/100cm 2  

Uranium DCGLEMC: 15,000.0 dpm/100cm2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 90 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 98 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 14.9 dpm/100cm2  

Minimum: -1.2 dpm/100cm 2  

Mean: 3.0 dpm/100cm 2  

Standard Deviation: 3.4 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: C 	 Survey Unit: 881C15 	 Building: 881 - 	 - 

Description: Building 881 Management Unit C, Rooms 250, 251 256, 258, 259, 272 & 276, Floors 

Instrument Data Sheet 
A-Priori MDA 

lnstJRCT 	RCT Analysis lnstr Instru Probe Calibration Instru Efficiency (dpm/100cm2) Survey 
Number ID Date Model S/N Type Due Dt Alpha Beta Alpha Beta Type 

1 711799 05/05/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA T/S 

2 512590 05/05/04 Electra 663 DP-6 09/18/04 0.218 NA 93.0 NA TIS 

3 512590 05/05/04 Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA A 

4 512590 05/05/04 SAC-4 823 NA 10/22/04 0.330 NA 16.0 NA R 

5 512590 05/05/04 SAC-4 1171 NA 10/29/04 0.330 NA 16.0 NA A 

6 711799 05/06/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA T 

7 712193 05/06/04 Electra 1833 DP-6 09/03/04 0.219 NA 93.0 NA 0 

8 712193 05/06/04 Electra 668 DP-8 06/22/04 0.166 NA 93.0 NA S 

9 711447 05/06/04 Electra 666 DP-8 06/16/04 0.175 NA 93.0 NA S 

10 711799 05/06/04 SAC-4 830 NA 10/30/04 0.330 NA 16.0 NA R 

11 711799 05/06/04 SAC-4 1171 NA 10/29/04 0.330 NA 16.0 NA R 

Survey Types: T = Total Surface Activity, 0 = TSA 00, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/05/04 13:56 

Page: 2 	of 10 

[_1çC, 



Survey Area: C 	
j 	Survey Unit: 881C15 	 Building 	861 

Description: 	Building 881, Management Unit C, Rooms 250, 251 256, 258, 259, 272 & 276, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I ACT 
Nbr 

Net Alpha 
(dpm/l00cm 2 ) 

Net Beta 
(dpm/1 00cm 2 ) 

881C15PRP-N001 10 -0.3 N/A 

881C15PRP-N002 3 -0.3 NIA 

881C15PRP-N003 4 1.8 N/A 

881C15PRP-N004 5 1.8 N/A 

881C15PRP-N005 3 5.4 N/A 

881C15PRP-N006 4 -1.2 N/A 

881C15PRP-N007 5 1.8 N/A 

881C15PRP-N008 3 2.6 N/A 

881C15PRP-N009 4 1.8 N/A 

881C15PRP-N010 5 -12 N/A 

881C15PRP-N011 3 8.3 N/A 

881C15PRP-N012 4 4.9 N/A 

881C15PRP-N013 11 5.5 N/A 

881C15PRP-N014 5 -1.2 N/A 

881C15PRP-N015 3 5.4 N/A 

881C15PRP-N016 4 7.9 N/A 

881C15PRP-N017 5 4.9 N/A 

881C15PRP-N018 3 5.4 N/A 

881C15PRP-N019 4 -1.2 N/A 

881C15PRP-N020 5 1.8 N/A 

881C15PRP-N021 3 5.4 N/A 

881C15PRP-N022 4 1.8 N/A 

881C15PRP-N023 5 -1.2 N/A 

881C15PRP-N024 3 2.6 N/A 

88IC15PRP-N025 10 8.8 N/A 

881C15PRP-N026 4 7.9 N/A 

881C15PRP-N027 3 -0.3 N/A 

881C15PRP-N028 4 1.8 N/A 

881C15PRP-N029 3 -0.3 N/A 
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Survey Area: C 	 Survey Unit: 881C15 Building: 	881 

Description: 	Building 881, Management Unit C, Rooms 250, 251, 256, 258, 259, 272 & 276, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2 ) 

Net Beta 
(dpm/1 00cm 2) 

881C15PRP-N030 4 4.9 N/A 

881C15PRP-N031 3 -0.3 N/A 

881C15PRP-N032 4 1.8 N/A 

881C15PRP-N033 3 -0.3 N/A 

881C15PRP-N034 4 4,9 N/A 

881C15PRP-N035 3 2.6 N/A 

881C15PRP-N036 4 4.9 N/A 

881C15PRP-N037 11 5.5 N/A 

881C15PRP-N038 3 2.6 N/A 

881C15PRP-N039 4 4.9 N/A 

881C15PRP-N040 3 2.6 N/A 

881CI5PRP-N041 4 1.8 N/A 

881C15PRP-N042 3 -0.3 N/A 

881C15PRP-N043 4 1.8 N/A 

881C15PRP-N044 3 -0.3 N/A 

881C15PRP-N045 4 4.9 N/A 

881C15PRP-N046 3 -0.3 N/A 

881C15PRP-N047 4 -1.2 N/A 

881C15PRP-N048 3 2.6 N/A 

881C15PRP-N049 10 -0.3 N/A 

881C15PRP-N050 4 4.9 N/A 

881C15PRP-N051 3 -0.3 N/A 

881C15PRP-N052 4 4.9 N/A 

881C15PRP-N053 3 83 N/A 

881C15PRP-N054 4 -1.2 N/A 

881C15PRP-N055 3 2.6 N/A 

881C15PRP-N056 4 1.8 N/A 

881C15PRP-N057 3 2.6 N/A 

881C15PRP-N058 	 4 	 4.9 	 N/A 

Printed On: 06/05/04 13:56 
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Survey Area: C 	 Survey Unit: 881C15 	 Building: 	881 

Description: 	Building 881, Management Unit C, Rooms 250, 251 	256, 258, 259, 272 & 276, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

tnst / ACT 
Nbr 

Net Alpha 
(dpm/1 00cm2) 

Net Beta 
(dpm/1 00cm 2 ) 

881C15PRP-N059 3 -0.3 N/A 

881C15PRP-N060 4 1.8 N/A 

881C15PRP-N061 10 -0.3 N/A 

881C15PRP-N062 11 5.5 N/A 

881C15PRP-N063 10 8.8 N/A 

881C15PRP-N064 11 5.5 N/A 

881C15PRP-N065 10 2.7 N/A 

881C15PRP-N066 11 -0.6 N/A 

881C15PRP-N067 10 -0.3 N/A 

881C15PRP-N068 11 2.4 N/A 

881C15PRP-N069 10 -0.3 N/A 

881C15PRP-N070 11 8.5 N/A 

881C15PRP-N071 10 2.7 N/A 

881C15PRP-N072 11 2.4 N/A 

881C15PRP-N073 10 5.8 N/A 

881C15PRP-N074 11 -0.6 N/A 

881C15PRP-N075 10 -0.3 N/A 

881C15PRP-N076 11 8.5 N/A 

881C15PRP-N077 10 14.9 N/A 

881C15PRP-N078 11 5.5 N/A 

881C15PRP-N079 10 -0.3 N/A 

881C15PRP-N080 11 2.4 N/A 

881C15PRP-N081 10 2.7 N/A 

881C15PRP-N082 11 8.5 N/A 

881C15PRP-N083 10 2.7 N/A 

881C15PRP-N084 11 5.5 N/A 

881C15PRP-N085 10 8.8 N/A 

881C15PRP-N086 11 -0.6 N/A 

881C15PRP-N087 10 2.7 N/A 
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Survey Area: C 	 Survey Unit: 881C15 	 J Building: 	881 

DescriptIon: 	BuHding 881 	Management Unit C, Rooms 250, 251 256, 258, 259, 272 & 276, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2) 

Net Beta 
(dpm/1 00cm 2) 

881C15PRP-N088 11 8.5 N/A 

881C15PRP-N089 10 2.7 N/A 

881C15PRP-N090 11 14.5 N/A 

881C15PRP-N091 10 2.7 N/A 

881C15PRP-N092 11 -0.6 N/A 

881C15PRP-N093 10 -0.3 N/A 

881C15PRP-N094 11 5.5 N/A 

881C15PRP-N095 10 2.7 N/A 

881C15PRP-N096 11 -0.6 N/A 

881C15PRP-N097 10 -0.3 N/A 

881C15PRP-N098 11 2.4 N/A 

Comments: 
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Survey Area: C 	 jsurvey_Unit: 881C15 	 Building: 881 	- - 	- - 

Description: Building 881 Management Unit C, Rooms 250, 251, 256, 258, 259, 272 & 276, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / ACT 
Nbr 

Net Alpha 
(dpm/1 00cm 2) 

Net Beta 
(dpm/1 00cm 2) 

881C15PRP-N001 6 28.8 N/A 

881C15PRP-N002 2 23.2 N/A 

881C15PRP-N003 1 66.4 N/A 

881C15PRP-N004 2 27.8 N/A 

881C15PRP-N005 1 57.0 N/A 

881C15PRP-N006 2 55.3 N/A 

881C15PRP-N007 1 47.6 N/A 

881CI5PRP-N008 2 4,8 N/A 

881C15PRP-N009 1 57.0 N/A 

881C15PRP-N010 2 114.9 N/A 

881C15QRP-N010 7 95.9 N/A 

881C15PRP-N011 1 10.1 N/A 

881C15PRP-N012 2 4.8 N/A 

881C15PRP-N013 6 19.5 N/A 

881C15PRP-N014 1 52.3 N/A 

881C15PRP-N015 2 27.8 N/A 

881C15PRP-N016 1 52.3 N/A 

881C15PRP-N017 2 27.8 N/A 

881C15PRP-N018 1 10.1 N/A 

881C15PRP-N019 2 41.5 N/A 

881C15PRP-N020 2 46.1 N/A 

88IC15PRP-N021 1 14.8 N/A 

881C15PRP-N022 
[ 	

1 28.8 N/A 

881C15PRP-N023 2 27.8 N/A 

881C15PRP-N024 1 19.5 N/A 

881C15PRP-N025 6 38.2 N/A 

881C15PRP-N026 2 119.5 N/A 
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Survey Area: C 	 j  Survey Unit: 881C15 	 Building: 881 	 - - 

Description: Building 881, Management Unit C, Rooms 250, 251, 256, 258, 259, 272 & 276, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpm/1 00cm2) 

Net Beta 
(dpm/1 00cm 2 ) 

881C15QRP-N026 7 118.8 N/A 

881C15PRP-N027 1 99.3 N/A 

881C15PRP-N028 2 14.0 N/A 

881C15PRP-N029 1 80.5 N/A 

881C15PRP-N030 2 14.0 N/A 

881C15PRP-N031 1 28.8 N/A 

881C15PRP-N032 2 14.0 N/A 

881C15PRP-N033 1 42.9 N/A 

881C15PRP-N034 2 9.4 N/A 

881C15PRP-N035 1 14.8 N/A 

881CI5PRP-N036 2 4.8 N/A 

881C15PRP-N037 6 61.7 N/A 

881C15PRP-N038 1 38.2 N/A 

88IC15PRP-N039 2 36.9 N/A 

881C15PRP-N040 1 75.8 N/A 

881C15QRP-N040 7 64.0 N/A 

881C15PRP-N041 2 41.5 N/A 

881C15PRP-N042 1 57.0 N/A 

881C15PRP-N043 2 27.8 N/A 

881C15PRP-N044 1 24.2 N/A 

881C15PRP-N045 2 18.6 N/A 

881C15PRP-N046 1 33.5 N/A 

881C15PRP-N047 2 -4.3 N/A 

881C15PRP-N048 1 28.8 N/A 

881C15PRP-N049 6 57.0 N/A 

881C15PRP-N050 	J 2 32.4 N/A 

881C15PRP-N051 1 24.2 N/A 
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Survey Area: C 	 Survey Unit: 881C15 	 Building: 881  

Description: Building 881 Management Unit C, Rooms 250, 251 256, 258, 259, 272 & 276, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/100cm 2) 

Net Beta 
(dpm/100cm 2) 

881C15PRP-N052 2 23.2 N/A 

881C15PRP-N053 1 10.1 N/A 

881C15PRP-N054 2 55.3 N/A 

881C15PRP-N055 	J 1 42.9 N/A 

881C15PRP-N056 	j 2 32.4 N/A 

881C15PRP-N057 1 14.8 N/A 

881C15PRP-N058 2 41.5 N/A 

881C15PRP-N059 1 0.7 N/A 

881C15PRP-N060 2 32.4 N/A 

881C15PRP-N061 1 0.7 N/A 

881C15PRP-N062 6 38.2 N/A 

881C15PRP-N063 6 5.4 N/A 

881C15PRP-N064 6 52.3 N/A 

881C15PRP-N065 6 19.5 N/A 

881C15PRP-N066 6 42.9 N/A 

881C15PRP-N067 6 14.8 N/A 

881C15PRP-N068 6 52.3 N/A 

881C15PRP-N069 6 24.2 N/A 

881C15PRP-N070 6 33.5 N/A 

881C15PRP-N071 6 38.2 N/A 

881C15PRP-N072 6 47.6 N/A 

881C15PRP-N073 6 28.8 N/A 

881C15PRP-N074 6 10.1 N/A 

881C15PRP-N075 6 66.4 N/A 

881C15PRP-N076 6 24.2 N/A 

881C15PRP-N077 6 42.9 N/A 

881C15PRP-N078 6 0.7 N/A 
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Survey Area: C 	 Survey Unit: 881C15 	 i Building: 881 

Description: Building 881, Management Unit C, Rooms 250, 251 256, 258, 259, 272 & 276, Floors 

Random/OC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm2) 

Net Beta 
(dpm/1 00cm 2 ) 

881C15PRP-N079 6 33.5 N/A 

881C15PRP-N080 6 38.2 N/A 

88IC15PRP-N081 6 10.1 N/A 

881C15PRP-N082 6 57.0 N/A 

881C15PRP-N083 6 14.8 N/A 

881C15PRP-N084 6 38.2 N/A 

881C15PRP-N085 6 52.3 N/A 

881C15PRP-N086 6 66.4 N/A 

881CI5QRP-N086 7 73.1 N/A 

881C15PRP-N087 6 28,8 N/A 

881C15PRP-N088 6 24.2 N/A 

88IC15PRP-N089 6 38.2 N/A 

88IC15PRP-N090 6 423.2 N/A 

881C15QRP-N090 7 411.0 N/A 

881C15PRP-N091 6 61.7 N/A 

881C15PRP-N092 6 14.8 N/A 

881C15PRP-N093 6 0.7 N/A 

881C15PRP-N094 6 14.8 N/A 

881C15PRP-N095 6 10.1 N/A 

881C15PRP-N096 6 57.0 N/A 

881C15PRP-N097 6 10.1 N/A 

881C15PRP-N098 6 14.8 N/A 

Comments: 
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cm2  

	

Standard Deviation: 	3.4 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-I Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: C 	 Survey Unit: 881C16 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 250, 251 256, 258, 259, 272 & 276 Wails and Ceilings 	 - 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr OC Required: 2 

	

Nbr Random Measurements Performed: 20 	 Nbr Biased Measurements Performed: 0 	 Nbr OC Performed: 2 

Alpha 

	

Maximum: 	58.4 dpm/1OOcm 2  

	

Minimum: 	-12.7 dpm/100cm 2  

	

Mean: 	16.2 dpm/1OOcm2  

	

Standard Deviation: 	16.2 

	

OC Maximum: 	48.2 dpm/1OOcm 2  

	

QC Minimum: 	39.0 dpm/100cm2  

	

QC Mean: 	43.6 dpm/100cm2  

Uranium DCGLw: 5,000.0 dpm/100cm 2  
Uranium DCGLEMc: 15,000.0 dpm/100cm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 20 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	10.3 dpm/100cm2  

	

Minimum: 	-1.8 dpm/100cm2  

	

Mean: 	1.2 dpm/100 



Survey Area: C 	 Survey Unit: 881C16 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 250, 251, 256, 258, 259, 272 & 276 WaIls and Ceilings 

Instrument Data Sheet 
A-Priori MDA 

Inst/ACT ACT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/1OOcm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 711799 05/06/04 Electra 680 AP-6 06/03/04 0.177 NA 93.0 NA S 

2 512590 05/06/04 Electra 2352 DP-6 05/11/04 0.225 NA 93,0 NA T/S 

3 712193 05/07/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA T/S 

4 711799 05/07/04 Electra 663 DP-6 09/18/04 0.218 NA 93.0 NA 0 

5 712193 05/07/04 SAC-4 830 NA 10/30/04 0.330 NA 16.0 NA R 

Survey Typos: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: C 	- - 	- Survey Unit: 881C16 	- 	 Building: 	881 

Description: 	Building 881, Management Unit C, Rooms 250, 251 256, 258, 259, 272 & 276 Walls and Ceilings 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2 ) 

Net Beta 
(dpm/1 00cm 2 ) 

881C16PRP-N001 5 -1.8 N/A 

881C16PRP-N002 5 -1.8 N/A 

881C16PRP-N003 5 1.2 N/A 

881C16PRP-N004 5 -1.8 N/A 

881C16PRP-N005 5 1.2 N/A 

881C16PRP-N006 5 4.2 N/A 

881C16PRP-N007 5 -1.8 N/A 

881C16PRP-N008 5 4.2 N/A 

881C16PRP-N009 5 1.2 N/A 

881C16PRP-N010 5 1.2 N/A 

881C16PRP-N011 5 -1.8 N/A 

881C16PRP-N012 5 10.3 N/A 

881C16PRP-N013 5 -1.8 N/A 

881C16PRP-N014 5 4.2 N/A 

881C16PRP-N015 5 1.2 N/A 

881C16PRP-N016 5 1.2 N/A 

881C16PRP-N017 5 1.2 N/A 

881C16PRP-N018 5 -1.8 N/A 

881C16PRP-N019 5 7.3 N/A 

881C16PRP-N020 5 -1.8 N/A 

Comments: 
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Survey Area: C 	 Survey Unit: 881C16 	 Building: 881 

Description: Building 881, Management Unit C, Rooms 250, 251, 256, 258, 259, 272 & 276 Walls and Ceilings 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2 ) 

Net Beta 
(dpm/1 00cm 2) 

881CI6PRP-N001 2 0.6 N/A 

881C16PRP-N002 2 40.6 N/A 

88IC16PRP-N003 2 18.4 N/A 

881C16PRP-N004 2 58.4 N/A 

881CI60RP-N004 1 48.2 N/A 

881C16PRP-N005 2 14.0 N/A 

881C16PRP-N006 2 18.4 N/A 

881C16PRP-N007 2 9.5 N/A 

881C16PRP-N008 2 0.6 N/A 

881C16PRP-N009 	
j 

2 -12.7 N/A 

881C16PRP-N010 2 22.8 N/A 

881C16PRP-N011 2 22.8 N/A 

881C16PRP-N012 2 27.3 N/A 

881C16PRP-N013 2 18.4 N/A 

881C16PRP-N014 2 0.6 N/A 

881C16PRP-N015 2 14.0 N/A 

881C16PRP-N016 2 5.1 N/A 

881C16PRP-N017 2 18.4 N/A 

881C16PRP-N018 2 36.2 N/A 

881C16QRP-N018 4 39.0 N/A 

881C16PRP-N019 2 5.1 N/A 

881C16PRP-N020 2 5.1 N/A 

Comments: 
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Survey Area: C 	 Survey Unit: 881 C16 	 Classification: 2 
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Survey Area: C 	 Survey Unit: 881C17 	 Building: 881 

Description: Building 881 Management Unit C, Room 266, Floor, Walls, And Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	39 	 Nbr Biased Measurements Required: 0 
	

Nbr QC Required: 4 

	

Nbr Random Measurements Performed: 	62 	 Nbr Biased Measurements Performed: 0 
	

Nbr OC Performed: 4 

Alpha 

	

Maximum: 
	

60.9 dpm/100cm 2  

	

Minimum: 	-19.5 dpm/100cm 2  

	

Mean: 
	

21.2 dpm/100cm 2  

	

Standard Deviation: 
	

16.4 

QC Maximum 

OC Minimum 
QC Mean 

Transuranic DCGLw: 
Transuranic DCGLEMC: 

67.1 dpm/100cm 2  

52.3 dpm/100cm 2  
59.4 dpm/100cm2  

100.0 dpm/100cm 2  

300.0 dpm/1 00cm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 39 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 62 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 

Minimum: 
Mean: 

Standard Deviation: 

Transuranic DCGLw: 

6.1 dpm/100cm 2  

-1.5 dpm/100cm2  
0.3 dpm/1 00cm 2  

1.9 

20.0 dpm/1 00cm2  

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-I Surface Contamination Guideline limits 
was conducted: The comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/05/04 1104 
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Survey Area: C 	 Survey Unit: 881C17 	 Building: 881 

Description: Building 881 Management Unit C, Room 266, Floor, Walls, And Ceiling 

Instrument Data Sheet 
A-Priori MDA 

InsIJRCT 	ACT Analysis lnstr Instru Probe Calibration instru Efficiency (dpm/100cm2) Survey 
Number ID Date Model SIN Type Due Dt Alpha Beta Alpha Beta Type 

1 711447 05/14/04 Electra 279 DP-8 10/01/04 0.178 NA 48.0 NA S 

2 702567 05/14/04 Electra 668 DP-8 06/22/04 0.166 NA 48.0 NA S 

3 702575 05/15/04 Electra 658 DP-8 06/04/04 0.168 NA 48.0 NA S 

4 712193 05/15/04 Electra 2404 DP-8 10/08/04 0.162 NA 48.0 NA S 

5 712193 05/16/04 Electra 1241 DP-6 10/06/04 0.193 NA 48.0 NA S 

6 711447 05/17/04 Electra 3109 DP-6 06/08/04 0.217 NA 48.0 NA S 

7 702567 05/19/04 Electra 658 DP-8 06/14/04 0.168 NA 48.0 NA S 

8 702575 05/19/04 Electra 3109 DP-6 06/08/04 0.217 NA 48.0 NA S 

9 711449 05/21/04 Electra 681 DP-8 06/29/04 0.151 NA 48.0 NA S 

10 711746 05/21/04 Electra 659 DP-8 06/10/04 0.164 NA 48.0 NA S 

11 711451 05/21/04 Electra 1241 DP-8 10/06/04 0.193 NA 48.0 NA S 

12 700835 05/21/04 Electra 658 DP-8 06/14/04 0.168 NA 48.0 NA S 

13 702575 05/21/04 Electra 2404 DP-8 10/08/04 0.162 NA 48.0 NA S 

14 711447 05/21/04 Electra 667 DP-6 10/22/04 0.222 NA 48.0 NA S 

15 712193 05/21/04 Electra 1260 DP-6 11/20/04 0.225 NA 48.0 NA S 

16 712193 05/22/04 Electra 2404 DP-8 10/08/04 0.162 NA 48.0 NA S 

17 711746 05/23/04 Electra 663 DP-6 09/18/04 0.218 NA 48.0 NA T 

18 712193 05/23/04 Electra 1672 DP-6 10/22/04 0.215 NA 48.0 NA T 

19 712193 05/23/04 SAC-4 830 NA 10/30/04 0.330 NA 10.0 NA R 

20 711447 05/24/04 Electra 1366 DP-6 10/14/04 0.203 NA 48.0 NA 0 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, A = Removable Surface Activity, 	I = Investigation 

Printed On: 06/05/04 13:04 
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Survey Area: C 	 Survey Unit: 881C17 	 Building: 	881 

Description: 	Building 881, Management Unit C, Room 266, Floor, Walls, And Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm2) 

Net Beta 
(dpm/1 00cm 2 ) 

881C17PRP-N001 19 -1.5 N/A 

881C17PRP-N002 19 -1.5 N/A 

881C17PRP-N003 19 -1.5 N/A 

881C17PRP-N004 19 -1.5 N/A 

881C17PRP-N005 19 -0.0 N/A 

881C17PRF-N006 19 -1.5 N/A 

881C17PRP-N007 19 -1.5 N/A 

881C17PRP-N010 19 -0.0 N/A 

881C17PRP-N011 19 1.5 N/A 

881C17PRP-N012 19 -0.0 N/A 

881C17PRP-N013 19 1.5 N/A 

881C17PRP-N014 19 -1.5 N/A 

881C17PRP-N015 19 -1.5 N/A 

881C17PRP-N016 19 -0.0 N/A 

881C17PRP-N017 19 1.5 N/A 

881C17PRF-N018 19 -0.0 N/A 

881C17PRP-N019 19 -0.0 N/A 

881C17PRP-N020 19 -0.0 N/A 

881C17PRP-N021 19 -0.0 N/A 

881C17PRP-N022 19 -1.5 N/A 

881C17PRP-N023 - 	 19 6.1 N/A 

881C17PRP-N024 19 3.0 N/A 

881C17PRP-N025 19 1.5 N/A 

881C17PRP-N026 19 4.5 N/A 

881C17PRP-N027 19 -0.0 N/A 

881C17PRP-N028 19 -0.0 N/A 

881C17PRP-N029 19 -1.5 N/A 

881CI7PRP-N030 19 4.5 N/A 

881C17PRP-N031 19 1.5 N/A 

	

3 rinted On: 	06/05/04 13:04 
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Survey Area 	C 	 Survey Unit 	881C17 	 Building 	881 

Description: 	Building 881 	Management Unit C, Room 266, Floor, Walls, And Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2 ) 

Net Beta 
(dpm/1 00cm2) 

881C17PRP-N032 19 -0.0 N/A 

881C17PRP-N033 19 -0.0 N/A 

881C17PRP-N034 19 -0.0 N/A 

881C17PRP-N035 19 -0.0 N/A 

881C17PRP-N036 19 3.0 N/A 

881C17PRP-N037 19 1.5 N/A 

881C17PRP-N038 19 4.5 N/A 

881C17PRP-N039 19 6.1 N/A 

881C17PRP-N040 19 -0.0 N/A 

881C17PRP-N041 19 -0.0 N/A 

881C17PRP-N042 19 -1.5 N/A 

881C17PRP-N043 19 -1.5 N/A 

881C17PRP-N044 19 -1.5 N/A 

881C17PRP-N045 19 -1.5 N/A 

881C17PRP-N046 19 -0.0 N/A 

88IC17PRP-N047 19 -0.0 N/A 

881C17PRP-N048 19 -0.0 N/A 

881C17PRP-N049 19 1.5 N/A 

881C17PRP-N050 19 -0.0 N/A 

881C17PRP-N051 19 -0.0 N/A 

881C17PRP-N052 19 -1.5 N/A 

881C17PRP-N053 19 -1.5 N/A 

881C17PRP-N054 19 -1.5 N/A 

881C17PRP-N055 19 -1.5 N/A 

881C17PRP-N056 19 -0.0 N/A 

881C17PRP-N057 19 -0.0 N/A 

881C17PRP-N058 19 -0.0 N/A 

881C17PRP-N059 19 1.5 N/A 

881C17PRP-N060 19 -0.0 N/A 

	

Printed On: 	06/05/04 13:04 
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Survey Area: C 	 Survey Unit: 881C17 	 - 	 Building: 881 

Description: Building 881, Management Unit C, Room 266, Floor, Walls, And Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 

	

Location 	 Nbr 	(dpm/1 00cm 2) 	 (dpm/1 00cm 2 ) 

	

881C17PRP-N061 	 19 	 -0.0 	 N/A 

	

881C17PRP-N062 	 19 	 -0.0 	 N/A 

	

881C17PRP-N063 	 19 	 1.5 	 N/A 

	

881C17PRP-N064 	 19 	 -0.0 	 N/A 

Comments: 

Printed On: 06/05/04 13:04 
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Survey Area: C 	 Survey Unit: 881C17 	 Building: 881 

Description: Building 881 Management Unit C, Room 266, Floor, Walls, And Ceiling 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm2) 

Net Beta 
(dpm/1 00cm2) 

881C17PRP-N001 17 -7.7 N/A 

881C17PRP-N002 17 9.3 N/A 

881C17PRP-N003 17 41.4 N/A 

881C17QRP-N003 20 60.7 N/A 

881C17PRP-N004 17 18.5 N/A 

881C17PRP-N005 17 23.1 N/A 

881C17PRP-N006 17 7.9 N/A 

881C17PRP-N007 17 53.8 N/A 

881C17PRP-N010 17 -1.2 N/A 

881C17PRP-N011 17 13.9 N/A 

881C17PRP-N012 17 17.1 N/A 

881C17PRP-N013 17 29.0 N/A 

881C17PRP-N014 17 50.6 N/A 

881C170RP-N014 20 57.3 N/A 

881C17PRP-N015 17 29.0 N/A 

881C17PRP-N016 17 41.4 N/A 

881C17PRP-N017 17 47 N/A 

881C17PRP-N018 17 29.0 N/A 

881C17PRP-N019 17 44.6 N/A 

881C17PRP-N020 17 38.2 N/A 

881C17PRP-N021 18 8.4 N/A 

881C17PRP-N022 17 1.5 N/A 

881C17PRP-N023 	J 18 60.9 N/A 

881C17PRP-N024 17 33.6 N/A 

881C17PRP-N025 18 22.3 N/A 

881C17PRP-N026 17 44.6 N/A 

881C17PRP-N027 18 -4 45.6 N/A 

Printed On: 06/05/04 13:04 
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Survey Area: C 	 Survey Unit: 881C17 	 I Building: 881 

Description: Building 881 Management Unit C, Room 266, Floor, Walls, And Ceiling 

Random/OC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpm/lOOcm 2) 

Net Beta 
(dpm/100cm 2) 

881C17PRP-N028 17 15.3 N/A 

881C17PRP-N029 18 25.1 N/A 

881C17PRP-N030 17 12.5 N/A 

881C17PRP-N031 18 15.8 N/A 

881C17PRP-N032 17 13.9 N/A 

881C17PRP-N033 18 6.5 N/A 

881C17PRP-N034 17 15.3 N/A 

881C17PRP-N035 18 8.4 N/A 

881C17PRP-N036 17 15.3 N/A 

881C17PRP-N037 18 27.0 N/A 

881C17PRP-N038 17 19.9 N/A 

881C17PRP-N039 18 13.0 N/A 

881C17PRP-N040 17 15.3 N/A 

881C17PRP-N041 18 6.5 N/A 

881C17PRP-N042 18 17.7 N/A 

881C17PRP-N043 18 14.4 N/A 

881C17PRP-N044 18 8.4 N/A 

881C17PRP-N045 18 11.2 N/A 

881C17PRP-N046 18 -19.5 N/A 

881C17PRP-N047 18 5.1 N/A 

881C17PRP-N048 18 5.1 N/A 

881C17PRP-N049 18 11.2 N/A 

881C171PRP-N050 18 48.4 N/A 

881C17QRP-N050 20 67.1 N/A 

881C17PRP-N051 18 50.2 N/A 

881C17PRP-N052 18 20.5 N/A 

881C17PRP-N053 17 13.9 N/A 

Frinted On: 06/05/04 13:04 
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Survey Area: C 	 Survey Unit: 881C17 	JiiIding:881 

Description: Building 881, Management Unit C, Room 266, Floor, Walls, And Ceiling 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / ACT 
Nbr 

Net Alpha 
(dpm/1 00cm 2) 

Net Beta 
(dpm/1 00cm2 ) 

881C17PRP-N054 17 4.7 N/A 

881C17PRP-N055 17 19.9 N/A 

881C17PRP-N056 17 23.1 N/A 

881C17PRP-N057 17 27.7 N/A 

881C17PRP-N058 17 21.7 N/A 

881C17PRP-N059 17 12.5 N/A 

881C17PRP-N060 17 9.3 N/A 

881C17PIRP-N061 17 47.4 N/A 

881C17PRP-N062 17 33.6 N/A 

881C17PRP-N063 17 44.6 N/A 

881C17QRP-N063 20 52.3 N/A 

881C17PRP-N064 17 17.1 N/A -- 

Comments: 

Printed On: 06/05/04 1304 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	 Survey Unit: 881C17 	Classification: I 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, Room 266, Floor, 

Walls & Ceiling 
Total Area: 556 sq. m. 	 Total Floor Area: 260 sq. m. 

-- 	
- 

 
Grid Spacing for Survey Points: 4 m. X 4 m. 	
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881C17 

Media Conversion Sheet 

Survey Area: 	 C 	Survey Unit: 	881C17 	F 	 Building: 	851 

Survey Unit/Area Description: 

MU C, Room 266, Concrete Floor Core Samples 

Core Biscuit Total Surface Activity Data Sheet 
AiphaX 	Beta 

Sample 
Depth 

Total Surface Activity 

Measurements 

Total Surface Activity 

Results 

Location RCT-Inst ID #fBkgd 

(cpm) 

Top 

(cpm) 

Bottom 

(rpm) 

Top Net 

(rpm) 

Bottom Net 

(cpm) 

Top Net 

(dpm/100cm 1) 

Bottom Net 

(dpm/IOOcm 2 ) 

IA 0- I" II 43 79 15.5 3.6 II 2 54.4 169.2 

I B I" -2" 9 3 5.0 5.3 2.0 23 30.2 34.8 

IC 2" -3" 10 4.2 4.3 6.1 0.1 1.9 1.5 28.7 

ID 3" -4" 8 4 5.0 5.7 1 	1.0 1.7 151 25.7 

IE 4" -5" II 4.3 4.1 4.1 -0.2 -0.2 -3.0 -3.0 

2A 0-1" 10 4.2 5.2 5.6 1.0 1.4 15.1 21.2 

2B I" -2" 9 3 4 3.3 1.0 0.3 15.1 4.5 

2C 2"- 3" 8 4 5.1 9.3 1.1 5.3 16.6 80.1 

2D 3". 4" 8 4 5.9 5.9 1.9 1.9 28.7 28.7 

2E 4" -5" 9 3 4.6 6.1 1.6 3.1 24.2 46.8 

2F 5" -6" II 4.3 4.6 4.1 0.3 -0.2 4.5 -3.0 

3A 0-1" 10 4.2 5,1 7.5 0.9 3.3 13.6 49.9 

3B 1" -2" II 4.3 4.1 5.2 -0.2 0.9 -3.0 13.6 

3C 2" -3" 8 4 5.9 5.4 1.9 1.4 28.7 21.2 

3D 3" -4" 9 3 5.0 3.7 2.0 0.7 30.2 10.6 

3E 4" -5" 10 4.2 4.3 4.2 0.1 0.0 1.5 0.0 

4A 0-1" 12 4.2 6.6 7.2 2.4 3.0 36.3 45.3 

4B I" -2" 13 4.2 4.4 5.2 0.2 1.0 3.0 15.1 

4C 2" -3" 14 3.5 5.7 5.4 12 1.9 33.2 28.7 

4D 3"- 4" IS 3.7 5.3 5.2 1.6 1.5 24.2 22.7 

4E 4" -5" 16 3.7 18 5.5 0.1 1.8 1.5 27.2 

4F 5"- 6" 17 4.7 5.4 4.2 0.7 -0.5 10.6 -7.6 

5A 0- I" 12 4.2 65 7.5 23 3.3 34.8 49.9 

SB I" -2" 13 	1 4.2 17 36 -0.5 	1 -06 -76 -9 I 

5C 2"- 3" 14 15 4.3 5.2 0.8 1.7 111 253 

SD 3" -4" 15 3.7 4.7 6.1 1.0 2.4 IS.! 36.3 

SE 4" -5" 16 3.7 5.8 5.7 2.1 2.0 31 7 30.2 

SF 5" -6" 17 4.6 6.1 6.0 1.5 1.4 22.7 21.2 

6A 0- I" 12 4.2 5.1 6.6 0.9 2.4 13.6 36.3 

6B I" -2" 13 4.2 	1 6.5 6.8 2.3 2.6 348 39.3 

6C 2" -3" 14 3.5 5.0 5.4 1.5 1.9 22.7 28.7 

6D 3" -4" 14 3.5 5.1 6.5 1.6 3.0 24.2 45.3 

6E 4"- 5" 12 4.2 3,1 4.8 -1.1 0.6 -16.6 9.1 

6F 5" -6" 13 4.2 5.9 7.5 1.7 3.3 257 499 

6G 6"- 7" 13 4.2 5.5 5.2 1.3 1.0 19.6 15.1 

7A 0- I" 13 4.2 61.2 5.8 570 1.6 861.3 24.2 

713 I" -2" 14 3.5 4.9 4.3 14 0.8 21.2 12.1 

7C 2" -3" 12 4.2 6.0 6.3 1.8 2.1 27.2 	. 31.7 

7D 3" -4" 13 4.2 4.9 6.1 0.7 1.9 10.6 28.7 
Page 1 of 2 



881C17 
Media Conversion Sheet 

Survey Area: 	 C 	Survey Unit: 	881C17 	Building: 	881 

Survey UnitlArea Description: 

MU C, Room 266, Concrete Floor Core Samples 

Core Biscuit Total Surface Activity Data Sheet 
AiphaX 	Beta 

Sample 

Location Depth 

Total Surface Activity 
Measurements 

Total Surface Activity 

Results 

RCT-lnst ID #/Bkgd 

(cpm) 

Top 

(cpm) 

Bottom 

(cpm) 
Top Net 

(cpm) 
Bottom Net 

(cpm) 

Top Net 

(dpm/I00cm2) 

Bottom Net 

(dpm/lOOcm 2 ) 

7E 4" -5" 14 3.5 5.1 3.8 1.6 0.3 24.2 4.5 

7D 5" -6" IS 3.7 5.6 3.8 1.9 0.1 283 1.5 

7F 6"- 7" 16 3.7 4.8 63 1.1 16 16.6 39.3 

8A 0- I" 9 3 25.9 6.4 22.9 3.4 346 (2) 51.4 

88 I" -2" 10 4.2 17.9 4.8 13.7 0.6 207" 9.1 

8C 2" -3" 10 4.2 3.4 4.7 -0.8 0.5 -12.1 7.6 

8D 3" -4" II 4.3 5.9 5.9 1.6 1.6 24.2 24.2 

8E 4" -5" 8 4 1 	6.1 6.0 2.1 2.0 31.7 30.2 

8F 5" -6" 10 4.2 5.2 4.1 1.0 -0.1 15.1 -1.5 

8G 6" -7" II 4.3 4.9 4.1 0.6 -0.2 9.1 -10 

9A 0- I' II 4.3 5.2 4.6 0.9 0.3 13.6 4.5 

98 1" -2" 8 4 5.7 6.3 1 	1.7 2.3 25.7 34.8 

9C 2" -3" 9 3 3.3 4.0 0.3 1.0 4.5 15.1 

9D 3" -4" 8 4 3.9 6.4 -0.1 2.4 -1.5 36.3 

9E 4"- 5" 10 4.2 4.2 5.6 0.0 1.4 0,0 21.2 

9F 5" -6" 9 3 3.5 43 0.5 1.7 7.6 25.7 

IOA 0- I" 14 3.5 4.4 4.8 0.9 1.3 13.6 19.6 

lOB I" -2" 13 4.2 6.7 4.3 2.5 0.1 37.8 1.5 

lOC 2"- 3" 12 4.2 4.4 6.3 0.2 2.1 3.0 31.7 

lOD 3" - 4" 12 4,2 6.5 7.5 2.3 3.3 34.8 49.9 

IOE 4" -5" 14 3.5 3.6 4.9 0.1 1.4 1.5 21.2 

lOF 5" -6" 13 4.2 5.1 4.4 0.9 0.2 13.6 3.0 

Footnotes: (I) Since these elevated locations (i.e.,IA & 88) were approximately one inch below the top surface of the concrete floor, the top one in 
of the floor surface in these areas was removed. Follow up surveys of these areas indicated that the elevated activity had been remediatated. No 
further follow up investigations area required. (2) Since these elevated locations (i.e., 7A & 8A) were on the top surface of the concrete floor, the 
floor surface of these areas were decontaminated, Follow up surveys of these areas indicated that the elevated activity had been remediatated. Ref 
to Survey Unit package 881C17 for follow up PDS surveys of these areas. 

ISA COUNT TIME = 600 (SEC) 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: C 	 Survey Unit: 881C17 	 Classification: I 
Building: 881 
Survey Unit Description: Room 266 Floor 
Total Area: 556 	 Total Floor Area: 260 
Grid Spacing for Survey Points: N/A 

F°AcF I OF I 

Room 266 
Floor Core Samples 
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Scan Survey lnlonnation 
Survey Instrument ID #(s) & RCT ID #(s): 
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Survey Area: o 	 Survey Unit: 881001 	 Building: 881 

Description: Building 881, Management Unit 0, Rooms 232 and 242, Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	155 	 Nbr Biased 	Measurements Required: 0 	 Nbr QC Required: 9 

	

Nbr Random Measurements Performed: 	159 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 9 

Alpha 

	

Maximum: 
	

785.7 dpm/1OOcm 2  

	

Minimum: 	-17.2 dpm/1OOcm 2  

	

Mean: 
	

102.7 dpm/1OOcm2  

	

Standard Deviation: 
	

132.9 

	

QC Maximum: 
	

671.3 dpm/1OOcm 2  

	

QC Minimum: 
	

398.5 dpm/1OOcm2  

	

QC Mean: 
	

514.7 dpm/100cm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 155 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 159 	Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	10.6 dpm/1OOcm 2  

	

Minimum: 	-1.8 dpm/1OOcm2  

	

Mean: 	1.9 dpm/100cm2  

	

Standard Deviation: 	3.3 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 
Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/05/04 0713 

Page: 1 	of 15 



Survey Area: D 	 Survey Unit: 8811)01 
	

Building: 881 

Description: Building 881 Management Unit D, Rooms 232 and 242, Floor 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT 	RCT Analysis Instr Instru Probe Calibration Instru Efficiency (dpm/1OOcm2) Survey 
Number ID Date Model SIN Type Due Dt Alpha Beta Alpha Beta Type 

1 712193 04/20/04 Electra 666 DP-8 06/16/04 0.175 NA 93.0 NA S 

2 712193 04/20/04 Electra 2404 DP-8 10/08/04 0.162 NA 93.0 NA S 

3 712193 04/20/04 Electra 680 DP-8 06/03/04 0.177 NA 93.0 NA S 

4 712193 04/20/04 Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA S 

5 711447 04/20/04 Electra 1513 AP-6 09/17/04 0.181 NA 93.0 NA S 

6 711447 04/21/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA S 

7 702467 04/24/04 Electra 1518 DP-6 06/23/04 0.209 NA 93.0 NA I 

8 702467 04/24/04 Electra 3109 DP-6 06/08/04 0.213 NA 93.0 NA I 

9 702467 04/24/04 Electra 3141 DP-6 09/23/04 0.216 NA 93.0 NA T 

10 702467 04/24/04 SAC-4 960 NA 09/24/04 0.330 NA 16.0 NA R 

11 711447 04/29/04 Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA S 

12 711447 04/30/04 Electra 1513 AP-6 09/17/04 0.181 NA 93.0 NA S 

13 711447 05/01/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA T/S 

14 711447 05/01/04 Electra 1134 DP-6 10/19/04 0.215 NA 93.0 NA I/S 

15 711447 05/01/04 SAC-4 823 NA 10/22/04 0.330 NA 16.0 NA R 

16 712193 05/01/04 Electra 667 DP-6 10/22/04 0220 NA 93.0 NA Q 

17 711447 05/02/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA T/S 

18 712193 05/02/04 SAC4 823 NA 10/22/04 0.330 NA 16.0 NA R 

19 712193 05/02/04 Electra 1513 AP-6 09/17/04 0.181 NA 93.0 NA S 

Survey Types: T = Total Surface Activity, 	Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: D 	 Survey Unit: 881D01 	 Building: 881 

Description: Building 881, Management Unit D, Rooms 232 and 242, Floor 	 - 

Random Removable Surface Activity Data Sheet 

naom ,vieasurement 
Location 

inst i ici... I 

Nbr 
Nt #ipna 

(dpm/1OOcm 2 ) 

Net beta 
(dpm/100cm2) 

881DO1PRP-N001 10 	 -1.2 N/A 

881001PRP-N002 10 -1.2 N/A 

881DO1PRP-N003 10 4.9 N/A 

881D01PRP-N004 

881DO1PRP-N005 

881DO1PRP-N006 

10 

10 

10 

-1.2 

-1.2 

4.9 

N/A 

N/A 

N/A 

881D01PRP-N007 

881001PRP-N008 

881D01PRP..N009  

881D01PRP..N010 

L 881001PRP-N011 

10 

10 

110 

10 

10 

-1.2 

-1.2 

4.9 

1.8 

1.8 

N/A 

N/A 

N/A 

N/A 

N/A  

881 DO1PRP-N012 	 10 	 1.8 	 N/A 

881DO1PRP-N013 	 10 	 -1.2 	 N/A 

881001PRP-N014 - 	 10 	 -1.2 	 -- 	N/A 

881001PRP-N015 	 10 	 1.8 	 N/A  

881D01PRP-N016 	- 	 10 	 -1.2 	 NJA 

881D01PRP-N017 	 10 	 1.8 	 N/A 

881DO1PRP-N018 10 -1.2 N/A 

881DO1PRP-N019 

881DO1PRP-N020 

881DO1PRP-N021 

10 

	

4.9 	 N/A 

- 	 -1.2 	 N/A - - 10 

10 7.9 	 NIA 

881DO1PRP-N022H 10 -1.2 	 N/A 

881D01PRP-N023 10 -1.2 N/A 

881D01PRP-N024 10 1.8 N/A 

	

881D01PRP-N025 	 10 	 -1.2 	 N/A 

	

881D01PRP-N026 	 10 	 -1.2 	 N/A 

	

881D01PRP-N027 	 10 	 1.8 	- 	 N/A 

L 881Dd1PN028 10 1.8 N/A 

881DO1PRP-N029 10 4.9 N/A 
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Survey Area: o 	 Survey Unit: 881D01 	 Building: o' 
Description: Building 881, Management Unit 0, Rooms 232 and 242, Floor 

Random Removable Surface Activity Data Sheet 

	

Random Measurement 	Inst I RCT 
Location 	 Nbr 

881 DO1PRP-N030 	 10 

881D01PRP-N031 	 10 

881DO1PRP-N032 	 10 

881DO1PRP-N033 	 10 

881001PRP-N034 	 10 

881001PRP-N035 	 10 

881DO1PRP-N036 	 10 

881DO1PRP-N037 	 10 

881001PRP-N038 	 10 

881D01PRP-N039 	 10 

881001 PRP-N040 	 10 

881DO1PRP-N041 	 10 

881 001 PRP-N042 - 	10 

881DO1PRP-N043 	 10 

881DO1PRP-N044 	 10 

881DO1PRP-N045 	 10 

881 DO1PRP-N046 	 10 

881DO1PRP-N047 	 10 

881001PRP-N048 	 10 

881D01PRP-N049 	 10 

881D01PRP-N050 	 10 

881D01PRP-N051 	 10 

881001PRP-N052 	 10 

881DO1PRP-N053 	 10 

881 DOl PRP-N054 	 10 

881DO1PRP-N055 	- 	10 

881DO1PRP-N056 	 10 

881 DOl PRP-N057 	 10 

L 881D01PRP-N058 	 10 

Net Alpha 	 Net Beta 
(dpmI1OOcm2 ) 	 (dpmI100cm 2 ) 

4.9 N/A 

1.8 N/A 

-1.2 N/A 	- 

4.9 N/A 	- 

1.8 N/A 	- 

-1,2 N/A 	- 

-12 N/A 

-1.2 N/A 

-1.2 N/A 

7.9 N/A 

1.8 N/A 

N/A 

- N/A 	- 

	

1.8 	 N/A 

	

-1.2 	 N/A 

4.9 N/A 

4.9 N/A 	
[ 

N/A 

1.8 

1.8 

N/A 	- 

N/A 

4.9 N/A 

-1.2 N/A 

-1.2 N/A 	- 

-1.2 N/A 	- 

1.8 N/A 	- 

-1.2 N/A 

-1.2 N/A 

1.8 N/A 	- 

-1.2 N/A 
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Survey Area: D 	 Survey Unit: 881D01 	 Building: 	881 

Description: 	Building 881 Management Unit D, Rooms 232 and 242, Floor 	 - -- -- 
Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/100cm 2) 	 (dpm/100cm 2) 

881DO1PRP-N059 	 10 -1.2 i 	 N/A 

881D01PRP-N060 	 10 1.8 N/A  

881D01PRP-N061 	 15 N/A 7.6 

881DO1PRP-N062 	 15 	- 4.5 N/A 

881D01PRP-N063 15 -1.5 	- N/A -- 

	

881D01PRP-N064 	 15 	 -1.5 	 N/A 

	

881D01PRP-N065 	 15 	 -1.5 	 N/A 	 - -- 
- 	881DO1PRP-N066 	 15 	 15 	

- 	- 	-- 	- 	 - 

881D01PRP-N067 	 15 	 -1.5 	1 	- 	N/A  

881DO1PRP-N068 	 15 	 1.5 	 N/A 	 -- .- - -- -- 
881DO1PRP-N069 	 15 	 4.5 	 N/A 

881DO1PRP-N070 	- 	15 	 4.5 	 N/A 	 - 

881D01PRP-N071 	 15 	 1.5 	 - 	N/A 

881DO1PRP-N072 	- 	15 	 -1.5 	-- 	N/A 	 - - 	- 	- 	- 

881D01PRP-N073 	 15 	 10.6 	 - 	N/A 

881D01PRP-N074 	 15 	 4.5 	- 	 N/A  

881DO1PRP-N075 	-- 15 -1.5 	 N/A 

881D01PRP-N076 15 	 7.6 	- 	 N/A 

881DO1PRP-N077 15 	 - 1.5 	 - - 	N/A  

881D01PRP-N078 15 	 1.5 	 N/A 

881D01PRP-N079 15 1.5 N/A 

881DO1PRP-N080 15 - 4.5 - 	N/A 

881D01PRP-N081 15 1.5 N/A 

- 881D01PRP-N082 15 	- 7.6 N/A 

881 DO 1 PRP-N083 	 15 

	

-1.5 	 N/A 

	

4.5 	 - 	N/A 

	

-1,5 	 N/A 	
[ 

881DO1PRP-N084 	 15 

881DO1PRP-N085' 	15 

881 DOl PRP-N086 	 15 -1.5 N/A r 
881D01PRP-N087 15 10.6 N/A 
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15 

15 

15 

15 

15 

4.5 N/A 

1.5 N/A 

7.6 N/A 

7.6 

N/A 

-1.5 

881 DO1PRP-N111 

881001PRP-N 112 

881001PRP-N 113 

881 DO 1 PRP-N 114 

881001 PRP-N115 

881DO1PRP-N116 

Survey Area: o 	 Survey Unit: 881D01 	 - 	Building: 861 

Description Building 881 Management Unit 0 Rooms 232 and 242 Floor 	 - 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT Net Alpha 	 Net Beta 
Location 	 Nbr (dpmI1OOcm 2) 	 (dpmI1OOcm 2 ) 

881001PRP-N088 15 4.5 N/A 

88ID01PRP-N089 	--T  15 4.5 	 N/A - 	-- 

881D01PRP-N090 	 15 4.5 	 N/A 

881D01PRP-N091j 	15 1.5 	 N/A 

881D01PRP-N092 	 15 1.5  T 	N/A - 
- 	

- 881D01PRP-N093 	 15 	 -1.5 	 N/A 

881 DO 1 PRP-N094 	 15 	1 	 10.6 	 N/A 

881001 PRP-N095 	 15 	 4.5 	 N/A 

881001PRP-N096 	 15 	 - 1.5 	 N/A  

881D01PRPN097 	 15 	 1.5 	 N/A 

881 	RP-N098 	 15 	- 	 -1.5 	 N/A 

881DO1PRP-N099 	 15 	 4.5 	 N/A 

881DO1PRP-N100I 	15 	 -- 	7.6 	L 	-- 	 N/A 	 - 

881D01PRP-N101 	- 15 	 -1.5 	 N/A' 

881DO1PRP-N102 	 15 	 1.5 	L 	N/A 

- 	881D01PRP-N103 	 15 	 7.6 	 N/A 

881001PRP-N104 	- 	 15 	1 	-1.5 	- -  

881001PRP-N105 	- 	15 	 10.6 	L 	- 	N/A 

881D01PRP-N106 	 15 	 4.5 	 N/A 

881DO1PRP-N107 	I 	15 	 4.5 	 N/A 

-- 	 -- 881DO1PRP-N108 	 15 	 1.5 	 N/A 

881DO1PRP-N109 	 15 	 -1.5 	 N/A 

881001PRP-N110 15 -1.5 N/A  
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Survey Area: D 	 Survey Unit: 881D01 	 Building: 881 

Description: Building 881 Management Unit D, Rooms 232 and 242, Floor 	 - 

Random Removable Surface Activity Data Sheet 

Random Measurement Inst I RCT Net Alpha Net Beta 
Location Nbr (dpm/lOOcm 2 ) (dpmI1OOcm 2) 

881DO1PRP-N117 	 15 -1.5 N/A 

881D01PRP-N118 15 1.5 N/A 

881DO1PRP-N119 15 1.5 N/A 

88IDO1PRP-N122 15 -1.5 N/A 

881001PRP-N123 18 4.2 N/A 

881DO1PRP-N124 	 18 	 -1.8 	 N/A 

881DO1PRP-N125 	 18 	 4.2 	 N/A 

881DO1PRP-N126 	 15 	 7.6 	 N/A 

881DO1PRP-N127 	 15 	 -1.5 	 N/A 

	

881DO1PRP-N128 	 15 	 1.5 -- 	 N/A 

	

881DO1PRP-N129 	 15 	 - 	 1.5 

881DO1PRP-N130 	 15 	 -1.5 	L 	N/A 

881DO1PRP-N133 	 15 	 4.5 	 N/A 

881DO1PRP-N134 	 15 	 -1.5 	 N/A 	 - 

-. 881D01PRP-N135 - 	18 	 1.2 	 N/A  

B81DO1PRP-N136 	 18 	 4.2 	 N/A 

881DO1PRP-N137 	 15 	 4.5 	 N/A 

881DO1PRP-N138 15 7.6 N/A 

881DO1PRP-N139 	 15 	 1.5 	 N/A 

881001PRP-N140 	 15 	 -1.5 	 N/A 

881001PRP-N141 	1 	15 	 -1.5 	 N/A 

881DO1PRP-N144 15 4.5 N/A 

881DO1PRP-N145 15 4.5 N/A 

881DO1PRP-N146 15 - 1.5 N/A 

881DO1PRP-N147 15 

	

-1.5 	 N/A 

	

4.5 	 N/A 881DO1PRP-N148 15 

15 881DO1PRP-N149 1.5 	 N/A 

881DO1PRP-N150 15 1.5 N/A 

- - 881DO1PRP-N151 15 1.5 N/A 
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Survey Area: D Survey Unit: 881D01 Building: 	881 

Description: 	Building 881 Management Unit 0, Rooms 232 and 242, Floor 

Random Removable Surface Activity Data Sheet 

Comments: 

Printed On: 06/05/04 07:13 
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Random Measurement 	Inst / RCT 
Location 	 Nbr 

Net Alpha 	 Net Beta 
(dpmI100cm2) 	(dpm/1OOcm 2) 

881001PRP-N152 	 15 7.6 	 N/A 

-1.5 	 N/A 

4.5 	 N/A 

	

881001PRP-N153 	 15 

	

881D01PRP-N154 	 15 

881DO1PRP-N155 18 1.2 N/A 

881001PRP-N156 18 -1.8 N/A -- 

881D01PRP-N157 18 -1.8 N/A 

	

881D01PRP-N158 	 18 

	

881001PRP-N159 	 18 

[ 	4.2 	 N/A  

	

4.2 	- 	 N/A 	
- 	 -- 	 - 

	

7.6 	 N/A 	- 	 -- 	 -- 

- 881D01PRP-N161 	 15 1.5 N/A 

N/A 881001PRP-N162 	 15 4.5 

881D01PRP-N163 	 18 1.2 N/A 

881001PRP-N164 	 18 1.2 N/A 

881D01PRP-N165 	 18 7.3 	 N/A 

L~ V I 



Survey Area: o 	 Survey Unit: 881D01 	 Building: 881 

Description: Building 881 Management Unit D, Rooms 232 and 242, Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	i 	Inst I RCT Net Alpha Net Beta 
Location Nbr (dpmI100cm2 ) (dpmI1 OOcm2) 

881D01PRP-N00i 7 78.8 N/A 

881DO1PRP-N002 7 1 	 50.1 N/A 

881DO1PRP-N003 - 231.9 N/A 

881DO1PRP-N004 7 	, 	 7.0 - N/A 

881DO1PRP-N005 7 	 353 N/A 

881001PRP-N006 7 74.0 N/A 

H :::::::::::::: - 47:.: 

881D01QRP-N008 16 	 471.3 N/A 

881DO1PRP-N009 - 	 - 7 	 64.4 N/A  

881DO1PRP-N010 7 	 78.8 N/A 

881D01PRP-N012' - 	7 	 64,4 - ' 	N/A 

ooILJulrrsr-I'lvl,) 

881DO1PRP.N014j8 
j 	

0 01.3 	 INIP 

95 	 N/A  

881D01PRPN015 	 8 

881DO1PRP-N016 	 8 

881D01PRP-N017 	' 8 

881DO1PRP-N018 	- 	8 

147.2 N/A - 

297.4 

208.2 

203.5 

N/A 

N/A 

N/A 

- r 	881 001 PRP-N019 8 480.5 N/A 

881DO1QRP-N019 	16 	 4576 	 N/A 

881 DO 1 PRP-N020 	 8 	 569.7 	 N/A 

881001QRP-N020 	16 	- -- 	603.1 	- 	 N/A 

881001PRP-N021 	 8 	 95,6 	 N/A 

881 001 PRP-N022 	 8 86.2 N/A 

881 DO 1 PRP-N023 	 8 34.5 N/A 

881DO1PRP-N024 	 8 	 53.3 . 	 N/A 
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Survey Area: D 	 Survey Unit: 881D01 	 Building: 881 

Description: Building 881 Management Unit D, Rooms 232 and 242, Floor 

Random/QC Total Surface Activity Data Sheet 

P ndom Measurement 	Inst I RCT 	Net Alpha 
Location 	 Nbr 	(dpm/100cm 2 ) 

Net Beta 	 -- 
(dprn/100cm 2) 

881D01PRP-N025 	 8 	 123.7 N/A 

881 001 PRP-N026 8 62,7 N/A 

881 Dol PRP-N027 8 95.6 N/A 

881 DO1PRP-N028 7 45.3 N/A 

881 DO1PRP-N029 	 7 69.2 

399.3 

59.6 

N/A 

881D01PRP-N030 7 N/A 

881 DO1PRP-N031 	
j 

7 N/A 

- 

	

881DO1PRP-N032 	 7 

7 

	

881D01PRP-N034 	 7 

64.4 N/A 

N/A 

___----.--- 

141.0 

	

881DO1PRP-N035 	 7 

	

881DO1PRP-N036 	 7 

	

881001PRP-N037 	 8 

- 	881D01PRP-N038 	---i---  - 	- 

30.9 N/A  

5&8 N/A 

29.8 N/A 

- i 
881 DO1PRP-N039 9 38.3 N/A 	-_______________________________________ 

881D01PRP-N040 9 75.4 -- 	N/A 

	

881001PRP-N041 	 9 	 42.9 

	

881DO1PRP-N042 	 9 	 38.3 

N/A 

N/A 

N/A 881001PRP-N043 L 	9 	 29.1 

8PRP-N044 9 89.2 81001  N/A 

	

881001PRP-N045 	 8 

	

881DO1PRP-N046 	 8 

53.3 

546.3 

N/A 

N/A 

881DO1QRP-N046 16 494.0 N/A 

881DO1PRP-N047 8 -3.0 N/A 

881D01PRP-N048 8 119.0 N/A 

881001PRP-N049 7 50.1 N/A 

L 11050 
7 74.0 N/A 
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Survey Area: D 	 Survey Unit: 881001 	 Building: 881 

Description: Building 881 Management Unit D, Rooms 232 and 242, Floor 

Random/QC Total Surface Activity Data Sheet 

anoom measurement 
Location 

inst I Ki, I 	 NeL M1PJ1d 

Nbr 	(dpm/lOOcm 2) 

iet DLd 

(dpm/l00cm2) 

881001PRP-N051 	 7 	 11.8 N/A 

881 DOl PRP-N052 	 7 45.3 N/A 

881DO1PRP-N053 	 7 141.0 N/A 

881 001 PRP-N054 	 7 145,7 N/A 

881DO1PRP-N055 	 7 	i 	 -12.1 

881D01PRPN056 7 	 548 

N/A - 

- 	N/Al  

	

881D01PRP-N057 	 7 	 26.1 

	

881D01PRP-N058 	 7 	 54.8 

	

881001 PRP-N059 	i 	7 	 -2.6 

	

881D01PRP-N060 	 7 	 70 

N/A 

N/A 

N/A 

N/A 

N/A 

-- 

881D01PRP-N061 

881DO1PRP-N062 

881D01PRP-N063 

681001PRP-N064 

13 	 11.1 

14 	 34.0 

-------- 	- 	53T 

14 	 61.9 

N/A 

N/A 

N/A 

- -- -- --- --
-N/A  

881DO1PRP-N065 13 29.8 

881DO1PRP-N066 	14 34.0 N/A 

N/Al 

N/A 	I 

-- 

-- 

881D01PRP-N067 13 49I 

881DO1PRP-N068 	
L_14 	

66.5 
- 	

-- 881 DO1PRP-N069 	- 13 29.8 N/A 

	

881D01PRP-N070 	 14 	 34.0 	 N/A  

	

881DO1PRP-N071 	 13 	 53.3 	 N/A 

105.0 	 N/A 881 DO1PRP-N075 

881 DO 1 PRP-N076 
, 

13 

14 61.9 	 -- 	N/A 

881DOIPRP-N077 13 58.0 N/A 
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Survey Area: 	D 	 Survey Unit: 881D01 	 Building: 	881 

Description: 	Building 881, Management Unit 0, Rooms 232 and 242, Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/1OOcm2) 	I 	(dpm/1OOcm2) 

'881DO1PRP-N078 	14 	 108.4 
 

881D01PRP-N079 	13  
j 	

297.4 

108.4 

N/A 

881DO1PRP-N080 	14 N/A 

881001 PRP-N081 13 48.6 N/A 

881D01PRP-N082 	13 	T 	1.7 	 N/A 

881D01PRP-N083 	14 	 20.0 	 N/A 

881601PRP-N084 	13 	 - 	25.1 	 N/A 

881D01PRP-N085 	
14 	f 	43.3 	 N/A 

881D01PRP-N086 	13 	1 	 15.8 	 N/A 

881DO1PRP-N087 	14 	 -17.2 	 N/A 

-i1 	ri7 	- 

881DO1PRP-N089 	14 	 52.6 	
L 	

N/A 

881D01PRPN090 : 	13 	 . 	137.8 	- -- 	 N  

881DO1PRP-N091 	 14 	 -7.9 	 N/A 	 - 	- 

---------------------------------------------- 

	

881D01PRP-N092 	13 	 58.0 	 N/A 

	

b 881DO1PRP-N093 	14 	 -7.9 	 N/A____________  

881D01PRP-N094 	13 	 N/A 
- 

881D01PRP-N095 	
14 	 85.1 	 N/A 	 F 

881D01PRP-N096 	13 	J 	48.6 	 N/A 

881DO1PRP-N097 	14 47.9 N/A 

881D01PRP-N098 	13 62.7 	 N/A 

881D01PRP-N099 	14 47.9 	 N/A 

881DO1PRP-N100 	13 

881001PRP-N101 14 	- 20.0 N/A 

L8861PRP-N102 13 	 11.1 N/A 

881DO1PRP-N103 	
14 	 -3.2 	 N/A 

881DO1PRPN104 14 	 172 	 NIA 
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Survey Area: D 	 Survey Unit: 881D01 	 Building: 881 	 - 

Description: Building 881 Management Unit D, Rooms 232 and 242, Floor 

Randorn/QC Total Surface Activity Data Sheet 

Random Measurement 	lnst/ RCT 	Net Alpha Net Beta  
Location 	i 	Nbr 	(dpm/1 00cm2 ) (dpm/1 00cm2) 

881D01PRP-N105 	13 	 - 	 15,8 N/A 

881DO1PRP-N106 	14 

	

34.0 	 N/A 

	

67.4 	 N/A 881DO1PRP-N107 	13 

881DO1PRP-N108 	14 29.3 	 N/A 

88ID01PRP-N109 	13 58.0 	 N/A 

24.7 	1 	 N/A 881DO1PRP-N110 	14 

881D01PRP-N111 	 13 156.6 	 N/A 

881Do1PRPN112r 	14 

	

247.9 	 N/A 

	

86.2 	 N/A 13 

14 113.0 	 N/A 

13 11.1 	 N/A 

13 11.1 	 N/A 

14 -3.2 	1 N/A 

13 128.4 N/A 

881DO1PRP-N119 	14 1177 	 N/A 

881DO1PRP-N122 	13 339.7 N/A 

__-- 881DO1PRP-N123 	17 269.3 N/A 

N/A 881DO1PRP-N124 	17 67.4 

881DO1PRP-N125 	17 25,1 N/A 

- 881DO1PRP-N126 - -- 	 14 -7.9 N/A 

881DO1PRP-N127 13 -3.0 	 N/A 

881DO1PRP-N128 	14 285.1 	 N/A  

- 	881001PRP-N129 	13 	1 

	

881DO1PRP-N130 	-- 	14 

160 N/A 

127.0 	 N/A 

13 

881DO1PRP-N134 	14 

147.2 	 N/A - 

881001 PRP Ni 35 	17 

145.6 	 N/A 
 

721 	 N/A  
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Survey Area: D 	 Survey Unit: 881001 	 Building: 	881 

Description: 	Building 881, Management Unit D, Rooms 232 and 242, Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	I 	(dpm/100cm2) 	 (dpm/lOOcm 2 ) 

17 486 N/A 

881DO1PRP-N137 I 	14 -12.5 N/A 

881001PRP-N138 	
j 	

13 	 -7.7 	 N/A 

881 DO1PRP-N139 	14 	 564.2 	 N/A 

881DO1QRP-N139 	16 	 -- 557.6 	 N/A 

881001PRP-N140 	13 	 161.3 	II 	 N/A  

-- 881DO1PRP-N141 	 14 	 340 	 N/A  

881DO1PRP-N144 	13 	 -12.4 	 N/A 

881001PRP-N145 	 14 	 382.8 	 N/A 

881DO1QRP-N145 	16 	 398.5 	 N/A 

881D01PRP-N146 	1 	13 	 -17.1 	1 	 N/A 

881DO1PRP-N147 	14 	 6.1 	 N/A 
- -- 	881 DO1PRP-N148 	- 	13 	 34,5 	- 	N/A 

881D01PRP-N149 	- 	-- 	14 	- 	 43I 	 N/A 

881001PRP-N150 	 13 	 - 	2834 	r-- N/A 	 - 

881D01PRP-N151 	 14 	 1363F N/A 

881DO1PRP-N152 	13 288.1 	I N/A 

881DO1PRP-N153 	- 	14 	- 434.0 N/A 

439.4 881DO1QRP-N153 	16 N/A 

881DO1PRP-N154 13 156.6 N/A 

881D01PRP-N155 17 , 189.5 	 N/A 

- 	 48 	- 	 - N/A  881DO1PRP-N156 17 	- 

11.1 	 N/A 881DO1PRP-N157 	17 

881DO1PRP-N158 	- 	17 330.3 	 N/A 

881D01PRP-N159 	17 

	

133.1 	 N/A 

	

47.9 	 N/A 

L 	785.7 	 N/A 	: 

881D01PRP-N160 	14 

881DO1PRPN161 	 13  
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Survey Area: D 	 Survey Unit: 881D01 	 Building: 881 

Description: Building 881, Management Unit D, Rooms 232 and 242, Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

1 	Net Alpha 
(dpmI100cm2 ) 

Net Beta 
(dpmIlOOcm 2 ) 

88ID01QRP-N161 16 671.3 N/A 

881D01PRP-N162 	j 14 527.0 N/A 

881001QRP-N162 	J 16 539.4 N/A 

881D01PRP-N163 

881D01PRP-N164 

881D01PRP-N165 

17 

17 	-  

17 

180.1 

- 	105.0 

86.2 

N/A 

L 	N/A  

N/A 

Comments: Scans performed at 4/second at shaded areas indicated 
dpm/1 OOcm2. 

Locations 120, 121, 131 	132, 142 &1 43 were deleted 

on map. All detected alpha count rates verified to be less than 5,000 

from this survey Package. The floor section was removed. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: D 	Survey Unit: 881 DOl 	 Classification: I 
Building: 881 
Survey Unit Description: Building 881, Management Unit D, Rooms 232 & 242, Floor 
Total Area: 1,030 sq. m. 	 Total Floor Area: 1,030 sq. rn. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 
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Survey Area: D 	 Survey Unit: 881D02 	 Building: 881 

Description: Building 881, Management Unit D, Rooms 232 & 242, Walls and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 16 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 19 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 44.2 dpm/1OOcm2  
Minimum: -26.4 dpm/1OOcm 2  

Mean: 2.9 dpm/1OOcm 2  
Standard Deviation: 18.2 

QC Maximum: 29.5 dpm/1OOcm2  
QC Minimum: 20.5 dpm/1OOcm 2  

QC Mean: 25.0 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 16 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 19 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 
	

7.6 dpm/1OOcm 2  

	

Minimum: 	-1.5 dpm/1OOcm2  

	

Mean: 
	

2.2 dpm/1OOcm 2  

	

Standard Deviation: 
	

2.5 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this sur',ey unit passes the criterion specified in the PDSP. 
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Survey Area: D 	- 	 Survey Unit: 881D02 	 Building: 881 

Description: Building 881, Management Unit D, Rooms 232 & 242, NaHs and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

lnstiRCT 	RCT Analysis Instr instru Probe Calibration Instru Efficiency (dpm/lOOcmz) Survey 
Number ID Date Model SIN Type Due Dt Alpha Beta Alpha Beta Type 

1 711447 04/21/04 Electra 1513 AP-6 09/17/04 0.181 NA 93.0 NA 3 
2 711447 04/21/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA S 
3 712193 04/21/04 Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA $ 

4 702467 04/25104 Electra 3141 DP-6 09/23/04 0.216 NA 93.0 NA I 

5 702467 04/25/04 SAC-4 823 NA 10/22/04 0.330 NA 16.0 NA R 

6 711449 05/01/04 Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA 5 
7 711447 05/01/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA I 

8 712193 05/01/04 SAC-4 823 NA 10/22/04 0.330 NA 16.0 NA R 

9 712193 05/01/04 Electra 667 DP-6 10/22/04 0.220 NA 93.0 NA Q 

10 712193 05/01/04 Electra 1134 DP-6 10/19/04 0.215 NA 93.0 NA 5 
Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: D 	 Survey Unit: 881D02 	 Building: 881 

Description: Building 881 Management Unit 0, Rooms 232 & 242, Walls and Ceiling 	

AA 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

	

P 881D02PRP-N001 	- 

881 D02PRP-N002 

	

88ID02PRP-N003 	- 

	

881D02PRP-N004 	- 

881D02PRP-N005 

	

881002 PRP-N006 	- 

881D02PRP-N007 

881 DO2PRP-N008 

Inst I RCT 	Net Alpha 
Nbr 	(dpm/100cm 2) 

8 4.5 - 

8 1.5 - 

8 4.5 - 

8 -1.5 - 

8 	- 	 7.6 

5 	 -0.9 

- 

- 	 8 4.5 

Net Beta 
(dpmll 00cm 2) 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

	

881D02PRP-N009 	 8 	 1.5 	J 	N/A 

	

881D02PRP-N010 	 8 	 1.5 	 N/A 

	

881002PRP-N011 	 5 	 2.1 	 N/A 

	

881D02PRP-N012 	 5 	1 	 -0.9 	 N/A 

	

881D02PRP-N013 	 5 	 2,1 	 N/A 

881 DO2PRP-N014 5 -0.9 1 	 N/A 

881D02PRP-N015 5 2.1 N/A 

881D02PRP-N016 5 5.2 N/A 

881D02PRP-N017 5 2.1 N/A 

881D02PRP-N018 	- 5 -0.9 N/A  

881D02PRP-N019 5 2.1 N/A 

Comments: 

Printed On: 06/04/04 15:45 

Page: 3 	of 4 



Survey Area: D Survey Unit: 881D02 Building: 	881 

Description: 	Building 881, Management Unit 0, Rooms 232 & 242, Walls and Ceiling 

Randorn/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	I Net Beta 
Location Nbr 	 (dpm/100cm 2 ) (dpm/lOOcm 2 ) 

881D02PRP-N001 7 11.3 - N/A 

881D02PRP-N002 7 44.2 N/A 

881 D02QRP-N002 9 29.5 - 	N/A 

881D02PRP.N003 7 11.3 N/A 

881 D02PRP-N004 7 -7.5 N/A 

6.6 881002PRP-N005 	 7 N/A 

1.9 N/A 881 D02PRP-N006 	 7 

881DO2PRP-N007 	 4 N/A -26.4 

881D02PRP-N008 - 7 	 -21.6 N/A 

881D02PRP-NO09 - 	7 	 20.7 N/A 

E 881D02PRP-NO10 

881D02PRP-N011 

-- 
- 

	

r 7 	 30.1 

	

4 	 -17.1 

- 	-- 
N/A 

N/A  

881002PRP-N012 4 	 -17.1 N/A 

881D02PRP-N013 
4 	 -3.2 N/A -- 

881D02PRP-N014 4 	 -7 

4 	 -7.9 

N/A 

N/A 

- 

881D02PRP-N016 4 15.3 N/A 

881D02QRP-N016 9 20.5 N/A 

881D02PRP-N017 

881002PRP.N018 

4 	 10.6 

4' 	 15.3 

N/A 

N/A 

881 DO2PRP-N019 4 	 -3.2 N/A 

Comments: 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: D 	Survey Unit: 881 D02 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit D. Rooms 232 & 242, Walls & Ceiling 
Total Area: 1,619 sq. m. 	 Total Floor Area: 1,030 sq. m. 
Grid Spacing for Survey Points: 10.0 m. X 10.0 m. 
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Survey Area: D 	 Survey Unit: 881D03 	 - 	Building: 881 

Description: B881, MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 124 	 Nbr Biased Measurements Required: 0 	 NJbr QC Required: 7 

Nbr Random Measurements Performed: 126 	 Nbr Biased Measurements Performed: 4 	 Nbr QC Performed: 7 

Alpha 
Maximum: 1,971.3 dpm/1OOcm 2  
Minimum: -5.0 dpm/1OOcm 2  

Mean: 168.2 dpm/1OOcm 2  
Standard Deviation: 258.5 

QC Maximum: 2,122.5 dpm/1OOcm 2  

QC Minimum: 178.6 dpm/1OOcm 2  
QC Mean: 910.4 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 124 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 126 	Nbr Biased Measurements Performed: 4 

Alpha 

	

Maximum: 	10.3 dpm/1OOcm 2  

	

Minimum: 	-1.8 dpm/lOOcm 2  

	

Mean: 	2.2 dpm/1OOcm 2  

	

Standard Deviation: 	3.0 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 
Nbr Random Collected: 0 	 NJbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area 0 	 Survey Unit 881003 	 iIding881 

Description: 8881, MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 

Instrument Data Sheet 
A-Priori MDA 

Inst/RCT 	RCT Analysis Instr lnstru Probe Calibration Instru Efficiency (dpm/1 OOcm2) survey 
Number ID Date Model SIN Type Due Dt Alpha Beta Alpha Beta Type 

1 711447 02/19/04 Electra 661 DP-8 07/07/04 0.167 NA 93.0 NA S 

2 711799 02/19/04 Electra 3552 DP-6 04/16/04 0.217 NA 93.0 NA T 

4 712193 02/19/04 Electra 3552 DP-6 04/16/04 0.217 NA 93.0 NA I 

6 712193 02/19/04 SAC-4 960 NA 07/08/04 0.330 NA 16.0 NA R 

7 712193 02/19/04 Electra 1432 DP-6 08/05/04 0.212 NA 93.0 NA T 

8 712193 04/08/04 Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA S 

9 711447 04/08/04 Electra 681 DP8 06/29/04 0.152 NA 93.0 NA S 

10 712193 04/08/04 Electra 3105 DP-6 09/17/04 0.198 NA 93.0 NA I 

11 712193 04/08/04 Electra 3552 DP-6 09/30/04 0.217 NA 93.0 NA I 

12 711447 04/09/04 Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA S 

13 712193 04/09/04 Electra 3105 DP-6 09/17/04 0.198 NA 93.0 NA T/S 

14 711447 04/09/04 Electra 1383 DP-6 04/30/04 0.196 NA 93.0 NA 0 

15 712193 04/09/04 SAC-4 1170 NA 09/24/04 0.330 NA 16.0 NA R 

Survey Types: T = Total Surface Activity, 	0 = TSA QC, S = Scan, R 	Removable Surface Activity, 	I = Investigation 
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Survey Area: 0 	 Survey Un: 881003 	Building 	881  

DescrIption: 	6881, MU-D, Mezzanine Floor and 148 StaIrwell (all remaining surfaces) 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpmI100cm 2) 	 (dpmI1OOcm 2) 

881003PRP-N001 	 15 	 -1.8 N/A 

881003PRP-N002 	 15 	 4.2 N/A 

881 D03PRP-N003 15 4.2 - 	 N/A 

N/A  881 DO3PRP-N004 15 1.2 

881003PRP-N005 15 1.2 N/A 

881003PRP-N006 15 1.2 N/A 

881003PRP-N007 15 42 N/A 

881003PRP-N008 15 	 1.2 	 N/A 
L 

881003PRP-N009 15 	 -1.8 	 N/A 

881003PRP-N010 15 	 4.2 	 N/A 

881D03PRP-N011 15 	 1.2 	 N/A 

881003PRP-N012 15 	 4.2 	 N/A 

881003PRP-N013 15 	 -1.8 	 N/A 

881003PRP-N014 15 	 - 	 - r- 	 N/A 

- 

881D03PRP-N016 15 	 7.3 	 N/A 

881003PRP-N017 15 	- 	 1.2 	 N/A 	- 	 -- 	- 
881D03PRP-N018 15 4.2 N/A 

881003PRP-N019 15 1.2 N/A 

881003PRP-N020 15 -1.8 N/A 

881003PRP-N021 15 4.2 	- N/A 

881003PRP-N022 15 4.2 N/A 

881 DO3PRP-N023 6 1.2 	 N/A 

881003PRP-N024 42 	-- 	- 	 N/A 6 	- 

881003PRP-N025 6 	 4.2 	 N/A 

88ID03PRP-N026 6 	 10.3 	 N/A 
- - - 

	 881003PRP-N027 6 -1.8 N/A 

881003PRP-N028 6 7.3 N/A 

881 D03PRP-N029 6 4.2 N/A 
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Survey Area: D 	 Survey Unit: 881D03 	 i Building: 	881 

Description: 	B881 MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/1OOcm2) 	 (dpm/1OOcm 2) 

881003PRP-N030 6 	 1.2 N/A 

88ID03PRP-N031 6 	 4.2 1 	N/A 	 -- 

881003PRP-N032 

881D03PRP-N033 

6 	 1.2 

15 	 7.3 

N/A 

N/A 

881D03PRP-N034 15 	 1.2 N/A 

881003PRP-N035 15 	 1.2 N/A 

881D03PRP-N036 15 -1.8 N/A 

881003PRP-N037 	 15 	 1.2 	 N/A 

8B1003PRP-N038 	 15 	 4.2 	 N/A 

881003PRP-N039 	- - 	15 -. 	 7.3 	 N/A 

881D03PRP-N040 	 15 	 -1,8 	 N/A 

r 881D03PRP-N041 	 15 	 4.2 	 N/A 

881D03PRP-N042 	- 	15 	 -1.8 	 N/A 

881003PRP-N043 	 15 	 -1,8 	 N/A 

881D03PRP-N044 	115 	 -- 	- 1.2 	 N/A 

- - 881D03PRP-N045 	
- 	

6 	- J 	7.3 	 N/A 

881003PRP-N046 	j 	6 	 4.2 	 N/A 

881D03PRP-N047 6 4.2 N/A 

881 D03PRP-N048 6 4.2 N/A 

881D03PRP-N049 6 7.3 N/A  

881D03PRP-N050 6 1.2 N/A  

881003PRP-N051 6 1.2 N/A 

881D03PRP-N052 6 4.2 N/A 

881003PRP-N053 6 4.2 N/A 

881D03PRP-N054 6 	 -1.8 	 N/A 

881D03PRP-N055 	1  15 	 -1.8 N/A 

881D03PRP-N056 15 	 1.2 N/A 

- 881D03PRP-N057 15 4.2 N/A 

881D03PRP-N058 	 15 	 1.2 	 N/A 
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Survey Area: D 	 Survey Unit: 881003 	 Buiiding: 	881 

Description: 	B881, MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 

	

Location 	 Nbr 	(dpm/100cm2) 	 (dpm/100cm2 ) 

881D03PRP-N059 	 15 1.2 	 N/A 

881D03PRP-N060 	 15 	 4.2 	 N/A 

881 DO3PRP-N061 	 15 	 4.2 	 N/A 
-. 	 --- - 

881DO3PRP-N062 	 15 	 10.3 	 N/A 

881D03PRP-N063 	 15 -1.8 N/A 

881D03PRP-N064 15 7.3 N/A 

881003PRP-N065 15 -1.8 N/A 

881 DO3PRP-N066 	 15J 1.2 N/A 

881003PRP-N067 	 15 

- 

1.2 	 N/A 

	

881 DO3PRP-N068 	 15 

15 

	

-- 881D03PRP-N070 	- 	15 

- 	 1.2 	 N/A 

	

1.2 	 N/A 

	

4.2 	- 	- 	N/A 

	

1.2 	 - 	N/A 

L 	-18 	 N/A 

	

-1.8 	 N/A 

	

-1.8 	 N/A 

	

-1.8 	 N/A 

	

881003PRP-NJ071 	115 

	

881003PRP-N072 	 i  

881003PRP-N073 15 

881D03PRP-N074 15 

881D03PRP-N075 15 

881 D03PRP-N076 15 4.2 N/A 

88ID03PRP-N077 
- 	

- 	881003PRP-N078 

15 -1.8 N/A 

881D03PRP-N079 	1 
15 4.2 N/A 

15 4.2 N/A 

881003PRP-N080 	J 
- 

15 1.2 N/A 

881D03PRP-N081 15 4.2 N/A 

881D03PRP-N082 	i 15 7.3 N/A 

881D03PRP-N085 	 15 	 4.2 N/A 

N/A 881D03PRP-N086 	 15 4.2 

-- 881003PRP-N087 15 7.3 N/A 
881D03PRP-N088 

15 1.2 N/A 

881D03PRP-N089 15 -1.8 N/A 
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Survey Area: D 	 Survey Unit: 881D03 	 Building: 	881 

Description: 	B881, MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 

	

Location 	 Nbr 	(dpm/1OOcm 2) 	 (dpm/100cm 2) 

881D03PRP-N090 15 1.2 N/A 

r 881D03PRP-N091 15 	 4.2 

15 	 1.2 

N/A 

881D03PRP-N092 

881D03PRP-N093 

N/A 

N/A 15 

-- 

1.2 

881003PRP-N096 15 1.2 N/A 
- - - 

	 881D03PRP-N097 15 -1.8 f 	N/A 

881D03PRP-N098 15 1.2 N/A 

881D03PRP-N099 15 1.2 N/A 

881D03PRP-N100 15 4.2 N/A 

881D03PRP-N101 15 1.2 N/A 

881D03PRP-N102 15 -1.8 N/A - 

881D03PRP-N103 
15 7.3 N/A 

881003PRP-N104 15 

15 

-1.8 N/A 

881D03PRP-N105 

881D03PRP-N106 

4.2 N/A - 

15 4.2 N/A 

881003PRP-N107 15 1.2 N/A 

- 	 881D03PRP-N108 - 15 -1.8 N/A 

881003PRP-N109 15 1.2 N/A 

N/A 881D03PRP-N110 15 -- 	1.2 

881 DO3PRP-N111 15 4.2 N/A 

881D03PRP-N112 15 1.2 N/A - 

881D03PRP-N113 15 7.3 N/A 

881D03PRP-N114 15 -1.8 N/A 

881D03PRP-N115 15 -1.8 N/A 

881003PRP-N116 15 1.2 N/A 

881D03PRP-N117 15 1.2 	 N/A 

881D03PRP-N118 15 4.2 N/A 

881D03PRP-N119 15 1.2 N/A 

881D03PRP-N120 15 10.3 N/A 
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Survey Area: D 	 Survey Unit 88100J 	 1 BuUding;_881 

Description: B881 MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 

Random Removable Surface Activity Data Sheet 

Random Measurement I Inst I RCT 	Net Aloha 	 Net Beta 
Location 	I 	Nbr (dpmI1OOcm 2) 	 (dpm/1OOcm 2) 

881003PRP-N121 	 15 1.2 	 N/A 

881003PRP-N122 	 15 1.2 	 N/A 

881003PRP-N123 	 15 	 4.2 	 N/A 

881D03PRP-N124 	 15 	 1.2 	 N/A 

881003PRP-N125 	 15 	 -1.8 	 N/A 

881D03PRPN126L 	15 	 7.3 - 	 N/A  

88ID03PRP-N127 	 15 	 4.2 	 N/A 

	

881003PRP-N128 	 15 	 1.2 	 N/A 

	

881D03PRP-N129 	 151 	 1.2 	 N/A  

	

881003PRP-N130 	 15J 	 1.2 	 N/A 

Biased Removable Surface Activity Data Sheet 

Biased Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	 (dpmI100cm 2 ) 	 (dpmI100cm 2) 

881D03PBP-N131 	 15 	i 	 1.2 	 N/A 

- 	881D03PBP-N132 	- 	- 	15 	- 	 1.2 uA  

- 	 - 881 DO3PBP-N133 15 -1.8 f 	N/A  

-- 881D03PBP-N134 	 15 	 1.2 	 N/A 

Comments: 

Printed On: 06/16/04 14:42 
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Survey Area: D Survey Unit: 881003 Building: 	881 

Descrlpdon: 	B881, MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT Net Alpha Net Beta 
Location Nbr (dpm/100cm2 ) (dpm/100cm2) 

881D03PRP-N001 10 5.3 N/A 	 -- 

881D03PRP-N002  
10  

69I N/A 	- 	 - 

881D03PRP-N003 10 40.7 N/A 

- 	881D03PRP-N004 10 25 N/A  

881D03PRP-N005 10 111.4 	- N/A 	 - 

881D03PRP-N006 10 60.9 N/A 	 -- --- 	 - 

881003PRP-N007 10 	 40.7 N/A 

881D03PRP-N008 1 	10 65.9 N/A 

- 	881003PRP-N009' - 	10 659 N/A 

8D03PRP-N010 10 	-- 458 N/A 	- 

881003PRP-N011 10 166.9 N/A 

881D03PRP-N012 11 183.3 N/A 

881D03PRP-N013 11 91.1 N/A 

881D03PRP=N014 11 - 	40.4J N/A 

881D03PRP-N015 

881003PRP-N016 
J 	11 

11 

160.2 

118J1 

N/A 

.- .--- 	-.--- 

881003PRP-N017 11 114.1 N/A 

N/A 

N/A 

881003PRP-N018 11 68.0 

881D03PRP-N019 11 363.0 

T881D03QRPN9 14 3572 NLA 

881003PRP-N020 11 86.5 

- 

N/A 

881 DO3PRP-N021 11 63.4 N/A 

881D03PRP-N022 11 26.6 N/A 

881D03PRP-N023 4 957 N/A 

881D03PRP-N024 4 81.9 N/A  

881 D03PRP-N025 95.7 

12.7 

N/A 

N/A -. 

4 

881D03PRP-N026 4 

Printed On: 06116/04 1442 
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Survey Area: D 	 Survey Unit: 881003 	881  - 

Description: 	B881, MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 	 - 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	i 	Net Beta 

Location 	 Nbr 	(dpmIlOOcm 2) 	(dpmI1OOcm 2) 

881D03PRP-N027 	 4 	I 	 26.6 	 N/A  

881D03PRP-N028 	 4 	 77.3 	 N/A 

881D03PRP-N029 	 4 	 26.6 	 N/A 

881D03PRP-N030 	 4 	 164.8 	 N/A 

881D03PRP-N031 4 132.6 N/A 

881003PRP-N032 4 187.9 N/A 

881003QRP-N032 	 14 178.6 N/A 

881003PRP-N033 	 10 -- 	 242.71 N/A 

881 DO3PRP-N034 	 10 96.2 N/A 

10 252.8 N/A 

881D03PRP-N036 10 65.9 N/A  

881003PRP-N037 10 146.7 N/A 

881003PRP-N038 10 323.5 	 N/A 

35.6 	-- 	 N/A - - 881D03PRP-N039 10 

10 881D03PRP-N040 1,868.9 	 N/A 

881003QRP-N040 14. 1,770.4 N/A 

881003PRP-N041 10 187.1 N/A 

881003PRP-N042 10 40.7 N/A 

881003PRP-N043 N/A 

N/A 

10 111.4 

881 DO3PRP-N044 r10 	
1821 

881003PRP-N045 N/A 4 54.2 

881D03PRP-N046 4 100.3 N/A 

881DO3PRP-N047 4 174.0 N/A 

88IDO3PRP-N048 4 137.2 N/A 

881003PRP-N049 4 104.9 - 	 N/A 

881003PRP-N050 	 4 	 160.2 	 N/A 

881D03PRP-N051 	 4 	 63.4 	 N/A 
L 
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Survey Area: 0 	 Survey Unit: 881003 	 Building: 	881 

Description: 	B881 MU-D, Mezzanine Ftoor and 148 Stairwell (all remaining surfaces) 	 - 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	I 	Net Alpha 	 Net Beta 	 - - 

	

Location 	 Nbr 	 (dpm/100cm) 	(dpmI1OOcm 2) 

881 DO3PRP-N052 	 2 	 68.0 	 N/A 

	

881D03PRP-N053 	 2 	1 	 155.6 	 N/A 

	

881003PRP-N054 	- 	2 	 151.0 	- 	N/A  

	

881D03PRP-N055 	11 	 215.5 	 N/A - 	- 

881003PRP-N056 11 1971.3 N/A 

881003QRP-N056 14 2,122.5 N/A 

881D03PRP-N057 11 104.9 N/A 

881003PRP-N058 	Jii 

881D03PRP-N059 

128.0 

1 	 280.0 

45.0 

N/A 

N/A 11 

881003PRP-N060 11 N/A 

N/A 881003PRP-N061 11 128.0 

881003PRP-N062 11 104.9 N/A 

881003PRP-N063 11 151.0 N/A  

- 

	

881003PRP-N064 	11 

N06 

	

881D03PRP-N066 	I  

58.8 N/A 

17.1 J  
363.0 	 N/A 

881003PRP-N067 10 106.3 N/A 

N/A 881D03PRP-N068 10 177.0 

881D03PRP-N069 10 - 838,6 N/A - 

881D03QRP-N069 

881D03PRP-N070 

14 811.2 N/A  

N/A 

N/A 

10 	 131.6 

881D03PRP-N071 	 10 	 86,1 

881D03PRP-N072 	
j 

13 121.5 N/A 

881003PRP-N073 13 131.6 N/A 

88ID03PRP-N074 13 651.8 N/A 

881DO30RP-N074 14 724.5 N/A 

881D03PRP-N075 13 237.6 - 	 N/A 
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Survey Area: D 	 Survey Unit: 881003 	 Building: 	881 

Description: 	B881, MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 

	

Location 	 Nbr 	(dpm/100cm) 	(dpm/lOOcm 2) 

881D03PRP-N076 	13 	 192.2 	 N/A 	 - 	- 

	

881D03PRP-N077 	13 	 611.4 	 N/A 

	

881D03PRP-N078 	11 	 174.0 	 N/A 

	

881003PRP-N079 	11 	 58.8 	 N/A 

881D03PRP-N080 J 	11 	 648.7 NJA 

881003PRP-N081 11 	 238.6 N/A 

N/A 

N/A 

N/A 

881D03PRP-N082 	11 	 8.1 

881D03PRP-N085 	13 	 65.9 

881003PRP-N086 	1 	13 	 323.5 

- 	881D03PRP-N087 	13 	 384.1 

881D03PRP-N088!13 	 86.1 

N/A 

N/A 

881D03PRP-N089 	10 861 N/A 

881D03PRP-N090 	10 116.4 	 N/A 

881D03PRP-N091 	 10 

- 	881003PRP-N092 - 	- 	10 

881D03PRP-N093 	10 

- 	86.1 	- 	 N/A  

	

111.4 	 N/A 

	

0.3 	 N/A 

881 DO3PRP-N096 13 232.6 

	

881D03PRP-N097 	13 

	

881D03PRP-N098 	13 

	

881003PRP-N099 	- 	- 	13 

298.2 N/A 

379.0 N/A 

86.1 	I 	 N/A 

- 881D03PRP-N100 	11 114.1 	 N/A 

- 881D03PRP-N101 11 284.6 N/A 

881D03PRP-N102 11 91.1 N/A 

881D03PRP-N103 11 109.5 N/A 

881D03PRP-N104 11 17.4 N/A 

881003PRP-N105 	13 252.8 N/A 

L 881D03PRPN106 	13 1366 N/A - -- 
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Survey Area: 	0 	 Survey Unit: 881D03 	 Building: 	881 

Description: 	B881, MU-D, Mezzanine Floor and 148 Stairwell (all remaining surfaces) 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	11 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	

j 	
- Nbr 	(dpm/100cm 2) 	 I 	(dpm/100cm2) 	 -- - 

	

881D03PRP-N107 	13 	f 	313.4 	 N/A 

	

88ID03PRP-N108 	13 	 76.0 	 N/A  

881003PRP-N109 

881D03PRP-N110 

881D03PRP-N111 

13 15.4 N/A 

N/A 

N/A 

13  
j 	

81.1 

13 318.4 

881003QRP-N111 14 408.2 N/A  

881D03PRP-N112 13 55.8 N/A 

881D03PRP-N113 13 20.5 N/A 

N/A 881003PRP-N114 13 141.7 

13 	 187.1 N/A 

N/A 881D03PRP-N116 13 401 

8D03PRP-N117 13 205 N/A 

881D03PRP-N118 13 -4.8 N/A 

881D03PRP-N119 13 156.8 N/A 

881D03PRP-N120 

881003PRP-N121 

13 

13 

10.4 N/A 

N/A 40.7 

881003PRP-N122 

88ID03PRP-N123 

13 15.4 N/A 

N/A 

N/A 

13 

13 

35.6 

76.0 881D03PRP-N124 

881D03PRP-N125 13 30.6 N/A 

- 8811303PRP-N126 13 227.5 N/A 

881D03PRP-N127 	 4 118.7 N/A 

881D03PRP-N128 	 4 	 114.1 N/A 

88ID03PRP-N129 4 95.7 N/A 

881D03PRP-N130 4 128.0 N/A 

Biased Total Surface Activity Data Sheet 
Comments: Scans performed at 4W/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 

dpm/1 OOcm2. 
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Survey Area: D 	 Survey Unit: 881D03 	 Building: 601 

Description: B881, MU-D, Mezzanine Floor and 148 Stairwell (alt remaining surfaces) 

Biased Total Surface Activity Data Sheet 

Biased Measurement 	Inst I RCT 	Net Alpha 	I 	Net Beta 

	

Location 	 Nbr 	(dpm/100cm2) 	 (dpm/1OOcm 2 ) 

	

881 DO3PBP-N131 	13 	- 	- 10.1 	 N/A 	I 

	

881D03PBP-N132 	13 	 30.3 	 N/A 

	

881D03P6P-N133 	13 	1 	 50.5 	 N/A 

	

- 881003PBP-N134 	13 	- 	- 	-5.0  

Printed On: 06116104 14:42 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: D 	Survey Unit: 881003 	 Classification: 1 
Building: 881 
Survey Unit Description: Building 881, Management Unit D, Mezzanine Floor and 

148 Stairwell (all remaining surfaces) 
Total Area: 859 sq. m. 	 Total Floor Area: 859 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 	
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Survey Area: D 	 Survey Unit: 881004 	 Building: 881 	 - 

	

Description B881 MU D Mezzanine Walls 	and Ceiling 	
! 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 17 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 552.9 dpm/100cm2  
Minimum: -4.7 dpm/100cm2  

Mean: 51.8 dpm/100cm2  
Standard Deviation: 129.9 

QC Maximum: 535.4 dpm/1OOcm 2  
QC Minimum: 35.4 dpm/100cm 2  

QC Mean: 285.4 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15,000.0 dpm/100cm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 17 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	7.3 dpm/1OOcm2  

	

Minimum: 	-2.1 dpm/1OOcm 2  

	

Mean: 	1.7 dpm/1OOcm2  

	

Standard Deviation: 	2.7 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: o 	 Survey Unit: 881D04 	 Building: 881 

Description: B881, MU-D, Mezzanine, Walls and Ceiling 

3; 	
r 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	lnstru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 	712193 02/19/04 

2 	712193 02/19/04 

3 	712193 02/19/04 

4 	711447 02119104 

5 	512590 04/04/04 

6 	512590 04/04/04 

7 	712193 04/04/04 

8 	711799 04/04/04 

Survey Types: 

Electra 3552 DP-6 04/16/04 0.217 NA 93.0 NA I 

Electra 661 DP-8 07/07/04 0.167 NA 93.0 NA S 

SAC-4 960 NA 07/08104 0.330 NA 16.0 NA R 

Electra 1432 DP-6 08/05/04 0.212 NA 93.0 NA Q 

Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA R 

Ludlum 292 147744 NA 08/12/04 0.341 NA 16.0 NA R 

Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T/S 

Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA S 

T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/04/04 1356 
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Survey Area: D 	 Survey Unit: 881D04 
	

Building: 881 

Description: 8881, MU-D, Mezzanine, Walls and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/1OOcm2 ) 	 (dpm/100cm 2 ) 

881 D04PRP-N001 5  
j 	

0.9 	 N/A 

881D04PRP-N002 3 1.2 N/A 

881D04PRP-N003 3 7.3 N/A  

881D04PRP-N004 3 4.2 N/A 

881D04PRP-N005 	 6 -2.1 	 N/A 

881 D04PRP-N006 3 4.2 

1.2 

N/A 

N/A 881D04PRP-N007 3 

881D04PRP-N008 3 1.2 NJA 

881 D04PRP-N009 5 0.9 N/A 

881D04PRP-N010 	1 6 -2.1 N/A 

881004PRP-N011 	 3 	1 -1.8 N/A 

N/A 

- 	N/A 

881D04PRP-N012 	 3 4.2 

881D04PRP-N013 	 5 	 -2.0 

88ID04PRP-N014 	• 	 6 	 3.8 

881 DO4PRP-N015 	 5 	 0.9 

881D04PRP-N016 	 6 	 3.8 

881D04PRP-N017 	 5 	 3.7 

N/A 

N/A 

N/A 

N/A 

Comments: 	 - 	- 

Printed On: 06/04/04 13:56 
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Survey Area: D Survey Unit: 881D04 Building: 	881 

Description: 	B881 MU-D, Mezzanine, WaHs and Ceiling 

RandomlQC Total Surface Activity Data Sheet 

Random Measurement Inst / RCT Net Alpha Net Beta 
Location Nbr (dpm/100cm2 ) (dpm/1OOcm 2) 

881 D04PRP-N002 1 552.9 N/A 

881 D04QRP-N002 4 535.4 N/A 

881 D04PRP-N003 1 46.0 N/A 

881D04PRP-N004 1 27.6 N/A 

881D04PRP-N005 7 19.6 N/A 

881D04PRP-N006 1 18.4 N/A 

881 D04PRP-N007 1 - 4.5 N/A 

881D04PRP-N008 

881 D04QRP-N008 

1 

4 

N/A 

N/A 

N/A 

41.4 	1 

35.4 

33.8 881D04PRP-N009 7 	- 

- 881004PRP-N010 7 38.5 N/A 

881 D04PRP-N011 1 -4.7 N/A 

881D04PRP-N012 	-__1 9.2 N/A 

881 DO4PRP-N01 3 7 -- 	14.8 N/A 

881D04PRP-N014 	I  7 29.0 N/A 

881004PRP-N015 7 5.3 N/A 

7 148 N/A 

8004PRPNO17 7 53 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 

Printed On: 06/04/04 1356 
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P RE-DEMOLITION SURVEY FOR B881 

Survey Area: D 	Survey Unit: 881 D04 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit D, Room 313, 317, 312 &312A 
Total Area: 1,640 sq. m. 	 Total Floor Area: 859 sq. m. 
Grid Spacing for Survey Points: 10 m. X 10 m. 
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Survey Area: D 	 Survey Unit: 881D05 
	

Building: 881 

Description: Building 881 Management Unit D, 149 Elevator 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 21 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 2,127.5 dpm/100cm 2  
Minimum: -15.4 dpm/1OOcm 2  

Mean: 255.2 dpm/1OOcm2  
Standard Deviation: 473.2 

QC Maximum: 1,944.0 dpmI100cm 2  

QC Minimum: 997.8 dpm/1OOcm 2  
QC Mean: 1,470.9 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/100cm2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 21 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 
	

11.2 dpm/1OOcm 2  

	

Minimum: 	-0.9 dpm/100cm 2  

	

Mean: 
	2.7 dpm/100cm2  

	

Standard Deviation: 
	

3.5 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 14:04 
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Survey Area: D 	 Survey Unit: 881D05 	 Building: 881 

Description Building 881 Management Unit D 149 Elevator 

Instrument Data Sheet 
A-Priori MDA 

lnstiRCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm11OOcm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 	712193 05/12/04 Electra 663 DP-6 09/18/04 0.218 NA 93.0 NA 	 S 

2 	711447 05/12/04 Electra 290 DP-6 09/17/04 0.213 NA 93.0 NA 	 S 

3 	711449 05/15/04 Electra 3109 DP-6 06/08/04 0.217 NA 93.0 NA 	 T 

4 	711746 05/15/04 Electra 2394 DP-6 08/19/04 0.217 NA 93.0 NA 	 S 

5 	712193 05/16104 SAC-4 830 NA 10/30/04 0.330 NA 16.0 NA 	 R 

6 	712193 05/16/04 Electra 1518 DP-6 06/23/04 0.223 NA 93.0 NA 	Q 

Survey Types: I = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06104/04 1404 
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Survey Area: D Survey Unit: 881D05 Building: 	881 

Description: 	Building 881, Management Unit 0, 149 Elevator 

Random Removable Surface Activity Data Sheet 

Random Measurement Inst / RCT Net Alpha Net Beta 
Location Nbr (dpm/1OOcm 2 ) (dpm/1OOcm 2 ) 

881 DO5PRP-N001 5 8.2 

- 	-0.9 

N/A 

N/Al  881D05PRP-N002 	 5 

- 	881D05PRP-N003 	- 5 - 2.1 N/A 

881D05PRP-N004 5 2.1 N/A 

881 D05PRP-N005 5 - -0.9 	- N/A 

881D051 5 5.2 N/A 

881D05PRP-N007 5 r 	-0.9 
[ 

N/A 

881D05PRP-N008 - 	5 	
-9 

N/A 

881005PRP-N009 5 2.1 N/A 

881D05PRP-N010 5 2.1 	- N/A  

881005PRP-N011 5 -0.9 N/A 

881DO5PRP-N012 5 5.2 - N/A 

881D05PRP-N013 

881D05PRP-N014 

5 

5 

11.2 

2.1 

N/A 

N/A 

881 D05PRP-N015 5 -0.9 N/A 

881D05PRP-N016 	-- 5 -0.9 - 	N/A 	 ---I 
881D05PRP-N017 5 82 N/A 

881D05PRP-N018 5 	 2.1 N/A 

881005PRP-N019 5 5.2 N/A 

881D05PRP-N020 5 5.2 N/A 	 -. 

881 D05PRP-N021 5 2.1 N/A 

Comments: 

Printed On: 06/04/04 14:04 
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Survey Area: D 	 Survey Unit: 881D05 	 Building: 	881 

Description: 	Building 881, Management Unit D, 149 Elevator  

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/100cm 2) 	 (dpm/1OOcm 2) 

881 DO5PRP-N001 	
] 	

3 	 86.0 	 N/A 

881 D05PRP-N002 	I 3 99.9 

35.3 

N/A 

N/A 881D05PRP-N003 	 3 

881D05PRP-N004 3 768 N/A 

- 881005PRP-N005 3 132.1 N/A 

	

881 D05PRP-N006 	 3 

	

881D05PRP-N007 	 3 

	

881D05QRP-N007 	 6 

196.6 N/A 

2,127.5 

- 	1,944.0 

N/A 

N/A 

881D05PRP-N008 	 3 270.4 N/A 

	

881D05PRP-N009 	 3 

	

881D05PRP-N010 	 3 

	

881D05PRP-N011 	 3 

164.4 

12.3 

N/A 

N/A 

N/A 21.5 

- 881005PRP-N012 	 3 169.0 - NIA 

881005PRP-N013 	 3 	 -15.4 N/A 

- 	 N/A 	 - 	
-. 

N/A 	i 

	

88ID05PRP-N014 	- 	3 	
- 	 118.31 

	

881D05PRP-N015 	 3 	 95.2 

	

881005PRP-N016 	 3 	1 	 270.4 N/A 

- 

	

881D05PRP-N017 	 3 	 90.6 

— 	881D05PRP-N018 	 3 	 136.7 

	

881005PRP-N019 	 3 - 	 9662 

	

881D05QRP-N019 	 6 	 997.8 

L 

N/A  

N/A 

N/A 

- N/A 

881D05PRPN020f 	3 205.8 N/A 

881 D05PRP-N021 	 3 	 99.9 	 N/A 

Comments: 

Printed On: 06/04/04 14:04 
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PRE-DEMOLITION SURVEY FOR B881 CLUSTER 

Survey Area: D 	Survey Unit: 881 D05 	Classification: 1 
Building: 881 
Survey Unit Description: Building 881, Management Unit D, 149 Elevator 
Total Area: 126 sq. m. 	 Total Floor Area: 8 sq. m. 
Grid Spacing for Survey Points: 3 m. X 3 m. 
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Survey Area: G 	 L Survey Unit: 881001 Building: 881 

Description: Building 881, MU-G, Rooms 293A, 295 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 10 	 Nbr 00 Required: 2 

	

Nbr Random Measurements Performed: 19 	 Nbr Biased Measurements Performed: 10 	 Nbr QC Performed: 2 

Alpha 
Maximum: 53.9 dpm/100cm 

Minimum: -4.4 dpm/100cm2  
Mean: 16.3 dpm/1OOcm2  

Standard Deviation: 16.9 

QC Maximum: 22.5 dpm/1OOcm 2  

QC Minimum: 18.7 dprn/100cm 2  

OC Mean: 20.6 dpm/100cm2  

Uranium DCGLw: 5,000.0 dpm/100cm2  
Uranium DCGLEMC: 15,000.0 dpm/100cm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 10 

Nbr Random Measurements Performed: 19 	 Nbr Biased Measurements Performed: 10 

Alpha 

	

Maximum: 	4.8 dpm/1OOcm 2  

	

Minimum: 	-1.2 dpm/100cm2  

	

Mean: 	0.5 dpm/100cm2  

	

Standard Deviation: 	1.6 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/09/04 1514 
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Survey Area: G 	 Survey Unit: 881G01 	 Building: 881 

Description: BuildIng 881, MU-G, Rooms 293A, 295 

Instrument Data Sheet 

lnstIRCT 	ACT 
Number 	ID 

Analysis 
Date 

lnstr 
Model 

lnstru 
S/N 

Probe 
Type 

Calibration 
Due Dt 

Instru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpm/100cm2) 

Alpha 	Beta 

Survey 
Type 

1 510646 12/10/03 Electra 1260 DP-6 06/02/04 0.227 NA 48.0 NA S 

2 712448 12/10/03 Electra 1420 DP-6 05/19/04 0.222 NA 48.0 NA S 

3 711799 12/16/03 Electra 3110 DP-6 05/25/04 0.210 NA 48.0 NA S 

6 512592 01/07/04 Electra 1381 DP-6 04/15/04 0.199 NA 48.0 NA T/Q 

7 712448 01/07/04 Electra 1271 DP-6 06/22/04 0.227 NA 48.0 NA T/Q 

8 512592 01/08/04 Electra 1417 DP-6 06/02/04 0.208 NA 48.0 NA T 

9 512590 01/08/04 Electra 667 DP-8 06/10/04 0.168 NA 48.0 NA S 

11 511390 01/08/04 Electra 668 DP-8 06/22/04 0.157 NA 48.0 NA S 

12 512590 01/08/04 Electra 663 DP-8 06/04/04 0.147 NA 48.0 NA S 

13 511390 01/12/04 SAC-4 924 NA 04/27/04 0.333 NA 10.0 NA R 

14 511390 01/12/04 SAC-4 966 NA 04/23/04 0.333 NA 10.0 NA R 

15 511390 01/12/04 SAC-4 770 NA 03/17/04 0.333 NA 10.0 NA R 

16 511390 01/12/04 SAC-4 830 NA 04/22/04 0.333 NA 10.0 NA R 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/09104 
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Survey Area: G 	 Survey Unit: 881G01 	 Building: 	881 

Description: 	Building 881, MU-G. Rooms 293A, 295 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpmll 00cm 2) 

Net Beta 
(dpm/1 00cm2) 

881G01PRP-N001 13 -0.6 N/A 

881GO1PRP-N002 14 4.2 N/A 

881G01PRP-N003 15 1.8 N/A 

881G01PRP-N004 16 -0.6 N/A 

881G01PRP-N005 13 -0.6 N/A 

8B1G01PRP-N006 14 -0.3 N/A 

881G01PRP-N007 15 0.3 N/A 

881GO1PRP-N008 16 -0.6 N/A 

881G01PRP-N009 13 -0.6 N/A 

881GO1PRP-N010 14 -0.3 N/A 

881GO1PRP-N011 15 -1.2 N/A 

881GO1PRP-N012 16 -0.6 N/A 

881G01PRP-N013 13 0.9 N/A 

881GO1PRP-N014 14 1.2 N/A 

881G01PRP-N015 15 4.8 N/A 

881G01PRP-N016 16 -0.6 N/A 

881G01PRP-N017 13 -0.6 N/A 

881G01PRP-N018 14 -0.3 N/A 

881c3O1PRP-N019 15 1.8 N/A 

	

Printed On: 	06/09/04 15:14 
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Survey Area: G Survey Unit: 881G01 	 Building: 	881 

-- Description: 	Building 881, MU-G, Rooms 293A, 295 

Biased Removable Surface Activity Data Sheet 

Biased Measurement 
Location 

Inst / ACT 
Nbr 

Net Alpha 
(dpm/100cm 2) 

Net Beta 
(dpmJ100cm2) 

881GO1PBP-N020 16 -0.6 N/A 

881G01P8P-N021 13 -0.6 N/A 

881G01PBP-N022 14 1.2 N/A 

881G01PBP-N023 15 3.3 N/A 

881G01PBP-N024 16 -0.6 N/A 

881001PBP-N025 13 -0.6 N/A 

881G01PBP-N026 14 1.2 N/A 

881GO1PBP-N027 15 3.3 N/A 

881GO1PBP-N028 16 -0.6 N/A 

881G01PBP-N029 13 0.9 N/A 

Comments: 

Printed On: 06/09/04 15:14 
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Survey Area: G 	 Survey Unit: 881G01 	 Building: 881 

Description: Building 881 MU-G, Rooms 293A, 295 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2) 

Net Beta 
(dpm/1 00cm 2) 

881GOIPRP-N001 7 7.0 N/A 

881G01PRP-N002 6 6.1 N/A 

881G01PRP-N003 7 22.0 N/A 

881GOIPRP-N004 6 22.7 N/A 

881001QRP-N004 7 18.7 N/A 

881G01PRP-N005 6 6.1 N/A 

881G01PRP-N006 7 15.8 N/A 

881G0IPRP-N007 7 7.0 N/A 

881GO1PRP-N008 6 36.2 N/A 

881GO1PRP-N009 6 9.1 N/A 

881GO1PRP-N010 6 -1.0 N/A 

881G01PRP-N011 7 10.1 N/A 

881GO1PRP-N012 6 36.2 N/A 

881GO1PRP-N013 6 39.2 N/A 

881GO1PRP-N014 7 18.9 N/A 

881G01PRP-N015 7 13.2 N/A 

881GO1PRP-N016 6 2.6 N/A 

881GO1PRP-N017 6 -1.0 N/A 

881GO1PRP-N018 6 2.6 N/A 

881GO1PRP-N019 7 7.0 N/A 

881G01QRP-N020 6 22.5 N/A 

Pr,nted On: 06/09/04 15:14 
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Survey Area: G 	 J_Survey Unit: 881G01 	 Building: 881 

Description: Building 881 MU-G, Rooms 293A, 295 

Biased Total Surface Activity Data Sheet 

Biased Measurement 
Location 

Inst / ACT 
Nbr 

Net Alpha 
(dpm/lOOcm 2) 

Net Beta 
(dpmI100cm 2) 

881G01PBP-N020 7 38.9 N/A 

881G01PBP-N021 6 9.2 N/A 

881G01PBP-N022 6 -4.4 N/A 

881GO1PBP-N023 7 15.5 N/A 

881G01PBP-N024 6 2.7 N/A 

881 G01 PBP-N025 6 -4.4 N/A 

881G01PBP-N026 7 6.7 N/A 

881GO1PBP-N027 7 42.0 N/A 

881G01PBP-N028 7 53.9 N/A 

881GO1PBP-N029 6 52.9 N/A 

Comments: 

Printed On: 06/09/04 15:14 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	 Survey Unit: 881 GOl 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881 Management Unit G, Rooms 295 & 293A 
Total Area: 494 sq. m. 	 Total Floor Area: 156 sq. m. 
Grid Spacing for Survey Points: 5m. X 5m. 
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Survey Area: G 	 Survey Unit: 881G02 	 Building: 881 

Description: Building 881, Management UnitG Mezzanine 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 10 
	

Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 18 	 Nbr Biased Measurements Performed: 10 
	

Nbr QC Performed: 2 

Alpha 

	

Maximum; 
	

600.6 dpm/100cm 2  

	

Minimum; 	-12.9 dpmI100cm2  

	

Mean; 
	

48.0 dpm/100cm2  

	

Standard Deviation; 
	

113.5 

	

QC Maximum 
	

690.1 dpm/1OOcm 2  

	

QC Minimum 
	

39.1 dpm/100cm2  

	

QC Mean 
	

364.6 dpm/1OOcm 2  

Uranium DCGLw; 5000.0 dpm/100cm2  
Uranium DCGLEMC; 15000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 10 

	

Nbr Random Measurements Performed: 18 	 Nbr Biased Measurements Performed: 10 

Alpha 

	

Maximum: 
	

3.9 dpm/100cm2  

	

Minimum; 	-1.8 dpm/100cm 2  

	

Mean: 
	

0.9 dpm/100cm 2  

	

Standard Deviation: 
	

1.4 

Uranium DCGLi: 1000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: G 	 Survey Uffit: 881G02 	 BuIlding: 681 

Description Building 681 Management Unit G Mezzanine 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 712193 02/16104 Electra 3552 DP-6 04/16/04 0.217 NA 48,0 NA T 

2 712193 02/16/04 Electra 661 DP-6 07/07/04 0.167 NA 48.0 NA T/S 

3 712193 02/16/04 SAC-4 960 NA 07/08/04 0.330 NA 16.0 NA R 

4 712193 02/17/04 Electra 3552 DP-6 04/16/04 0.217 NA 48.0 NA T 

5 711447 02/17104 Electra 661 DP-6 07/07/04 0,167 NA 48.0 NA TJ5 

6 711447 02/17/04 Electra 1432 DP-6 08/05/04 0.212 NA 48.0 NA T/Q 

7 712193 02/17/04 SAC-4 960 NA 07/08/04 0.330 NA 16.0 NA R 

8 712193 02/17/04 Electra 3552 DP-6 04/16/04 0.217 NA 48.0 NA I 

Survey Types: I = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: G Survey Unit: 881G02 	 Building: 	881 

Description: 	Building 881, Management Unit G Mezzanine 

Random Removable Surface Activity Data Sheet 

Random Measurement Inst I RCT Net Alpha Net Beta 
Location Nbr (dpm/lOOcm 2 ) (dpm/100cm 2) 

881G02PRP-N001 3 1.2 N/A 	I 

N/A  881G02PRP-N002 3 1.2 

881G02PRP-N003 3 -0.3 N/A 

881G02PRP-N004 3 -0.3 N/A 

88IG02PRP-N005 3 1.2 N/A - 

881002PRP-N006 3 -0.3 N/A 

881G02PRP-N007 3 -0.3 N/A 

N/A 881 GO2PRP-N008 3 -0.3 

N/A  881GO2PRP-N009 3 -0.3 

881 GO2PRP-N010 3 1.2 N/A 

881G02PRP-N011 3 1.2 N/A - I 

881G02PRP-N012 3 -1.8 N/A 

881G02PRP-N013 3 -0.3 N/A 

881G02PRP-N0141 2.7 L r 

881002PRP-N015 3 -0.3 N/A 

881G02PRPN016 3 -0.3 N/A 

881G02PRP-N017 3 -0.3 N/A 

881G02PRP-N018 3 -0.3 N/A  

Printed On: 06/04/04 09 35 
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Survey Area: G 	 Survey Unit: 881G02 	 Building: 881 	- 	 - - - 

Description: Building 881, Management UnitG Mezzanine 	 ... 

Biased Removable Surface Activity Data Sheet 

Biased Measurement Inst / RCT Net Alpha Net Beta 
Location Nbr (dpm/1 00cm 2) (dpm/1 00cm 2 ) 

8811302PBP-N019 7 2.4 N/A 

881002PBP-N020 7 3.9 N/A - 	- 	
--------. 

881G02PBP-N021 7 2.4 N/A 

881G02PBP-N022 7 2.4 - 	N/A  

881G02PBP-N023 7 0.9 	 N/A 

0.9 N/A * 881 GO2PBP-N024 7 

881G02PBP-N025 7 3.9 N/A  

881G02PBP.N026 7 0.9 N/A 

881 G02PBP-N027 7 0.9 N/A 

881G02PBP-N028 	, 7 2.47 N/A 

Comments: The initial removable Net Alpha activity for location was 92.1 dpm/100cm2. This area was deconned and re-surveyed, Re-survey results 
are reported. 
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Survey Area: 0 	 Survey Unit: 881002 	 BuiIding: 881 	- 

Description: Building 881, Management UnitG Mezzanine 	
._•_1- 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 

Location 	 Nbr 	(dpm/100cm 2) 

881G02PRP-N001 	 1 	 14.8 

Net Beta 
(dpm/100cm 2 ) 

N/A 

N/A 88IG02PRP-N002 	 1 -12.9 

881G02PRP-N003 1 20.8 N/A 

881 G02PRP-N004 
j 	

1 	- 208 N/A 

881G02PRP-N005 1 7.4 N/A 	 -. 

N/A 881G02PRP-N006 	 1 48.9T 

881G02PRP-N007 1 2.3 N/A 

881G02PRP-N008 1 8.3 N/A 

881G02PRP-N009 

- 881 G02PRP-N010 

881G02QRP-N010 

881G02PRP-N011 

881G02PRP-N012 

1 

1 	- 

6 

1 

1 

174.2 

- - 	 N/A 	- 

N/A 

N/A 

N/A  

39.2 

39.1 

24.0 

14.8 N/A  

551(3O2PRP-N013 1 -12.9 

881002PRP-N014 	
] 

1 42.4 

- 881002PRP-N015 1 - 208 

88IG02PRP-N016 1 -6.9 

881 GO2PRP-N017 1 24.0 

881GO2PRP-N018 1 5.6 

L881G02QRPN026 
6 - - 	 690.1 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 
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Survey Area: G Survey Unit: 881G02 	 Building: 	881 

Description: 	Building 881, Management UnitG Mezzanine 

Biased Total Surface Activity Data Sheet 

Biased Measurement Inst / RCT 	Net Alpha 	 Net Beta 
Location Nbr 	(dpm/100cm 2) 	 (dpm/1OOcm 2 ) 

881G0218P-N019 8 	 18.9 	 N/A 

881 GO2PBP-N020 4 	 - 	 N/A 

881G02PBP-N021 4 35.2 N/A  

881G02PBP-N022 4 41.6 N/A  

881G02PBP-N023 4 	 24.6 	 N/A 

881G02PBP-N024 4 	 52.2 	 N/A 

881G02PBP-N025 4 	 9.4 	 N/A 

881G02PBP-N026 4 	 600.6 	 N/A 

881 GO2PBP-N027 4 	I 	49.0 	 N/A 

8G02PBPN028 4 
338 I1_NJI 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/100cm2. The initial Alpha net Activity for location 19 was 5109.6 dpm/100cm2 	This location was deconned and re-surveyed. 
Re-survey results are reported. No further investigation is required. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	 Survey Unit: 881 G02 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881 Management Unit G Mezzanine 
Total Area: 889 sq. rn. 	 Total Floor Area: 333 sq. m. 
Grid Spacing for Survey Points: 8m. X 8m. 

RAc1(DF 21 

Room 300 
	

Room 300E) 

,.- 3 

12 

Ceiling 

L _ 
j 

WolI 3 

, ScanArea 

SURVEY MAP LEGE1 I) Neth 	ti,e UntinilSarin Govinamot nor Kneor Hit cI 
N 0 	FEET 	25 

 U.S. Department of Energy 
Rocky Flats Environmental Technology Site 

() Smear & ISA Locat 

Smear, ISA & Sample Laeaflon 

orr 
rotnoy, cniitotoon, orundilnon n  H Prepared by: GIS Dept. 303-965-7707 	Prepared fart 

_____________ 

Open/InaccessibleArea 
tha  1 	 P"°' 	° 	' I 0 	METERS 	8 
Scan Survey Information 1 Area 	 Another 	Unit _____________ ©H2 	HILL 

-9 
Survey Instmiment ifi #(s) & RCT 	#(s): 

1nch 	Ih feet 	I gd sq = 	. 	rn 
1AP ID: O3S6WRm3O0-SC 	Feb. 24. 2004 



Entryway 

L.. 
WolI I 

Room 309 

WalI2 

VVoll 

--cx--- 

Top of Wall 

w:-f 

w 

Coiling 
(Inverted) 
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Survey Area: G 	 Survey Unit: 881G03 	 Building: 881 

	

Description: B881 Management Unit G, 881 - 	883 Tunnel Floor 	 - 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 21 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 23 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 1,146.9 dpm/1OOcm2  
Minimum: 13.2 dpm/1OOcm2  

Mean: 116.6 dpm/1OOcm2  
Standard Deviation: 229.6 

QC Maximum: 1128.0 dpm/1OOcm 2  
QC Minimum: 170.6 dpm/1OOcm2  

QC Mean: 649.3 dpm/1OOcm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 21 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 23 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	10.3 dpm/100cm 2  

	

Minimum: 	-1.8 dpm/1OOcm 2  

	

Mean: 	2.5 dpm/1OOcm 2  i 

	

Standard Deviation: 	3.8 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this suniey unit passes the criterion specified in the PDSP. 
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Survey Area: a 	 Survey Unit: 881G03 	 Building: 881 

Description: B881 Management Unit G, 881 - 883 Tunnel Floor 

Instrument Data Sheet 

InstIRCT 	RCT 
Number 	ID 

Analysis 
Date 

Instr 
Model 

Instru 
S/N 

Probe 
Type 

Calibration 
Due Dt 

Instru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpm/100cm2) 

Alpha 	Beta 

Survey 
Type 

1 711799 03/05/04 Electra 662 DP-8 03/15/04 0217 NA 93.0 NA TJS 

2 711799 03/05/04 Electra 663 DP-8 06/04/04 0.147 NA 93.0 NA T) 

3 711447 03/05/04 Electra 667 DP-6 06/10/04 0.168 NA 93.0 NA TJS 
4 712193 03/05/04 Electra 2404 DP-6 04/16/04 0.211 NA 93.0 NA T/ 

5 712193 03/05/04 SAC-4 961 NA 03/30/04 0.330 NA 16.0 NA R 

Survey Types: T = Total Surface Activity, Q = ISA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: G Survey Unit: 881G03 	 Building: 	881 

Description: 	B881 Management Unit G, 881 - 883 Tunnel Floor 	-- 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Inst!RCTT NetAipha NetBeta 	r 	 - 	 ----- 

Location Nbr (dpm/lOOcm 2) (dpmI1OOcm 2) 

881G03PRP-N001 5 1.2 N/A 

881G03PRP-N002 5 -1.8 N/A 

881G03PRP-N003 5 4.2 N/A 

881G03PRP-N004 5 4.2 N/A 

881G03PRP-N005 5 10.3 N/A 

881G03PRP-N006 5 4.2 N/A 

881G03PRP-N007 5 7.3 N/A 

881G03PRP-N008 5 1.2 N/A 

-1.8 N/A 881G03PRP-N009 	5 

881G03PRP-N010 5 -1.8 N/A - 

881G03PRP-N011 5 12 N/A  

881G03PRP-N012 5 10.3 N/A 

881G03PRP-N013 5 4.2 N/A  

88IG03PRP-N014 5 4.2 

1.2 

-1.8 

N/A 

N/A 

- 

881G03PRP-N015 	5 

- 	 -- 881G03PRP-N016 	5 N/A__________________  

881G03PRP-N017 5 7.3 

-1.8 

N/A 

-- - 	 N/A 

- 	 - 

881G03PRP-N018 5 

1.2 - 	N/A  881G03PRP-N019 5 

881G03PRP-N020 5 1.2 N/A  

881G03PRP-N021 	- 5 4.2 N/A  

881003PRP-N022 5 1.2 - 	 N/A 	 - - 

L 881G03PNO23 L - N/A 	f 
Comments: 
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Survey Area: G Survey Unit: 881G03 	 Building: 	881 

Descnption 	B881 Management Unit G 881 	883 Tunnel Floor 	 -- 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT Net Alpha Net Beta 
Location Nbr (dpm/100cm 2) 	 (dpm/1OOcm2 ) 

881GO3PRP-N001 - 	1 17.8 	 N/A 

881GO3PRP-N002 1 31.7 	 N/A 

881 G03PRP-N003 1 13.2 N/A 

881GO3PRP-N004 - 1 110.0 N/A 

- 	881G03PRP-N005 1 59.3 	 N/A 

881GO3PRP-N006 1 82.3 	 N/A 

881G03PRP-N007 1 100.8 	 N/A 

881GO3PRP-N008 1 17.8 	 N/A 

881G03PRP-N009 I 17.8 	 N/A 

87.0 	 N/A 881GO3PRP-N010 	 1 

H 881003PRP-N011 1 59.3 	 N/A 

881GO3PRP-N012 	 1 169.9 N/A 

881GO3PRP-N013 
j 	

1 593 N/A 

- 	 N/A -- 881GO3PRP-N014 	 1 183.7 

881GO3QRP-N014 4 170.6 N/A - 

881GO3PRP-N015 1 40.9 

N/A 

N/At  

881G03PRP-N016 	 1 87.0 

- 881GO3PRP-N017 1 68.5 	 N/A[ 

881G03PRP-N018 1 100.8 	 N/A 

881003PRP-N019 - 	1 22.41 	N/A 

 881G03PRP-N020 1 63.9 	 N/A 

881003PRP-N021 1 128.4 	 N/A 

881GO3PRP-N022 1 13.2 	 N/A 

881G03PRP-N023 I 1146.9 	 N/A 	 - 

b 881G03QRPN023 4 1,1280 	 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 00cm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	Survey Unit: 881G03 	ClassIfication: 1 
BuildIng: 881 & 883 
Survey Unit Description: 881-883 Access Tunnel interior Floors 
TotalArea: 135sq.m. 	 FloorArea: 135sq.m. 
Grid Spacing for Survey Points: 2.5m X 2.5m 
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Survey Area: G 	 Survey Unit: 881G04 	 Building: 881 

Description Building 881 MU G 881 883 Turnel Walls and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 22 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum; 26.4 dpm/100cm 2  
Minimum; -10.5 dpm/1OOcm 2  

Mean; 5.5 dpm/1OOcm2  
Standard Deviation; 10.2 

QC Maximum; 28.4 dpm/1OOcm 2  
QC Minimum; 23.7 dpm/100cm 2  

QC Mean: 26.1 dpm/100cm2  

Uranium DCGLw; 5000.0 dpm/1OOcm 2  
Uranium DCGLEMC; 15,000.0dpm/1OOcm 2 

 

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 22 	 Nbr Biased Measurements Performed: U 

Alpha 

	

Maximum; 	7.3 dpm/1OOcm2  

	

Minimum; 	-1.8 dpm/1OOcm 2  

	

Mean; 	1.8 dpm/1OOcm2  

	

Standard Deviation; 	2.8 

Uranium DCGLw; 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

NbrRandom Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Inst/ACT RCT 	Analysis 
Number ID Date 

1 711799 03/05/04 

2 711447 03/05/04 

3 712193 03/05/04 

4 711799 03/05/04 

5 712193 03/05/04 

Survey Types: 

Survey Area: G 	 Survey Unit: 881G04 
	

Building: 881 

Description: Building 881 MU-G 881 - 883 Tunnel Walls and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

lnstr Instru Probe Calibration Instru Efficiency (dpm/100cm2) Survey 
Model S/N Type Due Dt Alpha Beta Alpha 	Beta Type 

Electra 663 DP-8 06/04/04 0.147 NA 93.0 	NA 1/S 

Electra 667 DP-8 06/10/04 0.168 NA 93.0 	NA T/S 

Electra 2404 DP-6 04/16/04 0.211 NA 93.0 	NA 1/0/S 

Electra 662 DP-6 03/15/04 0,217 NA 93.0 	NA T 

SAC-4 961 NA 03/30/04 0.330 NA 16.0 	NA R 

T = Total Surface Activity, 0 = TSA OC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: (3 	 Survey Unit: 881G04 	 Buflding: 881 

Description: Building 881 MU-G 881 - 883 Tunnel Walls and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

lnst/ RCT 
Nbr 

Net Alpha 
(dpm/100cm 2 ) 

Net Beta 
(dpm/1OOcm 2 ) 

881G04PRP-N001 5 1.2 N/A 

881G04PRP-N002 	 5 1.2 	 N/A 

881G04PRP-NO03 5 -1.8 N/A 

881G04PRP-N004 5 4.2 N/A 

881G04PRP-N005 - 5 1.2 N/A 

881G04PRP-N006 5 7.3 N/A 

8811304PRP-N007 5 -1.8 N/A 

881G04PRP-N008 	 5 -1.8 N/A 

N/A 

1 
881G04PRP-N009 5 1.2 

881G04PRP-NO10 5 4.2 N/A 

881G04PRP-N011 5 4.2 N/A 

881004PRP-N012 5 
[ 	

1.2 N/A 

881G04PRP-N013 5 - 	 1.2 N/A -- 

-----. 

	

881G04PRP-N014 	 5 

	

881G04PRP-NO15 	 5 

7,3 N/A - 

- 881 GO4PRP-N016 	 5 

881G04PRP-N017 	L 	5 

4.2 N/A -. 	- 

-1.8 N/A 

881004PRP-N018 5 4.2  L 	N/A - 

881G04PRP-N019 5 1.2 	 N/A 

	

581G04PRP-N020 	 5 	I 	 1.2 	1 	 N/A 

	

881G04PRP-N021 	 5 	 -1.8 	 N/A 

	

881G04PRP-N022 	 5 
	

1.2 
	

N/A 

Comments: 
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Survey Area: G 	 Survey Unit: 881G04 	 Building: 881 

Description: Building 881 MU-G 881 - 883 Tunnel Walls and Ceiling 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	i 	Nbr 	(dpm/lOOcm 2) 	 (dpm/100cm 2) 

881G04QRP-N001 	 3 	 23.7 	 N/A 

881G04PRP-N001 	 4 	 21.8 N/A 

881G04PRP-N002 

H- 1 8.0 N/A 

881G04PRP-N003 4 26.4 N/A 

	

881G04PRP-N004 	 4 	 12.6 

	

881G04PRP-N005 	 4 	 8.0 

	

881G04PRP-N006 	 4 	 3.4 

N/A 

N/A 

N/A 

881G04PRP-N007 4 -1.3 N/A 

	

881 G04PRP-N008 	 4 	 17.2 

	

881G04PRP-N009 j 	4 	 12.6 

- N/A 

N/A 

N/A 881G04PRP-N010 4 -. 	-1,3 

881G04PRP-N011 4 3.4 N/A 

881G04PRP-N012 4 -5.9 N/A 

N/A 

	

881G04PRP-N013 	 4 	 -5.9 

	

881G04PRP-N014 	 4 

	

881G04PRP-N015 	 4 	 8.0 

N/A 

N/A 

N/A 881G04QRP-N016 3 28.4 

881G04PRP-N01 6 4 21.8 - - N/A 

N/A 

N/A 

881G04PRP-N017 	 4 	 - - - 	8.0 

881G04PRP-N018 	 4 - - 	-1.3 

881G04PRP-N019 	 4 -5.9 N/A - 

881G04PRP-N020 	 4 	 -1.3 

881G04PRP-N021 	4' 	 -10.5 

- 	881G04PRPN022 	 4 	 80 

N/A 

- 	 N/A 

N/A 
 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 00cm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	Survey Unit: 881 G04 	ClassificatIon: 2 
Building: 881 & 883 
Survey Unit Description: 881-883 Access Tunnel Interior, Wails, & Ceilings 
Total Area: 624 sq. m. 	 Floor Area: 135 sq. m. 
Grid Spacing for Survey Points: 6m X 6m 
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Survey Area: G 	-- 	 - 	Survey Unit: 881G05 	 Building: 881 

Description: Building 881 MU-G Room 292 Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 19 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

591.0 dpm/100cm2  

	

Minimum: 	-9.9 dpm/100cm2  

	

Mean: 
	

57.8 dpm/1OOcm 2  

	

Standard Deviation: 
	

131.3 

	

QC Maximum: 
	

541.7 dpm/100cm2  

	

QC Minimum: 
	

81.1 dpm/1OOcm 2  

	

QC Mean: 
	

311.4 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15,000.0 dpm/lOOcm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 19 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 
	

7.6 dpm/1OOcm 2  

	

Minimum: 	-1.5 dpm/1OOcm2  

	

Mean: 
	3.1 dpm/1OOcm 2  

	

Standard Deviation: 
	

2.9 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 14:56 
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Survey Area: c 	 Survey Unit: 881G05 	 Building: 881 

Description: Building 881 MU-G Room 292 Floor 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT 	RCT Analysis lnstr Instru Probe Calibration Instru Efficiency (dpm/1 OOcm2) Survey 
Number ID Date Model S/N Type Due Dt Alpha 	Beta Alpha Beta Type 

1 711447 04/13/04 Electra 668 DP-8 06/22/04 0.157 	NA 93.0 NA S 
2 711447 04/13/04 Electra 1290 DP-6 05/17104 0.223 	NA 93.0 NA 1/S 
3 711447 04/13104 SAC-4 1171 NA 10/08/04 0.330 	NA 16.0 NA R 

4 712193 04/13/04 Electra 1242 DP-6 07/13/04 0.228 	NA 93.0 NA 0 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/04/04 1456 
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Survey Area: G 	 Survey Unit: 881G05 	 Building: 	881 

Description; 	Building 881 MU-G Room 292 Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / R. 
Nbr 

Net Alpha 
(dpm/100cm 2) 

Net Beta 
(dpm/lOOcm 2 ) 

881 G05PRP-NO01 3 4.5 N/A 

881G05PRP-N002 3 4.5 N/A  

881G05PRP-N003 3 1.5 N/A 

881G05PRP-N004 3 4.5 N/A 

881 G05PRP-N005 3 -1.5 N/A 

- 881G05PRP-N006 3 4.5 N/A 

881 GO5PRP-N007 3 7.6 N/A 

881G05PRP-N008 - 	- 3 

3 

3 

7.6 

N/A 

NIA 

N/A  

881 G05PRP-N009 

881G05PRP-N010 

4.5 

1.5 

881G05PRP-N011 3 1.5 N/A 

881G05PRP-N012 

h881G05PRPN013 

3 

3 

4.5 

1.5 

N/A 

N/A 

N/A 

N/A 

	

881G05PRP-N014 	 3 

	

881G05PRP-N015 	 3 

-1.5 

-1.5 

- 881G05PRP-N016 3 1.5 N/A  

881G05PRP-N017 3 4.5 -- N/A 

881G05PRP-N018 3 7.6 N/A 

881G05PRP-N019 

Comments: 

3 1.5 N/A 

Printed On: 06/04/04 14:56 
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Survey Area: G 	 Survey Unit: 881005 	 Building: 881 

Description: Building 881 MUG Room 292 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 	Net Alpha 
Nbr 	(dpm/1OOcm 2) 

Net Beta  
(dpm/lOOcm 2 ) 

881G05PRP-N001 2 8.0 N/A 

881 G05PRP-N002 	 2 -5.4 N/A 

- 881G05PRP-N003 2 -0.9 N/A 

881G05PRP-N004 - 2 17.0 N/A 

881005PRP-N005 2 21.5 N/A 

881005PRP-N006 2 17.0 N/A 

881G05PRP-N007 	 2 - 591.0 

541,7 

N/A 

N/A 881005QRP-N007 	 4 

881G05PRP-N008 	 2 43.9 N/A 

	

881G05PRP-N009 	 2 

	

881005PRP-N010 	 2 

	

881G05PRP-N011 	 2. 

-9.9 N/A 

17.0 N/A 

39.4 N/A 

881G05PRP-N012 	J 2 	 753 

4 	 81.1 

2 	 66.3 

2 	 17.0 

N/A 

- - N/A 

N/A 

N/A 

881G05QRP-N012 

- 	 - 	 - 	-- 	 - 

881G05PRP-N013 

881005PRP-N0141 

881G05PRP-N015 2 43.9 - N/A H 
881G05PRP-N016 2 26.0 N/A 

	

881G05PRP-N017 	 2 	 57.4 

	

881G05PRP-N018 	 2 	 21.5 

	

881G05PRP-N019 	 2 	 52.9 

N/A  

N/A 

N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 00cm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	Survey Unit: 881G05 	 Classification: 1 
Building: 881 
Survey Unit Description: Building 881, Management Unit G, Room 292, Floor 
Total Area: 76 sq. m. 	 Total Floor Area: 76 sq. M. 

Grid Spacing for Survey Points: 2 m. X 2 m. 
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Survey Area: G 	 Survey Unit: 881G06 	 Building: 881 

Description Building 881MU GRoom 292 Walls and Ceiling 

Rocky Flats Envfronmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 17 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 169.0 dpm/1OOcm2  
Minimum: -24.0 dpm/100cm 2  

Mean: 14.2 dpm/100cm2  
Standard Deviation: 44.3 

QC Maximum: 38.1 dpmI1OOcm2  

QC Minimum: 20.2 dpm/1OOcm2  
QC Mean: 29.2 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 17 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	7.6 dpm/100cm 2  

	

Minimum: 	-1.5 dpm/1OOcm2  

	

Mean: 	3.5 dpm/100cm 

	

Standard Deviation: 	2.8 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 
Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the cr/tenon specified in the PDSP. 

Printed On: 06/04/04 15:49 
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Survey Area: G 	 Survey Unit: 881G06 	 Building: 881 

Description: Building 881MU-G Room 292 Walls and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT 	RCT Analysis lnstr lnstru Probe Calibration lnstru Efficiency (dpm/100cm2) Survey 
Number ID Date Model S/N Type Due Dt Alpha 	Beta Alpha 	Beta Type 

1 712193 04/13/04 Electra 1242 DP-6 07/13/04 0.228 	NA 93.0 	NA T/S 

2 711447 04/13/04 Electra 1290 DP-6 05/17/04 0.223 	NA 93.0 	NA Q/S 

3 711447 04/13/04 Electra 668 DP-8 06/22/04 0.157 	NA 93.0 	NA S 

4 712193 04/13/04 SAC-4 1171 NA 10/08/04 0.330 	NA 16.0 	NA R 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 
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Survey Area: G 	 - Survey Unit: 881G06 	 Building: 881 

Description: Building 881 MU-G Room 292 Walls and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 	 Net Beta 
(dpm/100cm 2) 	 (dpmI100cm 2 ) 

881G06PRP-N001 4 

4 	- 

4.5 N/A 

881G06PRP-N003 7.6 N/A 

881006PRP-N004 4 4.5 N/A 

881G06PRP-N005 4 1.5 N/A 

881 G06PRP-N006 4 7.6 N/A 

881G06PRP-N008 4 -1.5 [ 	 N/A 

881G06PRP-N010 - 	 - 4 - 4.5 N/A 

881G06PRP-NO1 1 4 1.5 - N/A 

881G06PRP-N012 4 1.5 N/A 

881G06PRP-N013 4 4.5 N/A 

881006PRP-N014 4 1.5 N/A  

881 G06PRP-N015 4 4.5 

N/A 

N/A  

	

881G06PRP-N016 	 4 

	

881G06PRP-N017 	 4 

	

881G06PRP-N018 	 4 

4.5f 

1 - 

7.6 N/A 

- 881G06PRP-N019 4 -1.5 N/A  

881 GO6PRP-N020 	 4 4.5 N/A 

Comments: 

Printed On: 06/04/04 15:49 
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Survey Area: G Survey Unit: 881G06 Building: 	881 

Description: 	Building 881 MU-G Room 292 Walls and Ceiling 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst / RCT Net Alpha 	 Net Beta 
Location Nbr (dpm/1OOcm 2 ) 	 (dpm/1OOcm2) 

881G06PRP-N001 1 24.3 - N/A 

881G06PRP-N003 1 -10.8 - N/A 

881G06PRP-N004 1 -2.1 N/A 

881 G06PRP-N005 1 -15.2 N/A 

881G06PRP-N006 1 24.3 N/A 

881G06PRP-N008 I - 41.8 N/A 

881G06QRP-N008 2 38.1 N/A 

881G06PRP-N010 1 11.1 N/A 

881G06PRP-N011 1 33.0 	1 N/A 

-- 	881G06PRP-N012 1 1690 N/A - 	 - 

881G06PRP-N013 1 -19.6 N/A 

881G06PRP-N014 1 2.3 N/A 	 - 

881006PRP-N015 1 -2.1 -- 	- 	- 

881G06PRP-N016 1 24.3 N/A 

881006PRP-N017 j 	1 -- -240 N/A 

881G06PRP-N018 - 	1 6.7 N/A  

881 GO6QRP-N018 2 20.2 N/A 

881006PRP-N019 1 r 	-10.8 N/A 

881006PRP-N020 1 -10.8 N/A 

Comments: 

Printed On: 06/04/04 15:49 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	 Survey Unit: 881G06 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit G, Room 292, Walls & Ceiling 
Total Area: 171 sq. m. 	 Total Floor Area: 76 sq. m. 
Grid Spacing for Survey Points: 3 m. X 3 m. 
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Survey Area: G 	 Survey Unit: 881G07 	 Building: 881 

Description: B851 Management Unit G, Rooms 293, 294 Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 39 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 46 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 382.7 dpm/100cm 2  
Minimum: 7.7 dpm/1OOcm 2  

Mean: 87.2 dpm/100cm2  
Standard Deviation: 81.5 

QC Maximum: 390.2 dpm/100cm2  
QC Minimum: 177.0 dpm/100cm 2  

QCMean: 271.7 dpm/100cm 2  

Uranium DCGLw: 5,000.0 dpm/100cm2  
Uranium DCGLEMc: 15,000.0 dpm/100cm2  

Nbr QC Required: 3 

Nbr QC Performed: 3 

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 39 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 46 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	19.7 dpm/1OOcm 2  

	

Minimum: 	-1.5 dpm/1OOcm 2  

	

Mean: 	2.8 dpm/1OOcm2  I 

	

Standard Deviation: 	4.5 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 14:09 
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Survey Area: G 	 Survey Unit: 881G07 	 Building: 881 

Description: B881 Management Unit G, Rooms 293, 294 Floor 

Instrument Data Sheet 
A-Priori MDA 

lnstJRCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/1OOcm2) 	Survey 
Number 	ID 	Date 	Model 	SIN 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 	712193 03/20/04 Electra 666 DP-8 06/16/04 0.172 NA 93.0 NA 	S 

2 	712193 03/20/04 Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA 	S 

3 	712452 03/20/04 Electra 3105 DP-6 09/17/04 0.208 NA 93.0 NA 	S 

4 	702377 03/21/04 Electra 3105 DP-6 09/17/04 0.208 NA 93.0 NA 	T 

5 	702377 03/21/04 SAC-4 1171 NA 08119/04 0.330 NA 16.0 NA 	R 

6 	712193 03121/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA 	Q 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: G 	 Survey Unit: 881G07 	 Building: 881 	- 

Description: B881 Management Unit C, Rooms 293, 294 Floor 

Random Removable Surface Activity Data Sheet 

• '. .'- ...... 
Location 	 Nbr 

•'. 
(dpm/lOOcm 2) 	 (dpm/1OOcm 2 ) 

881G07PRP-N001 	 5 

	

10.6 	 N/A 

	

-1.5 	 N/A 
 

	

4.5 	 N/A 

881G07PRP-N002 	I  

881G07PRP-N003 . 	5 

881G07PRP-N004 5 7.6 N/A 

881 G07PRP-N005 5 4.5 N/A 

881G07PRP-N006 	 5 

881G07PRP-N007 	 5 

881G07PRP-N008 - 	 5 

881 G07PRP-N009 	 5 

881G07PRP-N010 	 5 

881G07PRP-N011 	 5 

881G07PRP-N012 	 5 

19.7 N/A 

1.5 N/A  

-1.5 N/A 

1.5 

- 1.5 

-1.5 

1.5 

N/A 

N/A

N/A 

N/A 

	

881G07PRP-N013 	I 5 	 -1.5 

	

881G07PRP-N014 	-- 	5 	-. 	 7.6 

	

881G07PRP-N015 	 5 	 -1.5 

	

881G07PRP-N016 	 5 	 1.5 

N/A 

N/A 

N/A 

N/A 

- 881C07PRP-N017 

881 G07PRP-N018 

881G07PRP-N019 

5 

5 - 

5 

1.5 N/A 

7.6 

1.5 

N/A 

N/A  

881G07PRP-N020 

881GO7PRP-N021 

5 -1.5 N/A 

N/A 5 

5 

1.5 

881G07PRP-N022 -1.5 N/A 

881G07PRP-N023 5 -1.5 N/A 

881007PRP-N024 5 7.6 N/A 

881G07PRP-N025 5 1.5 N/A 

	

881007PRP-N026 	 5 

	

881G07PRP-N027 	 5 	--- 

1.5 N/A 

N/A'  

N/A  

4.5 

1.5 881 G07PRP-N028 1 5 	- 

881G07PRP-N029 	 5 -1.5 N/A 
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Survey Area: G 	 Survey Unit: 881G07 	 Building: 881 

Description: 8881 Management Unit G, Rooms 293, 294 Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst/ RCT 	I 	Net Alpha 
Location 	 Nbr 	(dpmI100cm 2) 

Net Beta 
(dpmI1 OOcm2) 

	

881G07PRP-N030 	 5 

	

881G07PRP-N031 	 5 

13.6 N/A 

-1.5 N/A 

881G07PRP-N032 5 1.5 N/A 

881 GO7PRP-N033 5 4.5 N/A 

881G07PRP-N034 5 1.5 N/A  

881G07PRP-N035 - 5 -1.5 N/A 

N/A 881 G07PRP-N036 5 1.5 

- 881G07PRP-N037 5 4.5 - 	 N/A 

881G07PRP-N038 5 4.5 N/A 

- 	 - 881G07PRP-N039 5 1.5 N/A 

88IG07PRP-N040 5 10.6 N/A 

88IG07PRP-N041 	 5 	 7.6 

	

H 881G07PRPN042 5 	 15 

N/A 

 N/A  

	

881G07PRP-N043 	 5 	 1.5 	 N/A 

	

881G07PRP-N044 	 5 	 1.5 	 N/A 

881G07PRP-N045 5 1.5 N/A 

- - 881G07PRP-N046 5 1.5 N/A 

Comments: 
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Survey Area: G Survey Unit: 88G07 	 Building: 	881 

Description: 	B881 Management Unit G, Rooms 293, 294 Floor 	 - 	 - - 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location Nbr 	(dpm/l00cm 2) 	 (dpm/100cm 2 ) 

881G07PRP-N001 1 	4 	-- 605 	 N/A 
L . --- _________ ______ 

L 881G07PRP-N002 4 	 31.7 N/A 
_____________________________________ 

881 G07PRP-N003  j 	4 	 36.5 N/A 

881 G07PRP-N004 
j 	

4 653 N/A 

881G07PRP-N005 
j 	

4 252.8 N/A 

881G07PRP-N006 4 382.7 N/A 

881 GO7QRP-N006 6 390.2 N/A 

881G07PRP-N007 4 36.5 N/A 

881G07PRP-N008 4 	 22.1 	 N/A 

881 G07PRP-N009 4 	 26.9 	 N/A 

881G07PRP-N010 4 	 60.5 	 N/Ar 	
- 

881G07PRP-N011 - 	 4 	 60.5 	 N/A  

881G07PRP-N012 4 	 26.9 	 N/A 

881G07PRP-N013, -- 	4 	- - 	 - 	 N/A 	- 	 - 	 - 

881G07PRP-N014 4 	 41.3 	 N/A 

881G07PRP-N015 4 	 46.1 	 N/A 

881G07PRP-N016 4 	 50.9 	 N/A 

4 	- 	 - 	 - - 

	

65.3 W 	 N/A 881 G07PRP-N017  

881G07PRP-N018 4 	 iT 	
- 

881G07PRP-N019 4 17.3 	 N/A 

881G07PRP-N020 4 	 41.3 	 N/A 

881G07PRP-N021 4 	- 	 - 	 - 	 132.7  

881G07PRP-N022 4 	 84.6 	 N/A  

881G07PRP-N023 4 	 75.0 	 N/A 

881G07PRP-N024 4 	 89.4 	 N/A 	- 

881G07PRP-N025 4 	 36.5 	 N/A 

881G07PRPN026 4 	 269 	 N/A_f  
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Survey Area: G 	 Survey Unit: 881G07 	 Building: 	881 

Description: 	B881 Management Unit G, Rooms 293, 294 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha Net Beta 
Location 	 Nbr 	(dpm/1OOcm 2) (dpm/100cm2) 	

L 

N/A 881G07PRP-N027 	 4 75.0 

881G07PRP-N028 	 4 - NIA 	 - 113.4 

881G07PRP-N029 	-1 46.1 - 	- 	N/A 

- 881G07PRP-N030 4 262.5 N/A 

- 881G070RP-N030 6 248.0 N/A 

881G07PRP-N031 4 75.0 N/A 

320.2 N/A 881 GO7PRP-N032 	 4 

881G07PRP-N033 	 4 50.9 N/A 

881G07PRP-N034 	 4 26.9 N/A 

1375 N/A  881 G07PRP-N035 	 4 

55.7 881G07PRP-N036 4 N/A 

881G07PRP-N037 	 4 127.8 N/A 

881G07PRPN038 	 4 	 127.8 	 N/A 

881G07PRP-N039 	 4 	 166.3 	 N/A 

881G07PRPN040 	-- 	- 	4 	 204.8 	 N/A 

881G07QRP-N040 	6 	 177.0 	 N/A 

881G07PRP-N041 4 	 123.0 	 N/A 

881 G07PRP-N042 	 4 	- 	 41.3 	 N/A 

881G07PRP-N043 
- 	

4 	 - -- 	 79.8 	 N/A 

881G07PRP-N044 	- - - 	4 	 221 	 N/A 

881G07PRP-N045 	 4 7.7 N/A 

881G07PRP-N046 	 4 	 113.4 	 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 

PrInted On: 06/04/04 1409 
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PRE-DEMOLITION SURVEY FOR 6881 

Survey Area: G 	Survey Unit: 881 G07 	 Classification: I 
Building: 881 
Survey Unit Description: Building 881 Management Unit G, Rooms 293 & 294 Floors 
Total Area: 256 sq. m. 	 Total Floor Area: 256 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 
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Survey Area: G 	 Survey Unit: 881G05 	 Building: 881 

Description: Building 881, Management Unit G Rooms 293, 294 Walls and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 19 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 51.3 dpm/1OOcm2  
Minimum: -16.0 dpm/1OOcm 2  

Mean: 11.1 dpm/1OOcm 2  
Standard Deviation: 16.5 

QC Maximum: 40.3 dpm/1OOcm2  
QC Minimum: 30.8 dpm/1OOcm2  

QC Mean: 35.6 dpm/1OOcm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 19 	 Nbr Biased Measurements Performed: 0 

Maximum: 

Alpha 
25,8 dpm/100cm~'] 

	

Minimum: 
	4.5 dpm/1OOcm 2  

	

Mean: 
	

12.2 dpm/1OOcm 2  

Standard Deviation: 
	

4.7 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 15:57 
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Survey Area: 0 	 Survey Unit: 881008 	 Building: 881 

Description: Building 881, Management Unit G Rooms 293, 294 WaIls and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT 	RCT Analysis lnstr Instru Probe Calibration lnstru Efficiency (dpm/lOOcm2) Survey 
Number ID Date Model S/N Type Due Dt Alpha Beta Alpha Beta Type 

1 712193 03/20/04 Electra 666 DP-8 06/16/04 0.172 NA 93.0 NA S 

2 712452 03/20/04 Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA S 

3 702377 03/21/04 Electra 3105 DP-6 09/17/04 0.208 NA 93.0 NA T 

4 702377 03/21/04 SAC-4 1171 NA 08/19/04 0.330 NA 16.0 NA R 

6 712193 03/21/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA Q 

7 712193 03/20/04 Electra 3105 DP-6 09/17/04 0.208 NA 93.0 NA S 

Survey Types: T = Total Surface Activity, 	Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: G 	 Survey Unit: 881G08 	 Building: 881 

Description: Building 881, Management Unit G Rooms 293,294 Walls and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 

	

Location 	 Nbr 	(dpm/100cm 2) 	 (dpm/100cm 2) 

881G08PRP-N001 	 4 	 25.8 	 N/A 

881 G08PRP-N002 	 4 	 4.5 	 N/A 

881008PRP-N003 	 4 	 16.7 	 N/A 

88IG08PRP-N004 	 4 	 10.6 	 N/A 

881G08PRP-N005 -- 	4 	 10.6 	 N/A 

881G08PRP-N006 	 4 	 7.6 	 N/A 

881G08PRP-N007 	 4 	 13.6 	 N/A 

881 GO8PRP-N008 	 4 	 10.6 	 N/A 

881 GO8PRP-N009 	 4 	 10.6 	 N/A 

881G08PRP-N010 	 4 	 4.5 	 N/A 

881G08PRP-N011 	 4 	 13.6 	 N/A 

881G08PRP-N012 	 4 - 	 13.6 	 N/A  

881G08PRP-N013 	 4 	 10.6 	 N/A 

881G08PRP-N014 	 4 	 13.6 	 N/A 	 - 

881G08PRP-N016 	 4 	 16.7 	 N/A 

881 GO8PRP-N017 	 4 	 10.6 	 N/A 

881G08PRP-N018 	 4 	 13.6 	 N/A 

881G08PRP-N019 	 4 	 13.6 	 N/A 

Comments: 
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Survey Area: G 	 Survey Unit: 881G08 	 Building: 881 

Description: Building 881, Management Unit G Rooms 293, 294 WaIls and Ceiling 

Random/QC Total Surface Aclivity Data Sheet 

Random Measurement 	lnst/ RCT 	Net Alpha 	 Net Beta 

	

Location 	 Nbr 	 (dpmI1OOcm 2) 	 (dpm/100cm 8) 

	

881G08PRP-NO01 	 3 	 51.3 	 N/A 

	

881G08PRP-N002 	 3 	 8.1 	 N/A 

	

881G08PRP-N003 	 3 	 - 	17.7 	 N/A 

	

881G08PRP-N004 	 3 	 -6.4 	 N/A 

	

88IG08PRP-N005 	 3 	 -6.4 	 N/A 

	

881 GO8PRP-N006 	 3 	 3.2 	 N/A 

	

881G08PRP-N007 	 3 	 3.2 	 N/A 

	

- 881 GO8PRP-N008 	 3 	 17.7 	 N/A 

	

881 GO8QRP-N008 	 6 	 30.8 	 N/A 

	

881G08PRP-N009 	 3 	 -160 	 N/A  

	

881G08PRP-N010 	 3 	 - - -- 	1 	 N/A 

	

881G08PRP-N011 	 3 	 17.7 	 N/A 	 - 

	

881G08PRP-N012 	 3 	 273j 	 N/A 

	

881G08PRP-N013 	 3 	 8.1 	 N/A 

	

881G08PRP-N014 	 3 8.1 	 N/A  

	

881G08PRP-N015 	 3 	 3.2 	 N/A 

	

881G08PRP-N016 	 3 	 46.5 	 N/A 

	

881G08QRP-N016 	 6 	 40.3 	 N/A 

	

881008PRP-N017 	 3 	 3.2 	 N/A 

	

881G08PRP-N018 	 3 	 8.1 	 N/A 

N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	Survey Unit: 881 G08 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881 Management Unit G, Rooms 293 & 294, 

Walls & Ceiling 
Total Area: 845 sq. m. 	 Total Floor Area: 256 sq. m. 
Grid Spacing for Survey Points: 8 m. X 8 m. 	
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Survey Area: G 	 Survey Unit: 881G09 
	

Building: 881 

Description: Building 881 Management Unit G Room 296, 297 Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 110 	 Nbr Biased Measurements Required: 1 	 Nbr QC Required: 6 

	

Nbr Random Measurements Performed: 113 	 Nbr Biased Measurements Performed: 1 	 Nbr QC Performed: 6 

Alpha 

	

Maximum: 
	

698.0 dpm/1OOcm 2  

	

Minimum: 	-16.6 dpm/1OOcm 2  

	

Mean: 
	

29.5 dpm/1OOcm2  

	

Standard Deviation: 
	

67.8 

	

QC Maximum: 
	

180.8 dpm/1OOcm 2  

	

QC Minimum: 
	

37.9 dpm/100cm 

	

QC Mean: 
	

92.2 dpm/100cm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15,000.0 dpmI1OOcm2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 110 	 Nbr Biased Measurements Required: 1 

	

Nbr Random Measurements Performed: 113 	Nbr Biased Measurements Performed: 1 

Alpha 

	

Maximum: 
	

16.7 dpm/1OOcm2  

	

Minimum: 	-1.5 dpm/1OOcm 2  

	

Mean: 
	

2.3 dpm/1OOcm2  

	

Standard Deviation: 
	

3.5 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 
Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted, the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: G 	 Survey Unit: 881G09 	 Building: 881 

Description: Building 881 Management Unit G Room 296, 297 Floor 	 - 

Instrument Data Sheet 
A-Priori MDA 

lnstIRCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpmI1OOcm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 512590 03/26/04 

2 711447 03/28/04 

3 712193 03/28/04 

4 711447 03/28/04 

5 712193 03/28/04 

6 712193 03/28/04 

7 712193 04/12/04 

8 711447 04/12/04 

9 712193 04/12/04 

10 712193 04/13/04 

11 711447 04/13/04 

12 711447 04/13/04 

13 712193 04/17/04 

14 712193 04/17104 

15 712193 04/17/04 

Survey Types: 

Electra 663 DP-6 09/18/04 0.216 NA 93.0 NA T 

Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA S 

Electra 668 DP-8 06/22/04 0.157 NA 93.0 NA S 

Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA 0/S 

Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T 

SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA S 

Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA S 

Electra 3105 DP-6 09/17/04 0.198 NA 93.0 NA T 

Electra 1290 DP-6 05/17/04 0.223 NA 93.0 NA T 

Electra 1383 DP-6 04/30/04 0.196 NA 93.0 NA 0 

Ludlum 292 147744 NA 08/12/04 0.341 NA 16.0 NA R 

Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA S 

Electra 1665 DP-6 08/11/04 0.213 NA 93.0 NA 

Ludlum 292 147742 NA 09/25/04 0351 NA 16.0 NA R 

T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: G - 	 Survey Unit: 881G09 	 Building: 881 

Description: Building 881 Management Unit C Room 296, 297 Floor 	
- 	 -- - - - 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm) 

Net Beta 
(dpm/1 00cm2) 

881G09PRP-N001 6 1.5 N/A 

881G09PRP-N002 6 7.6 N/A 

881G09PRP-N003 6 1.5 N/A 

881 G09PRP-N004 6 4.5 N/A 

- 881G09PRP-N005 6 1.5 	- N/A 

881G09PRP-N006 6 1.5 	 N/A  

881G09PRP-N007 6 4.5 N/A 

- 881G09PRP-N008 6 1.5 N/A 

881G09PRP-N009 

81G0P 

-- 

6 

6 

4.5 N/A 

- 4.5 N/A 

881G09PRP-N011 

881G09PRP-N012 

881G09PRP-N013 

15  1.7 N/A  

- 	 - 	 - 15 	 7.4 	 N/A 

12 	 -1 c 	I 	 J/A 

881G09PRP-N014 	 12 	 -1.5 	 N/A 

881G09PRP-N015 	 12 1.5 	 N/A 

- - 881009PRP-N016 6 7.6 N/A 

-- - 881 G09PRP-N017 6 4.5 N/A 

881G09PRP-N018 - 6 	 -1.5 	- 	 N/A 	 -- 

6 	 4.5 	 N/A 	 - 	 - - . 	 -- 

6 	 7.6 	 N/A 

881009PRP-N019 

881 GO9PRP-N020 

881G09PRP-N021 6 1.5 N/A 

881G09PRP-N022 6 4.5 N/A - 

- 881 G09PRP-N023 6 4.5 N/A 

881G09PRP-N024 6 4.5 N/A 

881G09PRP-N025 	 6 16.7 N/A 

N/A 881G09PRP-N026 	 15 4.6 

881G09PRP-N027 15 4.6 N/A 

881 GO9PRP-N028 12 1.5 N/A 	
- 

881G09PRP-N029 12 1.5 N/A 
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Survey Area: G 	 Survey Unit: 881G09 	 Building: 881 

Description: Building 881 Management Unit G Room 296, 297 Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1OOcm 2 ) 

Net Beta 
(dpm/100cm 2) 

881G09PRP-N030 12 -1.5 N/A 

881 GO9PRP-N031 6 1.5 N/A  

881 G09PRP-N032 6 4.5 N/A  

881 G09PRP-N033 6 4.5 N/A 

881 GO9PRP-N034 6 4.5 N/A 

881009PRP-N035 6 4.5 N/A 

881 GO9PRP-N036 6 	 4.5 	 N/A 	 - 

6 	 1.5 	 N/A 

6 	 1.5 	 N/A  

881G09PRP-N037 

L 881G09PRP-N038 

881G09PRP-N039 	-- 	6 	 1.5 	 N/A 

881 GO9PRP-N040 	 6 	 4.5 	 N/A 

881009PRP-N041 	 15 	 -1.1 	 N/A 

5 	 17 	 N/A 	 - 

881G09PRP-N043 	 12 	 1.5 	 N/A  

881G09PRP-N044 - 	 12 	 -15 	 N/A 

881G09PRP-N045 	 12 	 1.5 	 N/A 

881G09PRP-N046 12 1.5 N/A 

881G09PRP-N047 

881 G09PRP-N048 

12 	 1.5 

6 	 4.5 

N/A 

N/A 

N/A 

N/A 

881G09PRP-N049 6 	 -1.5 

6 	 -1.5 881 G09PRP-N050 

881GO9PRP-N051 6 1.5 N/A 

881G09PRP-N052 6 -1.5 N/A 

881 G09PRP-N053 6 -1.5 N/A 

881G09PRP-N054 

881G09PRP-N055 

6 -1.5 N/A 

6 1.5 N/A 

- 	 881G09PRP-N056 	- 6 4.5 N/A 

881G09PRP-N057 - 6 4.5 N/A 

881G09PRP-N058 15 1.7 N/A 
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Survey Area: G 	 Survey Unit: 881009 	 Building: 881 

Description: Building 881 Management Unit 0 Room 296, 297 Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT - 
Nbr 

Net Alpha 
(dpm/lOOcm 2) 

- 	Net Beta 
(dpm/lOOcm 2) 

- - - 	 - 

881009PRP-N059 15 -1.1 N/A 

881009PRP-N060 	I 	12 1.5 

1.5 

N/A 

N/A 881009PRP-N061 	r 	12 

- 	 - 881G09PRP-N062 12 4.4 N/A 

881009PRP-N063 12 1.5 N/A 

881009PRP-N064 12 10.3 N/A 

881G09PRP-N065 6 -1.5 N/A 

881009PRP-N066 6 1.5 N/A 

881009PRP-N067 6 -1.5 N/A 

- 881G09PRP-N068 6 7.6 N/A 

N/A 881009PRP-N069 	- 	6 -1.5 

881 GO9PRP-N070 	 6 	 - 	10.6 	 N/A 

N/A 881009PRP-N071 	 6 

881 009 PRP-N072 - - 
	

15 

881009PRP-N073 	 15 

881009PRP-N074 	i 	12 

1.5 

13 N/A  

1.7 N/A 

4.4 N/A 

881009PRP-N075 	 12 	-- -1.5 N/A 

	

881G09PRP-N076 	 12 	- 

	

881009PRP-N077 	 12 

	

881009PRP-N078 	 12 

7.3 N/A  

1 	 N/A 

N/A 

-1.5 

1.5 

881G09PRP-N079 6 1.5 N/A  

881G09PRP-N080 6 -1.5 N/A 

881G09PRP-N081 6 1.5 N/A 

881 G09PRP-N082 6 1.5 N/A 

881G09PRP-N083 - 6 - 	-1.5 N/A 

881009PRP-N084 6 -1.5 N/A 

881009PRP-N085 	-- 6 -1.5 N/A - 

881G09PRP-N086 	- 6 1.5 N/A 

881009PRP-N087 6 1.5 N/A 
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Survey Area: G Survey Unit: 881G09 Building: 	881 

Description: 	Building 881 Management Unit G Room 296, 297 Floor 

Random Removable Surface Activity Data Sheet 

Measurement Inst/RCT -. 	 NetAipha NetBeta 
Location Nbr (dpm/100cm2 ) (dpm/1OOcm 2 ) 

881 G09PRP-N088 15 4.6 N/A 

881G09PRP-N089 15 -1.1 N/A 

881G09PRP-N090 	 12 1.5 N/A 

881GO9PRP-N091 ~~I 
 1.5 N/A 

881G09PRP-N092 	 2 -1.5 - N/A 

L 881G09PRP-N093 6 -1.5 N/A 	 - 

881G09PRP-N094 6 1,5 N/A 

881G09PRP-N095 6 -1.5 NIA 

881G09PRP-N096 6 -15 - 	 N/A 

881G09PRP-N097 6 -1.5 N/A 

b 881G09PRPNO98 6 1.5 -- 	 - 	 N/A 

881G09PRP-N099 6 4.5 N/A 	 - 	 -- 

881G09PRP -N100 6 7.6 - 	 -- 	 N/A 	
: 

881009PRP-N101 6 	1 4.5 N/A 	 -- 

881G09PRP-N102 6 -1.5 N/A 

881G09PRP-N103 15 1.7 N/A 

881009PRP-N104 15 1.7 N/A 
----h- 

881GO9PRP-N105 12 4.4 N/A 

H- 881G09PRP-N106 12 1.5 N/A  

881G09PRP-N107 12 N/A -1.5 

881 GU9PRPN1O8 12 73 - N/A 

1.5 N/A 881G09PRP-N109 12 

881G09PRP-N110 12 -1.5 N/A 

881009PRP-N111 12 4.4 N/A 

881G09PRP-N112 12 4.4 N/A 

881G09PRP-N113 	1 12 - 1.5 - - 	 N/A 

Biased Removable Surface Activity Data Sheet 

Comments: 

Printed On: 	06/04/04 16:02 
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Survey Area: G 	 Survey Unit: 881009 	 Building: asi 
-------------------------------------------

Description: Building 881 Management Unit G Room 296, 297 Floor 

Biased Removable Surface Activity Data Sheet 

Biased Measurement 	Inst/RCT 
Location 	I 	 IS 

Net Alpha 
(dpm/lOOcm 2) 

Net Beta 
(dpmIlOOcm 2 ) 

881G09PBP-N114 	 12 16.1 N/A 

Printed On: 06/04/04 1602 

Page: 7 	of 12 

) 



Survey Area: G 	 Survey Unit: 881G09 	 Building: 881 

Description: Building 881 Management Unit G Room 296, 297 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	I 	Inst / RCT 
Location 	I Nbr 

Net Alpha 
(dpm/100cm 2) 

Net Beta 
(dpmI1OOcm 2 ) 

881G09PRP-N001 

881G09PRP-N002 

1 -7.4 N/A 

1 1.8 N/A 

881 G09PRP-N003 1 6.5 N/A 

- 	881G09PRP-N004 1 11.1 N/A  

881G09PRP-N005 	- 1 -12.0 N/A 

-- 881G09PRP-N006 - 1 - 6.5 N/A 

881G09PRP-N007 1 -12.0 N/A 

	

881G09PRP-N008 	 1 

	

881G09PRP-N009 	 1 

	

881G09PRP-N010 	 1 

	

-7.4 	 N/A 

	

-2.8 	 N/A 

-7.4 	 N/A 

881G09PRP-N011 	14 

	

-16.6 	 NIA 

	

11.6 	 N/A 881G09PRP-N012 	14 

881G09PRP-N013 	 9 	 -6.1 	 N/A 

881G09PRP-N014 	 9 

881009PRP-N015 -- 	9 

9.0 N/A 	 - 	- 	- 	-- 

- 14.1 N/A 

881 GO9PRP-N016 	 5 	 - 	7.1 

881G09PRP-N017 5 	 26.1 

881G09PRP-N018 	 5 	- 	 45.1 

N/A 

N/A 

N/A 

881G09PRP-N019 5 35.6 N/A 

881G09PRP-N020 5 	 78.2 N/A 

	

881G09QRP-N020 	11 	 104.3 

	

881G09PRP-N021 	 5 	 26.1 

N/A 

N/A 

881G09PRP-N022 	 5 

881 GO9PRP-N023 	- - 	5 

16.6 N/A 

26.1 N/A 

881G09PRP-N024 	 5 26.1 N/A 

881G09PRP-N025 5 -7.1 NIA 

881009PRP-N026 	14 11.6 N/A 

Printed On: 06/04/04 16:02 
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Survey Area: G 	 Survey Unit: 881G09 	 Building: 861 

Description: BuIlding 881 Management Unit 0 Room 296, 297 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst/ RCT 	Net Alpha 
Location 	 Nbr 	(dpm(100cm 2) 

Net Beta 
(dpm/1OOcm 2 ) 

881009PRP-N027 	14 	 6.9 	 N/A 

881009PRP-N028 	 9 4.0 N/A 

881G09PRP-N029 9 14.1 N/A 

88IG09PRP-N030 9 14.1 N/A 

881 GO9PRP-N031 5 

J 	5 

59.3 N/A 

881G09PRP-N032 40.3 N/A 

881G09PRPN033j 5 - 45.1 N/A 

	

881 G09PRP-N034 	 5 	 92.4 	 N/A 

	

881G09QRP-N034 	11 	 73.6 	 N/A 

	

881G09PRP-N035 	 5 	 30.8 	 N/A  

881G09PRP-N036 5 45.1 	 N/A 

881009PRP-N037 5 

5 

5 

	

30.8 	 N/A 

	

26.1 	 N/A 

	

45.1 	 N/A 

881G09PRP-N038 

881G09PRP-N039 

881G09PRP-N040 5 30.8 N/A  

881G09PRP-N041 	 14 	 -11.9 N/A 

	

881009PRP-N042 	14 	 30.3 

	

881G09PRP-N043 	 9 	 -1.1 

N/A 	- 

N/A 

881009PRP-N044 	- 9 -1.1 N/A 

881G09PRP-N045 9 -11.2 

24.2 

N/A 

881 GO9PRP-N046 	 9 N/A 

881009PRP-N047 	J 	9 -11.2 N/A 

881G09PRP-N048 	J 5 21.4 N/A 

	

881G09PRP-N049 	 5 

	

881009PRP-N050 	 5 

16.6 	 N/A 

64.0 N/A 

881009PRP-N051 5 26.1 N/A 

881009PRP-N052 5 83,0 N/A 

Printed On: 06/04/04 16:02 
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Survey Area: G 	 Survey Unit: 881G09 	 Building: 	sai 

Description: 	Building 881 Management Unit G Room 296, 297 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpmI100cm 2) 	 (dpm(lOOcm 2 ) 

881G09PRP-N053 	 5 	 40.3 	 N/A 

881G09PRP-N054 	 5 	 35.6 	 N/A 

-- 881G09PRP-N055 	 5 	- 	- 	 7.1 	 N/A  

881G09QRP-N056 
j 	

4 98.4 N/A 

881G09PRP-N056 5 92.4 N/A 

881G09PRP-N057 - - 	5 -- 	 26.1 N/A 

14 881G09PRP-N058 -2.5 N/A 

881009PRP-N059 14 30.3 NIA 

10 	 153.6 	 N/A 	 - 

881G09QRP-N060 	L 	-- 	180.8 

	

881G09PRP-N061 	J 	10 	 23.5 	 N/A 

	

881G09PRP-N062 	10 	 14.6 	 N/A 

881009PRP-N063 	10 	 28.0 	 N/A 

881G09PRP-N064 	10 	 191 	 N/A 

881G09PRP-N065 	1 	5 	 21.4 	 N/A 

881G09PRP-N066 5 59.3 N/A 

881G09QRP-N066 11 58.3 N/A 

N/A 881G09PRP-N067 	 5 	 16.6 

881G09PRP-N068 	- 5 16.6 N/A 

881G09PRP-N069 5 11.9 N/A 

881G09PRP-N070 5 30.8 N/A 

881G09PRP-N071 5 16.6 N/A 

11.6 881G09PRP-N072 14 	T N/A 

881G09PRP-N073 	14 -7.2 N/A 

881 G09PRP-N074 	10 32.5 N/A 

N/A 881G09PRP-N075 	-- 	9 	 24.2 

N/A P 	88IG09PRP-N076 - - 	10 	 23.5 

Printed On: 06/04/04 16:02 
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Survey Area: C 	 Survey Unit: 881G09 	 Building: 	881 

Description: 	Building 881 Management Unit G Room 296, 297 Floor 

Random/QC Total Surface Activity Data Sheet 

Printed On: 06/04/04 16:02 

Page: ii 	of 12 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 	 - 

Location 	 Nbr 	(dpm/1OOcm 2) 	 (dpm/1OOcm 2) 

881G09PRP-N077 10 32.5 

7.1 

N/A 

881G09PRP-N078 5 	- N/A 

881G09PRP-N079 5 21.4 N/A 

881 GO9PRP-N080 5 54.5 N/A 

88IG09PRP-N081 5 35.6 N/A 

- 881 GO9PRP-N082 	J 
881009PRP-N083 

5 49.8 N/A 

5 35.6 N/A 

881 G09PRP-N084 5 26.1 N/A 

881G09PRP-N085 5 	 45.1 

5 	 64.0 

- 	5 	 49.8 

N/A 

881009PRP-N086 

-- 881G09PRP-N087 

N/A - 

N/A  

881G09QRP-N088 	J 11 37.9 N/A 

881G09PRP-N088 

881G09PRP-N089 

14 30.3 

21.0 

N/A 

14 N/A 

881G09PRP-N090 9 24.2 N/A 

881009PRP-N091 34.3 N/A 

881G09PRP-N092 10 32.5 N/A 

881G09PRP-N093 5 11.9 N/A 

881G09PRP-N094 5 	- 7.1 N/A 

881G09PRP-N095 2.4 N/A 

881G09PRP-N096 5 11.9 N/A 

881G09PRP-N097 5 16.6 N/A 

881G09PRP-N098 5 49.8 N/A 

881G09PRP-N099 5 26.1 - 	N/A 

881G09PRP-N100 5 26.1 N/A 

881G09PRP-N101 5 30.8 N/A 

881G0 9PRP-N102 	
{ 

5 26.1 N/A 



Survey Area: G 	
L 

Survey Unit: 881G09 	 Building: 881 

Description: Building 881 Management Unit G Room 296, 297 Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

881G09PRP-N103 

Inst I RCT 
Nbr 

j 	
14 

Net Alpha 
(dpm/100cm2) 

6.9 

- Net Beta  
(dpm/1OOcm 2) 

N/A 

881G09PRP-N104 

881G09PRP-N105 

881G09PRP-N106 

881G09PRP-N107 

14 

9 

9 

9[ 

6.9 

9.0 

29.2 

-11 

N/A 

N/A 

N/A 

N/A 

881G09PRP-N108 

881009PRP-N109 

9 14.1 L 	N/A 

10 19.1 N/A 

881G09PRP-N110 

881G09PRP-N111 

881G09PRP-N112 

881G09PRP-N113 

10 

10 

10 

10 

10.1 

19.1 

37.0 

19.1 

N/A - 	 - 

N/A 

N/A 

r 	N/A 

Biased Total Surface Activity Data Sheet 

Biased Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 	I 	 - 

Location 	 Nbr 	(dpm/100cm 2) 	 (dpm/100cm 2) 

14 	 iàJ N/AT 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 00cm2. 

Elevated activity of 5,712 dpm/100cm2 was detected during scan surveys at location #114. A square meter average investigation 
was conducted. The average of the original point and 8 additional points within the square meter is 698 dpm/100cm2. This location 
meets free release limits. No further investigation is required. 
Investigation point #9 is the original elevated measurement point. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	Survey Unit: 881 G09 	 Classification: I 
Building: 881 
Survey Unit Description: Building 881, Management Unit G, Rooms 296 & 297, Floor 
Total Area: 735 sq. m. 	 Total Floor Area: 735 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 

R12c3E I cDF 1 

Room 2961297 

Walt I 

W5 S 

• r 
STARTING POINT 

FOR SQUARE 
Wa12 	

SAMPLING GRID 
(X56. Y44) 

•! 

U 
	

U 

cewv 
i,votled/ 

. 

P1 	
P2 

o9 	
• 	

1 

Scan Area 

Ncohcr 1:0 Ijoond Stoir: Uo:nrnnocnt :0: Kaoor thU Co 	 U.S. Department of Energy 

	

SURVEY MAP LEGEND 	nor CII2MIS:II. ,—nyag—y,h—f.,,.ranyof 	 N 	0 	FEET 	40 	Rocky Flats Environmental Technology Site thor: arriployrot arahot any 	ry, nopiron 	pl ad. 
() Smear & ISA Location 	or 	any Itilal liability or ranpoonibiloy for ho 	 A 	 I 	 I 	

Prepared by: GIS Dept. 303-966-7707 	Prepared for 
accuracy cooipleoenesa.orusefulnrasofanyrnfonnaaoo. 	 I- Smear. TSA & Sample Location 	 procoro ditoloond, or ropraconru 	 I I 	I 
that ru or woald not ofonga povoinly ororrad oghin. 	 0 	METERS 	10 • Open/inaccessible Area 	

CH2IMIH ILL 
A 	Another Sat -nc Unit 	Scan Survey Information 	 _______________________________ 	 ttiii•itiii rca at 	

Survey Instrument ID #(s) & RCT ID #(s): 	
- f 	I 	- I 	m 

2,3,4,7,8, 13 	
I inch -30 cci 	gil ti - sq. . 

	MAP ID: 03-05681881G09-SC 	AprIl 29, 2004 



Survey Area:c3 	 Survey Unit: 881G10 	 Building: 881 

Description: Building 881 Management Unit G, Rooms 296, 297 JValls and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 15 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 57.5 dpm/100cm2  
Minimum: -13.6 dpm/1OOcm 2  

Mean: 18.0 dpm/1OOcm 2  
Standard Deviation: 21.4 

QC Maximum: 44.2 dpm/1OOcm2  
QC Minimum: 27.6 dpmf1OOcm 2  

QC Mean: 35.9 dpm/1OOcm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpm/100cm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 15 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	16.4 dpm/100cm2  

	

Minimum: 	-1.8 dpm/100cm2  

	

Mean: 	8.1 dpm/1OOcm2  

	

Standard Deviation: 	5.3 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Page: i 	of 4 

fl c/ 



Survey Area: G 	 Survey Unit: 881G1 	 Building: 881 

Description: BuildIng 881 Management Unit G, Rooms 296, 297 WaIls and CeilIng 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT RCT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 711447 03/29/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA S 

2 712193 03/29/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T 

3 711447 03/30/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA S 

4 712193 03/30/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA S 

5 712193 03/30/04 SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

6 711447 04/12/04 Electra 1383 DP-6 04/30/04 0.196 NA 93.0 NA S 

7 712193 04/12/04 Electra 3105 DP-6 09/17/04 0.198 NA 93.0 NA S 

8 712193 04/13/04 Electra 1290 DP-6 05/17/04 0.223 NA 93.0 NA S 

9 711447 04/13/04 Electra 3105 DP-6 09/17/04 0.198 NA 93.0 NA S 

10 711447 04/13/04 Electra 1513 DP-6 09/17/04 0.181 NA 93.0 NA 0 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/09/04 15:30 

Page: 2 	of 4 

L  - Q 



Survey Area: c 	 Survey Urnt: 881G10 	 Building: 881 

Description: Building 881 Management Unit G, Rooms 296, 297 WaIls and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 
Location 	 Nbr 	 (dpm/1100cm2) 

Net Beta 
(dpm/1OOcm 2) 

881G10PRP-N001 5 41 N/A 

881G10PRP-N002 5 10.3 N/A 

881G10PRP-N003 5 7.3 N/A  

881G1OPRP-N004 5 4.2 N/A 

881G10PRP-N005 5 

5 

133 N/A 

881G1OPRP-N006 16.4 N/A 

881G10PRP-N007 5 10.3 N/A 

881G1OPRP-N008 - 5 4.2 N/A 

! 810009 5 1.2 N/A 

88IG10PRP-N010 5 -1.8 N/A 

881G10PRP-N011 5 4.2 N/A 

881G10PRP-N012 

881G10PRP-N013 

- 5 	 10.3 

5 	 16.4 

N/A 

N/A 

881G10PRP-N014 5 10.3 N/A 

8S1G10PRP-N015 	 5 	 10.3 N/A 

Comments: 
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Page: 3 	of 4 



Survey Area: G Survey Unit: 881G10 Building: 	861 

Description: 	Building 881 Management Unit G, Rooms 296, 297 VVaIls and Ceiling 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst /RCT Net Mpha 	 Net Beta 
Location Nbr (dpm/100cm 2) 	 (dpm/100cm 2 ) 

88IGI0PRP-N001 2 29.1 N/A 

881G10PRP-N002 2 57.5 N/A 

881G10QRP-N002 10 442 N/A 

881G10PRP-N003 
j 	

2 5.4 N/A 

881GIOPRP-N004 2 19.6 N/A 

881G1OPRP-N005 2 0.6 -- N/A 

881G10PRP-N006 2 29.1 N/A 

881G1OPRP-N007 	 2 -13.6 N/A 

881G1OPRP-N008 2 0.6 N/A 

- N/A  881G10PRP-N009 	 2 4&O 

27.6 N/A 881G10QRP-N009 	10 

881G1OPRP-N010 2 N/A 	 - - 19.6 

881G10PRP-N011 2 0.6 N/A 

881G1OPRP-N012 2 -4.1 N/A 

- 881G10PRP-N013 2 - -- 	 - 	 - 38.5 --- -- -- ------- -- 	 - - 

881G10PRP-N014 
[ 	

2 385 N/A 

881G1OPRP-N015 2 0.6 N/A  

Comments: 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	 Survey Unit: 8811G110 	 ClassificatIon: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit G, Rooms 296, 297 

Walls & Ceiling 
Total Area: 2,152 sq. m. 	 Total Floor Area: 735 sq. m. 
Grid Spacing for Survey Points: 11 m. X 11 m. 
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Survey Area: G 	 - 	 JSurvey Unit: 881G11 
	

Building: 881 

DescrIption: 8881 MU-C, Rooms 244 & 245, Floors 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 102 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 6 

Nbr Random Measurements Performed: 110 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 6 

Alpha 
Maximum: 2,154.9 dpm/1OOcm2  
Minimum: -9.8 dpm/1OOcm 2  

Mean: 70.9 dpm/1OOcm 2  
Standard Deviation: 220.1 

QC Maximum: 295.5 dpm/1OOcm 2  
QC Minimum: 45.5 dpm/100cm2  

QC Mean: 129.6 dpm/100cm2  

Uranium DCGLw: 5,000.0 dpmI1OOcm2  

Uranium DCGLEMC: 15,000.0 dpm/1OOcm2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 102 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 110 	Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	18.2 dpm/100cm 2  

	

Minimum: 	1.1 dpm/1OOcm2  

	

Mean: 	8.8 dpm/1OOcm2  

	

Standard Deviation: 	4.7 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 
Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey_Area: G 	 Survey Unit: 881G11 	 Building: 881 

Description: B881 MU-G, Rooms 244 & 245, Floors 	 - - 	- 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT ACT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	lnstru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 711447 04/18/04 Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA T/S 

2 712193 04/18/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA T/S 

3 711447 04/18/04 Electra 2352 DP-6 05/11/04 0.225 NA 93.0 NA T/S 

4 512590 04/18/04 Electra 1665 DP-6 08/11/04 0.213 NA 93.0 NA T/S 

5 712193 04/18/04 Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA R 

6 711799 04/18/04 Electra 1136 DP-6 06/30/04 0.216 NA 93.0 NA 0 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 
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Survey Area: G 	 Survey Unit: 881G11 	 - 	 Building: 881 - - 

Description: B881 MU-G, Rooms 244 & 245, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 
Location 	 Nbr 

881G11PRP-N001 	 5 

881G11PRP-N002 	 5 

881G11PRP-N003 	 5 

881G11PRP-N004 -- 	5 

881G11PRP-N005 	 5 

881G11PRP-N006 	 5 

881G11PRP-N007 	 5 

881G11PRP-N008 	 5 

r 	881G11PRP-N009 	 5 

881G11PRP-N010 - 	5 

881G11PRP-N011 	 5 

881G11PRP-N012 	 5 

881G11PRP-N013 	 5 

881G11PRP-N014 	 5 

881G11PRP-N015 	 5 

881G11PRP-N016 	 5 

5 

5 

5 

5 

5 

5. 

Net Alpha Net Beta 
(dpm/1OOcm2) (dpmI100cm 2) 

4.0 N/A 

12.5 N/A 

- 	 9.7 N/A - 

— 	 15.4 N/A - 

—- 	4.0 N/A - 

6.8 N/A 

6.8 N/A 

15.4 N/A 

18.2 N/A 

- 	 15.4 N/A 

9.7 N/A 

4.0 N/A 

9.7 N/A 

1.1 N/A 

N/A 

6.8 N/A 

9.7 -J 
9.7 
	

N/A 

4.0 
	

N/A 

4.0 
	

N/A 

15.4 
	

N/A 

15.4 
	

N/A 

12,5 
	

N/A 

15.4 
	

N/A 

9,7 
	

N/A 

6.8 
	

N/A 

6.8 
	

N/A 

4.0 
	

N/A 

1.1 
	

N/A 

881G11PRP-N017 	- 

881G11PRP-N018 

881G11PRP-N019 

881G11PRP-N020 

881G11PRP-N021 

881 Gil PRP-N022 

881G1 1PRP-N023 

881 G 11 PRP-N024 

L 
881 G1 1 PRP-N025 

881 G 11 PRP-N026 

881G11PRP-N027 

881G1 1PRP-N028 

881 Gil PRP-N029 1L1 
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Survey Area: G 	 Survey Unit: 881G11 	 Building: 	881 

Description: 	E3881 MU-G, Rooms 244 & 245, Floors 

Random Removable Surface Activity Data Sheet 

I 	Random Measurement 	Inst/RCT 
Location 	 Nbr 

NetAipha 
(dpm/1 00cm 2) 

Net Beta  
(dpm/1OOcm 2 ) 

881G11PRP-N030 5 1.1 	 N/A 

881G11PRP-N031 5 4.0 	 N/A 

881G11PRP-N032 5 6.8 N/A 

881G11PRP-N033 5 6.8 N/A 

88IG11PRP-N034 5 9.7 N/A 

881G11PRP-N035 5 

	

9.7 	 N/A 

	

15.4 	 N/A 881 G 11 PRP-N036 	 5 

881G11PRP-N037 5 12.5 	 N/A 

881G11PRP-N038 5 12.5 N/A 

881G11PRP-N039 	- 5 40  N/Ar  

881G11PRP-N040 

881G11PRP-N041 

- 	881G11PRP-N042 5 

881G11PRP-N043 

881G11PRP-N044 

5 

	

4.0 	 N/A 	- 

	

6.8 	 N/A 

	

12.5 	 N/A 	 - 	- 	
- 

	

12.5 	 N/A 

	

15.4 	 N/A 

5 

5 

5 

881 G 11 PRP-N045 

881G11PRP-N046 

5 9.7 N/A 

5 1.1 N/A - 

881GI1PRP-N047 5 1.1 - N/A 

881G11PRP-N048 

88IG11PRP-N049 

881G11PRP-N050 

5 	 15.4 

5 	 9.7 

N/A 

N/A 

N/A 5 12.5 

881G11PRP-N051 5 68 N/A 

881G11PRP-N052 5 12.5 N/A 

r 	881G11PRP-N053 - 	5 4.0 N/A 

881G11PRP-N054 5 15.4 N/A 

881 G 11 PRP-N055 5 12.5 N/A 

881 G 11 PRP-N056 5 6.8 N/A 

881G1IPRP-N057 5 9.7 N/A 

881 GI 	
5L_ 

- 	5 15.4 N/A 

	

Printed On: 	06/04/04 15:26 
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Survey Area: G 	 Survey Unit: 881G11 	 Building: 861 

Description: 8881 MU-G, Rooms 244 & 245, Floors 	 - - - 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/lOOcm 2 ) 	 (dpmIlOOcm2) 

881G11PRP-N059 5 12.5 N/A 

881G11PRP-N060 5 12.5 NIA 

51G11PRP-N061 5 9.7 N/A 

881G11PRP-N062 5 1.1 N/A 

881 G1 1 PRP-N063 5 6.8 N/A 

881G11PRP-N064 5 12.5 N/A 

881G11PRP-N065 5 4.0 N/A 

881 G 11 PRP-N066 5 1.1 N/A 

88IG11PRP-N067 5 15.4 N/A 

881G11PRP-N068 5 9.7 - 	 N/A 

881G11PRP-N069 - - 

88IG11PRP-N070 

881G11PRP-N071 

5 

5 

5 

1.1 N/A 

1  N/A 

FN/A 

12.5 

12.5 

881 G1 1 PRP-N072 5 	 97 

5 	 - 15.4 

5 	 125 

- 	 N/A 

881G11PRP-N073 

881G11PRP-N074 

N/A 

N/A 

881G11PRP-N075 5 9.7 N/A 

881 G1 1 PRP-N076 5 6.8 N/A 
88IG11PRP-N077 

881G11PRP-N078 

881G11PRP-N079 	-H-- 

5 

5 

6.8 N/A 

9.7 

-- 	4.0 

N/A 

N/A  

881 G1 1 PRP-N080 5 1.1 N/A 

881G11PRP-N081 5 15.4 N/A 

881G11PRP-N082 5 12.5 N/A 

881G11PRP-N083 5 12.5 

6.8 

N/A 

N/A 

N/A 

	

881G11PRP-N084 	 5 

	

L 881G11PRP-N085 	- 	 5 	-H----  6 

881G11PRP-N086 5 4.0 N/A 

881G11PRP-N087 5 9,7 N/A 

Printed On: 06/04/04 1526 
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Survey Area: G 
	

Survey Unit: 881G11 
	

Building: 881 

Description: B881 MU-G, Rooms 244 & 245, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 
Location 	 Nbr 

Net Alpha 
(dpm/lOOcm 2) 

Net Beta 
(dpmI1 00cm2 ) 

881 G 11 PRP-N088 5 15.4 	 N/A 

881G11PRP-N089 5 9.7 N/A 

881 G1 1 PRP-N090 5 12.5 N/A 

881G11PRP-N091 5 1.1 N/A 

881G11PRP-N092 5 4.0 - N/A 

	

881G11PRP-N093 	 5 

	

881G11PRP-N094 	 5 

	

881G11PRP-N095 	 5 

12.5 N/A 

4.0 

9.7 

N/A 

N/A 

881G11PRP-N096 5 6.8 N/A  

881G11PRP-N097 5 15.4 N/A 

- 	 - 	 - 

F 
881G11PRP-N098 5 4.0 N/A 

881G11PRP-N099 	 5 9.7 N/A 

881G11PRP-N100 	 5 

- 

- 1.1 N/A 

	

881G11PRP-N101 	 5 	 15 

	

881G11PRP-N102 	 5 	 15,4 

N/A  

N/A 

881G11PRP-N103 5 

5 

68 N/A H 
881G11PRP-N104 9.7 N/A 

881G11PRP-N105 5 4.0 N/A 

881G11PRP-N106 5 9.7 N/A 

- 881G11PRP-N107 	1 5 1.1 N/A 

881G11PRP-N108 5 15.4 N/A 

881G11PRP-N109 5 9.7 N/A 

881G11PRP-N110 - 5 4.0 N/A 

Comments: 

Printed On: 06/04/04 15:26 
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Survey Area: G 	 Survey Unit: 881G11 	 Building: 	881 

DescriptIon: 	8881 MU-G, Rooms 244 & 245, Ftoors 

Random/QC Total Surface Activity Data Sheet 

PRandom Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/100cm 2) 	 (dpmI100cm 2 ) 

881G11PRP-N001 2 	 33,4 	 N/A 

881G11PRP-N002 	 2 94.5 N/A 

881 G11PRP-N003 2 89.8 N/A 

881G11PRP-N004 	 2 33.4 N/A 

881G11PRP-N005 2 99.2 N/A 

881G11PRP-N006 2 663 N/A 

881G11PRP-N007 2 56.9 N/A 

881G11PRP-N008 2 	 66.3 

24.0 

N/A 

N/A 

N/A 

N/A  

881G11PRP-N010 

881G11PRP-N01i 

2 	 52 

2 	- 	56.9 

	

881G11PRP-N012 	 2 	 47.5 	 N/A 

	

881G11PRP-N013 	- 	2 	
- 	----

616, 	 N/A 

	

881G11PRP-N014 	 2 	 52 	 N/A 

- - 881G11PRP-N015 2 14.7 N/A 

	

881G11PRP-N016 	 2 	 66.3 

	

881G1IPRP-N017 	 2 	 56.9 

- 	 - 

N/A 

N/A 

N 

881G11PRp-N019 2 52.2 N/A 

881G11PRP-N020 

881G11PRP-N021 	J 
2 

	

33.4 	 N/A 

	

71.0 	 N/A 2 

881G1IPRP-N022 	J 2 146.1 N/A 

	

881G11QRP-N022 	 6 

- 	88IG11PRP-N023 	 3 

	

881G11PRP-N024 	 3 

156.6 N/A 

8.0 	 N/A 

39.1 N/A 

881G11PRP-N025 3 48.0 N/A 

881G11PRP-N026 3 16.8 N/A 

Printed On: 06/04/04 15:26 

Page: 7 	of 11 

ci 



Survey Area: G 	 Survey Unit: 881G11 	 Building: 	831 

Description; 	B881 MU-G, Rooms 244 & 245, Floors 	 - - 

Random/QC Total Surface Activity Data Sheet 

ndom Measurement 	Inst I RCT 	Net Alpha 	 Net Beta  
Location 	 Nbr 	(dpm/100cm 2 ) 	 (dpm/100cm2) 

881G11PRP-N027 	 3 61.3 N/A 

881G11PRP-N028 
j 	

3 25.7 N/A 

881G1 1PRPN029J 3 39.1 N/A 

881G11PRP-N030 3 	 70.2 N/A 

	

881G1 1 PRP-N031 	 3 	 48.0 	 N/A 

	

881G11PRP-N032 	 3 	- 	 34.6 	 N/A 

	

881 G1 1 PRP-N033 	 3 	 52.4 	 N/A 

	

881G11PRP-N034 	 3 	 - 	8.0 	 N/A 

	

L 881G11PRP-N035 	I - 	3 	 -- 	-4 N/A 	-- 

	

881G11PRP-N036 	 3 	 302 	 N/A 	I 	-- - 

- 
881G11PRP-N037 

[ 	
3 	 -9.8 

881G11PRP-N038 	 3 	 12.4 

881 G 11 PRP-N039 	- 	3 	 - 	21.3 

881 G 11 PRP-N040 	 r 	 8.0 

881G11PRP-N041 	 3 

881G11PRP-N042 	
j 

- 	3 	 25.7 

N/A  

N/A 

______-- - 	------ - I  

-- N/A 

N/A 

N/A 

- N/A 
 

881G11PRP-N043 	J 
881G11PRP-N044 

881G11QRP-N044 

3 

3 

6 

-5.4 

248.0 

295.5 

N/A 

N/A 

N/A 

881G11PRP-N045 3 3.5 N/A 

	

881GI1PRP-N046 	 3 	 3.5 

	

881G11PRP-N047 	 3 	 8.0 	I 

	

L 881G11PRP-N048 	 3 	 25.7 

N/A 

N/A 

N/A 

881G11PRP-N049 3 34.6 N/A 

881G11PRP-N050 3 21.3 N/A 

881 G 11 PRP-N051 	 3 43.5 N/A 

881G11PRP-N052 	 3 	 16.8 	 N/A 

Printed On: 06/04/04 15.26 
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Survey Area: G 	 Survey Unit: 881G11 	 Building: eai 

Description: B881 MU-C, Rooms 244 & 245, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpmI100cm2) 

Net Beta 
(dpm/100cm 2) 

- 

881G11PRP-N053 3 16.8 N/A 

881G11PRP-N054 3 3.5 N/A 

881 G1 1 PRP-N055 3 39.1 N/A 

881G11PRP-N056 3 16.8 	 N/A 

- - 881G11PRP-N057 	 3 3,5 N/A 

- 	 - 881G11PRP-N058 3 -5.4 N/A 

881G11PRP-N059 3 12.4 N/A 

	

881G11PRP-N060 	 3 

	

881G11PRP-N061 	 3 

25.7 

12.4 

N/A 

T 
881G11PRP-N062 	 3 12.4 N/A 

881G11PRP-N063 	
j 	

3 3.5 N/A 

	

881G11PRP-N064 	 3 	 21.3 

	

881G11PRP-N065 	 3 	 3.5 

N/A 

N/A - 

N/A 881G11PRP-N066 	 3 	 39.1 

881G11PRP-N067 2 56.9 - N/A 

b 881G11PRP-N068 2 71.0 N/A 

881G11PRP-N069 	 2 33.4 N/A 

881 G 11 PRP-N070 - 	2 19.3 - 	 N/A 

881G11PRP-N071 2 89.8 N/A 

- 	881G11PRP-N072 2 

2 

2 

- 

47.5 N/A 

881G11PRP-N073 

881G11PRP-N074 

108.6 N/A 

47.5 N/A 

881G11PRP-N075 2 897.3 N/A 

881G11PRP-N076 2 24.0 N/A 

881G11PRP-N077 2 33.4 N/A 

881 G1 1 PRP-N078 	 2 61.6 NIA 

881G11PRP-N079 2 33.4 N/A 

Printed On: 06/04/04 15:26 
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Survey Area: G 	 Survey Unit: 881G11 	 Building: 	881 

Description: 	E3881 MU-G, Rooms 244 & 245, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst/ RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/100cm2) 	 (dpm/lOOcm2 ) 

881G11PRP-N080 	 2 	 56.9 	 N/A 

881G11PRP-N081 2 47.5 N/A 

881G11PRP-N082 2 61.6 N/A 

881 G1 1 PRP-N083 2 19.3 N/A 

- 881G11PRP-N084 

88IG11PRP-N085 

881G11PRP-N086 

881G11PRP-N087 

881 G 11 PRP-N088 

881G11QRP-N088 

2 56.9 N/A 

- 

- 2 	 10.0 

2 	 28.7 

2 	 - 	616 

2, 	-- 	99.2 

6 	 128.8 

N/A 

N/A 

N/A 

N/A 

N/A 

-. 881G11PRP-N089 	J 4 1010 	 N/A 

881G11PRP-N090 	 4 

	

28.7 	 N/A  

	

28.7 	 N/A 

	

0.6 	 N/A 	 - 

	

71.0 	 N/A 

	

33.4 	 N/A 	
- 	 -- 

881 G1 1 PRP-N091 	 4 

881G11PRP-N092 	 4 

881 G 11 PRP-N093 	 4 

881G11PRP-N094 4 

	

881G11PRP-N095 	 4 

	

881G11QRP-N095 	 6 

	

881G11iRP-N096 	 2 

113.2 	 N/A 

82.6 

- 	2,154.6 

N/A 

N/A 

881GI1PRP-N097 4 42.8 N/A 

881G11PRP-N098 
4 

4 

4 

221.2 

146.1 

N/A 

N/A 881G11PRP-N099 

88IGIIPRP-N100 
66.3 N/A 

881GI1PRP-N101 4 0.6 N/A 

881G11PRP-N102 4 42.8 N/A 

	

881G11PRP-N103 	 4 

	

881G11QRP-N103 	I 	6 	- 

	

89.8 	 N/A 

	

68.7 	 N/A 

Printed On: 06/04104 15:26 
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Survey Area: G 	 Survey Unit: 881G11 	 Building: 881 

Description: 8881 MU-G, Rooms 244 & 245, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	lnst/ RCT 
Location 	 Nbr 

Net Alpha 
(dpm/l00cm 2) 

Net Beta 
(dpm/1OOcm 2) 

881G11PRP-N104 	 4 56.9 N/A 

881G11PRP-N105 4 33.4 N/A 

881G11PRP-N106 4 - 5.3 N/A 

881G11PRP-N107 4 80.4 NIA 

881G11PRP-N108 	 4 24.0 	 N/A 

881G1IPRP-N109 	4 10.0 N/A 

881G11PRP-N110 4 28.7 N/A 

881G11QRP-N110 6 45,5 N/A I 

Comments: Scans performed at4"/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/100cm2. 

The initial Alpha Net Activity for location 96 was 6,071.0 dpm/100cm2. The area was decontaminated and re-Surveyed. Re-survey 
results are reported. No further investigation is required. 

Printed On: 06104/04 15:26 
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PRE-DEMOLITION SURVEY FOR B881 
Survey Area: G 	Survey Unit: 881G11 	Classification: 1 
Building: 881 
Survey Unit Description: Building 881, Management Unit C, 

Rooms 244 & 245, Floot 
Total Area: 676 sq. m. 	 Total Floor Area: 676 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 
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Survey Area: G 	 Survey Unit: 881G12 
	

Building: 881 

Description: B881, MU-G, Rooms 244 & 245, WaIls and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 	18 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 	52.1 dpm/100cm2  

	

Minimum: 	-1.2 dpm/1OOcm 2  

	

Mean: 	19.5 dpm/1OOcm2  

	

Standard Deviation: 	17.5 

QC Maximum: 37.6 dpm/1OOcm 2  
QC Minimum: 14.1 dpm/1OOcm2  

QC Mean: 25.8 dpmI1OOcm2  

Uranium DCGLw: 5,000.0 dpmI1 OOcm2  
Uranium DCGLEMc: 15,000.0 dpm/100cm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 18 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	10.3 dpmI1OOcm2  

	

Minimum: 	-1.1 dpm/1OOcm2  

	

Mean: 	2.3 dpm/1OOcm 2  

	

Standard Deviation: 	3.3 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the POSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 1522 
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Survey Area: G 	 Survey Unit: 881G12 	 Building: 881 

Description: 8881, MU-G, Rooms 244 & 245, WaIls and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

lnstJRCT ACT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	lnstru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 	512590 	04/18/04 Electra 	2352 DP-6 05/11/04 0.225 	NA 	93.0 	NA 	T/S 

2 	712193 	04118/04 Electra 	290 DP-6 09/16/04 0.213 	NA 	93.0 	NA 	T/Q 

3 	712193 	04/19/04 Ludlum 292 	147742 NA 09/25/04 0.351 	NA 	16.0 	NA 	 R 

Survey Types: T = Total Surface Activity, 0 = TSA OC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/09/04 15:37 
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Survey Area: G Survey Unit: 881G12 	 Building: 	081 

Description: 	B881, MU-G, Rooms 244 & 245, Walls and Ceiling 

Random Removable Surface Activity Data Sheet 

'Random Measurement Inst/RCT 	Net Alpha Net Beta  
Location I 	Nbr 	(dpm/100cm 2) (dpm/1OOcm 2) 

881G12PRP-NO01 3 -1.1 N/A 

881G12PRP-N002 3 1.7 - 	N/A 

881G12PRP-N003 3 1.7 N/A 

881G12PRP-N004 3 -1.1 N/A 

3 881G12PRP-N005 4.6 N/A 

881G12PRP-N006 3 -1.1 N/A 

881G12PRP-N007 3 1.7 N/A 

881G12PRP-N008 3 	 -1.1 N/A  

881G12PRP-N009 3 	 4.6 N/A 

881G12PRP-N010 34.6 N/A 	 - 

8B1G12PRP-N011 3 	 1.7 N/A 	 - 

881G12PRP-N012 3 	 -1.1 N/A 

881G12PRP-N013 3 	 4.6 N/A 	 - 

881G12PRP-N014 . 	3 	 10.3 N/A 

881G12PRP-N015 3 	 1.7 N/A 

881G12PRP-N016 3 	 -1.1 N/A 

- 	881G12PRP-N017 - 	3 	 4.6 N/A 

N/A 

Comments: 

Printed On: 06/04/04 15:22 
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Survey Area: G 	 Survey Unit: 881G12 - 	 Building: 881 

Description: 6881, MU-G, Rooms 244 & 245, Walls and Ceiling 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 
Location 	 Nbr 	 (c 

881G12PRP-N001 	J 	1 

881G12PRP-N002 1 

881G12PRP-N003 1 

881G12PRP-N004 1 

881G12PRP-N005 1 

881G12PRP-N006 	 1 

1 

881G12PRP-N008 1 

881G12PRP-N009 	 I 

881G12PRP-N010 	 1 

881G12PRP-N011 	 1 

881G12PRP-N012 	 1 

881G12PRP-N013 	 1 

881O12PRP-N014 	1 	1 

881G12PRP-N015 	 1 

881G12PRP-N016 1 

881G12QRP-N016 2 

881GI2PRP-N017 	 1 

881G12QRP-N017 	 2 

Comments: 

Net Alpha 
Jpm/1 00cm2) 

Net Beta 
(dpmll 00cm 2) 

3.2 N/A 

-1.2 N/A 

16.5 N/A 

25.4 N/A 

47.7 N/A 

16.5 N/A 

7.7 N/A 

25.4 N/A 

3.2 N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

7.7 

-1.2 

43.2 

16.5 

52.1 

12.1 

21.0 NIA 

14.1 N/A 

47.7 

37.6 

N/A 

N/A 

IiLII__ 

Printed On: 06/04/04 15:22 
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PRE-DEMOLITION SURVEY FOR B881 
Survey Area: G 	Survey Unit: 881G12 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit G, Rooms 244 & 245, 

Walls & Ceiling 
Total Area: 1,314 sq. m. 	 Total Floor Area: 676 sq. m. 
Grid Spacing for Survey Points: 9 rn X 9 m. 
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Survey Area: G 	 Survey Unit: 8811313 	 Building: 881 

Description: Building 881 Management Unit G, Rooms 247, 248, & 249 Walls and Ceilings 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 	16 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 	101.9 dpm/100cm 2  

	

Minimum: 	21.9 dpm/100cm 2  

	

Mean: 	49.2 dpm/100cm 2  

	

Standard Deviation: 	25.6 

QC Maximum: 84.5 dpm/100cm2  
QC Minimum: 29.7 dpm/1OOcm 2  

QC Mean: 57.1 dpm/1OOcm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 16 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	8.8 dpm/1OOcm2  

	

Minimum: 	-1.2 dpm/1OOcm 2  

	

Mean: 	11 dpm/1OOcm2  

	

Standard Deviation: 	2.9 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 
Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: G 	 Survey Unit: 881G13 	 Building: 881 

Description: BuildIng 881 Management Unit G, Rooms 247, 248, & 249 Walls and Ceilings 

Instrument Data Sheet 
A-Priori MDA 

lnstJRCT 	RCT Analysis lnstr lnstru Probe Calibration Instru Efficiency (dpmI1OOcm2) Survey 
Number ID Date Model SIN Type Due Dt Alpha Beta Alpha Beta Type 

1 711799 04/03/04 Electra 2352 DP-6 05/11/04 0.225 NA 93.0 NA I 

2 512590 04/03/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA T/Q 

3 711447 04/03/04 Electra 290 DP-6 09/16/04 0.215 NA 93.0 NA I/S 

4 512590 04/03/04 SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

5 512590 04/03/04 SAC-4 1170 NA 09/24/04 0.330 NA 16.0 NA R 

6 512590 04/04/04 Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA T/S 

7 712193 04/03/04 Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA T/S 

8 712193 04/03/04 Electra 3109 DP-6 06/08104 0.211 NA 93.0 NA T/S 

9 711447 04/03/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA T/S 

10 712193 04/04/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T/S 

11 711799 04/04/04 Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA I/S 

12 711447 04/04/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA T/S 

13 712193 04/04/04 SAC-4 1170 NA 09/24/04 0.330 NA 16.0 NA R 

Survey Types 
	

T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: G 	 Survey Unit: 881G13 	 Building: 881 

Description: Building 881 Management Unit G, Rooms 247, 248, & 249 Walls and Ceilings 	 ,- 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 
Location 	 Nbr 

Net Alpha 	 Net Beta 
(dpmI1OOcm2 ) 	 (dpmI1OOcm 2) 

881G13PRP-N001 13 

	

-1.2 	 N/A 

	

2.7 	 N/A 
 

881G13PRP-N002 5 

881G13PRP-N003 13 1.8 N/A 

881G13PRP-N004 5 2.7 N/A 

881G13PRP-N005 13 -1.2 N/A 

881G13PRP-N006 5 5.8 N/A 

881G13PRP-N007 13 -1.2 - N/A 

881G13PRP-N008 5 8.8 N/A 

881G13PRP-N009 13 1.8 - N/A 

N/A  - 	 881G13PRP-N010 	- 5 -0.3 

881G13PRP-N011 13 4.9 N/A 

N/A 	I  

MI 

- 881G13PRP-N012 5 -0.3 

1 0 

	

881G13PRP-N014 	 5 

	

881G13PRP-N015 	 13 	- 

	

b -  881GPRP-N016 	 5 J 
Comments: 
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Survey Area: G Survey Unit: 881G13 	 Building: 	881 

Description: 	Building 881 Management Unit G, Rooms 247, 248, &249 WaUs and Ceilings 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst I RCT 	Net Alpha 	 Net Beta 
Location Nbr 	(dpmI1OOcm 2) 	 (dpmIlOOcm 2) 

881G13PRP-N001 1 -- 664 N/A 

881G13PRP-N002 1 39.7 - 	 N/A 

881G13PRP-N003 1 101.9 

70.8 

N/A 

N/A 881G13PRP-N004 1 

881G13QRP-N004 2 84.5 N/A 

881G13PRP-N005 - 1 53.1 N/A 

1 	- 48.6 N/A 881G13PRP-N006 

881G13QRP-N006 2 29.7 N/A 

881G13PRP-N007 1 	 26.4 	1 	 N/A 

881G13PRP-N008 1 	 30.8 	 N/A 

881G13PRP-N009 1 	 26,4 	 N/A 

881G13PRP-N010 1 	1-- 	35.3 	- 	 N/A 

881G13PRP NOl I 1 	 264 	 N/A  

881G13PRP-N012 1 	 26.4 j 	 N/A 

881G13PRP-N013 1 	 44.2 	 N/A 

881G13PRP-N014 1 	 97.5 	 N/A 

881G13PRP-N015 1 70.8 N/A 

881G13PRP-N016 1 	 21.9 	 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5000 
dpm/1 OOcm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	Survey Unit: 881G13 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Managemnet Unit G, 247, 248 & 249, Walls & Ceilings 
Total Area: 1,770 sq. M. 	 Total Floor Area: 302 sq. rn. 
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Survey Area: G 	 Survey Unit: 881G14 	 Building: 881 

Description: Building 881, Management Unit G, Room 249A Pit 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 15 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 526.7 dpm/1OOcm2  
Minimum: 66.7 dpm/100cm2  

Mean: 168.7 dpm/1OOcm2  
Standard Deviation: 117.5 

QC Maximum: 602.9 dpm/100cm 2  
QC Minimum: 325.4 dpm/1OOcm2  

QCMean: 464.1 dpm/100cm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 15 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 
	

5.1 dpm/100cm 2  

	

Minimum: 	-0.6 dpm/1OOcm2  

	

Mean: 
	

1.9 dpm/1OOcm 2  

	

Standard Deviation: 
	

2.4 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 
Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this suriey unit passes the criterion specified in the PDSP. 
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Survey Area: G 	 Survey Unit: 881G14 	 Building: 881 

Description: Building 881, Management tJnitG, Room 249A Pit 

Instrument Data Sheet 
A-Priori MDA 

InstIRCT 	RCT Analysis lnstr Instru Probe Calibration Instru Efficiency (dpm/1OOcm2) Survey 
Number 	ID Date Model S/N Type Due Dt Alpha 	Beta Alpha 	Beta Type 

1 	712193 04/21/04 Electra 290 DP-6 09/16/04 0.213 	NA 93.0 	NA T/S 

2 	712193 04/21/04 Ludlum 292 147742 NA 09/25/04 0.351 	NA 16.0 	NA R 

3 	711447 04/21/04 Electra 3109 DP-6 06/23/04 0.209 	NA 93.0 	NA Q 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 
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Survey Area: G 	 Survey Unit: 881G14 	 Building: 	881 

Description; 	Building 881 Management Unit G, Room 249A Pit 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	- 	 Net Alpha 	I 	Net Beta  
Location 	 Nbr 	(dpm/100cm2) 	 (dpm/1OOcm 2) 

88IG14PRP-N00i 	 2 -0.6 	 N/A 

-0.6 	 N/A 88IG14PRP-N002 2 

881G14PRP-N003 2 -0.6 N/A 

881G14PRP-N004 2 2.3 N/A 

881G14PRP-N005 2 -0.6 N/A 

881 G14PRP-N006 2 2.3 N/A 

881G14PRP-N007 	 2 5.1 	 N/A  

881G14PRP-N008 	 2 2.3 	 N/A 

884PRPN009 2 06 	 N/A 

881G14PRP-N010 	 2 2.3 	 N/A 

881G14PRP-N011 	L 	2 5.1 	 N/A 

881G14PRP-N012 	 2 5.1 	 N/A 

881G14PRP-N013 	 2 	 2.3 	 N/A 

881G14PRP-N014 	 2 	 -0.6 	 N/A 

881G14PRP-N015 	 2 	 5.1 	 N/A 

Comments: 
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Survey Area: G Survey Unit: 881G14 	 Building: 	881 

Description: 	Building 881 Management Unit G, Room 249A Pit 

Randorn/QC Total Surface Activity Data Sheet 

Random Measurement lnstFRCT 	NetAlpha 	 Net Beta 
Location Nbr (dpm/lOOcm 2 ) 	 (dpm/lOOcm 2) 

881G14PRP-N001 1 113.6 	 N 

881G14PRP-N002 1 127.7 	 N/A 

881G14PRP-N003 	
j 

1 - 165.2 - 	N/A 

881G14PRP-N004 	
j 

1 526.7 N/A 

881G14QRP-N004 3 602.9 N/A 

N/A 881G14PRP-N005 	 1 66.7 

881G14PRP-N006 1 118.3 N/A 

881G14PRP-N007 1 169.9 N/A 

881G14PRP-N008 1 155.9 	 N/A 

881G14PRP-N009 1 184.0 	 N/A 

881G14PRP-N010 1 123.0 	 N/A 

881G14PRP-N011 - - 	1 - 	132A 	 NIAj 
881G14PRP-N012 

1 - 	339.0 

881G14QRP-N012 3 325.4 	 N/A 

881G14PRP-N013 ± 	1 N/A 

881G14PRP-N014 1 80.7 	 N/At 

881014PRP-N015 1 94.8 	 N/A 

Comments: 

Printed On: 06/04/04 16:13 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	Survey Unit: 881G14 	 Classification: I 
Building: 881 
Survey Unit Description: Building 881, Management Unit G, Room 249A Pit 
Total Area: 4 sq. m. 	 Total Floor Area: 1 sq. m. 
Grid Spacing for Survey Points: 22.86 cm. X 22.86 cm. 
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Survey Area: G 	 - Survey Unit: 881G15 	 -- -- 	 BuiIdin: 881 

Description; Building 881 Management Unit G Room 246 Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 	16 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

586.2 dpm/100cm2  

	

Minimum: 
	

47.4 dpm/100cm 2  

	

Mean: 
	

157.5 dpm/1OOcm2  

	

Standard Deviation: 
	

133.4 

	

QC Maximum: 
	

393.4 dpm/1OOcm 2  

	

QC Minimum: 
	

260.7 dpm/1OOcm2  

	

QC Mean: 
	

327.0 dpm/1OOcm 2  

Uranium DCGLw: 5000.0 dpm/1 00cm 2  
Uranium DCGLEMc: 15,000,0 dpm/1OOcm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 16 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 11.5 dpm/1OOcm 2  

Minimum: -0.6 dpm/1OOcm 2  
Mean: 3.1 dpm/1OOcm2  

Standard Deviation: 4.3 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: G 	 jSurvey Unit: 881G15 	 Building: 881 

Description: Building 881 Management Unit G Room 246 Floor 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT RCT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 711799 04/02/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA T/S 

2 712193 04/02/04 Electra 1513 AP-6 09/17/04 0.181 NA 93.0 NA T/S 

3 712193 04/02/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T/Q 

4 711799 04/02/04 SAC-4 1170 NA 09/24/04 0.330 NA 16.0 NA R 

5 711799 04/02/04 SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

6 712193 04/02/04 Electra 668 DP-8 06/22/04 0.157 NA 93.0 NA T/S 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: G 	 Survey Unit: 881G15 	 Building: 	881 

Description: 	Building 881 Management Unit G Room 246 Floor 
r* ç  

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	-- 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpmlloocm') 	(dpmI1OOcm 2 ) 

881G15PRP-N001 4 -0.3 N/A 

- 	 881G15PRP-N002 5 -0.6 N/A 

i881G15PRP-N003 4 5.8 N/A 

881G15PRP-N004 5 -0.6 N/A 

881G15PRP-N005 4 5.8 N/A 

881G15PRP-N006 5 11.5 N/A 

- 881G15PRP-N007 

881G15PRP-N008 
- - 	

881G15PRP-N009 

4 - 	 -0.3 N/A 

5 2.4 - 	 N/A 

4 2.7 - N/A 

881G15PRP-N010 5 -0.6 N/A 

881G15PRP-N011 4 -0.3 N/A 

881G15PRP-N012 5 11.5 N/A 

881G15PRP-N013 4 8.8 N/A 

881G15PRP-N014 	 5 	 -0.6 N/A 
- 	

881G15PRP-N015 4 	 2.7 	
j 

N/A  

881G15PRP-N016 

Comments: 

5 2.4 N/A 
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Survey Area: o Survey Unit: 881G15 Building: 	881 

Description: 	Building 881 Management UnitG Room 246 Floor 

Random/QC Total Surface Activity Data Sheet 

- Random Measurement Inst/RCT Net Alpha Net Beta 	 - 

- 

Location Nbr (dpm/1OOcm 2) (dpm/1OOcm 2 ) 	 I  

881G15PRP-N001 147A N/A  

881G15PRP-N002 1 179.8 N/A 

881G15PRP-N003 	- 1 79.3 N/A 

88IG15PRP-N004 1 138.7 N/A 

881G15PRP-N005 1 56.5 	 N/A 

1 220,9 N/A 881G15PRP-N006 

881G15PRP-N007 1 65.6 - N/A 

881G15PRP-N008 1 157.0 
N/AlL 

- 	 881GI5PRP-N009 1 	 88.5 

1 	 303.1 

N/A 	 .- 

[ 	

N/A 881G15PRP-N010 

881G150RP-N010 	
j 

3 260.7 N/A 

881G15PRP-N011 1 47.4 N/A 

- - 	 N/A - T 	881G15PRP-N012 	 1 	 586.2 

881G15QRP-N012 --, 393Ai N/A 	- 

881G15PRP-N013 1 129.6 N/A 

881G15PRP-N014 1 166.1 N/A 
L 

881G15PRP-N015 1 111.3 N/A 

881G15PRP-N016 1 143.3 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5000 
dpm/1 OOcm2. 

Printed On: 06/04/04 10:48 
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PRE-DEMOLITION SURVEY FOR 5881 

Survey Area: 43 	 Survey Unit; 881G15 	 ClassificatIon: 1 
BuildIng: 881 
Survey Unit Description: Building 881, Management Unit G, Room 246 Floor 
Total Area: 36 sq. m. 	 Total Floor Area: 36 sq. m. 
Grid Spacing for Survey Points: 1.5 m. X 1.5 m. 
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Survey Area: G 	 Survey Unit: 881Gi6 	 Building: 881 

	

Description: Building 881, Management Unit 	G, Room 246 Walls and Ceiling 	 : 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 15 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 30.4 dpm/1OOcm2  
Minimum: -15.2 dpm/1OOCm2  

Mean: 4.6 dpm/1OOcm 2  
Standard Deviation: 14.2 

QC Maximum: 30.8 dpm/1OOCm 2  
QC Minimum: 21.3 dpm/1OOcm 2  

QC Mean: 26.0 dpm/1OOcm2  

Uranium DCGLw: 5000.0 dpm/100cm 2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 15 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	11.8 dpm/1OOcm 2  

	

Minimum: 	-0.6 dpm/1OOcm 2  

	

Mean: 	4.0 dpm/1OOcm 2  

	

Standard Deviation: 	4.3 

	

Uranium DCGLw: 	1,000.0 	 I 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: G 	 Survey Unit: 881G16 	 Building: 881 

Description: Building 881, Management UnitG, Room 246 Walls and Ceiling 	-..- - 

Instrument Data Sheet 
A-Priori MDA 

InstJRCT RCT 	Analysis 	lnstr 	Instru 
	

Probe 	Calibration 	Instru Efficiency 
	

(dpm/1OOcm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 

	
Type 	Due Dt 	Alpha 	Beta 

	
Alpha Beta 	Type 

1 711799 04/02/04 Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA T/S 

2 712193 04/02/04 Electra 1513 AP-6 09/17/04 0.181 NA 93.0 NA S 

3 712193 04/02/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA 0 

4 711799 04/02/04 SAC-4 1170 NA 09/24/04 0.330 NA 16.0 NA R 

5 711799 04/02/04 SAC-4 823 NA 08/19/04 0.330 NA 16,0 NA R 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: G Survey Unit: 881G16 Building: 	881 

Description 	Building 881 Management Unit G Room 246 Walls and Ceiling - - 	 - 

Random Removable Surface Activity Data Sheet 

Random Measurement Inst I RCT 	Net Alpha Net Beta 
Location Nbr 	(dpm/1OOcm 2) (dpm/1OOcm 2 ) 

881G16PRP-N001 4 8.8 N/A 

881G16PRP-N002 	-- - 	 5 2.4 

-0.3 

N/A 	 - 	 - 	 -- 	

- 

- 	 N/A 	
-i 

881G16PRP-N003 4 

881G16PRP-N004 5 2.4 N/A 

881G16PRP-N005 4 -0.3 N/A 

-- 881G16PRP-N006 5 -06 N/A 

881G16PRP-N007 	 4 11.8 N/A  

- 881G16PRP-N008 5 2.4 N/A 	 . 

881G16PRP-N009 4 2.7 N/A 

5.5 - - N/A - 881G16PRP-N010 	 5 

881 G16PRP-NO11 4 -0.3 - 	 N/A 

881G16PRP-N012 - 5 	 2.4 N/A 

881G16PRP-N013 4 	 2.7 N/A 	 -- 
- 	

881G16PRP-N014 I- -- 	 11.5 - 	 N/A 	 - 	 - 	 .- 	 -- 	 - 

881G16PRP-N015 4 	 8,8 N/A 

Comments: 
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Survey Area: G 	 Survey Unit: 881G16 	 Building: 	881 

Description: 	Building 881, Management Unit G, Room 246 WaIls and Ceiling 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	I 	Net Beta 
Location 	 Nbr 	(dpm/1OOcm 2 ) 	 (dpm/1DOcm 2) 

fl 881G16PRP-N001 	 1 	 7.6 	 N/A 

881G16PRP-N002 1 -6.1 N/A 

881G16PRP-N003 1 16.7 - N/A 

881G16QRP-N003 3 30.8 N/A 

- 881G16PRP-N004 1 	 -15.2 N/A 

881G16PRP-N005 - 1 	 7.6 N/A 

- 881G16PRP-N006 1 25.9 N/A 

881G16PRP-N007 	
j 

1 -15.2 N/A 

- 881G16PRP-N008 1 -1.5 N/A 

881G16PRP-N009 

B81G16PRP-N010 

1 

1 

-. 	-10.7 

-1.5 

N/A 

N/A 

881G16PRP-N011 1 -6.1 N/A 

881G16PRP-N012 1 167 

- 

N/A 

N/A 	 - 	 - 

N/A 	- 	- - 

881G16PRP-N013 

881G16PRP-N014 

1 	 7.6 

1 	 12.2 

881G16QRP-N014 

881G16PRP-N015 

Comments: 

3 	 21,3 

1 	 30.4 

N/A 

N/A 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: G 	Survey Unit: 881 G16 	 ClassificatIon: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit G, Room 246, 

Walls & Ceiling 
Total Area: 236 sq. m. 	 Total Floor Area: 36 sq. m. 

-- Grid Spacing for Survey Points: 4 m. X 4 m. 	
PAc6 I c'F 1 

Room 246 

- 	
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Survey Area: G 	 Survey Unit: 881G17 	 Bui'ding: 881 

Description: Building 881, Management UnitG, Rooms 247, 248 & 249 Floors 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 46 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 3 

	

Nbr Random Measurements Performed: 51 	 Nbr Biased Measurements Performed: 0 	 Nbr OC Performed: 3 

Alpha 
Maximum: 162.1 dpm/1OOcm 2  
Minimum: 11.6 dpm/1OOcm 2  

Mean: 62.7 dpm/1OOcm 2  
Standard Deviation: 33.1 

QC Maximum: 154.8 dpm/1OOcm 2  
QC Minimum: 145.3 dpm/1OOcm 2  

QC Mean: 151.6 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 46 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 51 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	10.3 dpm/1OOcm 2  

	

Minimum: 	-2.0 dpm/1OOcm 2  

	

Mean: 	3.5 dpm/1OOcm 2  

	

Standard Deviation: 	3.8 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 16:17 

Page: i 	of 7 

'- 
- 



Survey Area: G 	 Survey Unit: 881G17 	 Building: 881 

Description: Building 581 Management Unit G, Rooms 247, 248 & 249 Floors 

Instrument Data Sheet 
A-Priori MDA 

lnstJRCT RCT 	Analysis 	instr 	Instru 	Probe 	Calibration 	lnstru Efficiency 	(dpmuloocm') 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 711799 04/03/04 

2 512590 04/03/04 

3 512590 04/03/04 

4 711799 04/03/04 

5 512590 04/03/04 

6 512590 04/03/04 

7 512590 04/04/04 

8 712193 04/03/04 

9 711447 04/03/04 

10 712193 04/04/04 

11 711447 04/04/04 

12 711799 04/04/04 

13 711447 04/04/04 

14 712193 04/04/04 

Survey Types: 

Electra 1665 DP-6 08/11/04 0.213 NA 93.0 NA T 

SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

SAC-4 1170 NA 09/24/04 0.330 NA 16.0 NA R 

Electra 2352 DP-6 05/11/04 0.225 NA 93,0 NA T 

Ludlum 292 147742 NA 09/25/04 0.351 NA 16.0 NA R 

Ludlum 292 147744 NA 08/12/04 0341 NA 16.0 NA R 

Electra 1513 AP-6 09/17/04 0.181 NA 93.0 NA S 

Electra 1513 AP-6 09/17/04 0.181 NA 93.0 NA S 

Electra 668 DP-8 06122/04 0.157 NA 93.0 NA S 

Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA S 

Electra 681 DP-8 06/29/04 0.152 NA 93.0 NA S 

Electra 668 DP-8 06/22/04 0.157 NA 93.0 NA S 

Electra 3109 DP-6 06/08104 0.211 NA 93.0 NA Q/S 

SAC-4 1170 NA 09/24/04 0.330 NA 16.0 NA R 

T = Total Surface Activity, Q = TSA QC, S = Scan, R 	Removable Surface Activity, I = Investigation 

Printed On 06/04/04 16:17 
Page: 2 	of 7 

133t 



Survey Area: G 	 Survey Unit: 881G17 	 Building: 	881 

Description: 	Building 881 Management Unit G, Rooms 247, 248 & 249 Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/100cm 2) 

Net Beta 
(dpm/100cm 2 ) 

881G17PRP-N001 14 4.9 N/A 

N/A 881G17PRP-N002 

- 881G17PRP-N003 

3 2.7 

14 1.8 N/A 

881G17PRP-N004 3 5.8 N/A  

881G17PRP-N005 14 1.8 N/A 

88IG17PRP-N006 3 2.7 N/A 

N/A  - 

	

881G17PRP-N007 	 14 

	

881G17PRP-N008 	'3 

1.8 

-0.3 N/A 

881G17PRP-N009 	 14 

	

4.9 	 N/A 

	

8.8 	 N/A 

	

6.6 	 -- N/A  

881G17PRP-N012 	 6 	 10.3 	 N/A -4  
881G17PRP-N010 3 

881G17PRP-N011 5 	- 

	

881G17PRP-N013 	 5 	 3.7 	 N/A 

	

881G17PRP-N014 	- 	6 	 - 	13' N/A  

	

881G17PRP-N015 	 14 	 -1.2 	 N/A 

	

881G17PRP-N016 	 3 	 8,8 	 N/A 

	

L 881G17PRP-N017 	- 	5 	 6.6 	- 	 N/A 

- 	881G17PRP-N018 	- 	6 	 7.3 	 N/A 

	

881G17PRP-N019 	 5 	 6.6 	 N/A 

	

881G17PRP-N020 	 6 	 -1.5 	 N/A 	 -- 	- 

	

881G17PRP-N021 	 5 	 6.6 	 N/A 

	

881G17PRP-N022 	 6 	 -1.5 	 N/A 

881G17PRP-N023 14 4.9 N/A 

881G17PRP-N024 3 5.8 N/A 

881G17PRP-N025 	 5 	 6.6 	 N/A 

881G17PRP-N026 - 	- 6 	 -1.5 	 N/A 

881G17PRP-N027 5 09 N/A 

881G17PRP-N028 6 10.3 N/A 

881G17PRP-N029 5 	- 0.9 N/A 
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Survey Area: G 	 Survey Unit: 881G17 	 - 	 Building: 881 

Description: Building 881, Management Unit G, Rooms 247, 248 & 249 Floors 	- 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/100cm 2 ) 

Net Beta 
(dpmIlOOcmz) 

881G17PRP-N030 6 

5 

4.4 

0.9 

N/A 

N/A 881G17PRP-N031 

881G17PRP-N032 
[ 	

6 	- -1.5 	 N/A 

881G17PRP-N033 14 1.8 N/A 

881G17PRP-N034 5 3.7 N/A 

881G17PRP-N035 6 1.5 N/A 

881G17PRP-N036 5 

6 

-2.0 	 N/A 

881G17PRP-N037 7.3  

	

881017PRP-N038 	 14 	 1.8 	 N/A 

	

881G17PRP-N039 	 3 	 -0.3 	 N/A 

	

881G17PRP-N040 	 14 	 1.8 	 N/A 

	

881G17PRP=N041 	 3 	 2.7 	 N/A 	
--- 

	

881G17PRP-N042 	 14 	 -1.2 	 N/A 

	

881G17PRP-N043 	 3 	 8.8 	 N/A 

	

881G17PRP-N044 	 14 	 -1.2 	 N/A 

	

881GI7PRP-N045 	 3 	- 	-- 	 8.8 	 ---.--- 	 - - 	 - 	 -- 	 - - 

	

881G17PRP-N046 	 14 	 1.8 	 N/A 

	

881G17PRP-N047 	 3 	- 	 5.8F 	
N/A 

14 	 -1.2 

 

	

881G17PRP-N049 	 3 	 8.8 	 N/A 

	

- 881G17PRP-N050 	 14 

	

881G17PRP-N051 	 3 	 -03' 	 N/Ai 	- ____________ 

Comments: 
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Survey Area: 	G 	 Survey Unit: 881G17 	 Building: 	881 

Description: 	Building 881, Management Unit G, Rooms 247, 248 & 249 Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst if RCT 	Net Alpha 	 Net Beta  

	

Location 	
] 	

Nbr 	(dpm/1 OOcm 2 ) 	 (dpm/1OOcm 2) 

881G17PRP-N001 	 1 54.2 	 N/A 

881G17PRP-N002 4 60.5 N/A 

881G17PRP-N003 1 35.4 N/A 

881G17PRP-N004 4 42.7 N/A 

881G17PRP-N005 1 96.4 N/A 

	

881G17PRP-N006 	 4 

	

881G17PRP-N007 	- 	1 

	

881G17PRP-N008 	
[ 	

4 

11.6 N/A 

N/A 

N/A 

72.9 

42.7 

	

881G17PRP-N009 	 1 	 44.8 	 N/A 

	

881G17PRP-N010 	 4 	 47.1 	 N/A 

	

881G17PRP-N011 	-- 	1 	 68.2 	 N/A 

	

881G17PRP-N012 	 4 	 64.9 	 N/A 

	

881G17PRP-N013 	 1 	 91.7 	 N/A  

	

881G17PRP-N014 	 4 	 - 	69.4 	 N/A  

	

881G17PRP-N015 	I 	1 	 63.5 	 N/A 

-- 881G17PRP-N016 	 4 73.8  - N/A 

1 	 30.7 

881G17PRP-N018 	 4 	 73.8 

N/A 

N/A 

881G17PRP-N019 	 1 16.6 -- N/A 

881G17PRP-N020 	 4 87.1 - 	 N/A 

881G17PRP-N021 	 1 	 162.1 N/A 

N/A 881G17QRP-N021 	13 145.3 

73.8 881G17PRP-N022 	
I 

N/A 

881G17PRP-N023 1 21.3 N/A 

881G17PRP-N024 	 4 29.4 	 N/A 

589 	 N/A 881G17PRN025I 	1 

881G17PRP-N026 	 4 42.7 - 	 N/A 
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Survey Area: G 	 Survey Unit: 881G17 	 - 	Building: 881 

Description: Building 881, Management UnitG, Rooms 247, 248& 249 Floors -- 	 - - 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 	Net Alpha 
Nbr 	(dpmIlOOcm 2) 

Net Beta 
(dpm/1OOcm2 ) 

	

881G17PRP-N027 	 1 	 129.3 

	

881G17PRP-N028 	 4 	 69.4 

N/A 

N/A 

881G17PRP-N029 1 54.2 N/A 

881G17PRP-N030 4 47.1 N/A 

881G17PRP-N031 	 1 	 72.9 N/A 

881G17PRP-N032 4 78.3 

105.8 

N/A 

N/A L 881G17PRP-N033 	- 	 1 

881G17PRP-N034 	 4 29.4 N/A 

- 

	

881G17PRP-N035 	 1 	 21.3 

	

881G17PRP-N036 	 4 	- 	 294 

	

881G17PRP-N037 	- 	 1 	-- 	 87.0 N/A 

N/A  

N/A 

N/A 

- - 	 N/A 

N/A 

N/A 

L 881G17PRP-N038 	J 4 	 140.5 

- 881017QRP-N038 

881G17PRP-N039 

13 	 154.8 

4 	 24.9 

1 	J 	58.9 881G17PRP-N040 

- -- 

	

881G17PRP-N041 	 4 	 318 	 N/A 

	

881G17PRP-N042 	 1 	 49.5 	 N/A 

	

881G17PRP-N043 	 4 	 47.1 	 N/A 

881G17PRP-N044 	 1 63.5 N/A  

881G17PRP-N045 	 4 33.8 N/A  

881G17PRP-N046 	 1 40.1 N/A 

N/A 	1 -. 	
- 

N/A 

- 881G17PRP-N047 	 4 	 56.0 

881G17PRP-N048 1 	 58.9 

881G17PRP-N049 4 73.8 N/A 

881G17PRP-N050 1 115.2 

140.5 

154.8 

N/A 

	

881G17PRP-N051 	 4 

	

881G17QRP-N051 	 13 

N/A 

N/A 
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Survey Area: G 	 Survey Unit: 881G17 	 Building: 881 

Description: Building 881 Management UnitG, Rooms 247, 248 & 249 Floors 

Comments: Scans performed at 4'/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 00cm2. 
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Survey Area: H 	 Survey Unit: 8811103 	 Building: 881 

Description: Building 881Management Unit H, 159 Elevator 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 2 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 18 	 Nbr Biased Measurements Performed: 2 	 Nbr QC Performed: 2 

Alpha 
Maximum: 75.0 dpm/100cm2  
Minimum: 19.2 dpm/100cm 2  

Mean: 45.8 dpm/1OOcm 2  
Standard Deviation: 15.6 

QC Maximum: 59.2 dpm/100cm 2  
QC Minimum: 49.8 dpm/100cm 2  

QC Mean: 54.5 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/100cm2  
Uranium DCGLEMC: 15000.0 dpm/lOOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 2 

Nbr Random Measurements Performed: 18 	 Nbr Biased Measurements Performed: 2 

- 	 Alpha 

	

Maximum: 	8.5 dpm/1OOcm2  

	

Minimum: 	-0.6 dpm/1OOcm 2  

	

Mean: 	2.3 dpm/1OOcm 2  

	

Standard Deviation: 	2.8 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface ContamInation Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: H 	 Survey Unit: 881H03 
	

Building: 881 

Description: Building 881 Management Unit H, 159 Elevator 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 
Location 	 Nbr 

Net Alpha 	 Net Beta 
(dpm/100cm 2) 	 (dpm/1OOcm2) 

L 881H03PRP-N001 	 4 5.8 	J 	 N/A 

-0.6 	 N/A 

2.7 	 N/A 

881H03PRP-N002 

[ 	
881H03PRP-N003 

5 

4 	- 

881 H03PRP-N004 5 -0.6 N/A 

881 H03PRP-N005 4 2.7 N/A 
- 

881 H03PRP-N006 

881H03PRP-N007 

881H03PRP-N008 

5 

4 

2.4 N/A  

5.8 N/A 

- 	- 	N/A 5 -0.6 

- 881H03PRP-N009 4 -0.3 N/A 

881 H03PRP-N010 5 -06 N/A 

881H03PRP-N011 4 5.8 N/A 

	

881H03PRP-N012 	 5 	 8.5 

	

881H03PRP-N013 	 4 	 2.7 

	

881H03PRP-N014 	 5 	 2.4 

N/A 

N/A -- 

N/A 

881H03PRP-N015 

881H03PRP-N016 

4 

	

-0.3 	 N/A 

	

-0.6 	 N/A 

	

2.7 	 N/A 

5 

881H03PRP-N017 4 
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Survey Area: H 	 Survey Unit: 8811-103 
	

Building: 881 

Description: Building 881 Management Unit H, 159 Elevator - 

Biased Removable Surface Activity Data Sheet 

Biased Measurement 	Inst I RCT 	Net Alpha 	 Net beta 

	

Location 	 Nbr 	(dpmI100cm 2) 	 (dpm/100cm 2 ) 

	

881H03PBP-N019 	
F 	

-0.3 
	

N/A 

	

881H03PBP-N020 	 5 	1 	 24 
	

N/A 

Comments: 
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Survey Area: H 	 Survey Unit: 8811-103 	 Building: 881 

Description: Building 881Management Unit H, 159 Elevator 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst I RCT Net Alpha Net Beta 
Loca tion Nbr (dpmI1OOcm2 ) (dpm/100cm 2) 

- 	 881H03PRP-N001 1 70.4P N/A 

881H03PRP-N002 1 42.5 N/A 

881H03PRP-N003 1 51.8 N/A 

881H03PRP-N004 2 	 32.2 N/A 

881 HO3PRP-N005 1 	 23.9 N/A 

881H03PRP-N006 1 425 N/A 

881 H03PRP-N007 1 23.9 N/A 

8811-I03PRP-N008 

881H03PRP-N009 

1 33.2 N/A 

2 	 41.4 N/A 

N/A 881H03PRP-N010 2 55.1 

881H03PRP-NO11 1 19.2 N/A 

881H03PRP-N012 1 47.1 N/A 

8811-103PRP-N013 	 1 

881 HO3PRP-N014 	 2 

37.8 N/A 

N/A 55.1 

881H03PRP-N015 	 1 61.1 N/A 

	

881H03QRP-N015 	 3 	 49.8 

	

881H03PRP-N016 	 I 	- 	 37.8 

	

881H03PRP-N017 	 1 	 75.0 

	

8811-I03PRP-N018 	 1 	 65.7 

N/A 

N/A 

N/A 

N/A 

881H03QRP-N019 	 3 	 59.2 	 N/A 

Printed On: 06/04/04 09:57 
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Survey Area: H 	 Survey Unit: 881H03 	 _LBuilding: 881  

Description: Building 881Management Unit H, 159 Elevator 

Ir 

Biased Total Surface Activity Data Sheet 

Biased Measurement 	Inst/ RCT 	Net Alpha 	 Net Beta 

	

Location 	 Nbr 	(dprn/lOOcm 2)(dpm/lOOcm 2 ) 

	

881H03PBP-N019 	 2 	 57.1 	 N/A 
L____ 

	

881H03PBP-N020 	 2 	 43.4 	 N/A 

Comments: 

Printed On: 06/04/04 09:57 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: H 	Survey Unit: 881 H03 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881 Management Unit H, 159 Elevator 
Total Area: 89 sq. m. 	 Total Floor Area: 6 sq. m. 
Grid Spacing for Survey Points: 2m. X 2m. 

Elevator H 

STARTING POINT 
1OR cntlARf 

F'AG 

,A V 

ing 

18 

-- 	 - 	 .- 	

Scan Area 

Soil!,,, Ito UnOrd SlaIn, Govrnoonol nor Kornrr Hill Co.. 	 U.S. Department of Energy 

	

SURVEY MAP LEGEND 	nor CH2MHIII. nor any agnocy rhrrnof. non any of 	 0 	FEET 	15 	 Rocky Flats Environmental Technology Site 
(i) Smear & TSA Location 	

N 	
Prepar.d by: GIS Dept 303-966-7707 	Propored for 

	

- 	accuzocy. completeness. on usefulness of any oforinason. 
Smear. TSA & Sample Location 	fames prndoct, or penconu dindossd. or "P°°" 

• Open/inaccessible Area 	
IS use would on, irffingc pnvwnly ownrd nglan. 	 0 	METERS 	5 	

CH2MH ILL 
71  Area in Another Survey Unit 	

Scan Survey Information 	
C,,rnr,o,r' -c,,l,oss 2.-. Survey Instrument ID #(s) & RCT ID #(s). 	

- 	I 	- I 
1,2 	

I inch -2 feet 	gri sq. - sq. m. 	
MAP ID: 03-0568/8811403-SC 	April 14, 2004 
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Survey Area: J 	 Survey Unit: 881J01 	 Building: 881 

Description: Building 881, MU-J, Rooms 201, Floors 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 140 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 8 

	

Nbr Random Measurements Performed: 150 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 8 

Alpha 

	

Maximum: 
	

1,018.1 dpm/1OOcm 2  

	

Minimum: 	-9.6 dpm/1OOcm 2  

	

Mean: 
	

29.9 dpm/1OOcm 2  

	

Standard Deviation: 
	

90.0 

	

QC Maximum: 
	

1,076.4 dpm/1 00cm2  

	

QC Minimum: 
	

24.3 dpm/100cm2  

	

QC Mean: 
	

188.4 dpm/100cm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 140 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 150 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 
	

14.9 dpm/1OOcm 2  

	

Minimum: 	-1.8 dpm/1OOcm 2  

	

Mean: 
	1.7 dpm/1OOcm2  

	

Standard Deviation: 
	

3.1 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 16:24 
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Survey Area: J 	 Survey Unit: 881J01 	 Building: 881 

Description: Building 881, MU-J, Rooms 201 Floors 

Instrument Data Sheet 
A-Priori MDA 

lnstIRCT 	RCT Analysis lnstr Instru Probe Calibration instru Efficiency (dpmI1 OOcm2) Survey 
Number ID Date Model S/N Type Due Dt Alpha Beta Alpha Beta Type 

1 711799 02/23/04 Electra 662 DP-6 03/15/04 0.217 NA 93.0 NA S 

2 711799 02/23/04 Electra 661 DP-8 07/07/04 0.167 NA 93.0 NA S 

3 711447 02/23/04 Electra 666 DP-8 06/16/04 0.162 NA 93.0 NA S 

4 711447 02/23/04 Electra 3105 DP-6 07/14/04 0.201 NA 93.0 NA T/S 

5 712193 02/23/04 Electra 2404 DP-6 04/16/04 0.211 NA 93.0 NA T/S 

6 711799 02124/04 Electra 662 DP-6 03/15/04 0,217 NA 93.0 NA T 

7 712193 02/24/04 Electra 2404 DP-6 04/16/04 0.211 NA 93.0 NA T 

8 512590 02/24/04 SAC-4 961 NA 03/30/04 0.330 NA 16.0 NA R 

9 512590 02/24/04 SAC-4 1171 NA 08/19/04 0.330 NA 16.0 NA R 

10 711447 02/24/04 Electra 3105 DP-6 07/14/04 0.201 NA 93.0 NA I 

11 712193 04/06/04 Electra 668 DP-6 06/22/04 0.157 NA 93.0 NA S 

12 712193 04/06/04 Electra 3105 DP-6 09/17/04 0.198 NA 93.0 NA I/S 

13 712193 04/06/04 Electra 1383 DP-6 04/30/04 0.196 NA 93.0 NA T 

14 712193 04/06/04 SAC-4 1170 NA 09/24/04 0.330 NA 16.0 NA R 

15 711447 04/06/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T 

Survey Types 
	

T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/04/04 16:24 
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Survey Area: J 	 Survey Unit: 881J01 	 Building: 	881 

Description: 	Building 881, MU-J, Rooms 201, Floors 

Random Removable Surface Activity Data Sheet 

Printed On' 06/04/04 16:24 

Page: 3 	of 14 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/100cm 2) 	 (dpm/lOOcm 2 ) 

881J01PRP-N001 	 14 5.8 	 N/A 

881JO1PRP-N002 14 -0.3 N/A 

881J01PRP-N003 14 2.7 N/A 

881JO1PRP-N004 14 2.7 N/A 

881J01PRP-N005 14 5.8 N/A 

881 JOl PRP-N006 	 14 

881JO1PRP-N007 	 14 

881JO1PRP-N008 	 14 

881JO1PRP-N009 	 14 

-0.3 	 N/A 

11.8 	 N/A  

	

-0.3 	 N/A 

	

2.7 	 N/A 

881JO1PRP-N010 

881JO1PRP-N011 

14 2.7 N/A 

N/A 14 -0.3 

881JO1PRP-N012 	 14 

	

2.7 	 N/A 

	

5,8 	 N/A 

	

2.7 	 N/A 

- 	 N/A 

	

881JO1PRP-N013 	 14 

	

881J01PRP-N014 	 14 

881JOIPRP-N015 14 27 

	

881JO1PRP-N016 	 14 

- 	 - 	 --- - 	 - 

-0.3 N/A 

881J01PRP-N017 14 2.7 N/A 

881JO1PRP-N018 14 5.8 N/A - 

881JO1PRP-N019 14 -0.3 N/A  

881JO1PRP-N020 

881J01PRP-N021 

14 	 - 	 5.8 N/A 

14 -0.3 	r 	N/A 

881JO1PRP-N022 14 2.7 N/A 

881JO1PRP-N023 14 2.7 N/A 

881J01PRP-N024 14 -0.3 N/A 

881J01PRP-N025 14 	 2.7 N/A 

881JO1PRP-N026 14 	' 	 8.8 N/A 

- 	 881JO1PRP-N027 14 -0.3 N/A 

881J0 1PRP-N028 14 2.7 N/A 

881 JOl PRP-N029 14 -0.3 N/A 

L 



Survey Area: J 	 Survey Unit: 881J01 
	

Building: 881 

Description: Building 881, MU-J, Rooms 201, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

[ 	

881J01PRP-N030 14 

881J01PRP-N031 14 

881JO1PRP-N032 

881J01PRP-N033 

14 

14 

881JO1PRP-N034 14 

881JO1PRP-N035 14 

881JO1PRP-N036 14 

Net Alpha 
(dpm/1OOcm 2) 

Net Beta 
(dpm/1OOcm 2 ) 

2.7 N/A 

-0.3 N/A 

-0,3 NIA 

2.7 N/A 

2,7 N/A  

2.7 

-0.3 

N/A 

N/A 

1JU1FIV-NU37 	1 	14 	 2.7 N/A 

- 	 N/A L 881J01PRP.N038j 14 	 -0.3 

881JO1PRP-N039 	 14 	 8.8 N/A 

881J01PRP-N040 	 14 	 11.8 N/A 

881J01PRP-N041 	- 	 14 	 5.8 	 N/A 

881 JO 1 PRP-N042 	 14 	i 	 -0.3 	I 	 N/A 

881J01PRP-N043 	 14 	 2.7 	 N/A 

881JO1PRP-N044 	 14 	 2.7 	 N/A 

881JO1PRP-N045 	 14 	 5.8 	 N/A 

881JO1PRP-N046 	 14 	 5.8 	 N/A 

881J01PRP-N047 	 14 	 5.8 	 N/A 

881JO1PRP-N048 	 14 	 2.7 	 N/A 

881J01PRP-N049 	
j 	

14 	 -0.3 	 N/A 

- 881J01PRP-N050 	 14 	 5.8 	 N/A 

881JO1PRP-N051 14 8.8 N/A 

881 JO1PRP-N055 

881J01 PRP-N056 

881J01PRP-N057 

Printed On: 06/04/04 16:24 
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Survey Area: J 	 Survey Unit: 881JQI 	 Building: 881 

Description: Building 881, MU-J, Rooms 201, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 	 - - - 
Location 	 Nbr 	(dpm/l00cm 2) 	 (dpm/lOOcmt) 

881JO1PRP-N059 	 14 	 2.7 	 N/A 

881JO1PRP-N060 	 14 	 -0.3 	 N/A 

881JO1PRP-N061 	 14 	 2.7 	 N/A 

881JO1PRP-N062 	 14 	 -0.3 	 N/A 

881 JO 1 PRP-N063 	 14 	 -0.3 	 N/A 

881JO1PRP-N064 	 14 	 2.7 - 	 N/A 	 - - 

881JO1PRP-N065 	 14 	 8.8 	' 	 N/A 

881JO1PRP-N066 	 8 	 1.2 	 N/A 

881J01PRP-N067 	 9 	 27 	 N/A 

881J01PRP-N068 	' 	8 	 -1.8 	 N/A 

881J01PRP-N069 9 	- 	 -0.3 	 N/A 
 

881JO1PRP-N070 	 8 	 1.2 	 N/A 

881J01PRP-N071 	 9 	 5.8 - 	 - N/A 

881JO1PRP-N072 	 8 	 1.2 	 N/A 

881JO1PRP-N073 	 9 	 -0.3 	 N/A 	 -- 

881JO1PRP-N074 	 8 	 -1.8 	 N/A 

881JO1PRP-N075 	J 	9 	 2.7 	 N/A 	 - 

881J01PRP-N076 	 8 	 1.2 	 N/A 

881JO1PRP-N077 	 9 	 2.7 	 N/A 

881J01PRP-N078 8 	 42 	 N/A 

881J0IPRP-N079 	 9 	 2.7 	 N/A - 

8J01PRP-N080 8 	 -18  

881 JO1PRP-N081 	 9 	 -0.3 	 N/A 

881J01PRP-N082 	 8 	 -1.8 	 N/A 

881JO1PRP-N083 	 9 	 -0.3 	 N/A 

881JO1PRP-N084 	 8 	 4.2 N/A 

881JO1PRP-N085 	 9 	 2.7 	 N/A 

881JO1PRP-N086 	 8 	 -1.8 	 N/A 

L 881JO1PRP-N087 	 9 	 -0,3 	 N/A 

Printed On: 06/04/04 16:24 
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Survey Area: J 	 Survey Unit: 881JO1 	 Building: 	881 

Description: 	Building 881, MU-J, Rooms 201, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 	lnst/RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/1OOcm 2 ) 	 (dpm/lOOcm 2) 

881JO1PRP-N088 	1 	8 4.2 	 N/A 

881JO1PRP-N089 9 -0.3 N/A 

881JO1PRP-N090 8 - 1.8 N/A  

881J01PRP-N091 9 2.7 N/A 

881JO1PRP-N092 8 -1.8 N/A 

881J01PRP-N093 9 -0.3 N/A 

881JO1PRP-N094 

881J01PRP-N095 

881J01PRP-N096 

8 	 1,2 	 N/A 

r 9 	 - -3 	 N/A 

8 	 1.2 - 	 N/A 

881JO1PRP-N097 

881JO1PRP-N098 

-- 

	

	881J01PRP-N099 

881JO1PRP-N100 

9 -0.3 N/A  

N/A 

- 	N/A  

N/A 

8 -1.8 

9 -0.3 

8 -1.8 

881J01PRP-N101 

881JO1PRP-N102 

881J01PRP-N103 

9 -0.3 N/A 

- 	- 

- 

8 1.2 	 N/A 

9 2.7 	 N/A 

881J01PRP-N104 8 -1.8 	i 	 N/A 

881JO1PRP-N105 9 

	

-0.3 	- 

	

1.2 	- 

N/A 

- 881JO1PRP-N106 8 N/A - 

	

881J01PRP-N107 	 9 

	

881JO1PRP-N108 	 8 

-0.3 N/A -- 

-1.8 

- -0.3 

-1.8 

-0.3 

N/A 

- 881J01PRP-N109 

881JO1PRP-N110 

881JO1PRP-N111 

9 	-. 

8 

9 

N/A 

N/A 

N/A 

881J01PRP-N112 8 4.2 N/A 

881J01PRP-N113 9 -0.3 N/A 

N/A 881JO1PRP-N114 8 4.2 

881J01PRP-N115 9 -0.3 N/A 

881J01PRP-N116 8 1.2 N/A 

Printed On: 06/04/04 16:24 
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- Survey Area: J 	 Survey Unit: 881J01 
	

Building: 881 

Description: Building 881, MU-J, Rooms 201 Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/100cm 2) 	 (dpm/100cm 2) 

881J01PRP-N117 	9 -0.3 N/A 

881J01PRP-N118 8 1.2 N/A 

DOI Jul rrp-'-i'ni V -0.3 

881J01PRP-N120 8 4.2 

881J01PRP-N121 9 14.9 	- 

881J01PRP-N122 8 -1.8 	- 

- - 881J01PRP-N123 	9 2.7 

881J01PRP-N124 8 -1.8 

881J01PRP-N125 9 -0.3 

881J01PRP-N126 8 -1.8 - 

881J01PRP-N127 9 -0.3 

881J01PRP-N128 8 4.2 

	

P 881J01PRP-N129 	9 

	

88PRPN130 	8 	 18T 

881JO1PRP-N131 	9 2.7 

881J01PRP-N132 8 -1.8 

881JO1PRP-N133 9 -0.3 

881J01PRP-N134 8 -1.8 

881J01PRP-N135 9  
2.7J 

881J01PRP-N136 8 -1.8 

881JO1PRP-N137 	9 2.7 - 

1J01PRP-N138 8 -1.8 

881JO1PRP-N139 9 2.7 - 

881J01PRP-N140 8 -1.8 - 

881J01PRP-N141 9 2.7 

881JO1PRP-N142 8 1.2 

881J01PRP-N143 

881J01PRP-N144 

9 5.8 

8 -1.8 - 

881J0IPRP-N145 9 5.8 - 

N/A 

N/A 

N/A 

N/A 

NIAf 

N/A 
 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

-- N/A 

N/A 

N/A 

Printed On: 06/04/04 16:24 
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Survey Area: J 	 Survey Unit: 881J01 	 Building: 881 

Description: Building 881, MU-J, Rooms 201, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta  
Location 	 Nbr 	(dpm/100cm 2 ) 	 (dpm/100cm2) 	 I 

	

881J01PRP-N146 	 8 	 -1.8 	 N/A 

	

881J01PRP-N147 	 9 	 -0.3 	 N/A 

	

881J01PRP-N148 	 8 	 -1.8 	 N/A 

	

881JO1PRP-N149 	 9 	 -0.3 	 N/A 

	

881J01PRP-N150 	 8 	 1.2 	 N/A 

Comments: 	 - - 

Printed On: 06/04/04 16:24 
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Survey Area: J 	 Survey Unit: 881J01 	 Building: sai 

Description: Building 881, MU-J, Rooms 201, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 
Location 	 Nbr 	(dpm/1 00cm 2) 

	

881J01PRP-N001 	j 	12 
	

6.0 

	

881JO1PRP-N002 	 13 
	

1.1 

	

881JO1PRP-N003 	 12 
	

26.2 

	

881JO1PRP-N004 	 13 
	

1.1 

	

881JO1PRP-N005 	 12 	 -4.1 

	

881JO1PRP-N006 	13 - 
	

11.3 

	

881JO1PRP-N007 	 12 
	

21.2 

	

881JO1PRP-N008 	 13 
	

47.0 

	

88IJ01PRP-N009 	 12 
	

16.1 

	

881J01PRP-N010 	 13 
	

36.8 

	

881JO1PRP-N011 	 12 
	

36.3 

- 	13 	- 
	

26.6 

	

881J01PRP-N013 	 12 
	

51.5 

	

881JO1QRP-N013 	15 
	

29.0 

	

881JO1PRP-N014 	 13 
	

31.7 

	

881JO1PRP-N015 	J 	12 
	

4.1 

	

881JO1PRP-N016 	 13 
	

36.8 

	

881JO1PRP-N017 	 12 
	

21.2 

	

881 JOl PRP-N01 8 	-- 13 
	

11.3 

	

881JO1PRP-N019 	 12 
	

6.0 

	

881J01PRP-N020 	 13 
	

16.4 

	

881JO1PRP-N021 	 12 
	

36.3 

	

881J01PRP-N022 	 13 
	

11.3 

	

881J01PRPN023 	 12 
	

157.5 

	

881JO1QRP-N023 	15 
	

157.0 	- 

	

-- 881JO1PRP-N024 	 13 
	

31.7 

	

881JO1PRP-N025 	 12 
	

31.3  

Net Beta 
(dpm/1 00cm2) 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 1  

N/A 

N/A 	
-- 

N/A 	 - 

N/A  

N/A 

N/A 

NIA 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

Printed On: 06/04/04 16:24 
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Survey Area: J 	 Survey Unit: 881J01 	 Building: 	881 

Description: 	Building 881, MU-J, Rooms 201, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/1OOcm 2 ) 	 (dpm/lOOcm 2) 

881JO1PRP-N026 13 	 31.7 N/A 

881 JO1PRP-N027 12 1.0 N/A 

881JO1PRP-N028 13 -9.1 N/A 

881JO1PRP-N029 12 16.1 

6.2 

26.2 

N/A 

N/A 881J01PRP-N030 	 13 

881JOIPRP-N031 	 12 N/A  

881JO1PRP-N032 	 13 52.1 N/A 

	

881J01PRP-N033 	 12 	 11.1 

	

881J01PRP-N034 	 13 	 26.6 

N/A 

N/A 

88IJ01PRP-N035 	 12 16.1 N 

881J01PRP-N036 

881JO1PRP-N037 

13 36.8 N/A 

L 	
12 21.2 N/A - 

881JO1PRP-N038 

881 JO 1 PRP-N039 

13 26.6 1 N/A 

12 	 11.1 

13 	 1.1 

N/A 

L 881JO1PRP-N040 N/A 

-- 	881JO1PRP-N041 12 	 16.1 N/A 

881J0IPRP-N042 13 	 26.6 N/A 

881JO1PRP-N043 12 	 16.1 

13 	- - -- 	 1.1 

N/A 

881 JO 1 PRP-N044 N/A 

881J01PRP-N045 12 6.0 N/A 

881JO1PRP-N046 13 31.7 N/A 

881JO1PRP-N047 12 	 11.1 N/A 

- 881JOIPRP-N048 13 	- 16.4 N/A 

881JO1PRP-N049 12 16.1 N/A 

881J01PRP-N050 13 1.1 N/A 

881JO1PRP-N051 12 6.0 N/A  

LIIi 	881JO1PRP-N052 - - 	13 21.5 N/A 

Printed On: 06/04/04 16:24 
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Survey Area: .i 	 J Survey Unit: 881J01 	 Building: 881 

Descriptiom Building 881, MU-J. Rooms 201, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 
Location 	 Nbr 

Net Alpha 
(dpm/100cm 2 ) 

Net Beta 
(dpm/1OOcm 2 ) 

881JO1PRP-N053 
- J 	12 36.3 - 	 N/A 

- 881JO1PRP-N054 13 26.6 N/A 

881JO1PRP-N055 - 	 12 41.4 N/A 

881J01QRP-N055 15 43.2 N/A 

881J01PRP-N056 13 11.3 N/A 

881JO1PRP-N057 12 11.1 - 	 N/A 

881J01PRP-N058 	- - 	 13 16.4 N/A 

- 881JO1PRP-N059 12 6.0 N/A 

881JO1PRP-N060 

L 881JO1PRP-N061 

881JO1PRP-N062 

13 31.7 N/A 

N/A 12 16.1 

6.2 

11.1 

13 

12 

N/A 

N/A 881JO1PRP-N063 

881J01PRP-N064 13 21.5 N/A 

881JO1PRP-N065 13 1.1 

0.0 

N/A 	 - 

881JO1PRP-N066 	 7 N/A 

881JO1PRP-N067 6 8.8 N/A 

881J01PRP-N068 7 47.4 N/A 

881JO1PRP-N069 	 6 4.2 - -- 	 N/A 

881JO1PRP-N070 	J 	7 9.5 N/A 

881JO1PRP-N071 	J 6 18.1 N/A 

881JO1PRP-N072 7 28.5 

18.1 

N/A 

N/A 881JO1PRP-N073 

881J01PRP-N074 

6 

- 	 7 23.7 N/A 

881J01PRP-N075 - 6 1,018.1 N/A 

881JO1QRP-N075 15 1076.4 N/A 
881JO1PRP-N076 	

- 7 14.2 

-5.0 

N/A 

881JO1PRP-N077 6 N/A - 
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Survey Area: J 	 Survey Unit: 881J01 	 Building: 881 

Description: Building 881, MU-J, Rooms 201, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 
Location 	 Nbr 

Net Alpha 	 Net Beta 
(dpm/1OOcm 2 ) 	 (dpm/1OOcm 2) 

881JO1PRP-N078 	- 	7 52.2 N/A 

881J01PRP-N079 7 23.7 N/A 

881JO1PRP-N080 6 -0.4 N/A 

881J01PRP-N081 7 -4.7 N/A 

881J01PRP-N082 - 6 -0.4 N/A 

- 881J01PRP-N083 7 -4.7 N/A 

881J01 PRP-N084 6 27.3 N/A 

881JO1PRP-N085 7 19.0 N/A 

	

881J01PRP-N086 	 6 	 -5.0 

	

881JO1PRP-N087 	 6 	 64.1 

	

881JO1QRP-N087 	15 	 71.6 

	

881J01PRP-N088 	
- 	

.- 	 7 	 37.9 J 

	

881JO1PRP-N089 	- 	7 	 14.2 

	

881J01PRP-N090 	 6 	 -0.4 

N/A 

N/A 

N/A 

N/A 

- 	N/A 

N/A 

I -  

881J01PRP-N091 6 18.1 N/A 

881J01PRP-N092 7 -- 	23.7 N/A 

	

881JO1PRP-N093 	 6 

	

881JO1PRP-N094 	 7 

	

881J01PRP-N095 	 6 

4.2 N/A  

14.2 N/A 

N/A -5.0 

	

881JO1PRP-N096 	 7 

	

881JO1PRP-N097 	 6 

-4.7 

13.4 

N/A 

N/A 

881 JOl PRP-N098 7 23.7 N/A 

881JO1PRP-N099 6 18.1 N/A 

881JO1PRP-N100 7 4.8 N/A 

881JO1PRP-N101 7 14.2 N/A 

881J01PRP-N102 - 6 -9.6 N/A 

881J01PRP-N103 6 31.9 N/A 
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Survey Area: J 	 Survey Unit: 881J01 	 Building: 881 

Description: Building 881, MU-J, Rooms 201 Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 
Location 	 Nbr 

Net Alpha 
(dpm/1OOcm 2) 

Net Beta 
(dpmIlOOcm 2) 

881JO1PRP-N104 	 7 23.7 N/A 

881J01PRP-N105 	 6 8.8 N/A 

881 JUl PRP-N106 	 7 14.2 N/A 

881J01PRP-N107 	 6 22.7 N/A 

881J01PRP-N108 	 6 4.2 N/A 

881 JUl PRP-N109 7 9.5 N/A 

881J01QRP-N109 15 38.5 N/A 

881JU1PRP-N110 10 30.6 N/A 

881J01PRP-N111 10 	 45.5 N/A 

881JO1PRP-N112 

881J01PRP-N113 

- 10 35.6 N/A 

N/A 10 

10 

30.6 

881J01PRP-N114 40.5 N/A 

881J01PRP-N115 	10 20.6 N/A 

	

881JO1PRP-N116 	 10 	 75.4 

	

881J01PRP-N117 	 10 	 10.7 

N/A 

N/A 

881J01PRP-N118 10 15.7 N/A 

F 	881J01PRP-N119 	J 10 20.6 N/A 

881J01PRP-N120 10 35.6 N/A 

881J01PRP-N121 10 25.6 N/A 

881J01PRP-N122 10 0.7 N/A 

881J01PRP-N123 10 

10 
L 

30.6 N/A 

881J01PRP-N124 20.6 N/A 

881JO1PRP-N125 10 35.6 N/A 

L 881J01PRP-N126 10 20.6 N/A 

881J01PRP-N127 10 15.7 N/A 

881J01PRP-N128 	 10 5.7 N/A 

881J01PRP-N129 L 	10 25.6 N/A 
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Survey Area: J 	 Survey Unit: 881J01 	 Building: 881 

Description: Building 881, MU-J, Rooms 201, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 	Net Alpha 
Nbr 	(dpm/lOOcm 2) 

Net Beta 
(dpm/100cm2) 

881J01PRP-N130 10 - 	5.7 N/A 

881J01PRP-N131 10 15.7 N/A 

881J01PRP-N132 10 433.6 N/A 

881J01PRP-N133 10 30.6 N/A 

881J0IPRP-N134 10 25.6 N/A - 

881J01PRP-N135 -- 10 20.6 N/A 

88IJ01PRP-N136 10 30.6 N/A  

881J01PRP-N137 10 45.5 N/A 

881J01PRP-N138 

881J01PRP-N139 

881J01PRP-N140 

10 	 20.6 

10 	 20.6 

J 	4 	- 	 15.7 

N/A 

- 	N/A 

- 881JO1QRP-N140 15 - 24.3 N/A 

881J01PRPN141J 5 23.7 N/A 

881J01PRP-N142 	- 

881J01PRP-N143 

4 

5 

25.6 N/A 

47.4 i 	 N/A 

881J01PRP-N144 - 4 25.6 N/A - 

881J01PRP-N145 5 14.2 N/A 

	

881J0IPRP-N146 	 4 

	

881J01PRP-N147 	 5 

20.6 N/A 

23.7 

20.6 

N/A 

881J01PRP-N148 	 4 N/A 

881J01PRP-N149 5 56.9 N/A 

- 881J01QRP-N149 15 66.9 N/A 

881JO1PRP-N150 4 35.6 N/A 

Comments: 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: J 	Survey Unit: 881J01 	 Classification: I 
Building: 881 
Survey Unit Description: Building 881 Management Unit J, Room 201, Floor 
Total Area: 934 sq. m. 	 Total Floor Area: 934 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 
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Survey Area: J 	 Survey Unit: 881J02 	 Building: 881 

Description: Management UnitJ, Rooms 201, WaUs and Ceiling  

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 	 Nbr OC Performed: 2 

Alpha 

	

Maximum: 
	

33.6 dpm/1OOCm2  

	

Minimum: 
	

7.4 dpm/1OOcm2  

	

Mean: 
	

16.8 dpm/1OOcm2  

	

Standard Deviation: 
	

11.2 

	

QC Maximum: 
	

37.9 dpm/100m2  

	

QC Minimum: 
	

28.5 dpm/100Cm2  

	

QC Mean: 
	

33.2 dpm/1OOCm2  

Uranium DCGLw: 5,000.0 dpm/1OOCm 2  
Uranium DCGLEMC: 15000.0 dpmI100cm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 
	

5.8 dpm/100cm 2  

	

Minimum: 	-0.3 dpm/1OOCm 2  

	

Mean: 
	

1.9 dpm/100cm2  

	

Standard Deviation: 
	

2.3 

I 	Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: J 	 Survey Unit: 881J02 	 Building: 881 

Description: Management Unit J, Rooms 201, WaIls and Ceiling 
- 	 ---. 

Instrument Data Sheet 
A-Priori MDA 

Inst/RCT 	RCT Analysis Instr Instru Probe Calibration Instru Efficiency (dpm/1OOcm2) Suivey 
Number ID Date Model S/N Type Due Dt Alpha Beta Alpha Beta Type 

1 712193 02/23104 Electra 2404 DP-6 04/16/04 0.211 NA 93.0 NA I 

2 711799 02/23/04 Electra 662 DP-6 03/15/04 0.217 NA 93.0 NA S 

3 512590 02/24/04 SAC-4 1171 NA 08/19/04 0.330 NA 16.0 NA R 

7 712193 04/06/04 Electra 3105 DP-6 09/17/04 0.198 NA 93.0 NA TIS 

8 712193 04/06/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA Q 

9 712193 04/06/04 SAC-4 1170 NA 09/24/04 0.330 NA 16.0 NA R 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On 06/04/04 16,30 
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Survey Area: J 	 Survey Unit: 881J02 	 Building: 881  

Description: Management Unit J, Rooms 201 WaIts and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/100cm 2 ) 	 ( dpmIlOOcm 2 ) 

881J02PRP-N001 	 9 	 2.7 	 N/A 

881 JO2PRP-N002 	: 	 -0.3 	 N/A 	 - 

881 J02PRP-N003 -- 	 9 	 -0.3 	 N/A 

881 JO2PRP-N004 	 9 	 2.7 	 N/A 

881J02PRP-N005 	 9 	 2.7 	 N/A 

881J02PRP-N006 	- 	9 	 5.8 	 N/A  

881J02PRP-N007 	 9 	 - 2.7 	 N/A 

881J02PRP-N008 	. —i---  1 	 N/A 

881J02PRP-N009 	 9 	 2.7 	 N/A 
	 —H 

881602PRP-N010 	T 9 	 2.7 	 N/A  

881J02PRP-N011 	 9  

881J02PRP-N012 	 9 	 -0.3 	 N/A 

881J02PRP-N013 	
1 	

- 	 2.7 	 N/A 

881J02PRP-N014 - 	9 	- - 	-- 	2.7 	 N/A 	 - 

881J02PRP-N015 	 9 	 2.7 	 N/A 

881J02PRP-N016 	 9 	 - 	5.8 	 WA  

881J02PRP-N017 	 3 	- 	-0.3 	 N/A 	 - - 

881J02PRP-N018 	 3 	 -0.3 	 N/A 

881J02PRP-N019 	 3 	 -0.3 	 N/A 

881J02PRP-N020 	. 	3 	 5.8 - 	 N/A  

881J02PRP-N021 	 3 	 -0.3 	 N/A 

881J02PRP-N022 	 3 	 -3 	 N/A 

881J02PRP-N023 	 3 	 -0.3 	 N/A  

881J02PRP-N024 	 3 	 -0.3 	 N/A 

Comments: 
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Survey Area: J 	 Survey Unit: 881,102 	 Building: 881 

Description: Management Unit J, Rooms 201, Walls and Ceiling 
: 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	lnst/ RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/lOOcm 2) 	 (dpm/100cm 2) 

881J02PRP-N001 	 ' 
 

881J02QRP-N001 	 8 	 28.5 	 N/A 

881 J02PRP-N002 	 7 	 - 	235 	 N/A 

881 JO2PRP-N003 	 N/A 

881J02PRP-N004 	 7 	 3.3 	 N/A 

881J02PRP-N005 	 7 	 23.5 	 N/A 

881J02PRP-N006 	 7 	 18.5 	- 	N/A 

881J02PRP-N007 	 7 	- 	18.5 	 - 	N/A  

881J02PRP-N008 	 7 	 28.6 	 N/A 

881J02PRP-N009 	 7 	 3.3 	 N/A 

881J02PRP-N010 	 7 	 13.4 	 N/A 

881J02PRP-N011 	 7 	 13.4 	 N/A 

881J02PRP-N0121 	71 	 215 	1 	 N/A 

881J02PRP-N013 	 7 	 13.4 	 N/A 

881J02PRP-N014 	 7 , 	 28.6 	 N/A 	 - 

881J02PRP-N015 	 7 	 23.5 	N/A 

881J02PRP-N016 	 7 	.- 	 - 	N/A 	 - 

881J02PRP-N017 	 1 	 21.0 	 N/A 

881J02PRP-N018 	 1 	 2.1 	 N/A 

881J02PRP-N019 	 1 	 -2.7 	 N/A 

881J02PRP-N020 	 1 	 -7.4 	 N/A 

881J02PRP-N021 	 1 	 6.8 	 N/A 

881J02PRP-N022 	 1 	 30.5 	 N/A 

881J02QRP-N022 - - 	8 	- - 	37.9 	- N/A 

881J02PRP-N023 	 1 	 21.0 	 N/A  

881J02PRP-N024 	 1 	 11.5 	 N/A 

Comments: 

-I 
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PRE-DEMOLITION SURVEY FOR 13881 

Survey Area: J 	Survey Unit: 881,102 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881 Management Unit J, Room 201, Walls & Ceiling 
Total Area: 1,296 sq. m. 	 Total Floor Area: 934 sq. m. 
Grid Spacing for Survey Points: 9 m. X 9 m. 
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Survey Area: J 	 Survey Unit: 	 Building: 

Description: Building 881, Management Unit J, Rooms 234, 237, 291, Stairwells 167 and 111, Floors 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 45 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 3 

	

Nbr Random Measurements Performed: 49 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 3 

Maximum 

Minimum 

Mean 
Standard Deviation 

00 Maximum: 

QC Minimum: 

OC Mean: 

Alpha 
392.9 dpm/100cm 2  
-15.6 dpm/100cm2  

28.1 dpm/1OOcm 2  
62.4 

363.7 dpm/100cm 2  

98.9 dpm/1OOcm2  
193.3 dpm/100cm 2  

Uranium DCGLw: 5,000.0 dpm/100cm 2  
Uranium DCGLEMC: 15,000.0 dpm/100cm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 45 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 49 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	8.5 dpm/100cm2  

	

Minimum: 	-0.6 dpm/100cm2  

	

Mean: 	1.7 dpm/100cm2  

	

Standard Deviation: 	2.4 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected 0 	 Nbr Biased Collected: U 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: J 	 Survey Unit: 881J10 	 Building: abi 

Description: Budding 881 Management Unit J, Rooms 234, 237, 291, Stairwells 167 and 111 Floors 

Instrument Data Sheet 
A-Priori MDA 

Inst/ACT 	RCT Analysis Instr Instru Probe Calibration Instru Efficiency (dpm/1OOcm2) Survey 
Number ID Date Model S/N Type Due Dt Alpha Beta Alpha 	Beta Type 

1 711447 05/10/04 Electra 668 DP-8 06/22104 0.166 NA 93.0 	NA S 

2 711447 05/11/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 	NA I 

3 711447 05/11/04 Electra 3109 DP-6 06/08/04 0.217 NA 93.0 	NA I/S 

4 712193 05/11/04 SAC-4 830 NA 10/30/04 0.330 NA 16.0 	NA R 

5 712193 05/11/04 Electra 1260 DP-6 06/02/04 0.219 NA 93.0 	NA Q/S 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/05/04 12:55 
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Survey Area: J 	
_Survey Unit: 

881J10 	 Building: 881 

Description: Building 881 Management UnitJ, Rooms 234, 237, 291 Stairwells 167 and 111, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/1 00cm 2 ) 	 (dpm/1 00cm 2) 

881J1OPRP-N001 4 -0.6 N/A 

881J10PRP-N002 4 -0.6 N/A 

881J10PRP-N003 4 -0.6 N/A 

881J10PRP-N004 4 2.4 N/A 

881J10PRP-N005 4 5.5 N/A 

881J10PRP-N006 4 2.4 N/A 

881J10PRP-NO07 4 -0.6 N/A 

881J10PRP-N008 4 2.4 N/A 

881J10PRP-N009 4 2.4 N/A 

881J10PRP-N010 4 5.5 N/A 

881J1OPRP-NO11 4 -0.6 N/A 

881J1OPRP-N012 4 -0.6 N/A 

881J10PRP-N013 4 -0.6 N/A 

881J10PRP-N014 4 -0.6 N/A 

881J10PRP-N015 4 5.5 N/A 

881J1OPRP-N016 4 2.4 N/A 

881J10PRP-N017 4 5.5 N/A 

881J10PRP-N018 4 -0.6 N/A 

881J1OPRP-N019 4 -0.6 N/A 

881J10PRP-N020 4 -0.6 N/A 

881J1OPRP-N021 4 2.4 N/A 

881J10PRP-N022 4 2.4 N/A 

881J10PRP-N023 4 8.5 N/A 

881JI0PRP-N024 4 -0.6 N/A 

881J10PRP-N025 4 2.4 N/A 

881J1OPRP-N026 4 -0.6 N/A 

881J10PRP-N027 4 -0.6 N/A 

881J10PRP-N028 4 2.4 N/A 

881J10PRP-N029 4 -0.6 N/A 

PdntedOn: 06/05/04 1255 
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Survey Area: .i 	 Survey Unit: 881J10 	 Building: 881 

Description: Building 881, Management Unit J, Rooms 234, 237, 291, Stairwells 167 and 111, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpm/1 00cm 2) 	 (dpm/1 00cm 2 ) 

881J10PRP-N030 4 5.5 N/A 

881J1OPRP-N031 4 -0.6 N/A 

881J10PRP-1\1032 4 -0.6 N/A 

881J10PRP-1\1033 4 -0.6 N/A 

881J10PRP-N034 4 -0.6 N/A 

881J10PRP-N035 4 5.5 N/A 

881J10PRP-N036 4 5.5 N/A 

881J10PRP-1\1037 4 -0.6 N/A 

881J10PRP-N038 4 2.4 N/A 

881J10PRP-N039 4 2.4 N/A 

88IJ10PRP-N040 4 2.4 N/A 

881J10PRP-N041 4 5.5 N/A 

881J10PRP-N042 4 2.4 N/A 

881J10PRP-N043 4 2.4 N/A 

881J10PRP-N044 4 2.4 N/A 

881J10PRP-N045 4 -0.6 N/A 

881J1OPRP-N046 4 2.4 N/A 

881J1OPRP-N047 4 2.4 N/A 

881J10PRP-N048 4 2.4 N/A 

881J10PRP-1\1049 4 -0.6 	- N/A 

Comments: 

Printed On: 06/05/04 1255 
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Survey Area: J 	 Survey Unit: 881J10 	 Building: 881 

Description: Building 881, Management Uriitj, Rooms 234, 237, 291, Stairwells 167 and 111, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 	

] 

J 	Inst I RCT 
Nbr 

Net Alpha 
(dpmI100cm 2) 

Net Beta 
(dpmI100cm 2) 

881J10PRP-N001 2 17.3 N/A 

881J10PRP-N002 3 -15.6 N/A 

88IJI0PRP-N003 2 50.1 N/A 

881J1OPRP-N004 3 67.3 N/A 

881J10PRP-N005 2 31.3 N/A 

881J10PRP-N006 3 -11.0 N/A 

881J1OPRP-N007 2 78.3 N/A 

881J10PRP-N008 3 104.2 N/A 

881J10PRP-N009 2 139.3 N/A 

881J10QRP-N009 5 117.2 N/A 

881J10PRP-N010 
[ 	

3 39.7 N/A 

881J10PRP-N01 1 2 17.3 N/A 

881J10PRP-N012 3 21.3 N/A 

881J1OPRP-N013 2 31.3 N/A 

881J10PRP-N014 3 16.7 N/A 

881J10PRP-N015 2 36.0 N/A 

881J10PRP-N016 3 85.8 N/A 

881J100RP-N016 5 98.9 N/A 

881J10PRP-N017 2 59.5 N/A 

881J10PRP-N018 3 -6.4 N/A 

881J10PRP-N019 2 22.0 N/A 

881J10PRP-1\1020 3 -6.4 N/A 

881J10PRP-N021 2 3.2 N/A 

881J10PRP-N022 3 -1.8 N/A 

881J10PRP-1\1023 2 3.2 N/A 

881J10PRP-N024 3 -11.0 N/A 

881J10PRP-N025 	
j 

2 12.6 N/A 

Printed On: 06/05/04 12:55 
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Survey Area: J 	 Survey Unit: 881J10 	 Building: 	1 

Description: Building 881, Management Unit J, Rooms 234, 237, 291, Stairwells 167 and 111, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

inst/ RCT 
Nbr 

Net Alpha 
(dpm/lOOcm 2) 

Net Beta 
(dpm/100cm 2) 

881J10PRP-N026 3 -6.4 N/A 

881J10PRP-N027 2 17.3 N/A 

881J101PRP-N028 3 -1.8 N/A 

881J10PRP-N029 2 3.2 N/A 

881J10PRP-N030 2 392.9 N/A 

881J10QRP-N030 5 363.7 N/A 

881J10PRP-N031 2 -1.5 N/A 

881J10PRP-1\1032 	
j 

2 -1.5 N/A 

881J1OPRP-N033 3 2.8 N/A 

881J10PRP-N034 2 40.7 N/A 

881J10PRP-N035 3 -11.0 N/A 

881J10PRP-N036 2 26.7 N/A 

881J10PRP-N037 3 12.0 N/A 

881J10PRP-N038 2 26.7 N/A 

881J10PRP-N039 3 -11.0 N/A 

881J10PRP-N040 2 12.6 N/A 

881J10PRP-N041 3 25.9 N/A 

881J1OPRP-N042 2 7.9 N/A 

881J10PRP-N043 3 -1.8 N/A 

881J10PRP-N044 2 17.3 N/A 

881J10PRP-N045 3 -1.8 N/A 

881J10PRP-N046 2 -6.2 N/A 

881J10PRP-N047 3 -15.6 N/A 

881J1OPRP-N048 2 64.2 N/A 

881J10PRP-N049 3 2.8 N/A 

Comments: 

Printed On: 06/05/04 12:55 
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Survey Area: J 	 Survey Unit: 881J03 	 Building: 881 

Description: Building 881 Management Unit J Room 211 Floor, Wails, and Ceiling 	 - 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 1 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 21 	 Nbr Biased Measurements Performed: 1 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

58.9 dpm/100cm2  

	

Minimum: 	-20,4 dpm/100cm 2  

	

Mean: 
	

10.3 dpm/100cm 2  

	

Standard Deviation: 
	

20.4 

	

QC Maximum: 
	

66.6 dpmI1OOcm 2  

	

QC Minimum: 
	

32.9 dpm/1OOcm 2  

	

QC Mean: 
	

49.8 dpm/1OOcm2  

	

Transuranic DCGLw: 
	

100.0 dpm/100cm 2  

	

Transuranic DCGLEMC: 	300.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 1 

Nbr Random Measurements Performed: 21 	 Nbr Biased Measurements Performed: 1 

Alpha 
Maximum: 	4.2 dpm/1OOcm2  

	

Minimum: 	-1.8 dpm/1OOcm2  

	

Mean: 	1.1 dpm/100cm 

	

Standard Deviation: 	1.5 

Transuranic DCGLw: 	20.0 dpm/100cm2  

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSF'. 
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Survey Area: J 	
- 	

Survey Unit: 881J03 	 Building: 881  

Description: Building 881 Management Unit J Room 211 Floor, Walls, and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

Inst/ACT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru EfficIency 	(dpm/100Cm2) 	Survey 
Number 	ID 	Date 	Model 	SIN 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 711447 03/20/04 Electra 290 DP-6 09/16/04 0.214 NA 48.0 NA S 

2 712454 03/20/04 Electra 1672 DP-6 08/20/04 0.218 NA 48.0 NA T/S 

3 712193 03/20/04 Electra 3105 DP-6 09/17/04 0.208 NA 48.0 NA T/Q 

4 711447 03/20/04 Electra 3109 DP-6 06/08/04 0.211 NA 48.0 NA I 

5 712193 03/20/04 SAC-4 1171 NA 08/19/04 0.330 NA 10.0 NA R 

6 712193 03/21/04 Electra 3109 DP-6 06/08/04 0.211 NA 48.0 NA 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/09/04 15:46 

Page: 2 	of 6 

I 3\'L 



Survey Area: J 	 Survey Unit: 881J03 	 Buiding: 	881 
Description: 	Building 881 Management Unit J Room 211 Floor, Walls, and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha Net Beta 
Location 	 Nbr 	(dpm/100cm 2 ) 	 (dpm/100cm 2) 

881J03PRP-N001 5 1.2 N/A 

881J03PRP-N002 5 -0.3 N/A 

881J03PRP-N003 5 2.7 -- N/A 

881J03PRP-N004 5 2.7 N/A 

881J03PRP-N005 5 1.2 N/A 
- 	

- 881J03PRP-N006 5 1,2 N/A 

881J03PRP-N007 5 -1.8 N/A 

881J03PRP-N008 

881J03PRP-N009 

5 

5 

-0.3 T 	N/A 

-0.3 N/A 

881J03PRP-N010 5 1.2 N/A  

881J03PRP-N011 5 2.7 N/A 

881J03PRP-N012 5 4.2 N/A 

881J03PRP-N013 5 1.2 N/A 

881J03PRP-N014 

881J03PRP-N015 

5 

5 

2.7 N/A 

1.2 	I 	 N/A 

881J03PRP-N016 5 1.2 N/A 

881J03PRP-N017 5 -0.3 N/A 

881J03PRP-N018 5 -0.3 N/A 

881J03PRP-N019 5 1.2 N/A 

881J03PRP-N020 

P881J03PRP-N021 

- 5 

5 

-0.3 

2.7 

N/At  

N/A 

Printed On: 06/04/04 10:04 
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Survey Area: J 	 Survey Unit: 881J03 	 Building: 881 

Description: Building 881 Management Unit J Room 211 Floor, Walls, and Ceiling 

Biased Removable Surface Activity Data Sheet 

Biased Measurement 	Inst I RCT 	Net Alpha 
	

Net Beta 
Location 	 Nbr 	(dpmI100cm 2) 

	

(dpm/1OOcm 2 ) 

881J03PBP-N022 	L 
	

N/A 

Comments: 

Printed On' 06/04/04 10:04 
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Survey Area: J 	 Survey Unit: 881J03 	 Building: 	881 

Description: 	Bulidng 881 Management Unit J Room 211 Floor, Walls, and Ceiling 	 -- 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 
Location 	 Nbr 	(dpm/lOOcm2) 

Net Beta 
(dpm/100cm 2) 

- 881J03PRP-N001 2 	- 	 28.1 N/A 

881J03PRPN002j 2 16.2 N/A 

881J03PRP-N003 4 -17.5 N/A 

88IJ03PRP-N004 - 4 -10.9 N/A  

881J03PRP-N005 	
] 

4 -10.9 

22.2 

N/A 

N/A -- 	881J03PRP-N006 -- 2 	- 

881J03PRP-N007 2 34.6 N/A 

N/A 

	

881J03QRP-N007 	
3 

	

881JO3PRP-N008 	 4 

329 

-10.9 N/A 

881J03PRP-N009 - 	4 -10.9 N/A 

881J03PRP-N010 4 -4.7 

58.9 

N/A 

N/A 881J03PRP-N011 2 

- 881J03QRP-N011 

881J03PRP-N012 

- 3 66.6 

25.4 

N/A 

N/A 2 

- 

	

881J03PRP-N013 	 4 	 -20.4 

	

881J03PRP-N014 	 4 	 -8.1 

	

881J03PRP-N015 	 4 	 41 

N/A 

N/A 

N/A - 

N/A 

N/A  

	

881J03PRP-N016 	 2 	 16.2 

	

88IJ03PRP-N017 	-- 	2 	 19.0 

	

881J03PRP-N018 	 2 

	

881J03PRP-N019 	 2 

	

881J03PRP-N020 	 2 

13.0 N/A 

16.2 

lao 

- 	 N/Ar 

--  

881J03PRP-N021 	 2 	 162 	 N/A 
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Survey Area: i 	 Survey Unit: 881J03 	 Building: 881 

Description: Building 881 Management Unit J Room 211 Floor, Walls, and Ceiling 	 - 

Biased Total Surface Activity Data Sheet 

Biased Measurement 	I  Inst I RCT 	Net Alpha 	I 	Net Beta 
Location 	 Nbr 	(dpm/100cm 2 ) 	 (dpmI1OOcm2 ) 

881JO3SBP-N022 	 6 - 	 38.4 	 N/A 

Comments: Scans performed at 2/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 100 
dpm/1 OOcm2. The initial Alpha Net activity for location 22 was 119.9 dpm/1 OOcm2. A square meter average investigation was 
conducted at this location. Re-survey results are reported. No further investigation is required. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: J 	Survey Unit: 881.103 	 Classification: 1 
Building: 881 
Survey Unit Description: Building 881 Managememt Unit J, Room 211, Floor, Walls 

& Ceiling 
Total Area: 28 sq. m. 	 Total Floor Area: 14 sq. m. 
Grid Spacing for Survey Points: 1.5 m. X 1.5 m. 	 PA(3 , C)F I 
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Survey Area: j 	- 	 Survey Unit: 881J04 
	

Building: 881 

Description: Building 881 Management UnitJ, Rooms 271 & 275, Floors 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 89 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 6 

Nbr Random Measurements Performed: 117 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 6 

Alpha 

	

Maximum: 
	

335.2 dpm/100cm2  

	

Minimum: 	-18.7 dpm/100cm 2  

	

Mean: 
	

21.5 dpm/1OOcm 2  

	

Standard Deviation: 
	

43.3 

	

QC Maximum: 
	

318.4 dpm/100cm2  

	

QC Minimum: 
	

22.6 dpm/1OOcm 2  

	

QC Mean: 
	

83.7 dpm/100cm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 89 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 117 	Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	10.6 dpm/1OOcm 2  

	

Minimum: 	-1.5 dpm/100cm 2  

	

Mean: 	0.5 dpm/1OOcm 2  

	

Standard Deviation: 	2.6 

Uranium DCGL,: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this sutvey unit passes the criterion specified in the PDSP. 
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Electra 1235 DP-6 09/30/04 0.226 NA 93.0 NA 

Electra 2136 DP-6 08/02/04 0.221 NA 93.0 NA 

Electra 1363 DP-6 10/13/04 0.223 NA 93.0 NA 

Electra 1515 DP-6 07/12/04 0.216 NA 93.0 NA 

Electra 680 DP-8 06/03/04 0.177 NA 93.0 NA 

Electra 675 DP-8 06/22/04 0.164 NA 93.0 NA 

SAC-4 830 NA 10/30/04 0.330 NA 16.0 NA 

Electra 290 DP-6 09/17/04 0.213 NA 93.0 NA 

T = Total Surface Activity, Q = ISA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

1 	711449 05/08/04 

2 	711449 05/08/04 

3 	711449 05/08/04 

4 	711449 05/08/04 

5 	711449 05/08/04 

6 	711746 05/08/04 

7 	711746 05109/04 

8 	712193 05/09/04 

Survey Types: 

T 

T 

T 

T 

S 

S 

R 

Q 

Survey Area: J 	 Survey Unit: 881J04 	 Building: 881 

Description: Building 881, Management Unit J, Rooms 271 & 275, Floors 

Instrument Data Sheet 
A-Priori MDA 

InstJRCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpmI1OOcm2) 	Su,ey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

Printed On: 06/05/04 07:26 
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Survey Area: J 	 Survey Unit: 881J04 	 Building: 	881 

Description: 	Building 881 Management Unit J, Rooms 271 & 275, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst/RCT 	NetAipha 	 NetBeta 
Location 	 Nbr 	(dpm/100cm2) 	 (dpm!100cm2) 

881J04PRP-N001 7 1.5 

1.5 

N/A 

- 	 N/A 881J04PRP-N002 7 	- 

881J04PRP-N003 7 -1.5 N/A 

881J04PRP-N004 7 -1.5 N/A 

881J04PRP-N005 7 -1.5 N/A 

N/A 

N/A 

881J04PRP-N007 7 -1.5 

881J04PRP-N008 	 7 -1.5 

881J04PRP-N009 7 -1.5 N/A 

881J04PRP-N010 7 1.5 N/AT  

881J04PRP-N011 7 -1.5 N/A -- 

881J04PRP-N012 7 -1.5 N/A 

	

881J04PRP-N013 	 7 	 1,5 	 N/A  

	

881J04PRP-N014 	 7 	 -1.5 	 N/A 

881J04PRP-N015 	 7 	 -1.5 N/A 

7 

-- 7 	- 

7 

N/A 881J04PRP-N017 -1.5 

881J04PRP-N018 -1.5 N/A 

881J04PRP-N019 

881J04PRP-N020 

881J04PRP-N021 

881J04PRP-N022 

1.5 N/A 

N/A 7 

7 

-1.5 

-1.5 N/A 

7 -1.5 N/A 

881J04PRP-N023 7 -1.5 N/A 

- 881J04PRP-N024 7 -1.5 N/A  

881J04PRP-N025 - 7 -1.5 N/A 

- 	 N/A 

-- 	 N/A 

N/A 

N/A 

N/A 

881J04PRP-N026 

881J04PRP-N027 

881J04PRP-N028 - 

	

881J04PRP-N029 	I 

881J04PRP-N030 

7 

.. 7 

7 

7 

7 

-1.5 

-1.5 

1.5 

-1.5 

-1.5 

- 
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Survey Area: J 	 Survey Unit: 881J04 	 Building: 	881 

Description: 	Building 881 Management Unit J, Rooms 271 & 275, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst /RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2) 

Net Beta 
(dpmll 00cm 2) 

881J04PRP-N031 7 -1.5 N/A 

881J04PRP-N032 7 -1.5 N/A 

881J04PRP-N033 7 4.5 N/A 

881J04PRP-N034 7 -1.5 N/A 

881J04PRP-N035 7 -1.5 N/A 

881J04PRP-N036 7 -1.5 	 N/A 

881 JO4PRP-N037 7 -1.5 	 N/A 

881J04PRP-N038 7 	- -1.5 N/A 	- 

881J04PRP-N039 7 -1.5 N/A 

881J04PRP-N040 7 -1.5 N/A 

r 881J04PRPN041 7 -1.5 N/A - 

881J04PRP-N042 7 -1.5 N/A 

881J04PRP-N043 

881J04PRP-N044 

7 -1.5 N/A 

71 
-1.5 N/Al 

881J04PRP-N045 7 -1.5 N/A - 

881J04PRP-N046 7 1.5 N/A 

881J04PRP-N047 7 1.5 N/A 

881J04PRP-N048 7 -1.5 N/A 

881J04PRP-N049 7 -1.5 	 N/A 

881J04PRP-N050 7 -1.5 N/A 

881J04PRP-N051 7 1.5 N/A 

881J04PRP-N052 7 1.5 N/A 

881J04PRP-N053 7 1.5 N/A 

881J04PRP-N054 7 4.5 N/A 

881J04PRP-N055 7 -1.5 N/A - 

881J04PRP-N056 7 -1.5 N/A 

881J04PRP-N057 7 -1.5 N/A 

881J04PRP-N058 7 4.5 N/A 

881J04PRP-N059 7 7.6 N/A 
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Survey Area: J 	 Survey Unit: 881J04 	 Building: 881 

Description: Building 881 Management Unit J, Rooms 271 & 275, Floors 	 - 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 
Location 	 Nbr 

Net Alpha 	 Net Beta 
(dpmI1OOcm 2) 	 (dpm/100cm2 ) 

881J04PRP-N060 	 7 4.5 N/A 

881J04PRP-N061 7 1.5 N/A 

881 JO4PRP-N062 7 -1.5 N/A 

881J04PRP-N063 7 -1.5 N/A 

881J04PRP-N064 7 -1.5 N/A 

881J04PRP-N065 7 15 N/A 

N/A 

N/A 

881J04PRP-N066 7 

7 

1.5 

1.5 881J04PRP-N067 

881J04PRP-N068 7 1.5 N/A  

881J04PRP-N069 7 45 N/A 

881J04PRP-N070 7 - 1.5 N/A  

881J04PRP-N071 7 1.5 	 N/A 

.881J04PRP-N072 7 1.5 	 N/A - - 

881J04PRP-N073 7 1.5 N/A 

881J04PRP-N074 7 4.5 N/A 

881J04PRP-N075 7 4.5 N/A 

881J04PRP-N076 7 4.5 N/A 

881J04PRP-N077 7 7.6 N/A 

881J04PRP-N078 

881J04PRP-N079 

7 1.5 N/A 

N/A 7 1.5 

881J04PRP-N080 7 -1.5 N/A 

881J04PRP-N081 7 1.5 N/A 

881J04PRP-N082 7 -1.5 N/A 

881J04PRP-N083 7 4.5 N/A 

881J04PRP-N084 7 1.5 N/A 

N/A 881J04PRP-N085 7 -1.5 

88IJO4PRP-N086 7 -1.5 N/A 

881J04PRP-N087 7 -1.5 N/A 

881J04PRP-N088 7 10.6 N/A 
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Survey Area: .i 	 Survey Unit: 881J04 	 Building: 581 

Description: Building 881, Management Unit J, Rooms 271 & 275, Floors 	 - - 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 	- 

(dpmI1OOcm 2) 

Net Beta 
(dpm/lOOcm 2) 

881J04PRP-N089 7 4.5 N/A 

881J04PRP-N090 7 7.6 N/A  

881J04PRP-N091 7 1.5 N/A 

881 JO4PRP-N092 7 4.5 N/A 

r 881J04PRP-N093 7 1.5 N/A 

1 	 N/A  88IJ04PRP-N094 

881J04PRP-N095 

7 1.5 

N/A 7 -1.5 

.881J04PRP-N096 7 7.6 

1.5 	-- 

N/A 

N/A 881J04PRP-N097 7 

881J04PRP-N098 7 1.5 N/A - 

r 881J04PRP-N099 7 1.5 N/A 

- 881J04PRP-N100 	7 1.5 

1.5 

-15 

- N/A 

N/A  

N/A 

881J04PRP-N101 	- 	7 

881J04PRP-N102 7 

L - 	881J04PRP-N103 7 -1.5 N/A 

881J04PRP-N104 7 -1.5 N/A 

881J04PRP-N105 7 -1.5 N/A 

881J04PRP-N106 7 1.5 	 N/A 

881J04PRP-N107 7 

7 

	

-1.5 	 N/A 

	

1.5 	 N/A 881J04PRP-N108 

881J04PRP-N109 7 4.5 N/A 

881J04PRP-N110 7 -1.5 N/A 

881J04PRP-N111 7 -1.5 N/A 

881J04PRP-N112 7 -1.5 N/A 

881J04PRP-N113 7 1.5 	1 N/A - 

881J04PRP-N114 7 4.5 N/A 

- 881J04PRP-N115 7 1.5 N/A 

881J04PRP-N116 7 -1.5 N/A 

881JO4PRP-N117 7 -1.5 N/A 

Printed On: 06/05/04 07:26 
Page: 6 	of 12 

3. 



Survey Area: J 	 I Survey Unit: 881J04 	 Building: 881 

Description: Building 881 Management Unit J, Rooms 271 & 275, Floors 

Random Removable Surface Activity Data Sheet 

Random Measurement 
	

Inst/RCT 	NetAipha 
	

Net Beta 
Location 
	

Nbr 	(dpmI1OOcm 2 ) 
	

(dpm/1 00cm2) 

881J04PRP-N118 
	

7 	 -1.5 
	

N/A 

Comments: 

Printed On: 06105/04 07:26 
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Survey Area: J 	 Survey Unit: 881.104 	 Building: 881 

Description: Building 881 Management Unit J. Rooms 271 & 275, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm2) 

Net Beta 
(dpmll 00cm 2) 

881J04PRP-N001 
j 	

1 21.0 N/A 

881 JO4PRP-N002 1 38.7 N/A 

881J04PRP-N003 	 1 25.5 N/A 

881J04PRP-N004 1 

	

29.9 	 N/A 

	

12.2 	- - 	 - 	 N/A 881J04PRP-N005 1 

881J04PRP-N007 1 -1.1 N/A 

- 881J04PRP-N008 1 12.2 N/A 

881J04PRP-N009 1 	 29.9 	 N/A 

8 	 22.6 	 N/A 

1 	 21.0 	 N/A 

881J04QRP-N009 

881J04PRP-N010 

881J04PRP-N011 2 40.1 N/A 	1 - 

881J04PRP-N012 2 	 40.1 	 N/A 

2 	 8.5 	 N/A 

2 	 13.0 	 N/A 

881J04PRP-N013 

88IJ04PRP-N014 

881J04PRP-N015 	J 2 8.5 N/A 

881J04PRP-N016 2 8.5 N/A 

881J04PRP-N017 2 49.2 N/A 

881J04PRP-N018 2 -0.6 N/A 

881J04PRP-N019 2 
22.0L 

N/A 

881J04PRP-N020 3 17.2 N/A 

	

881J04PRP-N021 	 3 

	

881J04PRP-N022 	 3 

8.2 N/A 

17.2 N/A 

881J04PRP-N023 	 3 21.6 N/A 

881J04PRP-N024 	 3 -5,3 N/A 

881J04PRP-N025 	- 3 26.1 N/A 

881J04PRP-N026 	 3 	 26.1 N/A 

881J04PRPN027J3 17.2 N/A 

Printed On: 06/05/04 07:26 
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Survey Area: J 	 Survey Unit: 881J04 	 Building: 881 

Description: Building 881 Management Unit J, Rooms 271 & 275, Floors  

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst / RCT Net Alpha Net Beta 	I - 	- - 

Location Nbr (dpmI1OOcm 2) (dpm/100cm 2) 

881J04PRP-N031 	 4 	 13.8 	 N/A 

881J04PRP-N032 - 	4 	- - - - 	13.8 	 N/A 

881J04PRP-N033 	 4 	 41.6 	 N/A 

881J040RP-N033 	 8 	 32.0 	 N/A 

881J04PRP-N034 	 4 	 4.6 	 N/A 

881J04PRP-N035 	 4 	- 	 18.5 	 N/A 

8J04PRP-N036 - 	1 	 - 	 N/A 
881J04PRP-N037 	

I 	 3.3 	 N/A 

1 	 25 	 N/A - 

881J04PRP-N039 	 1 	 25.5 	 N/A 

1 343 

881J04PRP-N042 1 t 	25.5 - 	N/A 

1 	 N/A 881J04PRP-N043 

881J04PRP-N044 

1 

1 

7.8 

I 	 29.9 N/A 

- 	 - 881J04PRP-N045 

881J04PRP-N046 

2 

2 

26.6 N/A  

31.1 

881J04PRP-N047 

881J04PRP-N048 

881J04PRP-N049 

881J04PRP-N050 

2 

2 

2 

2 

13.0 

-0.6 

3.9 

22.0 

N/A 

Nj  

N/A 

N/A 

881J04PRP-N051 

881J04PRP-N052 

2 

2 

31.1 

-18.7 

N/A 

N/A 

881J04PRP-N053 2 -5.1 N/A 

Printed On: 06/05/04 07:26 
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Survey Area: .i 
	

Survey Unit: 881J04 
	

Building: 881 

Description: Building 881, Management Unit J, Rooms 271 & 275, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2) 

Net Beta 
(dpm/1 00cm2) 

881J04PRP-N054 3 	 39.6 N/A 

881J04QRP-N054 8 55.5 N/A 

881J04PRP-N055 3 21.6 N/A 

881J04PRP-N056 3 	 17.2 N/A 

881J04PRP-N057 	 3 	 17.2 N/A 

N/A  

- 	 N/A 

N/A 

L 	
N/A 

N/A 	 --. 

881J04PRP-N058 

881J04PRP-N059 - - 

881J04PRP-N060 

3 

3 

3 

30.6 

30.6 

-5.3 

26.1 

12.7 

881J04PRP-N061 	 3 

881J04PRP-N062 - 	3 

881 JO4PRP-N063 4 13.8 N/A 

881J04PRP N064 4 

4 

4 

93 	 N/A - 

_. 	 . 	.. 
881J04PRP-N065 

881J04PRP-N066 

	

13.8 	 N/A 
. 

	

-0.1 	 N/A 

- 881 J04PRP-N067 - 4 -9.3 N/A 

881 JO4PRP-N068 4 -9.3 N/A 

881J04PRP-N069 	 4 

	

-4.7 	1 	 N/A 

	

4.6 	 N/A 881J04PRP-N070 4 

881J04PRP-N071 4 18.5 N/A 

881J04PRP-N072 1 21.0 	 N/A 

881J04PRP-N073 1 21.0 N/A 

- 881J04PRP-N074 	 1 12.2 N/A 

881J04PRP-N075 1 7.8 N/A 

881J04PRP-N076 1 12.2 N/A 

881J04PRP-N077 	ji 16.6 N/A 

881 J04PRP-N078 1 47.6 - N/A 

881J040RP-N078 8 32.0 N/A 

Printed On: 06/05/04 07:26 
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Survey Area: J 	 Survey Unit: 881J04 	 Building: 	881 

Description: 	Building 881, Management Unit J, Rooms 271 & 275, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 	Net Alpha 
Nbr 	(dpm/100cm 2) 

Net Beta 
(dpm/1OOcm 2 ) 

881J04PRP-N079 1 16.6 N/A 

881J04PRP-N080 1 21.0 N/A 

881J04PRP-N081 2 3.9 N/A 

881J04PRP-N082 

881J04PRP-N083 

2 35.6 NIA 

J 	N/A 2 3.9  

881 JO4PRP-N084 - 2 3.9 N/A 

881J04PRP-N085 2 -14.2 N/A 

881J04PRP-N086 	 2 

881 JO4PRP-N087 	 2 

17,5 N/A 

N/A 

N/A 

-9.6 

881J04PRP-N088 2 22.0 

881 J04PRP-N089 2 8.5 N/A 

881J04PRP-N090 3 17,2 N/A  

N/A  881J04PRP-N091 3 -0.8 

N/A 

- 881J04PRP-N092 - 3 30.6 N/A  

881J04PRP-N093 3 - 	39.6 

881J040RP-N093 8 41.4 N/A 

881J04PRP-N094 3 17.2 N/A 

881J04PRP-N095 4 18.5 N/A 

881 JO4PRP-N096 4 -4,7 N/A  

881J04PRP-N097 4 13.8 N/A 

88IJ04PRP-N098 4 18.5 N/A 

881J04PRP-N099 

881J04PRP-N100 

881J04PRP-N101 

881J04PRP-N102 

4 

4 

1 

1 

9.2 

13.8 

25.5 

47.6 

21.0 

- 	 N/A 
- 	

N/A 

N/A 

N/A 

881J04PRP-N103 1 N/A 

881J04PRP-N104 I -5.5 N/A 

Printed On: 06/05/04 07:26 
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Survey Area: J Survey Unit: 881J04 Building: 	881 

Description: 	Building 881 Management UnitJ, Rooms 271 & 275, Floors 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT Net Alpha Net Beta 
Location Nbr (dpm/100cm 2) (dpm/1OOcm 2) 

881J04PRP-N105 1 34T N/A 

881J04PRP-N106 -- 1 16.6 N/A 

881J04PRP-N107 1 -5.5 N/A 

881J04PRP-N108 1 3.3 N/A 

881J04PRP-N109 1 	 - - 	335.2J N/A 

881J04QRP-N109 8 318.4 N/A 

881J04PRP-N110 2 8.5 N/A 

881J04PRP-N111 2 17.5 T N/A 

N/A 881J04PRP-N112 	 2 	 8.5 

881J04PRP-N113 J 	2 3.9 -- 	N/A 

881 J04PRP4 1 2 17.5 N/A 

881J04PRP-N115 2 17.5 N/A 

881J04PRP-N116 2 3.9 N/A 

881J04PRP-N117 2 26.6 N/A 

881J04PRP-N118 2 325.2 N/A 

Comments: 

Printed On: 06/05/04 07:26 
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PRE-DEMOLITION SURVEY FOR B881 
Survey Area: J 	Survey Unit: 881J04 	Classification: I 
Building: 881 
Survey Unit Description: Building 881 Management Unit J Rooms 275 & 271, Floors 
Total Area: 589 sq. m. 	 Total Floor Area: 589 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 

R/\CtIE 1 C)F 

Room 275 

STARTING POINT 	 l 
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SAMPLING GRID 
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* ScanArea 
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 i. UI 	

Survey Instrument ID #(s) & RCT ID #(s): 	
- 	 - 

5.6 	
I inch -36 feel 	gri sq - sq. 	

MAP ID: 03-05681881J04-SC 	June 1, 2004 
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Survey Area: .i 	 Survey Unit: 881J05 	 Building: 881 

Description: Building 881, Management Unit J, Rooms 271 & 275, Walls and Ceillings 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 17 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

47.4 dpm/100cm 

	

Minimum: 	-5.7 dpm/100cm 2  

	

Mean: 
	

18.7 dpm/100cm 2  

	

Standard Deviation: 
	

16.2 

	

QC Maximum: 
	

16.4 dpm/100cm2  

	

QC Minimum: 
	

7.1 dpm/1OOcm2  

	

QC Mean: 
	

11.8 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpmI100cm2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 17 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	4.5 dpm/100cm 2  

	

Minimum: 	-1.5 dpm/100cm2  

	

Mean: 	-0.1 dpm/100cm2  

	

Standard Deviation: 	1.9 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/05/04 07:37 
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Survey Area: J 	 Survey Unit: 881J05 
	

Building: 881 

Description: Building 881, Management Unit J, Rooms 271 & 275, WaIls and Ceillings 

Instrument Data Sheet 
A-Priori MDA 

lnstIRCT 	RCT Analysis lnstr Instru Probe Calibration Instru Efficiency (dpm/1 OOcm2) Survey 
Number ID Date Model S/N Type Due Dt Alpha Beta Alpha Beta Type 

1 711449 05/08/04 Electra 1235 DP-6 09/30/04 0.226 NA 93.0 NA T 

2 711449 05/08/04 Electra 2136 DP-6 08/02/04 0.221 NA 93.0 NA T 

3 711449 05/08/04 Electra 1363 DP-6 10/13/04 0.223 NA 93.0 NA T 

4 711449 05/08/04 Electra 1515 DP-6 07/12/04 0.216 NA 93.0 NA I 

5 711449 05/08/04 Electra 680 DP-8 06/03/04 0.177 NA 93.0 NA S 

6 711746 05/08104 Electra 675 DP-8 06/22/04 0.164 NA 93.0 NA S 

7 711449 05109/04 SAC-4 830 NA 10/30/04 0.330 NA 16.0 NA R 

8 712193 05/09/04 Electra 290 DP-6 09/17/04 0.213 NA 93.0 NA Q 

Survey Types 
	

T = Total Surface Activity, Q = ISA 0G. S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/05/04 07:37 
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Survey Area: j 	 Survey Unit: 881,105 	 Building: 881 

Description: Building 881, Management UnitJ, Rooms 271 & 275, WaIls and Ceillings 

Random Removable Surface Activity Data Sheet 

r ndom Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/100cm 2) 

Net Beta 
(dpm/1 00cm 2 ) 

881J05PRP-N001 7 -1.5 N/A 

881J05PRP-N002 7 -1.5 NIA 

881J05PRP-N003 7 1.5 N/A 

881J05PRP-N004 7 -1.5 - N/A 

881J0513RP-N005 7 1.5 N/A 

	

881J05PRP-N006 	 7 

	

881J05PRP-N007 	 7 

1.5 N/A 

-1.5 

-1.5 

N/A 

881J05PRP-N008 	- 

881J05PRP-N009 

7 N/A 

7 1.5 N/A 

881J05PRP-N010 7 -1.5 N/A 

881J05PRP-NO11 7 -1.5 - N/A 

881J05PRP-N012 	I - 7 -1.5 N/A  

	

881J0513RP-N013 	 7 	- 

	

881J05PRP-N014 	 7 

1.5 	i N/A  

4.5 N/A 

N/A 881J0513 RP-N015 	 7 1.5 

: 

Comments: 

Printed On: 06/05/04 07:37 
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Survey Area: J Survey Unit: 881,105 Building: 	881 

Description: 	Building 881, Management UnitJ, Rooms 271 & 275, WaIls and Ceillings 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha Net Beta 
Location Nbr 	 (dpm/100cm 2) 	 (dpm/1OOcm 2 ) 

881J05PRP-N001 1 	 38.6 
N/AL____________________________ 

881J05PRP-N002 - 	- 	1 	- 	- 47.4 - N/A 

881J05PRP-N003 - 1 -5.7 N/A 

N/A 881 JO5PRP-N004 1 25.3 

881J05PRP-N005 2 12.9 

17.4 
J N/A 

881J05PRP-N006 2 N/A 

N/A 881J05QRP-N006 
j 	

8 7.1 

881J05PRP-No07 2 12.9 N/A 

N/A 881J05PRP-N008 2 44.6 

-0.9 

- 	-54 

881 JO5PRP-N009 	 3 N/A 

N/A L 881J05PRP-N010' 3 

881J05PRP-N011 j 3 26.0 N/A 

N/A 881J05PRP-N012 	 3 	 12.6 

881J05PRP-N013 - 	4 	 27,8  N/A_J_____________________ 

881J05PRP-N014 	 4 27.8 N/A 

:::::::::; - L- 
881J05PRP-N016 4 	 13. 9  N/A 

881J05PRP-N017 1 	4 	 23.1 N/A 

Comments: 

Printed On: 06/05/04 07:37 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: J 	 Survey Unit: 881J05 	Classification: 2 
Building: 881 
Survey Unit Description: Building 881 Management Unit J Rooms 275 & 271, Walls 

& Ceilings 
Total Area: 859 sq. m. 	 Total Floor Area: 589 sq. m. 
Grid Spacing for Survey Points: 8 m. X 8 m. 	 - - - 	

1 CD F 1 
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Survey Area: J 	 Survey Unit: 881J06 	 Building: 881 	- - 

Description: Building 881 Management Unit J, Room 288A Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 1 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 30 	 Nbr Biased Measurements Performed: 1 	 Nbr OC Performed: 2 

Alpha 
Maximum: 109.8 dpm/100cm 2  
Minimum: 5.6 dpm/100cm2  

Mean: 60.3 dpm/100cm2  
Standard Deviation: 24.8 

QC Maximum: 122.7 dpnh/100cm 2  
QC Minimum: 99.5 dpm/100cm 

QCMean: 1111 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/100cm2  
Uranium DCGLE1c: 15,000.0 dpm/1 00cm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 30 	 Nbr Biased Measurements Performed: 0 

Alpha  

	

Maximum: 	14.9 dpm/100cm2  

	

Minimum: 	2.7 dpm/1OOcm2  

	

Mean: 	8.1 dpm/1OOcm 2  

	

Standard Deviation: 	2.9 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this suivey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 15:06 
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Survey Area: J 	 Survey Unit: 881J06 	 Building: 881 	 - 

Description: Building 881 Management Unit J, Room 288A Floor 

Instrument Data Sheet 
A-Priori MDA 

InstJRCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/1DOcm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 712193 03/24/04 Electra 668 DP•8 06/22/04 0157 NA 93.0 NA T/S 

2 711447 03/24/04 Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA I/S 

3 711447 03/24/04 Electra 3109 DP-6 06/08/04 0,211 NA 93.0 NA T/S 

4 711447 03/24/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T 

5 712193 03/24/04 SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

6 712193 03/24/04 Electra 663 DP-6 09/18/04 0.216 NA 93.0 NA T/Q 

Survey Types: T = Total Surface Activity, 0 = ISA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/09/04 15:48 
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Survey Area: j 	 Survey Unit: 881,106 	 Building: 	881 

Description: 	Building 881 Management Unit J, Room 288A Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 	 Net Beta 
(dpmIlOOcm 2) 	 (dpm/100cm 2 ) 

881J06PRP-NO01 5 11.8 N/A 

881J06PRP-N002 5 	 8.8 N/A 

881J06PRP-N003 5 - 	 2.7 N/A 

1 J06PRP-N004 F 5 8.8 N/A 

81 J06PRP-N005 5 5.8 N/A 

881J06PRP-N006 5 14.9 N/A 

881J06PRP-N007 5 11.8 N/A 

881J06PRP-N008 5 5.8 N/A 

- 881J06PRP-N009 5 5.8 N/A 

881J06PRP-NO10 5 8.8 N/A 

. 	N/A 881J06PRP-N011 5 5.8 

881J06PRP-N012 5 11,8 N/A 

881J06PRP-N013 5 5.8 N/A  

	

881J06PRP-N014 	 5 

	

881J06PRP-N015 	 5 

8.8 N/A 

8.8 

5.8 

N/A 

N/A 881JO6PRP-N016 5 

881J06PRP-N017 5 8.8 N/A 

881 J06PRP-N018  5 2.7 N/A 

881 JO6PRP-N019 5 8.8 N/A 

881J06PRP-N020 5 11.8 N/A 

	

881J06PRP-N021 	 5 	 8.8 

	

881J06PRP-N022 	 5 	 5.8 

N/A 

N/A 

881J06PRP-N023 5 5.8 N/A 

- 881 J06PRP-N024 5 8.8 N/A 

881 JO6PRP-N025 5 5.8 N/A 

881J06PRP-N026 5 5.8 - N/A 

881J06PRP-N027 	 5 	- 8.8 N/A 

881J06PRP-N028 5 11.8 N/A 

881J06PRP-N029 	 5 	 5.8 	 N/A 	 - 

Printed On: 06/04104 15:06 
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Survey Area: J 	 Survey Unit: 881.106 
	

Building: 881 

Description: Building 881, Management UnitJ, Room 288A Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpmJ1OOcm 2) 	 (dpm/100cm 2) 

881J06PRP-N030 	 5 	 11.8 	 N/A 

Comments: 

Printed On: 06/04/04 15:06 
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Survey Area: 	i 	 Survey Unit: 881J06 	 Building: 	881 

Description: 	Building 881 Management Unit J, Room 288A Floor 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 	 - 

Location 	 Nbr (dPm/lOOCmi(dpm/lOOCm 2) 

881J06PRP-N001 	 4 	 76.7 	I 	 N/A 

- 881 JO6PRP-N002 4 43.5 -- 	- 	- N/A 

881J06PRP-N003 4 43.5 N/A 

881J06PRP-N004 4 86.1 N/A 

881J06PRP-N005 	 4 81.4 - 	N/A 

881J06PRP-N006 	 4 48.2 N/A 

807 4 109.8 N/A 

	

8B1J06QRP-N007 	 6 	 122.7 

	

881J06PRP-N008p4 	 90.9 

N/A 

N/A 

881J06PRP-N009 	 4 

881J06PRP-N010 	 4 

881J06PRPNO11 	 4 

5.6 	- 	 N/A 

57.7 	 N/A 

- 198 	 N/A - 

	

881J06PRP-N012 	 4 

	

881J06PRP-N013 	 4 

81.4 

153 . 0 1 

29.3 

N/A 

N/A 
- 	- 

N/A 881J06PRP-N014 	 4 

-- 881J06PRP-N015 4 53.0 N/A 

881J06PRP-N016 	 4 	 86.1 
N/All 

	

881J06PRP-N017 	-- - 	4 

	

881J06PRP-N018 	 4 

57.7 N/A 

38.8 N/A 

1:::  
: 

-. - 	N/A  881J06PRP-N020 	 4 	-- 	 43.5 

881J06PRP-N021 4 53.0 N/A 

881J06PRP-N022 4 34.0 N/A 

881J06PRP-N023 4 48.2 N/A 

- 	881J06PRP-N024 	 4 53.0 	 N/A 

881 J06PRP-N025 	 4 81.4 	 N/A 

Printed On: 06/04/04 15:06 
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Survey Area: j 	 Survey Unit: 881J06 	 Building: 	881 

Description: 	Budding 881, Management Unit J, Room 288A Floor,  

Random/QC Total Surface Activity Data Sheet 

I 	Random Measurement 	lnst/RCT 	Net Alpha 	 Net Beta 	 - - 

Location 	 Nbr 	(dpm/100cm 2) 	 (dpm/lOOcm 2) 

881J06PRP-N026 	 4 	 62.4 	 N/A 

4 - 909 N/A 

881J06PRP-N028 4  1 	530L N/A 

881J06PRP-N029 4 	 76.7 N/A 

881J06PRP-N030 - 4 	 577 N/A 

Biased Total Surface Activity Data Sheet 

Biased Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 	I 
Location 	 Nbr 	(dpm/1OOcm 2) 	 (dpm/1OOcm 2) - 

8J0BPN03114 	 427 	 N/A -- 	 - 	- 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/100cm2. The initial Alpha Net Activity for location 31 was 8,014.2 dpm/100cm2. This location was decontaminated and re- 
surveyed. Re-survey results are reported. No further investigation is required. 

Printed On: 06/04104 15:06 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: J 	Survey Unit: 881J06 	 ClassIfication: 1 
Building: 881 
Survey Unit Description: Building 881, Management Unit J, Room 288A Floor 
Total Area: 73 sq. m. 	 Total Floor Area: 73 sq. m. 
Grid Spacing for Survey Points: 2 m. X 2 m. 
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Survey Area: J 	 Survey Unit: 881J07 	 Building: 881 

Description: Building 881, Management Unit J, Room 288A Walls and Ceiling 	 - 	
- 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 	-- 

Maximum: 52.3 dpm/1OOcm2  
Minimum: -17.2 dpm/100cm2  

Mean: 13.3 dpm/100cm2  
Standard Deviation: 18.0 

QC Maximum: 42.7 dpm/100cm 2  
QC Minimum: -4.7 dpm/1OOcm 2  

QC Mean: 19.0 dpm/1OOcm2  

Uranium DCGLw: 5000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15000.0 dpmI1OOCm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	11.8 dpm/1OOcm 2  

	

Minimum: 	2.7 dpm/1OOcm2  

	

Mean: 	6.6 dpm/1OOcm2  

	

Standard Deviation: 	2.4 

	

L Uranium DCGLw: 	1,000.0 	 I  

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 1500 
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Survey Area: J 	 Survey Unit: 881J07 uiIding: 83i 	 - 	- - 

Description: Building 881, Management Unit J, Room 288A Walls and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

Inst/RCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	SIN 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 711447 03/24/04 Electra 1513 DP-8 09/17/04 0.181 NA 93.0 NA T/S 

2 712193 03/24/04 Electra 668 DP-8 06/22/04 0.157 NA 93.0 NA T/S 

3 711447 03/24/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T/S 

4 712193 03/24/04 Electra 663 DP-6 09/18/04 0.216 NA 93.0 NA T 

5 712193 03/24/04 SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

6 711447 03/24/04 Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T/Q 

Survey Types: I = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/09/04 15:50 
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Survey Area: j 	 Survey Unit: 881,107 	 Bui'ding: 881 

Description: Building 881, Management UnitJ, Room 288A Walls and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/100cm2) 

Net Beta 
(dpmI1 OOcm2) 

881J07PRP-NO01 5 8.8 	- 	 N/A 

881J07PRP-N002 5 5.8 N/A 

N/A 881J07PRP-N003 	 5 5.8 	1 
881J07PRP-N004 5 5.8 N/A 

- 88IJ07PRP-N005 5 21 N/A 

881 JO7PRP-N006 5 5.8 N/A 

881J07PRP-N007 5 

- 5 

5 

5.8 

2.7: 

N/A 

N/A 

N/A 

881J07PRP-N008 

881J07PRP-N009 8.8 

881J07PRP-N010 5 8.8 N/A 

N/A 

- 

881J07PRP-N011 	- 5 11.8 

- 881 JO7PRP-N012 5 	 8.8 	 N/A 

5 	 5.8 	 N/A 

fl 

881J07PRP-N013 

001 M700 M I..tll A 

881J07PRP-N015 	 5 	 11.8 
	

N/A 

881J07PRP-N016 	 5 - 	 5.8 	- 
	

N/A 

881J07PRP-N017 	 5 	 5.8 
	

N/A 

881J07PRP-N018 	 5 	 5.8 	- 
	

N/A 

881J07PRP-N019 	 5 	 5.8 
	

N/A 

	

- 88IJ07PRP-N020 	 5 	 2.7 
	

N/A 

	

- - 881J07PRP-N021 	
r

5 	 - 	8.8 
	

N/A 

881J07PRP-N022J 	5 - 	 5.8 
	

N/A 

881J07PRP-N023 -- 	5 - 	 5.8 
	

N/A 

88IJ07PRP-N024 	 5 	 8.8 
	

N/A 

Comments: 

Pnnted On: 06/04/04 1500 
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Survey Area: J 	 Survey Unit: 881,107 	 Building: 	881 

Description: 	Building 881, Management Unit J, Room 288A Walls and Ceiling 

Random/QC Total Surface Activity Data Sheet 

RandomMeasurement 	Inst/RCT 	-- 	NetAlpha 	 NetBeta  
Location 	 Nbr 	(dpm/100cm 2) 	 (dpm/100cm 2) 

881J07PRP-N001 	 4 15.2 N/A 

881J07PRP-N002 	 4 47.6 N/A 

881J07PRP-N003 4 29.1 N/A 

881J07PRP-N004 J 	4 10.6 N/A 

881 J07PRP-N005 4 52.3 N/A 

88IJ07QRP-N005 6 42.7 N/A 

881J07PRP-N006 4 29.1 N/A 

881J07PRP-N007 4 43.0 N/A 

881J07PRP-N008 4 

4 

4 

29.1 N/A 

N/A 	 -- 	-- 

N/A 	 - 

N/A 

881JO7PRP-N009 

881J07PRP-N010 

881J07PRP-N011 

6.0 

-3.3 

4 	 -7.9 

	

881J07PRP-N012 	 4 	 6.0 

	

881J07PRP-N013 	 4 	i 	 15.2 

N/A 

N/A 

N/A 	 - 	- 	

-- 	 -- 

- 881J07QRP-N013 6 -41 

881J07PRP-N014 4 10.6 N/A - H 
881J07PRP-N015 

881J07PRP-N016 

4 

4 

15.2 N/A 

-15 	 NlA  

881J07PRP-N017 4 10.6 N/Af 

881J07PRP-N018 
[ 	

4 15.2 N/A 

881J07PRP-N019 	 4 -17.2 N/A 

881J07PRP-N020 	 4 -3.3 N/A 

881J07PRP-N021 -- 4 N/A 

881J07PRP-N022 4 19.9 N/A 

- 	881J07PRP-N023 4 1.3 N/A 

881JO7PRP-N024 4 6.0 N/A 

Comments: Scans performed at 4"/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 

Printed On: 06/04/04 15:00 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: J 	Survey Unit: 881J07 	 Classification: 2 
BuIlding: 881 
Survey Unit Description: Building 881, Management Unit J, Room 288A Wails & Ceiling 
Total Area: 258 sq. m. 	 Total Floor Area: 73 sq. m. 
Grid Spacing for Survey Points: 4 m. X 4 m. 
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Survey Area: j 	 Survey Unit: 881J08 	 BuHding: 881 

Description: Building 881 Management Unit J, Room 288B Floor 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 184.9 dpm/1OOcm 2  
Minimum: 7.3 dpm/1OOcm 2  

Mean: 47.1 dpm/1OOcm2  
Standard Deviation: 35.7 

QC Maximum: 137.8 dpm/1OOcm 2  
QC Minimum: 66.7 dpm/1OOcm 2  

QC Mean: 102.3 dpm/1OOcm2  

Uranium DCGLw: 5,000.0 dpm/1OOcm2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	16.4 dpm/1OOcm2  

	

Minimum: 	-1.8 dpm/1OOcm2  

	

Mean: 	5.4 dpm/1OOcm 2  

	

Standard Deviation: 	5.8 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this suivey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 16:40 

Page: 1 	of 4 

r 



- Survey Area: i 	 Survey Unit: 881.108 	 Building: 881 

Description: Building 881, Management Unit J, Room 288B Floor 

Instrument Data Sheet 

InstIRCT 	RCT 
Number 	ID 

Analysis 
Date 

lnstr 
Model 

Instru 
SIN 

Probe 
Type 

Calibration 
Due Dt 

lnstru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpm/1OOcm2) 

Alpha 	Beta 

Suniey 
Type 

1 512590 03/27/04 Electra 1833 DP-6 09/03/04 0.214 NA 93.0 NA T 

2 711799 03/27/04 Electra 1379 DP-6 08/03/04 0.208 NA 93.0 NA T/S 

3 711799 03/27/04 Electra 1261 DP-8 09/19/04 0.145 NA 93.0 NA S 

4 712193 03/27/04 Electra 2352 DP-6 05/11/04 0.225 NA 93.0 NA Q 

5 711447 03/27/04 SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/04/04 16:40 
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Survey Area: J 	 Survey Unit: 881,108 	 Building: 	881 

Description: 	Building 881 Management Unit J, Room 288B Floor 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 
Location 	 Nbr 

Net Alpha 
(dpm/100cm2) 

Net Beta 
(dpmI1OOcm2) 

881J08PRP-N001 5 4.2 N/A 

881J08PRP-N002 5 1.2 N/A 

881J08PRP-N003 5 -1,8 N/A 

881J08PRP-N004 5 10.3 N/A 

881J08PRP-N005 5 	- 4.2 - 	 N/A 

881J08PRP-N006 	-- 5 7.3 N/A  

881J08PRP-N007 5 -1.8 N/A 

881 J08PRP-N008 

881J08PRP-N009 

5 1.2 	 N/A - 

5 -1.8 	 N/A 

881J08PRP-N010 5 10.3 N/A 

881J08PRP-N011 5 103 N/A 

881J08PRP-N012 5 -1.8 N/A - 	 - 

881J08PRP-N013 I 	 5 10.3 N/A 

	

881J08PRP-N014 	 5 	 10.3 

5 	 4.2 

	

881J08PRP-N016 	 5 	 16.4 

N/A 

N/A11 

N/A 

88IJ08PRP-N017 

881J08PRP-N018 

5 7.3 N/A 

5 4.2 N/A 

881J08PRP-N019 5 -1.8 N/A 

881J08PRP-N020 5 1.2 N/A 

881J08PRP-N021 5 13.3 N/A 

881J08PRP-N022 5 - 16.4 N/A 

881J08PRP-N023 5 1.2 N/A 

881J08PRP-N024 	, 	 5 	 4.2 	 N/A 

Comments: 

Printed On: 06/04/04 16:40 
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Survey Area: J 	 Survey Unit: 881J08 	 Building: 881 

	

Description: Building 881, Management Unit J, Room 288B Floor 	
• 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 

	

Location 	 Nbr 	(dpm/100cm 2 ) 	 (dpm/1OOcm 2) 

881J08PRP-N001 	 1 	 54.0 	 N/A 

881J08PRP-N002 	J 	2 	 27.0 - 	 N/A 

881J08PRP-N003 	J 	1 	 35.4 	 N/A 

881J08PRP-N004 	 1 	 96.1 	 N/A 

881J08QRP-N004 	 4 	 66.7 - 	 N/A 

881J08PRP-N005 	 1 	 77.4 1 	 N/A 

881J08PRP-N006 	 1 	 58.7 	 N/A 

881J08PRP-N007 	- 	2 	 27.0 	 N/A 

881J08PRP-N008 	 2 	 55.8 	 N/A 

881J08PRP-N009 	 2 	 31.8 	 N/A 	 - 

881J08PRP-N010 	 2 	 41.4 	 N/A 

881J08PRP-N011 	 1 	 184.9 	 N/A 

881J08QRP-N011 	 4 	 1378 - 	 N/A 

881J08PRP-N012 	 2 	 27.0 F 	 N/A 	- - - - 

881J08PRP-N013 	
1 	 540 	 N/A 

881J08PRP-N014 	
[ 	

1 	 54.0 	 N/A 

881J08PRP-N015 	 1 	 26.0 	 N/A 

881J08PRP-N016 	 1 	 30.7 	 N/A 

881J08PRP-N017 	 1 	 68.1 	 N/A 

881J08PRP-N018 	 1 	 26.0 	 N/A 

881J08PRP-N019 	 I 	 21.3 	 N/A 

881J08PRP-N020 	 1 	 44.7 	 N/A 

881J08PRP-N021 	 1 	 21 	 N/A 

881 JO8PRP-N022 	 1 	 7.3 	 N/A 

881J08PRP-N023 	 1 	 26.0 	 N/A 

881J08PRP-N024 	 1 	 35.4 	 N/A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 

Printed On: 06/04/04 16:40 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: J 	Survey Unit: 8811,108 	 Classification: I 
Building: 881 
Survey Unit Description: BuildIng 881 Management Unit J, Room 288B, Floor 
Total Area: 70 sq. m. 	 Total Floor Area: 70 sq. m. 
Grid Spacing for Survey Points: 2.0 m. X 2.0 m. 
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Survey Area: J 	 Survey Unit: 881J09 	 Building: 881 

Description: Building 881 Management Unit J, Room 288B, Walls and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 1 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 17 	 Nbr Biased Measurements Performed: 1 	 Nbr QC Performed: 2 

Alpha 
Maximum: 1,532.7 dpm/1OOcm 2  
Minimum: -6.8 dpm/100cm 2  

Mean: 95.8 dpm/100cm2  
Standard Deviation: 359.2 

QC Maximum: 31.3 dpm/100cm2  
QC Minimum: 12.0 dpm/100cm2  

QC Mean: 21.6 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 1 

Nbr Random Measurements Performed: 17 	 Nbr Biased Measurements Performed: 1 

Alpha 

	

Maximum: 	19.4 dpmI1OOcm2  

	

Minimum: 	-1.8 dpm/1OOcm 2  i 

	

Mean: 	1.7 dpm/1OOcm 2  

	

Standard Deviation: 	5.9 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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lnst/RCT RCT 	Analysis 
Number 	ID 	Date 

1 	512590 03/27/04 

2 	712193 03/27/04 

3 	711799 03/27/04 

4 	711799 03/27/04 

5 	711447 03/27104 

Survey Types: 

Survey Area: J 	 Survey Unit: 881J09 	 Building: 881 

Description: Building 881, Management Unit J, Room 288B, Walls and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

lnstr Instru Probe Calibration Instru Efficiency (dpm/1OOcm2) Survey 
Model SIN Type Due Dt Alpha Beta Alpha 	Beta Type 

Electra 2352 DP-6 05/11/04 0.225 NA 93.0 	NA T 

Electra 1379 DP-6 08/03/04 0.208 NA 93.0 	NA Q 

Electra 1261 DP-8 09/19/04 0.145 NA 93.0 	NA T/S 

Electra 1833 DP-6 09/03/04 0.214 NA 93.0 	NA ThIS 

SAC-4 823 NA 08/19/04 0.330 NA 16.0 	NA R 

T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: J Survey Unit: 881,109 	 Building: 	881 

Description 	Building 881 Management Unit J Room 288B Walls and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement I 	Inst /RCT 	Net Alpha Net Beta 	 - 

Location Nbr 	I 	 (dpm/100cm 2) (dpm/100cm 2) 

881J0913 RP-N001 5 	 -1.8 N/A 

881J09PRP-N002 5 	 -1.8 N/A 

881J09PRP-N003 5 1.2 N/A 

881J09PRP-N004 5 -1.8 N/A -- 

881J09PRP-N005 5 1.2 N/A 

881J09PRP-N006 5 	 -1.8 N/A 

881J09PRP-N007 5 	 -1.8 N/A 

881J09PRP-N008 5 	 -1.8 N/A 

881J09PRP-N009 	1 5 	 -iiJ N/A 

	

881J09PRP-N010 	 5 	 -1.8 	 N/A 

	

881J09PRP-NO11 	 5 L 	1.2 	 N/A 

881J09PRP-N012 5 	 1.2 N/A 

881J09PRP-N013 5 	 13T N/A - 	 - 

881J09PRP-N014 5 	 7.3 NIA 

Printed On: 	06/05/04 06:04 
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Survey Area: J 	 Survey Unit: 881J09 	 Building: 881 

Description: Building 881 Management Unit J, Room 288B, Walls and Ceiling 	 -- - 

Biased Removable Surface Activity Data Sheet 

Biased Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpmI1OOcm 2) 	 (dpmI1OOcm 2 ) 

881J09PBP-N018 	 N/A 

Comments: The initial removable activity for location 18 was 1291 dpmI100cm2. The area was decontaminated. Post decon survey results are 
reported. No further investigation is required. 
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Survey Area:j 	 Survey Unit: 881,109 	 Building: 881 

Description: Building 881, Management Unit J, Room 288B, Walls and Ceiling  

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Locaon Nbr 

881J09PRP-N001 

881J09PRP-N002 

881J09PRP-N003 

lnst/ RCT 

1 

1 

1 

Net Alpha 	I 

(dPm/100Cm 2)(dPm/100cm 2) 

6.6 

19 

-2.3 

Net Beta 
- 	 - 

N/A 

N/Al 	 - -- 	

- 	 --- 

N/A 

881J09PRP-N004 1 15.5 

881,J09PRP-N005 1 2.1 N/A 

881J09PRP-N006 1 6.6 N/A 

881J09PRP-N007 1 2.1 N/A 

881 J09PRP-N008 1 86.6 N/A  

881 J09QRP-N008 I 	2 12.0 N/A 

881 JO9PRP-N009 1 6.6 N/A 

881J09PRPNO10 1 199 N/A 

881J09PRP-N011 1 -2.3 N/A 

881J09PRP-N012 1 	- - -2.3 N/A 

881J09PRP-N013 1 6.6 N/A 

881J09PRPN014r 
1 	1 N/A 

881J09PRP-N015 1 -6.8 N/A 

881J09PRP-N016 1 	1 7--------- 	
-- 	-- 	 - 

881J09QRP:N016 21 31.31 N/A 
 

881J09PRP-N017 ---I----i--- 6.6 N/A 

Printed On: 06/05/04 0604 
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Survey Area: i 	 Survey Unit: 881,109 	
L 

Building: 881 

Description: Building 881, Management Unit J, Room 288B, Walls and Ceiling 	 •,, 

Biased Total Surface Activity Data Sheet 

Biased Measurement 	Inst I RCT 1 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpmI100cm 2 ) 	 (dpmI1OOcm 2 ) 

8JOBP-NO 	 4 	 15321 1 	 N1A 

Comments: Scans performed at 4/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/100cm2. Location 18 was found to have an initial TSA value of 4,195 dpm/100cm2. This area was decontaminated and re-
surveyed. Re-survey results are reported. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: J 	Survey Unit: 881J09 	 Classification: 2 
Building: 881 
Survey Unit Description: BuIlding 881 Management Unit J, Room 288B, Walls & Ceiling 
Total Area: 246 sq. 	m. 	 Total Floor Area: 70 sq. m. 
Grid Spacing for Survey Points: 4.0 m. X 4.0 m. 
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Survey Area: J 	 I  Survey Unit: 881J10 	 I Building: BBi 

Description: Building 881, Management UnitJ, Booms 234, 237, 291, Stairwells 167 and 111, Floors 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 45 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 3 

	

Nbr Random Measurements Performed: 49 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 3 

Alpha 
Maximum: 392.9 dpm/100cm 2  

Minimum: -15.6 dpm/100cm2  
Mean: 28.1 dpm/100cm2  

Standard Deviation: 62.4 

OC Maximum: 363.7 dpm/100cm 2  

QC Minimum: 98.9 dpm/100cm2  

OC Mean: 193.3 dpm/100cm 2  

Uranium DCGLw: 5,000.0 dpm/100cm2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 45 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 49 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	8.5 dpm/lOOcm 2  

	

Minimum: 	-0.6 dpm/100cm2  

	

Mean: 	1.7 dpm/1OOcm2  

	

Standard Deviation: 	2.4 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random ColIected 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-I Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

a 
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Survey Area: J 	 Survey Un: 881J10 	 Building: 881 

Description: Building 881, Management UnitJ, Rooms 234, 237, 291, Stairwells 167 and 111, Floors 

Instrument Data Sheet 
A-Priori MDA 

Inst/ACT 	RCT Analysis Instr Instru Probe Calibration Instru Efficiency (dpm/100cm2) Survey 
Number ID Date Model S/N Type Due Dt Alpha Beta Alpha 	Beta Type 

1 711447 05/10/04 Electra 668 DP-8 06/22/04 0.166 NA 93.0 	NA S 

2 711447 05/11/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 	NA T 

3 711447 05/11/04 Electra 3109 DP-6 06/08/04 0.217 NA 93.0 	NA T/S 

4 712193 05/11/04 SAC-4 830 NA 10/30/04 0.330 NA 16.0 	NA R 

5 712193 05/11/04 Electra 1260 DP-6 06/02/04 0.219 NA 93.0 	NA Q/S 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 
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PRE-DEMOLITION SURVEY FOR 5881 

Survey Area: J 	Survey Unit: 881J10 	 Classification: I 
Building: 881 
Survey Unit Description: Builiding 881, Management Unit J, Rooms 234, 237,291, 

Stairwells 111 & 167, Floor 
Total Area: 295 sq. m. 	 Total Floor Area: 295 sq. m. 
Grid Spacing for Survey Points: 2.5 m. X 2.5 m. 
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Survey Area: J 	 Survey Unit: 881J11 	 Building: 881 

Description: Building 881, Management Unit J, Rooms 234, 237, 291 Stairwells 167 & 111 WaIls and Ceilings 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 
	

Nbr OC Required: 2 

	

Nbr Random Measurements Performed: 23 	 Nbr Biased Measurements Performed: 0 
	

Nbr QC Performed: 2 

Maximum 

Minimum 

Mean 

Standard Deviation 

OC Maximum 

QC Minimum 

QC Mean 

Alpha 
417.8 dpm/100cm 2  

-15.4 dpm/100cm2  

26.2 dpm/100cm2  
88.2 

387.6 dpm/1OOcm 2  

75.6 dpm/100cm2  
231,6 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpmI100cm2  

Uranium DCGLEMC: 15,000.0 dpm/100cm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 23 	 Nbr Biased Measurements Performed: 0 

Alpha 
Maximum: 8.5 dpm/100cm2  

Minimum: -0.6 dpm/100cm 2  

Mean: 1.2 dpm/100cm 2  

Standard Deviation: 2.5 

Uranium DCGLw: 1000.0 

- 	 Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: J 	 Survey Unit: 881J1 1 	-- 	 L Building: 881 

Description: Building 881, Management Unit J, Rooms 234, 237, 291, Stairwells 167 & 111, Walls and Ceilings 

Instrument Data Sheet 
A-Priori MDA 

Inst/ACT ACT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	Instru Efficiency 
	(dpm/1 00cm2) 	Survey 

Number 	ID 	Date 	Model 	SIN 	Type 	Due Dt 	Alpha 	Beta 
	

Alpha 	Beta 	Type 

1 711447 05/11/04 Electra 668 DP-8 06/22/04 0.166 NA 93.0 NA 

2 512590 05/11/04 Electra 290 DP-6 09/16/04 0.213 NA 93.0 NA 

3 712193 05/11/04 Electra 3109 DP-6 06/08/04 0.217 NA 93.0 NA 

4 711447 05/11/04 SAC-4 830 NA 10/30/04 0.330 NA 16.0 NA 

5 712193 05/11/04 Electra 663 DP-6 09118/04 0.218 NA 93.0 NA 

6 711447 05/23/04 Electra 658 DP-8 06/04/04 0.168 NA 93.0 NA 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: J 	 Survey Unit: 881J11 	 Building: 	881 

Description: 	Building 881, Management Unit J, Rooms 234, 237, 291, Stairwells 167 & 111, Walls and Ceilings 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm 2) 

Net Beta 
(dpmI100cm 2) 

881J11PRP-N001 4 2.4 N/A 

881J11PRP-N002 4 2.4 N/A 

881J11PRP-N003 4 -0.6 N/A 

881J11PRP-N004 4 -0.6 N/A 

881J11PRP-N005 4 -0.6 N/A 

881J11PRP-N006 4 2.4 N/A 

881J11PRP-N007 4 -0.6 N/A 

881J11PRP-N008 4 8.5 N/A 

881J11PRP-N009 4 2.4 N/A 

881J11PRP-N010 4 5.5 N/A 

881J11PRP-N011 4 -0.6 N/A 

881J11PRP-N012 4 -0.6 N/A 

881J11PRP-N013 4 5.5 N/A 

881J11PRP-N014 4 -0.6 N/A 

881J11PRP-N015 4 2.4 N/A 

881J11PRP-N016 4 -0.6 N/A 

881J11PRP-N017 4 -0.6 N/A 

881J11PRP-N018 4 -0.6 N/A 

881J11PRP-N019 4 -0.6 N/A 

881J1 1 PRP-N020 4 -0.6 N/A 

881J1 1 PRP-N021 4 2.4 N/A 

881J11PRP-N022 4 2.4 N/A 

881J1 1 PRP-N023 4 -0.6 N/A 

Comments: 
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Survey Area: J 	 I  Survey Unit: 881,111 	 i Building: 881  

Description: Building 881, Management Unit J, Rooms 234, 237, 291 StaIrwells 167 & 111 Walls and Ceilings 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I ACT 
Nbr 

Net Alpha 
(dpmll 00cm 2 ) 

Net Beta 
(dpm/1 00cm2) 

881J11PRP-N001 2 26.9 N/A 

881J11PRP-N002 3 -6.2 N/A 

881J11PRP-N003 3 -6.2 N/A 

881J11PRP-N004 3 417.8 N/A 

881JI1QRP-N004 5 387.6 N/A 

881J11PRP-N005 2 87.9 N/A 

881J11QRP-N005 5 75.6 N/A 

881J11PRP-N006 3 7.6 N/A 

881J11PRP-N007 3 -1.6 N/A 

881J11PRP-N008 3 -10.8 N/A 

881J11PRP-N009 3 -10.8 N/A 

881J11PRP-N010 2 45.6 N/A 

881J11PRP-N011 3 3.0 N/A 

881J11PRP-N012 3 -6.2 N/A 

881J11PRP-N013 3 -1.6 N/A 

881JI1PRP-N014 3 7.6 N/A 

881J11PRP-N015 3 -15.4 N/A 

881J11PRP-N016 3 -1.6 N/A 

881J11PRP-N017 2 17.5 N/A 

881J11PRP-N018 2 3.4 N/A 

881J11PRP-N019 
[ 	

3 12.2 N/A 

881J11PRP-N020 
[ 	

2 12.8 N/A 

881J1 1 PRP-N021 
[ 	

2 3.4 N/A 

881J11PRP-N022 2 17.5 N/A 

881J11PRP-N023 2 -1.3 N/A 

Comments: 

Printed On: 06/05/04 1353 
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- 	 PRE-DEMOLITION SURVEY FOR 13881 

Survey Area: J 	Survey Unit: 881J11 	 Classification: 2 
Building: 881 
Survey Unit Description: Builiding 881, Management Unit J, Rooms 234, 237, 291, 

Stairwells 111 & 167, Walls & Ceilings 
Total Area: 1,051 sq. m. 	 Total Floor Area: 295 sq. m. 
Grid Spacing for Survey Points: 8 m. X 8 rn 
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SurveyArea: J 	 Survey Unit: 881J12 	 Building: 881 

Description: Building 881, Management UnitJ, Stairwell 133, Floor, Walls, and Ceiling 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 
	

Nbr 00 Required: 2 

	

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 
	

Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

33.4 dpm/100cm 

	

Minimum: 	-26.5 dpm/100cm 2  

	

Mean: 	-4.0 dpm/1 00cm 2  

	

Standard Deviation: 
	

16.8 

	

QC Maximum 
	

35.2 dpm/100cm 2  

	

00 Minimum 
	

30.1 dpm/100cm2  

	

00 Mean 
	

32.6 dpm/100cm 2  

Uranium DCGLw: 5000.0 dpm/1 00cm 2  
Uranium DCGLEMc: 15,000.0 dpm/100cm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 24 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	7.6 dpm/1OOcm 2  

	

Minimum: 	-1.5 dpm/100cm 2  

	

Mean: 	0.6 dpm/100cm 2  

	

Standard Deviation: 	2.3 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: J 	 Survey Unit: 881J12 	 Building: 881 

Description: Building 881, Management UnitJ, Stairwell 133, Floor, Walls, and Ceiling 

Instrument Data Sheet 
A-Priori MDA 

lnstIRCT 	RCT Analysis lnstr Instru Probe Calibration Instru Efficiency (dpm/100Cm2) Survey 
Number ID Date Model SIN Type Due Dt Alpha 	Beta Alpha 	Beta Type 

3 712193 06/05/04 Electra 1241 DP-8 10/06/04 0.193 	NA 93.0 	NA S 

4 712467 06/05/04 Electra 1518 DP-6 12102/04 0.217 	NA 93.0 	NA T/S 

5 712193 06/05/04 SAC-4 830 NA 10/30/04 0.330 	NA 16.0 	NA R 

6 712193 06/05/04 Electra 290 DP-6 09/16/04 0.199 	NA 93.0 	NA 0/S 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Puffed On: 06/07/04 1615 
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Survey Area: J 	 - 	Survey Unit: 881J12 	 Building: 	881 

Description: 	Building 881, Management UnitJ, Stairwell 133, Floor, Walls, and Ceiling 

Random Removable Surface Activity Data Sheet 

Random Measurement 
Location 

Inst / RCT 
Nbr 

Net Alpha 
(dpmll 00cm 2) 

Net Beta 
(dpm/1 00cm 2) 

881J12PRP-N001 5 1.5 N/A 

881J12PRP-N002 5 1.5 N/A 

881J12PRP-N003 5 -1.5 N/A 

881J12PRP-N004 5 -1.5 N/A 

881J12PRP-N005 5 -1.5 N/A 

881J12PRP-N006 5 1.5 N/A 

881JI2PRP-N007 5 -1.5 N/A 

881J12PRP-N008 5 1.5 N/A 

881J12PRP-N009 5 1.5 N/A 

881J12PRP-N010 5 -1.5 N/A 

881J12PRP-N011 5 -1.5 N/A 

881J12PRP-N012 5 7.6 N/A 

881J12PRP-N013 5 -1.5 N/A 

881J12PRP-N014 5 -1.5 N/A 

881J12PRP-N015 5 1.5 N/A 

881J12PRP-N016 5 1.5 N/A 

881J12PRP-N017 5 1.5 N/A 

881J12PRP-N018 5 1.5 N/A 

881J12PRP-N019 5 -1.5 N/A 

881J12PRP-N020 5 1.5 N/A 

881J12PRP-N021 5 -1.5 N/A 

881J12PRP-N022 5 4.5 N/A 

88IJ12PRP-N023 5 1.5 N/A 

881J12PRP-N024 5 1.5 N/A 

Comments: 

L\' 
\ 

	

PrrnedOn: 	06/07/041615 
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Survey Area: J 	 Survey Unit: 881J12 	 Building: 	881 

Description: 	Building 881 	Management Unit J, Stairwell 133, Floor, Walls, and Ceiling 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 
Location 

Inst I RCT 
Nbr 

Net Alpha 
(dpm/1 00cm2) 

Net Beta 
(dpm/1 00cm2) 

881J12PRP-N001 4 15.0 N/A 

881J12PRP-N002 4 -12.6 N/A 

881J12PRP-N003 4 -17.3 N/A 

881J12PRP-N004 4 -26.5 N/A 

881J12PRP-N005 4 15.0 N/A 

881J12PRP-N006 4 -12.6 N/A 

881J12PRP-N007 4 1.2 N/A 

881J12PRP-N008 4 1.2 N/A 

881J12PIRP-N009 4 33.4 N/A 

881J120RP-N009 6 35.2 N/A 

881J12PRP-N010 4 -8.0 N/A 

881J12PRP-N011 4 10.4 N/A 

- 881J12PRP-N012 4 -3.4 N/A 

881J12PRP-N013 4 -17.3 N/A 

881J12PRP-N014 4 10.4 N/A 

881J12PRP-N015 4 10.4 N/A 

881J120RP-N015 6 30.1 N/A 

881J12PRP-N016 4 15.0 N/A 

881J12PRP-N017 4 -26.5 N/A 

881J12PRP-N018 4 -26.5 N/A 

881J12PRP-N019 4 -12.6 N/A 

881J12PRP-N020 4 -26.5 N/A 

881J12PRP-N021 4 -3.4 N/A 

881J12PRP-N022 4 1.2 N/A 

881J12PRP-N023 4 -26.5 N/A 

881J12PRP-N024 4 10.4 N/A 

Comments: 

	

Punted On: 	06/07/04 16:15 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: J 	Survey Unit: 881J12 	Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit J, Stairwell 133, Floor, 

Walls & Ceiling 
Total Area: 241 sq. m. 	 Total Floor Area: 73 sq. m. 
Grid Spacing for Survey Points: 4 rn X 4 m. 

FGE I DF I 

Stairs 133D 
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Survey Area: L 	 Survey Unit: 881L01 	 Building: 881 

cript Desion: Budding, Management Unit L, Rooms 301, 302, 302A, 303, 305, 306, 307, & 308 (Floor, Walls, Ceiling and Equipment) 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	17 	 Nbr Biased Measurements Required: 20 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 	17 	 Nbr Biased Measurements Performed: 20 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

60.6 dpm/100cm 2  

	

Minimum: 	-16.5 dpm/1OOcm2  

	

Mean: 
	

10.1 dpm/1OOcm2  

	

Standard Deviation: 
	

15.3 

QC Maximum 
QC Minimum 

QC Mean 

Transuranic DCGLw: 
Transuranic DCGLEMc: 

-4.8 dpm/100cm2  
-8.1 dpm/lOOcm 2  
-6.4 dpm/100cm2  

100.0 dpm/1OOcm2  
300.0 dpm/100cm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 17 	 Nbr Biased Measurements Required: 20 

Nbr Random Measurements Performed: 17 	 Nbr Biased Measurements Performed: 20 

Alpha 
Maximum: 

Minimum: 
Mean: 

Standard Deviation: 

Transuranic DCGLw: 

3.0 dpmI1OOcm 2  

-1.8 dpm/1OOcm 2  
0.0 dpm/1OOcm2  
1.4 

20.0 dpm/1OOcm 2  

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this sutvey unit passes the criterion specified in the PDSP. 

Printed On: 06/04104 12 19 

Page: 1 	of 6 



Survey Area: L 	 Survey Unit: 8811-01 	 Building: 881 -- - 	 - 

Description: Building, Management Unit L, Rooms 301 302, 302A, 303, 305, 306, 307, & 308 (Floor, Walls, Ceiling and Equipment) 

Instrument Data Sheet 

InstJRCT 	RCT 
Number 	ID 

Analysis 
Date 

instr 
Model 

Instru 
S/N 

Probe 
Type 

Calibration 
Due Dt 

Instru Efficiency 

Alpha 	Beta 

A-Priori MDA 
(dpm/100cm2) 

Alpha 	Beta 

Survey 
Type 

1 712449 12112/03 Electra 3110 DP-6 12/30/03 0.210 NA 48.0 NA T/S 

2 712448 12/12103 Electra 1273 DP-6 01/09/04 0.209 NA 48.0 NA T/S 

4 600124 12/12/03 Electra 2343 DP-6 01/29/04 0.228 NA 48.0 NA T 

5 512592 12112/03 Electra 1260 DP-6 01/08/04 0.227 NA 48.0 NA 1/S 

6 512592 12/15/03 Electra 1273 DP-6 01/09/04 0.209 NA 48.0 NA 1/0/S 

7 511390 12/15/03 SAC-4 952 NA 01/10/04 0.333 NA 10.0 NA R 

8 511390 12/15/03 SAC-4 966 NA 04/23/04 0.333 NA 10.0 NA R 

9 511390 12/15/03 SAC-4 984 NA 01/01/04 0.333 NA 10.0 NA R 

10 511390 12/15/03 SAC-4 845 NA 01/15/04 0.333 NA 10.0 NA R 

Survey Types: T = Total Surface Activity, 0 = TSA QC, S = Scan, R = Removable Surface Activity, 	I = Investigation 

Printed On: 06/09/04 15:41 
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Survey Area: L Survey Unit: 8811-01 	 Building: 	881 

Description: 	Building, Management Unit L, Rooms 301, 302, 302A, 303, 305, 306, 307, & 308 (Floor, Walls, Ceiling and Equipment) 

Random Removable Surface Activity Data Sheet 

Random Measurement Inst / RCT 	Net Alpha Net Beta 
Location Nbr (dpm/100cm 2 ) (dpm/100cm 2) 

881LO1PRP-N001 7 1.5 N/A 

881 LO1PRP-N002 8 -0.9 N/A 

881LO1PRP-N003 9 -0.3 N/A 

881L01PRP-N004 10 - -1.8 N/A 

881L01PRP-N005 7 

8 

3.0 

-0.9 

1 	 N/A 

N/A 881 LOl PRP-N006 

881LO1PRP-N007 -- 9 	 -0.3 N/A 

881L01PRP-N008 10 -1.8 N/A 

881L01PRP-N009 7 1.5 N/A 

- 881L01PRP-N010 8 0.6 N/A 

- 881L01PRP-N011 9 -03 N/A 	 - 

881LO1PRP-N012 10 4.8 N/A 	 - - 

88L01PRP-N013 7 0.0 - 	 N/A 

881LO1PRP-N014 	- - 8 - 	 -0.9: 
- 	--------N/A 

881L01PRP-N015 9 1.2 - -- N/A 

881L01PRP-N016 10 -1.8 N/A 

881LO1PRP-N017 7 r 	1.5 -- 	--- 

Printed On: 06/04/04 12:19 
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Survey Area: L 	 Survey Unit: 8811-01 	 Building: 881 	- 

Description: Building, Management Unit L, Rooms 301, 302, 302A, 303, 305, 306, 307, & 308 (Floor, Walls, Ceiling and Equipment) 

Biased Removable Surface Activity Data Sheet 

Biased Measurement 	Inst I RCT 	Net Alpha 	I 	Net Beta 	 - - 

	

Location 	 Nbr 	i 	(dpm/100cm 2) 	 ( dpm/100cm 2 ) 

881LO1PBP-N018 	 8 -9 	 N/A 

OO,LuIrr-uNUI V -U..5 pjp, 

881L01PBP-N020 10 -0.3 N/A 

881LO1PBP-N021 

881L01PBP-N022 

7 3.0 N/A 

N/A  8 -0.9 

- 881LO1PBP-N023 - 9 1.2 - N/A_____________________________________ 

881L01PBP-N024 10 -1.8 N/A 

881LO1PBP-N025 	 7 0.0  
[ 	

N/A 

881L01-'t3P-NO2 	 8 	 -0.9 N/A 

881L0PBPN027 9r 1 N/A 

881L01PBP-N028 
[ 	

10 -03 N/A 

881L01PBP-N029 7 0.0 - N 	 ------ 
-- 	 -___ 

881L01PBP-N030 	 8 	 2.1 N/A 

881L01PBP-N031 	 9 	 2.7 N/A 	 - 	 -- 

8811-01PBP-N032 	 10 	 -0.3 N/A 
861L01PBP-N033 

7 	 0.0 N/A 

881L01PBP-N034 	 8 	 0.6 N/A 

881L01PBP-N035 	I 9 	 -0.3 N/A 

8L01PBP-N036 	 10 	 -1.8 N/A 

881 LOl PBP-N037 	 7 	 0.0 N/A 

Comments: 

Printed On: 06/04/04 1219 
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Survey Area: L Survey Unit: 8811-01 	 Building: 	881 

Description: 	Building, Management Unit L, Rooms 301 302, 302A, 303, 305. 306, 307. & 308 (Floor, Walls, Ceiling and Equipment) 

Random/QC Total Surface Activity Data Sheet 

Random Measurement Inst / RCT 	Net Alpha 	 Net Beta 
Location Nbr 	(dpm/100cm2) 	 (dpm/1OOcm2) 

881 L01PRP-N001 1 	 45.9 	 N/A 

8811-01PRP-N002 - 4 	I 	 28.7 	 N/A 

881L01QRP-N002 	 6 - 	 -8.1 	 N/A 

881 LO1PRP-N003 

881LO1PRP-N004 

5 	 2.5 	 N/A 

5 	 11.3 	 N/A 

881LO1PRP-N005 4 	 5.0 	 N/A 

L 8811-01PRP-N006 6 60.6 -- N/A 

881 LOl PRP-N007 5 	 14.0 N/A 

881L01PRP-N008 
- ------- 

6 	f - 	 14.6 -- 	- N/A 

881L01PRPNoo9j --- 	5.2 N/A 

N/A 881LO1PRP-N010 6 1.7 

881L01PRP-N011 5 	 -63 N/A 

881L01PRP-N012 6 	 1.7 	 N/A 

'881LO1PRP-N013 -- 	- 	I 	- 	5 	 N/A  

L PRPNo14 
5 	 3 	 N7A+ ____ 

881LO1PRP-N015 	1 6 	 30.4 	1 	 N/A 

881L01PRP-N016 	- 2 	 14.6f 	 N/A 	 -- 	- 

881L01PRP-N017 5 	 8.2 	 N/A 

881LO1QRP-N025 6 	 -4.8 	 N/A 

Printed On: 06/04/04 12:19 
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Survey Area: L 	 Survey Unit: 8811-01 	 Building: 881 

Description: Building, Management Unit L, Rooms 301, 302, 302A, 303, 305. 306, 307, & 308 (Floor, Walls, Ceiling and Equipment) 

Biased Total Surface Activity Data Sheet 

Biased Measurement Inst/ RCT Net Alpha Net Beta 
Location Nbr (dpm/100cm 2 ) (dpm/1OOcm 2 ) 

881LO1PBP-N018 2 6.0 N/A 

881L01PBPN019!2I - 	 18.9 NIA 

881 LO1PBP-N020 1 2.5 N/A 

	

881 L01PBP-N021 	 6 	 12.2 	 N/A  

	

881L01PBP-N022 	 2 	 -16.5 	 N/A 

	

881L01PBP-N023 	 4 	 15.5 	 N/A 

	

881L01PBP-N024 	 6 	 21.8 	 N/A 

	

881L01PBP-N025 	- 2 	 25.1 	 N/A 

	

881 LO1PBP-N026 	 4 	 6.7 	 N/A 

	

881 L01PBP-N027 	 4 	 -2.1 	 N/A 

	

881LO1PBP-N028 	 2 	- 	 -6.9 1 	 N/A 	
r 

	

881L01PBP-N029 	 4 	 -io.gl 	 N/A 

	

881LO1PBP-N030 	 6 - 	 N/A 

	

881LO1PBP-N031 	 6 	 -13.1 	 N/A 

	

881LO1PBP-N032 	 2 	 18.9 	 N/A 

	

881LO1PBP-N033 5 	 6.8 	 N/A  

	

881LO1PBP-N034 	1 	5 	 21.4 	 N/A 

	

88 1 LO1PBP- N035 	------- - 
	------_____ 	

NI 	 ---- 

	

2.7 

881L01PBP-N036 	'4 	 - 1 	
-- ------- 

	

-- 881LO1PBP-N037 	 1 2.5 I 	 N/A 

Comments: 

Printed On 06/04/04 1219 
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PRE -DEMOLITION SURVEY FOR B881 

Survey Area: L 	Survey Unit: 881 LOl 	 ClassIfication: 3 
Building: 881 
Survey Unit Description: Bldg 881 Management Unit L 2 nd Floor Mezzanine, Interior 

South End 
Total Area: 3,717 sq. m. 	 Total Floor Area: 1,069 sq. m. 
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Survey Area: L 	 Survey Unit: 8811_02 	 Building: 881 

Description: B881 Management Unit L, North Supply Plenum, Rooms 311, 311A, 311B 	
r 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 	15 	 Nbr Biased Measurements Required: 10 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 	15 	 Nbr Biased Measurements Performed: 10 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

69.6 dpm/1OOcm 2  

	

Minimum: 	-4.0 dpm/100cm2  

	

Mean: 
	

31.2 dpm/1OOcm2  

	

Standard Deviation: 
	

20.8 

QC Maximum 
QC Minimum 

QC Mean 

Transuranic DCGLw: 
Transuranic DCGLEMC: 

63.2 dpm/1OOcm 2  
55.2 dpm/1OOcm2  
59.2 dpm/1OOcm 2  

100.0 dpm/1OOcm 2  
300.0 dpm/1OOcm2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 10 

Nbr Random Measurements Performed: 15 	 Nbr Biased Measurements Performed: 10 

Alpha 

	

Maximum: 
	

7.6 dpm/1OOcm2  

	

Minimum: 	-1.5 dpm/1OOcm 2  

	

Mean: 
	1.0 dpm/1OOcm2  I 

	

Standard Deviation: 
	

2.0 

	

Transuranic DCGLw: 	20.0 dpm/1OOcm 2  

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 
Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 

Printed On: 06/04/04 1215 
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Survey Area: L 	 - 	Survey Unit: 8811-02 	 Building: 881 

Description: 8881 Management Unit L, North Supply Plenum, Rooms 311, 311A, 3118 

Instrument Data Sheet 
A-Priori MDA 

JnsURCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/1OOcm2) 	Survey 
Number 	ID 	Date 	Model 	SIN 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 	712193 03/08/04 

2 	711447 03/08/04 

3 	711447 03/08/04 

4 	712193 03108/04 

5 	712193 03/09/04 

6 	711447 03/09/04 

7 	712193 03/09/04 

8 	712193 03/11/04 

9 	712193 03/11/04 

Survey Types: 

Electra 663 DP-6 06/04/04 0.147 NA 48.0 NA T/5 
Electra 668 DP-6 06/22/04 0.157 NA 48.0 NA IfS 

Electra 662 DP-6 03/15/04 0.217 NA 48.0 NA T/.S 

Electra 2404 DP-6 04/16/04 0.211 NA 48.0 NA T/5 

Electra 3552 DP-6 04/16/04 0.217 NA 48.0 NA I 

Electra 2404 DP-6 04/16/04 0.211 NA 48.0 NA T/ 

SAC-4 961 NA 03/30/04 0.330 NA 10.0 10.0 R 

Electra 1261 DP-6 08/24/04 0,210 NA 48.0 NA 

Electra 1261 DP-6 08/24/04 0.210 NA 48.0 NA 

T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/04/04 12:15 
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Survey Area: L Survey Unit: 8811-02 Building: 	881 

Description: 	B881 Management Unit L, North Supply Plenum, Rooms 311 31 1A, 311 B 

Random Removable Surface Activity Data Sheet 

Random Measurement Inst I RCT Net Alpha 	 Net Beta 
Location Nbr (dpm/lOOcmz) 	(dpmI100cm2) 

881 LO2PRP-N001 7 3.0 N/A 

881L02PRP-N002 7 -0.0 N/A J 
881 L02PRP-N003 7 -0.0 N/A 

881L02PRP-N004 I 	 7 1.5 N/A 

L 881L02PRP-N005 7 -0.0 N/A - - 

7 -1.5 881 L02PRP-N006 N/A 

881 L02PRP-N007 7 1.5 N/A 

881L02PRP-N008 7 1.5 N/A 

-0.0 N/A 881L02PRP-N009 7 

-0.0 N/A 8811-02PRP-N010 7 

- 881L02PRP-N011 7 3.0 	1 	 N/A 

8811-02PRP-N012 7 -1.5 	 N/A 

881 LO2PRP-N013 7 -0.0 	 N/A 	- 

8811-02PRP-N014 7 	1 1.5 	 N/Ar  

881 L02PRP-N015 7 1.5 	 N/A 

Printed On: 	06/04/04 1215 
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Survey Area: L Survey Unit: 8811-02 	 Building: 	881 

Description: 	B881 Management Unit L, North Supply Plenum, Rooms 311, 311 A, 311 B 

Biased Removable Surface Activity Data Sheet 

Biased Measurement Inst / RCT Net Alpha Net Beta 
Location Nbr (dpm/100cm2) (dpm/l00cm 2 ) 

881L02PBP-N016 N/A 7 -1.5 

881L02PBP-N017 7 4.5 N/A 

881 L02PBP-N018 7 7.6 N/A 

881L02PBP-N019 7 1.5 	- - 	N/A -- - --------- 

881 L02PBP-N020 7 -0.0 N/A 

- 881L02PBP-N021 7 -0.0 	r - N/A 

881L02PBP-N022 7 -1.5 N/A 

881L02PBP-N023 7 -0.0 N/A 

881L02PBP-N024 7 1.5 - 	N/Af 

881L02PBP-N025 7 1.5 N/A 

Comments: 

Printed On: 06/04/04 12:15 
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Survey Area: L 	 Survey Unit: 8811-02 	 Building: 881 

Description: 8881 Management Unit L, North Supply Plenum, Rooms 311, 311A, 311B 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst/RCT 	Net Alpha 	 Net Beta 

	

Location 	 I 	 Nbr 	(dpm/lOOcm2) 	 (døm/1OOcm2 ) 

881L02PRP-N001 	
. 	 5 -4.0 N/A 

881L02PRP-N002 	 5 -1.2 N/A 

881 L02PRP-N003 5 44.9 N/A 

881L02PRP-N004 	 5 20.5 N/A 

881 L02PRP-N005 5 	- -- 	 66.5 N/A 

881 L02QRP-N005 6 55.2 N/A 

	

88IL02PRP-N006 	 5 

	

8811-02PRP-N007 	 5 

	

881L02PRP-N008 	 5 

	

881 L02PRP-N009 	- 	 5 

	

881L02PRP-N010 	 5 

11.2 N/A 

17.2 

19.1 

5.3 

38.9 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

	

881 L02PRP-N01 1 	 5 	 21.8 

	

881L02PRP-N012 	 5 	1 	 35.7 

	

881L02PRP-N013 	 5 	 44.9 

	

881L02PRP-N014 	 5 	 14.5 

	

881L02PRP-N015 	 5 	 51.3 	1 

N/A 

N/A 

881L02QRP-N024 - 	6 	 - 	63.2 	-- - 	N/A 
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Survey Area: L 	 Survey Unit: 8811-02 	 Building: 881 

Description: 8881 Management Unit L, North Supply Plenum, Rooms 311, 31 1A, 311 B 

Biased Total Surface Activity Data Sheet 

Biased Measurement 	Inst/RCT 	NetAlpha 	 Net Beta 	I 	 -- 
Location 	 Nbr 	(dpm/1OOcm 2 ) 	 (dpm/1 OOcm2 ) 

	

881L02PBP-N016 	 5 	 441 	 N/A 

	

881L02SBP-N017 	 9 	 53.6 	 N/A 

	

881L021BP-N018 	 8 	 66.7 	 N/A 

	

88IL02PBP-N019 	 5 	 20.3 	 N/A 

	

881L02PBP-N020 	- 	5 	 - 41.9 	 N/A  

- 	881L02PBP-N021 	 5 	 17.1 	 N/A 

	

881L02PBP-N022 	 5 	 51.2 	 N/A 

	

881L02PBP-N023 	J5 	 26.3 	 NIA  

	

881L02PBP-N024 	 5 	 41.9 b 	N/A 

	

r881L02PBPN025 	J 	5 	 14.3 	 N/A 

Comments: Scans performed at 2/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 100 
dpm/100cm2. The initial Net Sample Activity for location 17 was 110.3 dpm/100cm2. Eight additional TSA measurements were 
collected within the surrounding square meter and averaged. The average survey results are reported. The initial Net Sample 
Activity for Location 18 was 107.1 dpm/100cm2. This location was sealed and re-surveyed. Re-survey results are reported. No 
further investigation is required for these locations. The reported Alpha Net Activity differs slightly from the investigation Alpha Net 
Activity because the average background is used to calculate the reported value, while the actual sample background is used to 
calculate the investigation value. 

Printed On: 06/04/04 1215 

Page: 6 	of 6 

L\L\ 



Wall 1 

- 	
.--- 

.Iar 

ll 13 

' 
15 

I 	- .l:17 

-I  

3 

5 
6 
a 

10 

3114 	311 

LL - 
Key Plan 

Wall 12 

Wall 14 

Wail 16 

Wall 18 

Wall 19 

Wall 20 
Wail 22 

Wall 23 
Wall 24 

Wall 26 

Wall 3 

Wall 4  

Wall 17— 

Wall 15 

Wall 13 
Wall 12 
Wall 11 

Wail 9 

Wall 8 
Wall 7 

Wall 19 

Wail 5 

3118 
W0 20 

CD 
ROMEMOR V. oIl 2 

W1l 
	 CD 

Wal of 

6 

PRE-DEMOLITION SURVEY FOR B881 

Survey Area: L 	 Survey Unit: 881 L02 	 ClassIfication: 3 
Building: 881 
Survey Unit Description: Bldg 881 Management Unit L 2nd Floor Mezzanine, Interior 

North End 
Total Area: 1,113 sq. m. 	 Total Floor Area: 310 sq. m. 
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Survey Area: R 	 Survey Unit: 881R01 	 Building: 881 

Description: B881 Management Unit R, South Loading Dock Area Floors 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 

	

Nbr Random Measurements Required: 16 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

	

Nbr Random Measurements Performed: 25 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 
Maximum: 115.8 dpm/1OOcm2  
Minimum: -12.1 dpm/100cm2  

Mean: 31.9 dpm/1OOcm 2  
Standard Deviation: 28.5 

QC Maximum: 104.1 dpm/1OOcm2  
QC Minimum: 59.4 dpm/1OOcm2  

QC Mean: 81.7 dpm/1OOcm2  

Uranium DCGLw: 5,000.0 dpm/100cm 2  
Uranium DCGLEMc: 15,000.0 dpm/1OOcm 2  

Removable Surface Activity Measurements 
Nbr Random Measurements Required: 16 	 Nbr Biased Measurements Required: 0 

Nbr Random Measurements Performed: 25 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 
	

7.3 dpm/100cm 

	

Minimum: 	-1.8 dpm/1OOcm2  

	

Mean: 
	2.5 dpm/1OOcm 2  

	

Standard Deviation: 
	

2.9 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: R 	 Survey Unit: 881R01 	 Building: 581 

Description: B881ManagementUnitR,South Loading Dock Area Floors 	 - - 

Instrument Data Sheet 
A-Priori MDA 

lnst/RCT RCT 	Analysis 	lnstr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dPm/lOOcmz) 	
Suniey 

Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha Beta 	Type 

1 711447 03/25/04 

2 712193 03/25/04 

3 712193 03/25/04 

4 711447 03/25/04 

5 711447 03/25/04 

6 712193 03/27/04 

7 711447 03/27/04 

8 712193 03/27/04 

9 711447 03/27104 

10 711447 03/27/04 

Survey Types: 

Electra 668 DP-6 06/22/04 0157 NA 93.0 NA 1/5 

Electra 1513 DP-6 09/17/04 0.181 NA 93.0 NA 1/5 

Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T15 

SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

Electra 663 DP-6 09/18/04 0.216 NA 93.0 NA 1/ c. 
Electra 668 DP-6 06/22/04 0.157 NA 93.0 NA 1)5 
Electra 1513 DP-6 09/17/04 0.181 NA 93.0 NA 

Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA TS 

SAC-4 823 NA 08/19/04 0.330 NA 16.0 NA R 

Electra 3109 DP-6 06108/04 0.211 NA 93.0 NA T/IQ  

I = Total Surface Activity, Q = ISA QC, S = Scan, R = Removable Surface Activity, I = Investigation 
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Survey Area: R 	 Survey Unit: 881R01 	 Building: 	881 

Description: 	B881Management Unit R, South Loading Dock Area Floors 	 - 

Random Removable Surface Activity Data Sheet 

Random Measurement 	Inst I RCT Net Alpha 	 Net Beta 	 - 

Location 	 Nbr (dpm/100cm 2) 	 (dpm/1OOcm 2 ) 

881 RO1PRP-NOO1 	 4 7.3 N/A 

881R01PRP-N002 4 4.2  _J N/A H 

- 881RO1PRP-N003 4 1.2 	- N/A 

881 ROl PRP-N004 4 1.2 N/A 

881RO1PRP-N005 4 -1.8 N/A 

881R01PRP-N006 4 1.2 N/A 

N/A 881RO1PRP-N007 4 4.2 

881R01PRP-N008 4 4.2 N/A 

- 881 R01PRP-N009 4 1.2 N/A 

881R0IPRP-NO10 4 7.3 N/A - 

- 881R01PRP-NO11 9 1.2 N/A 

881 ROl PRP-N012 	 9 	 4.2 	 N/A 

881R01PRP-N013 	 9 	 1.2 

881RO1PRP-N014 	 9 	- 	 -1.8 	 N/A 	 - 

881R01PRP-N015 	 9 	 -1.8 	 N/A 

881RO1PRP-N016 	 9 	 4.2 	 N/A  

881RO1PRP-N017 	 9 	 4.2 	 - 	 N/A 	 - 

881RO1PRP-N018 	 9 	 7.3 - 	 - 	 N/A  

- 	 881RO1PRP-N019 	 9 	 1.2 	 -- -- 	N/A - 	 - - 	 - - 	 - 

881 ROl PRP-N020 	 9 	 1.2 	 N/A 	 - - - 

881RO1PRP-N021 	 9 	 7.3 	 N/A  

9 4.2 N/A 

881RO1PRP-N023 9 -1.8 N/A 

881 ROl PRP-N024 9 1.2 N/A 

- 881RO1PRP-N025 	 9 	 1.2 	 - N/A 

Comments: None. 

Printed On: 06/04/04 12 29 
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Survey Area: R 	 Survey Unit: 881R01 	 Building: 	881 

Description: 	8881Management Unit R, South Loading Dock Area Floors 

RandomlQC Total Surface Activity Data Sheet 

Random Measurement 	Inst I RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	(dpmI1OOcm 2) 	 (dpm/lOOcm 2) 

881R01PRP-N001 	 3 	- 	 115.8 	 N/A 

88 1 RO 1 PRP-N002 3 11.6 N/A  

881 ROl PRP-N003 3 30.5 N/A 

881 ROl PRP-N004 3 	 6.8 N/A - 

N/A 881R01PRP-N005 - 3 -7.4 

881R01PRP-N006 3 82.6 N/A 

881 RO 1 QRP-N006 5 104.1 N/A  

N/A 881ROIPRP-N007 	 3 40.0 - 

881R01PRP-N008 	 3 	 25.8 N/A 

881RO1PRP-N009 	 3 	 -12.1 N/A 

:::::::r-, _  

881RO1PRP-N012 	 8 	 24.2 	 N/A 	I 

881RO1PRP-N013 	 8 	 10.5 	 N/A 

288 1 
881 ROl PRP-N015 	 8 	- 	- 	42.5 	L 	N/A 

881R01PRP-N016 	 8 	 24.2 	 N/A 	 - 

881RO1PRP-N017 	 8 	 51.6 	 N/A 

'881RO1PRP-N018 	 8 	 1.4 	 N/A 
 

881 RO1PRP-N019 	 8 	 24.2 	 N/A  

881 RO1PRP-N020 	 8 	 56.2 	 N/A 

881R01PRP-N021 	 8 	- 	 28.8 	 N/A 

881R01PRP-N022 8 51.6 N/A 

881R01PRP-N023 8 65.3 	 N/A  

881RO1QRP-N023 10 	 59.4 	 N/A 

881R01PRP-N024 	 8 	 10.5 N/A 

881RO1PRP-N025 	 8 	 28.8 	 N/A 
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Page: 4 	of 5 



Survey Area: R 	 Survey Unit: 881R01 	 Building: 881 

Description: B881Management Unit R, South Loading Dock Area Floors  

Comments: Scans performed at 4"/second at shaded areas indicated on map. All detected alpha count rates verified to be less than 5,000 
dpm/1 OOcm2. 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: R 	Survey Unit: 8811101 	 Classification: 1 
Building: 881 
Survey Unit Description: Building 881, Management Unit R, South Loading Dock Area, 

Floors 
Total Area: 452 sq. m. 	 Total Floor Area: 103 sq. m. 
Gild Spacing for Survey Points: 2.5 m. X 2.5 m. 
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Survey Area: R 	 Survey Uffit: 881R02 	 BUlldIn 	881 

Description: Building 881, Management Unit R, South Loading Dock, jajLU QAI)' 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 22 	 Nbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

133.3 dpm/1OOcm 2  

	

Minimum: 	-10.3 dpm/1OOcm 2  

	

Mean: 
	

43.0 dpm/1OOcm 2  

	

Standard Deviation: 
	

30.4 

	

QC Maximum: 
	

128.0 dpm/1OOcm 2  

	

QC Minimum: 
	

80.6 dpmI1OOcm 2  

	

QC Mean: 
	

104.3 dpmI100cm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLEMC: 15,000.0 dpm/1OOcm2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 22 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 
	

7.3 dpmI100cm 

	

Minimum: 	-1.8 dpm/1OOcm 2  

	

Mean: 
	2.6 dpm/1OOcm2  

	

Standard Deviation: 
	

2.9 

Uranium DCGLw: 1,000.0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random Collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP. 
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Survey Area: R 	 Survey Unit: 881R02 	 Building: 881 

Description: Building 881, Management Unit R, South Loading Dock )  

Instrument Data Sheet 
A-Priori MDA 

lnstIRCT RCT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/100cm2) 	Survey 
Number 	ID 	Date 	Model 	S/N 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 	712193 03/25/04 

2 	711447 03/25/04 

3 	711447 03/25/04 

4 	712193 03/25/04 

5 	711447 03/25/04 

6 	711447 03/25/04 

7 	711447 03/27/04 

8 	712193 03/27/04 

9 	711447 03/27/04 

10 	712193 03/27/04 

11 	711447 03/27/04 

12 	711447 03/27/04 

Survey Types: 

Electra 668 DP-6 06/22/04 0.157 NA 93.0 NA 15 
Electra 1513 DP-6 09117/04 0.181 NA 93.0 NA 1/5 

Electra 3109 DP-6 06108/04 0.211 NA 93.0 NA T/5 

Electra 663 DP-6 09/18/04 0.216 NA 93.0 NA T 

SAC-4 823 NA 08/19/04 0.330 NA 48.0 NA R 

Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T)( 

Electra 668 DP-6 06/22/04 0.157 NA 93.0 NA T(5 
Electra 1513 DP-6 09/17/04 0.181 NA 93.0 NA 115 
Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA TI 5 
Electra 667 DP-6 09/19/04 0.219 NA 93.0 NA T 

SAC-4 823 NA 08/19/04 0.330 NA 48.0 NA R 

Electra 3109 DP-6 06/08/04 0.211 NA 93.0 NA T/ 

T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I 	Investigation 

Printed On 06/04/04 12 34 
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Survey Area: R Survey Unit: 881R02 	 Building: 	881 

Description: 	Building 881, Management Unit R, South Loading Dock  

Random Removable Surface Activity Data Sheet 

Random Measurement Inst / RCT Net Alpha Net Beta 	 - - - - 

Location Nbr (dpm/100cm 2) (dpm/100cm 2) 

881R02PRP-NOO1 5 4.2 N/A 

-- 88IR02PRP-N002 5 1.2 N/A 

881 R02PRP-N003 5 7.3 N/A 

881R02PRP-N004 5 -1.8 N/AJ 

881R02PRP-N005 11 4.2 N/A 

881R02PRP-N006 11 4.2  

881 R02PRP-N007 11 7.3 N/A 

881R02PRP-N008 11 1.2 N/A 

881R02PRP-N009 11 1.2 N/A 

881R02PRP-NO1O 11 - -1.8 N/A  

881R02PRP-N011 11 1.2 N/A 

881R02PRP-N012 11 4,2 N/A - 	- 

881R02PRP-N013 5 4.2 N/A 	 - - 

5 - 	N/A - 	r 

881R02PRP-N015 11 1.2 N/A 

881R02PRP-N016 ii - 	1.2 N 

881R02PRP-N017 11 4.2 - - 	 Nh 

881R02PRP-N018 5 -1.8 - N/A 	I 

881R02PRP-N019 11 1.2 N/A 

11 7.3  NIA  

881R02PRP-N021 	- 11 -1.8 r 
881 R02PRP-N 022 	t 11 4.2 N/A  

Comments: None, 
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Survey Area: R Survey Unit: 881R02 	 Building: 	881 

Description: 	Building 881 Management Unit R. South Loading Dock 	 ,.) 1 

Random/QC Total Surface Activity Data Sheet 

rRafldmMeasuremetit,R - 	Net Mpha 	 Net Beta 	 - 

Location Nbr (dpm/100cm 2) 	 (dpm/100cm 2) 	 i 

881R02PRP-N001 4 40.7 	 N/A 	 - 

881 R02PRP-N002 4 59.2 	 N/A 

881R02PRP-N003 4 12.9 - N/A 

881R02PRP-N004 4 -10.3 N/A 

881 R02PRP-N005 10 67.2 N/A 

E 16.9 

881R02PRP-N008 10 	- -- - 	- - 	44.3 1  
881R02PRP-N009 10 35.2 N/A 

881R02PRP-N010 10 21.5 N/A 

881R02PRP-N011 	1 10 16.9 	 N/A 

881R02PRP-N012 -- 10 39.8 	 N/A 	- 

881R02PRP-N013 4 133.3 	 N/A 

881R02QRP-N013 6 128.0 	 N/A 

881R02PRP-N014 4 59.2 	 N/A 

881R02PRP-N015 10 30.6 	 N/A 

881R02PRP-N016 	- 10 	- 58.0 	 N/A 	
- 

881R02PRP-N017 10 	-- 	- - 	53 	 N/A 	 - 

881R02PRP-N018 4 100.9 	 N/A  

881R02PRP-N019 10 39.8 	 N/A 

881R02PRP-N020 	--- - 	10 21.5 	 N/A 	 - 

881R02PRP-N021 10 39.8 	 N/A 

881R02PRPN022 10 - 	32 	 N/A 

Comments: None. 
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PRE-DEMOLITION SURVEY FOR B881 
Survey Area: R 	 Survey Unit: 881 R02 	 Classification: 2 
Building: 881 
Survey Unit Description: Building 881, Management Unit R, South Loading Dock Area, 

Walls & Ceilings 
Total Area: 452 sq. m. 	 Total Floor Area: 103 sq. m. 
Grid Spacing for Survey Points: Sm. X 5 m. 
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Survey Area: S - 	 - Survey Unit: 881S02 
	

Building: 881 

Description: Building 881, Management Unit S. ST2 Exhaust Tunnel 

Rocky Flats Environmental Technology Site 
Final Radiological Survey Summary Results 

Total Surface Activity Measurements 
Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 	 Nbr QC Required: 2 

Nbr Random Measurements Performed: 19 	 NJbr Biased Measurements Performed: 0 	 Nbr QC Performed: 2 

Alpha 

	

Maximum: 
	

398.4 dpm/100cm2  

	

Minimum: 
	

47.7 dpm/100cm 2  

	

Mean: 
	

220.6 dpm/1OOcm2  

	

Standard Deviation: 
	

100.1 

	

QC Maximum 
	

393.1 dpm/100cm 2  

	

00 Minimum 
	

333.4 dpm/1OOcm 2  

	

QC Mean 
	

363.2 dpm/1OOcm 2  

Uranium DCGLw: 5,000.0 dpm/1OOcm 2  
Uranium DCGLMc: 15,000.0 dpm/1 00cm 2  

Removable Surface Activity Measurements 

	

Nbr Random Measurements Required: 15 	 Nbr Biased Measurements Required: 0 

	

Nbr Random Measurements Performed: 19 	 Nbr Biased Measurements Performed: 0 

Alpha 

	

Maximum: 	8.2 dpm/1OOcm 2  

	

Minimum: 	-0.9 dpm/1OOcm 2  

	

Mean: 	3.4 dpm/1OOcm 2  

	

Standard Deviation: 	2.7 

Uranium DCGLw: 1,000,0 

Media Sample Results 
Nbr Random Required: 0 	 Nbr Biased Required: 0 

Nbr Random collected: 0 	 Nbr Biased Collected: 0 

Conclusion - A comparison of the random, biased and QC measurement results against the PDSP Table 7-1 Surface Contamination Guideline limits 
was conducted; the comparison demonstrates that this survey unit passes the criterion specified in the PDSP 

Printed On: 06/08/04 07:44 
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Survey Area:s 	 Survey Unit: 881S02 	 Building: 881 

Description: Building 881 Management Unit S. ST2 Exhaust Tunnel 	 -. 

Instrument Data Sheet 
A-Priori MDA 

InstIRCT RCT 	Analysis 	Instr 	Instru 	Probe 	Calibration 	Instru Efficiency 	(dpm/1OOcm2) 	Survey 
Number 	ID 	Date 	Model 	SIN 	Type 	Due Dt 	Alpha 	Beta 	Alpha 	Beta 	Type 

1 712193 02/25/04 Electra 661 DP-6 07/07/04 0.167 NA 93.0 NA 	 S 

2 711447 02/25/04 Electra 2404 DP-6 04/16/04 0.211 NA 93.0 NA 	 S 

3 711447 03/01/04 Electra 2404 DP-6 04/16/04 0.211 NA 93.0 NA 	 T 

4 712193 03/01/04 Electra 3105 DP-6 07/14/04 0.201 NA 93.0 NA 	 Q 

5 712193 03/01/04 SAC-4 961 NA 03/30/04 0.330 NA 16.0 NA 	 R 

Survey Types: T = Total Surface Activity, Q = TSA QC, S = Scan, R = Removable Surface Activity, I = Investigation 

Printed On: 06/08/04 0744 
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Net Alpha 
(dpm/1 00cm 2 ) 

-o g 

5.2 

5.2 

2.1 

5.2 

-0.9 

8.2 

2.1 

2.1 

2.1 

5.2 

2.1 

8.2 

2.1 

2.1 

5.2 

5.2 

-0.9 

5.2 

Net Beta 
(dpm/1 00cm 2 ) 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

NJ/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

N/A 

Survey Area: s 	 Survey Unit: 881S02 
	

Building: 881 

Description: Building 881 Management Unit S, ST2 Exhaust Tunnel 

Random Removable Surface Activity Data Sheet 

Random Measurement Inst I RCT 
Location Nbr 

881S02PRP-N001 5 

881S02PRP-N002 5 

881S02PRP-N003 5 

881 S02PRP-N004 5 

881S02PRP-N005 5 

881S02PRP-N006 5 

881S02PRP-N007 5 

881S02PRP-N008 5 

881S02PRP-N009 5 

881S02PRP-N010 5 

881S02PRP-N011 5 

881S02PRP-N012 5 

881S02PRP-N013 5 

881S02PRP-N014 5 

881S02PRP-N015 5 

881 S02PRP-N016 5 

881S02PRP-N017 5 

881S02PRP-N018 5 

881S02PRP-N019 5 

Comments: 

Printed On 06/08/04 0744 
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Survey Area: 	s 	 Survey Unit: 881S02 	 Building: 	881 

Description: 	Building 881 	Management Unit S. ST2 Exhaust Tunnel 

Random/QC Total Surface Activity Data Sheet 

Random Measurement 	Inst / RCT 	Net Alpha 	 Net Beta 
Location 	 Nbr 	 (dpm/1 00cm2 ) 	 (dpm/1 00cm 2 ) 

881 S02PRP-N001 	 3 	 398.4 	 N/A 

881 S02QRP-N001 	 4 	 333.4 	 NIA 

881S02PRP-N002 	 3 	 123.5 	 N/A 

881S02PRP-N003 	 3 	 303.6 	 N/A 

881S02PRP-N004 	 3 	 180.4 	 N/A 

881SO2PRP-N005 	 3 	 265.7 	 N/A 

881S02PRP-N006 	 3 	 322.6 	 N/A 

881S02PRP-N007 	 3 	 242.0 	 N/A 

881S02PRP-N008 	 3 	 156.7 	 N/A 

881SO2PRP-N009 	 3 	 256.2 	 N/A 

881SO2PRP-N010 	 3 	 2843 	 N/A 

881302PRP-N011 	 3 	 256.2 	 N/A 

881SO2PRP-N012 	 3 	 370.0 	 N/A 

881SO2PRP-N013 	 3 	 2116 	 N/A 

881S02PRP-N014 	 3 	 298.9 	 N/A 

881S02QRP-N014 	 4 	 393.1 	 N/A 

881SO2PRF-N015 	 3 	 156.7 	 N/A 

881S02PRP-N016 	 3 	 90.3 	 N/A 

881SO2PRP-N017 	 3 	 66.6 	 N/A 

881S02PRP-N018 	 3 	 47.7 	 N/A 

881SO2PRP-N019 	 3 	 156.7 	 N/A 

Comments: 

Pnnted On: 	06/08/04 07:44 
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PRE-DEMOLITION SURVEY FOR B881 

Survey Area: S 	 Survey Unit: 881 S02 	Classification: 1 
Building: 881 
Survey Unit Description: B881 Northeast Stack (S-2) 
Total Area: 273 sq. m. 	 Total Floor Area: 41 sq. m. 
Grid Spacing for Survey Points: 4 m. X 4 rn. 
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Pre-Demolition Survey Report, Building 881 2 d  Floor, 2 Floor Mezzanine & 881/883 Tunnel 	Veriori Ii, 

Rocky Flats Environmental Technology Site 

ATTACHMENT C-i 

PDS Beryllium Data Summary 
and Sample Maps 



B881 PDSR 	 Table C-I Beryllium Data Summary 	 Verson 0. 3/7104 

Sample Map 
Location # Room RIN Sample Number Sample Location 

Result 
(ug/100 cm2) 

1 
NPage# 

311B 04Z1443 881-03182004-313-001 On concrete floor, biased <0.1 
1 300 04Z1718 881-04232004-26-004 On concrete floor, random <0.1 
2 311 04Z1443 881-03182004-313-002 On concrete floor, biased <0.1 
2 1 of 5 312A 04Z1868 881-05212004-26-001 On concrete floor, random <0.1 
3 1 of 5 311A 04Z1443 881-03182004-313-003 On concrete floor, biased <0.1 
4 1 of5 3116 04Z1443 881-03182004-313-004 On concrete floor, biased <0.1 
5 1 of 5 311 04Z1443 881-03182004-313-005 On concrete floor, biased <0.1 
6 1 of 5 301 04Z1444 881-03152004-313-011 On concrete floor, biased <0.1 
6 1 of 5 309 04Z1718 881-04232004-26-014 On concrete floor, random <0.1 
7 1 of 5 305 04Z1444 881-03182004-313-012 On concrete floor, biased <0.1 
7 1 of 5 309 04Z1718 881-04232004-26-011 On concrete floor, random <0.1 
8 1 of 5 302 04Z1444 881-03182004-313-013 On concrete floor, biased <0.1 
9 1 of 5 303 04Z1444 881-03182004-313-014 On concrete floor, biased <0.1 
9 1 of 5 322 04Z1 868 881-05212004-26-020 On stainless steel floor, random <0.1 
10 1 of 5 308 04Z1444 881-03182004-313-015 On concrete floor, biased <0.1 
11 1 of 5 309 04Z1718 881-04232004-26-010 On concrete floor, random <0.1 
13 1 of 5 309 04Z1718 881-04232004-26-014 On concrete floor, random <0.1 
16 1 of 5 317 04Z1868 881-05212004-26-007 On concrete floor, random <0.1 
17 1 of 5 313 04Z1868 881-05212004-26-019 On stainless steel floor, random <0.1 
19 1 of 5 313 04Z1868 881-05212004-26-008 On stainless steel floor, random <0.1 
20 1 of 5 317 04Z1868 881-05212004-26-002 On concrete floor, random <0.1 
21 lof 5 316 04Z1868 881-05212004-26-024 On stainless steel floor, random <0.1 
22 1 of 5 313 04Z1868 881-05212004-26-017 On stainless steel floor, random <0.1 
23 lofS 313 04Z1868 881-05212004-26-011 On stainless steel floor, random <0.1 
24 1 of 5 309 04Z1 715 881-04232004-26-009 On concrete floor, random <0.1 
27 lof 5 313 04Z1868 881-05212004-26-015 On stainless steel floor, random <0.1 
33 1 of 5 309 04Z1718 881-04232004-26-012 On concrete floor, random <0.1 
37 1 of 5 324 04Z1868 881-05212004-26-012 On stainless steel floor, random <0.1 
38 1 of 5 309 04Z1718 881-04232004-26-013 On concrete floor, random <0.1 
39 - of 5 313 04Z1868 881-05212004-26-014 On stainless steel floor, random <0.1 
46 - of 5 316 04Z1 868 881-05212004-26-025 On stainless steel floor, random <0.1 
48 - of 5 309 04Z1718 881-04232004-26-007 On concrete floor, random <0.1 
49 lof 5 318 04Z1868 881-05212004-26-016 On stainless steel floor, random <0.1 
50 lof 5 313 04Z1868 881-05212004-26-009 On stainless steel floor, random <0.1 
52 lof 5 321 04Z1868 881-05212004-26-021 On stainless steel floor, random <0.1 
53 lof 5 317 04Z1 868 881-05212004-26-004 On concrete floor, random <0.1 
54 1 of 5 316 04Z1868 881-05212004-26-026 On stainless steel floor, random <0.1 
55 1 of 5 313 04Z1868 881-05212004-26-013 On stainless steel floor, random <0.1 
56 1 of 5 316 04Z1868 881-05212004-26-023 On stainless steel floor, random <0.1 
61 1 of 5 309 04Z1718 881 -04232004-26-008 On concrete floor, random <0.1 
62 1 of 5 313 04Z1868 881-05212004-26-022 On stainless steel floor, random <0.1 
63 1 of5 317 04Z1868 881-05212004-26-005 On concrete floor, random <0.1 
66 1 of 5 313 04Z1868 881-05212004-26-010 On stainless steel floor, random <0.1 
67 1 of 5 300B 04Z1718 881-04232004-26-006 On concrete floor, random <0.1 
68 1 of 5 -  317 04Z1 868 881-05212004-26-003 On concrete floor, random <0.1 
72 1 of 5 -  317 04Z1868 881-05212004-26-006 On concrete floor, random <0.1 
73 1 of 5 300 04Z1718 881-04232004-26-005 On concrete floor, random <0.1 
75 1 of 5 313 04Z1 868 881 -05212004-26-018 On stainless steel floor, random <0.1 

1 of 5 _2 296 04Z1712 881-04222004-26-018 On concrete floor, random <0.1 
2 of 5 _2 224 04D0704 881-05112004-26-008 On concrete floor, random <0.1 
3 of 5 _2 222 04D0704 881-05112004-26-019 On concrete floor, random <0.1 
4 of 5 _2 238 04D0704 881-05112004-26-006 On stainless steel floor, random <0.1 
5 2 of 5 258A 04Z1 712 881-04222004-26-011 On concrete floor, random <0.1 
6 2 of 5 237 04D0704 881-05112004-26-052 On concrete floor, random <0.1 
7 	1 2 of 5 248A 04Z1712 881-04222004-26-010 On concrete floor, random <0.1 
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8881 PDSR 	 Table C-i Beryllium Data Summary 	 Version 0, 617104 

Sample Map 

Location # 
Sample Map 

Page # Room RIN Sample Number Sample Location 
Result 

(ug/100 cm2) 
8 2 of 5 201 04D0704 881-05112004-26-020 On concrete floor, random <0.1 
9 2 of 5 214B 04D0704 881-05112004-26-022 On concrete floor, random <0.1 
10 2 of 5 288B 04Z1712 881-04222004-26-041 On concrete floor, random <0,1 - 
11 2 of 5 276 04D0704 881-05112004-26-041 On concrete floor, random <0.1 
12 2 of 5 292 04Z1718 881-04232004-26-003 On concrete floor, random <0.1 
13 2 of 5 275 04D0704 881-05112004-26-030 On concrete floor, random <0.1 - 
14 2 of 5 245G 04Z1712 881-04222004-26-004 On concrete floor, random <0.1 
15 2 of 5 245 04Z1712 881-04222004-26-012 On stainless steel floor, random <0.1 
16 2 of 5 280A 04D0704 881-05112004-26-048 On concrete floor, random <0.1 
17 2 of 5 296 04Z1712 881-04222004-26-016 On concrete floor, random <0.1 
18 2 of 5 21 4B 04D0704 881-05112004-26-023 On concrete floor, random <0.1 
19 2 of 5 248B 04Z1712 881-04222004-26-009 On concrete floor, random <0.1 
20 2 of - 286 04D0704 881-05112004-26-050 On concrete floor, random <0.1 
21 2 of 5-  222 0400704 881-05112004-26-018 On concrete floor, random <0.1 
22 2 of 5 227 04D0704 881-05112004-26-015 On concrete floor, random <0.1 
23 2 of 5 266 04D0704 881-05112004-26-038 On concrete floor, random <0.1 
24 _2 of 5 245E 04Z1712 881-04222004-26-005 On concrete floor, random <0.1 
25 _2 of 5 265B 04D0704 881-05112004-26-035 On stainless steel floor, random <0.1 
26 _2 of 5 269 04D0704 881-05112004-26-033 On concrete floor, random <0.1 
27 2 of 5 296 04Z1712 881-04222004-26-015 On concrete floor, random <0.1 
28 2 of 5 275 0400704 881-05112004-26-029 On concrete floor, random <0.1 
29 2 of 5 237 04D0704 881-05112004-26-051 On concrete floor, random <0.1 
30 2 of 5 293A 04Z1718 881-04232004-26-002 On concrete floor, random <0.1 
31 2 of 5 231B 0400704 881-05112004-26-003 On stainless steel floor, random <0.1 
32 2 of 5 219 04D0704 881-05112004-26-024 On concrete floor, random <0.1 - 
33 2 of 5 - 275 04D0704 881-05112004-26-026 On concrete floor, random <0.. 
34 2 of 5-  235F 0400704 881-05112004-26-007 On stainless steel floor, random <0.1 
35 2 of 5 -  255 04D0704 881-05112004-26-042 On concrete floor, random <0.1 
36 2 of 5 279 04D0704 881-05112004-26-025 On concrete floor, random <0,1 
37 2 of 5 280 04D0704 881-05112004-26-045 On concrete floor, random <0.1 
38 of 5 _2 201 04D0704 881-05112004-26-017 On concrete floor, random <0.1 
39 - of 5 281 04D0704 881-05112004-26-046 On concrete floor, random <0.1 
40 - of 5 249B 04Z1712 881-04222004-26-007 On concrete floor, random <0.1 
41 - of 5 288 04Z1 712 881-04222004-26-003 On concrete floor, random <0.1 
42 of 5 _2 266 04D0704 881-05112004-26-037 On concrete floor, random <0.1 
43 2 of 5 245 04Z1712 881-04222004-26-013 On stainless steel floor, random <0.1 
44 2 of 5 288 04Z1712 881-04222004-26-002 On concrete floor, random <0.1 
45 2 of 5 280 04D0704 881-05112004-26-047 On concrete floor, random <0.1 
46 2 of 5 297 04Z1712 881-04222004-26-014 On concrete floor, random <0.1 
47 2 of 5 278A 0400704 881-05112004-26-031 On concrete floor, random <0.1 
48 2 of 5 285 0400704 881-05112004-26-043 On concrete floor, random <0.1 
49 2 of5_ 245 04Z1712 881-04222004-26-019 On stainless steel floor, random <0.1 

50 2 of 5 -  242 04D0704 881-05112004-26-001 On concrete floor, random <0.1 
51 of 5 _2 238 04D0704 881-05112004-26-005 On stainless steel floor, random <0.1 

52 of 5 _2 225 04D0704 881-05112004-26-009 On concrete floor, random <0.1 

53 of 5 _2 247A 04Z1 712 881-04222004-26-006 On concrete floor, random <0.1 

54 of 5 _2 284 04D0704 881-05112004-26-044 On concrete floor, random <0.1 
55 of 5 _2 276 04D0704 881-05112004-26-040 On concrete floor, random <0.1 

56 2 of 5 265 04D0704 881-05112004-26-034 On stainless steel floor, random <0.1 

57 2 of 5 133D 04D0704 881-05112004-26-032 On concrete floor, random <0.1 

58 2 of 5 231 04D0704 881-05112004-26-004 On stainless steel floor, random <0.1 

59 2 of 5 225 04D0704 881-05112004-26-010 On concrete floor, random <0.1 

60 2 of 5 293 04Z1718 881-04232004-26-001 On concrete floor, random <0.1 

61 2 of 5 214C 04D0704 881-05112004-26-021 On concrete floor, random <0.1 

62 	1 2 of 5 276 04D0704 881-05112004-26-039 On concrete floor, random <0.1 
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5881 PDSR 	 Table C-I Beryllium Data Summary 	 Version 0, 6/7/04 

Sample Map 
Location # 

Sample Map 
Page # Room RIN Sample Number Sample Location 

Result 
(ug/100 cm2) 

63 2 of 5 275 04D0704 881-05112004-26-028 On concrete floor, random <0.1 
64 2 of 5 223 04D0704 881-05112004-26-013 On concrete floor, random <0.1 
65 2 of 5 296 04Z1712 881-04222004-26-017 On concrete floor, random <0.1 
66 2 of 5 275 1 	04D0704 881-05112004-26-027 On concrete floor, random <0.1 
67 2 of 5 242 04D0704 881-05112004-26-002 On concrete floor, random <0.1 
68 2 of 5 245 04Z1712 881-04222004-26-020 On stainless steel floor, random <0.1 
69 2 of 5 286 04D0704 881-05112004-26-049 On concrete floor, random <0.1 
70 2 of 5 229 04D0704 881-05112004-26-016 On concrete floor, random <0.1 
71 2 of 5 266C 04D0704 881-05112004-26-036 On concrete floor, random <0.1 
72 2 of 5 224 04D0704 881-05112004-26-011 On concrete floor, random <0.1 
73 2 of 5 224 04D0704 881-05112004-26-012 On concrete floor, random <0.1 
74 2 of 5 249A 04Z1712 881-04222004-26-008 On concrete floor, random <0.1 
75 2 of 5 225 04D0704 881-05112004-26-014 On concrete floor, random <0.1 
76 2 of 5 883 Tun 04Z1712 881-04222004-26-040 On concrete floor, random <0.1 
77 2 of 5 883 Tun 04Z1712 881-04222004-26-038 On concrete floor, random <0.1 
78 2 of 5 883 Tun 04Z1712 881-04222004-26-037 On concrete floor, random <0.1 
79 2 of 5 883 Thn 04Z1 712 881-04222004-26-039 On concrete floor, random <0.1 
80 2 of 5 883 Tun 04Z1712 881-04222004-26-036 On concrete floor, random <0.1 
81 2 of - 883 Tun 04Z1712 881-04222004-26-035 On concrete floor, random <0.1 
82 2 of - 883 Tun 04Z1712 881-04222004-26-034 On concrete floor, random <0.1 
83 2 of 883 Tun 04Z1712 881-04222004-26-033 On concrete floor, random <0.1 
84 2 of 5 883 Tun 04Z1 712 881-04222004-26-031 On concrete floor, random <0.1 
85 2 of 5 883 Tun 04Z1712 881-04222004-26-032 On concrete floor, random <0.1 
86 2 of 5 883 Tun 04Z1712 881-04222004-26-030 On concrete floor, random <0.1 
87 2 of 5 883 Tun 04Z1712 881-04222004-26-029 On concrete floor, random <0.1 
88 2 of 5 883 Tun 04Z1712 881-04222004-26-028 On concrete floor, random <0.1 
89 2 of 5 883 Tun 04Z1712 881-04222004-26-027 On concrete floor, random <0.1 
90 2 of 5 883 Tun 04Z1712 881-04222004-26-026 On concrete floor, random <0.1 
91 2 of 5 883 Tun 04Z1712 881-04222004-26-025 On concrete floor, random <0.1 
92 2 of 5 883 Tun 04Z1712 88 1-04222004-26-024 On concrete floor, random <0.1 
93 2 of 5 883 Tun 04Z1712 881-04222004-26-023 On concrete floor, random <0.1 
94 2 of 5 883 Tun 04Z1712 881-04222004-26-022 On concrete floor, random <0.1 
95 2 of 5 883 Tun 04Z1712 881-04222004-26-021 On concrete floor, random - <0.1 

201 2 of 5 159 03Z094 881-02142003-EC6-455 On floor, random <0.1 
202 2 of 5 159 03Z094 881-02142003-EC6-458 On wall, biased <0.1 
203 2of5 159 03Z094 881-02142003-EC6-459 On wall, biased <0.1 
204 2 of 5 159 01D0539 881-02262001-213-102 On equipment, biased <0 1 
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uilding 881 Second Floor Mezzanine 
Beryllium Sample Location Map 

Page 1 of5 

o 

EL 	 EL 
- 	 -- - 5993• -9 • 	- 

0 	0 

- 	 I 

 

- 	 -- - 	 I 	 - 

- 	( 	 - -- 12 7M ,  
-322 I 

66 

ii= 	 0 	re 	 r-i_rv1_.r ,  

----- 	 - ----- 	 -- 

0 	 I  

-

320 

19 

01 H Aa– A  — - 

Zi  

ocation 

I 	I 	II 	1 	I 	 1 	H 

_ 	ILLILH::±1TI 	1 
I L?te 



Building 881 Second Floor 

Beryllium Sample Location Map 
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Pre-Demolition Survey Report, Building 881 2' Floor, 2' Floor Mezzarune & 881/883 Tunnel 	Version 0, 6i8/04 

Rocky Flats Environmental Technology Site 

ATTACHMENT C-2 

In-Process Biased Beryllium Data 

Note: Data that has been lined out was in locations 
not applicable to this report. 
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IHISR_Ad_Hoc_Report2 

Date: 06/15/2004 

Industrial Hygiene Information System 
Ad Hoc Sample Report 

SURFACE 
Page: 	 1 of 1 

Room 

Sample Number 
	

Sample Work Pkg Comp Building Location 
	

Analyte Name 
	

Concentration 

STAC 

Sample-Work Pkg-Comp Building - Location 
881-09212001-213-241 WIPE 	RTG 881 INSIDE BOTTOM OF STACK 2, BERYLLIUM AND B <0.1000 UG/100CM 

ON INSIDE OF 0 

- 	--- --Sample-Work P-kg_Comp-Building--_Location- -- - 
881-09212001-213-242 WIPE 	RTG 881 INSIDE BOTTOM OF STACK 2, BERYLLIUM AND B < 0.1000 - UG/100CM 

ON STEEL FRAME 

Sample-Work-Pkg-Comp Building- -Location 	- 	 - - 	- 	- 	- 	-- 
881-09212001-213-243 WIPE 	RTG 881 INSIDE BOTTOM OF STACK 2, BERYLLIUM AND B < 0.1000 - UG/IOOCM 

ON STEEL FRAME 

- 	- SampleWork-P-kg.-Comp-Building --Location - - 	- - 	--- - 	 - 
881-09212001-213-244 WIPE 	RTG 881 INSIDE BOTTOM OF STACK 2, BERYLLIUM AND B < 0.1000 - UG/IOOCM 

ON STEEL FRAME 

- ---Sample Work-P-kg-Comp-Building Location 	- -- -- 	 - -- 	 - 	 -- - 
881-09212001-213-245 WIPE 	RTG 881 INSIDE BOTTOM OF STACK 2, BERYLLIUM AND B < 0.1000 - UG/IOOCM 

ON CEMENT FRAM 

-------- Sample-Work-Pkg Comp Building -Location 	 - 

881-09212001-213-246 WIPE 	RTG 881 INSIDE BOTTOM OF STACK 2, BERYLLIUM AND B < 0.1000 - UG/IOOCM 
ON LIP OF DOOR 

TOTAL SAMPLES: 6 

OFFICIAL USE ONLY 
Contains information which may be exempt from public release under the Freedom of Information Act (5 USC 552), exemption numbers(s) 2. Approval 
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Industrial Hygiene Information System 
1HISR_Ad_Hoc_Report2 

Date: 06/07/2004 	
Ad Hoc Sample Report 

SURFACE 

Building No 

Sample Number 	 Sample WoukPkg Comp Room Location 	 Analyte Name 	 Concentration 

881 

Page: 	2 of 35 

—Sample Work Pkg Comp Room-Location 	 --r 
881-01162004-26-001 WIPE KH 

nij,.uj 	

D 243 MU- 243/E-MEZZ!HF 
I  

BERYLLIUM AND B _ UG100CM 

_-Sample-Work -Pkg-Comp 

TANK/OUTSIDE TOP 

Room Location 

~1 1 1000 

I I 

881-01162004-26-002 WIPE KH 243 MU-D 243/E-MEZZ/HF BERYLLIUM AND B <0.1000 - UG/IODCM 

- 	 - TANK/OUTSIDE NEAR PLA 

Sample-Woilc.-Pkg-Comp----Room4.ocatlon 
881-01162004-26-003 WIPE KH 243 MU-D 243/E-MEZZIHF BERYLLIUM AND B < 0.1000_ UGJIOOCM 

TANK/OUTSIDE NEAR BOT 

Sample iork .-Pkg--Comp Room Location--- 
881-01162004-26-004 WIPE KH 243 MU-D 243/E-MEZ7JHF BERYLLIUM AND B <0.1000 - UGIIOOCM 

TANK/OUTSIDE NEAR AIR 

- 	 - --- - ---.- 

Samplo-Work-P4CRoorn-Locaton--  

TANKJINSIDE - 

Sampte-Woik-Pkg--Comp----Room-Locatlon 

Sample_Wwlc-Pkg-Comp---Rconi-Locatian  

urtwrini u.u_ - I 	LJi]IF 	L 

_Sample-Work 

Sample Work Pkg Comp- 

Pkg Comp—Room-I..ocation 

Room Location 

- - 

NEW 

881-01242004-313-001 WIPE 

Sample Work 

FE 

Pkg Comp 

255 INTERIOR SIDES OF DUCT 

Room Location 

BERYLLIUM AND B ~ 11000_ UGi10CM 

881-01242004-313-002 WIPE FE 255 CONCRETE WALLS BEHIND BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp 

DUCT 

Room Location 
881-01242004-313-003 WIPE FE 

OFFICIAL USE ONLY 
Contains Information which may be exempt from public release under the Freedom of Information Act (5 USC 552), exemption numbers(s) 2. Approval 
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1 -  

- 	IHISR_Ad_Hoc_Report2 	
Industrial

Ac 
Date: 06/07/2004 Page: 	6 of 35 

Hygiene Information System 
I Hoc Sample Report 

SURFACE 

BuUding No 

ampIe Number 	 Sample Vork Pkg Comp Room Location 
	

Analyte Name 	 Concentration 

881 

Sampio-Work-Pkg--Comp----Room-L.ocatlon 
881.02282004.313-012 	 WIPE 	FE 	 234 FLOOR NORTH OF MAIN STAIRS 	BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample Work Pkg Comp Room Location 
801-02282004-313-013 	 WIPE 	FE 	 237 FLOOR SOUTH OF MAIN STAIRS 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

88102282004-313-014 	 WIPE 	FE 	 232 FLOOR WEST SIDE OF 	 BERYLLIUM AND B < 0.1000_ UG/100CM 
ELEVATOR DOORWAY 

881-02282004-313-015 	 WIPE 	FE 	 236 FLOOR EAST SIDE OF 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 
ELEVATOR DOORWAY 

Sample Work Pkg Comp Room Location 
881-03042004-26-001 	 WIPE 	KH 	 254 DUCT SAMPLES 	 BERYLLIUM AND B <0.1000 - UGI100CM 

Sampla-Work-Pkg--Comp-----Room Location 
881-03042004-26-003 	 WIPE 	KH 	 254 DUCT SAMPLES 	 BERYLLIUM AND B < 0.1000 - UGIIOOCM 

881-03042004-26-004 	 WIPE 	 254 DL SAMPLES 	 BERYLLIUM AND B < 0.1000 UG/IOOCM 

WrI, 01g.. rnrn_ 	 I 	+I,rn -- - 	 - 	 - 	 - 

881-03042004-26-005 	 WIPE 	KH 	- 254 DUCT SAMPLES 	 BERYLLIUM AND 	0.1000 - UG/IOOCM 

Sample Work Pkg—Comp Room Location 
881-03042004-26-006 	 WIPE 	KH 	 254 DUCT SAMPLES 	 BERYLLIUM AND B < 0.1000_ UG/IOOCM 

—Sample-Worlc-Pkg--Comp---Room Location 
881-03082004-31 3-001 	 WIPE 	FE 	 OUTS FLRIHALLWAY (279) OUTSIDE T- 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 	• 

IYCONTAINME 

Sampie-Wock-P-lcg—Comp---Room-Location 
181-03082004-313-002 	 WIPE 	FE 

OFFICIAL USE ONLY 
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-2 	 Industrial Hygiene Information System 
IHISR..A&Hoc..Report2 	 Ad Hoc Sample Report 
Date: 06/07/2004 	

SURFACE 
Page: 	7 of 35 

Building No 

Sample Number 	 Sample Vork Pkg Comp Room Location 
	

Analyte Name 	 Concentration 

881 

Sample Work-Pkg—Comp Room Location 
881-03082004-313-002 	 WIPE 	FE 	 OUTS FLOOR (232) OUTSIDE W OF I- 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

I9CONTAINMEN 

881-03082004-313-003 	 WIPE 	FE 	 OUTS FLOOR (232) OUTSIDE SW OFT- 	BERYLLIUM AND B c  0.1000 - UG/IOOCM 
I9CONTAINME 

L.ecat$efl 

flow  
"'m-LocatIon- 

--4.-  

	

,WLVV,UIUUUT 	 vyut 	UN 	 I 

Samp k9Coma_RQom4.ocation—_- - 

- 

	

ilL 	HIP! 	 I. 	 1_LI 	titTJuTpi.0 

Sampje-W9rk-Pl--Comp—Room4ocatIon 	
Tl 

Sample Work Pkg CornI Room ..ocation 

	

881.03102004-313-001 	 WIPE 	FE 
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Industrial 
1HISR_AdHoc_Report2 	 Ad 
Date; 06/0712004 

Building No 

Sample Number 	 Sample work Pkg Comp Room Location 

881 

Hygiene Information System 
I Hoc Sample Report 

SURFACE 

Analyte Name 	 Concentration 

Page: 	14 of 35 

Sample-Woilc-Pkg--Comp Room Location 

	

881-03182004-313-002 	 WIPE 	FE 	 MEZZ L MEZZ- N/FLOOR/SEE MAP 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp—Room-Locatlon 

	

b31-03182004-313-003 	 WIPE 	FE 	 MEZZ L MEZZ- N/FLOOR/SEE MAP 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

	

881-03182004-313-004 	 WIPE 	FE 	 MEZZ L MEZZ - N/FLOOR/SEE MAP 
	

BERYLLIUM AND B < 0.1000 UGIIOOCM 

Sample Work Pkg Con Room 

	

381-03182004-313-005 
	

WIPE 	FE 	H MEZZ 
	

- N/FLOOR/SEE MAP 	 BERYLLIUM AND B < 0.1000 - UGIIOOCM 

Sample-Work Pkg Comp—Room-Locatlon 
881-03182004-313-011 WIPE 

Sample Work 

FE 

Pkg Comp 

MEZZ L MEZZ - S/FLOOR/SEE MAP 

Room Location 

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

- 
801-03182004-313-012 WIPE 

Sample-Work-Pkg-Comp---Room-L.ocatlon 

FE MEZZ L MEZZ - S/FLOOR/SEE MAP BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-03182004-313-013 WIPE 

Sample Work 

FE 

Pkg Comp 

MEZZ L MEZZ - S/FLOOR/SEE MAP 

Room Location 

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-03182004-313-014 WIPE 

Sample Work 

FE 

Pkg Comp 

MEZZ L Mm-S/FLOOR/SEE MAP 

Room-Location 

BERYLLIUM AND Bc 0.1000 - UG/IOOCM 

881.03182004-313-015 WIPE 

Sample Work 

FE 

Pkg-Comp 

MEZZ L MEZZ - S/FLOOR/SEE MAP 

Room Location 

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

631-03182004-313-021 WIPE FE SOUT FLOOR/SEE MAP BERYLLIUM AND B < 0.1000 - UG/IOOCM 

	

881-03182004-313-022 	 WIPE 	FE 	 SOUT FLOOR/SEE MAP 
	

BERYLLIUM AND B <0.1000 - UG/IOOCM 

	

631-03182004-313-023 	 WIPE 	FE 	- SOUT FLOOR/SEE MAP 
	

BERYLLIUM AND B < 0.1000 - UG/IOOCM 	• 

H 	881-03182004-313-024 
	

WIPE 	FE 

OFFICIAL USE ONLY 
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I 

IL IHISR_Ad_Hoc_Report2 

Date: 06107/2004 

Industrial Hygiene Information System 
Ad Hoc Sample Report 

SURFACE 
Page: 	19 of 35 

Building No 

Sample Number 
	

Sample Vork Pkg Comp Room Location 
	

Analyte Name 	 Concentration 

881 

Sample-Work Pkg Comp Room Location 

	

81-04232004-26-001 	 WiPE 	KH 	 293 MUG/SEE MAP 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample-Work-Plcg--Comp Room-L.ocation 

	

881-04232004-26-002 	 WIPE 	KH 	 293A MU-GISEE MAP 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

	

6'1-04232004-26-003 	 WIPE 	KH 	I  292 MU-G/SEE  MAP 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample-Work Pkg Comp Room Location 

	

88104232004-26-004 	 WIPE 	KH 	 300 MU-GISEE MAP 	 BERYLLIUM AND Bf< 0.1000 - UG/IOOCM 

Sample-Work--Rkg–Comp Room Location 

	

881-04232004-26-005 	 WIPE 	1(11 	 300 MU-G!SEE MAP 	 BERYLLIUM AND B <0.1000 UG/IOOCM 

-Sample-Work-Pkg--Comp---Room Location - 
881-04232004-26-006 WIPE 	KH 	 3008 MU.GISEE MAP BERYLLIUM AND B < 0.1000 - UG/IOOCM 

-------- Sample-Work-Pkg Comp 	Room Location 
881-04232004-26-007 WIPE 	KH 	 309 MU-G/SEE MAP BERYLLIUM AND B < 0.1000 UG/IOOCM 

—------------------Sampte-We4c-Pkg–Comp-----Room Location 
881-04232004-26-008 WIPE 	KH 	 309 MU-G/SEE MAP BERYLLIUM AND B < 0.1000 - UG/IOOCM 

-Sample-Work-P-kg--Comp----Room-Locatlon 
881-04232004-26-009 WIPE 	KH 	 309 MU-G/SEE MAP BERYLLIUM AND B < 0.1000 - UG!IOOCM 

---SampI.-Work-Pkg--Comp-----Room-L.ocatlon 
881-04232004-26-010 WIPE 	KH 	 309 MU-G/SEE MAP BERYLLIUM AND B < 0.1000 UGIIOOCM 	• 

Sample Work Pkg- Comp—Room-L.ocatlon 
881-04232004-26-011 WIPE 	KH 
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IHISR_Ad_Hoc_Report2 

Date: 06/07/2004 

Industrial Hygiene Information System 
I Hoc Sample Report 

SURFACE 
Page: 	20 of 35 

BuUding No 

Sample Number 	 Sample Work Pkg Comp Room Location 
	

Analyte Name 	 Concentration 

81 

- 	 Sample-Wock-Pkg—Comp---Room-l.ocation 	 ------------------______ 	 ______ 
88-04232004-26-011 	 WIPE 	KH 	 309 MU-G/SEE MAP 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Camp Room Location 
881-04232004-26-012 	 WIPE 	KH 	 309 MU-GJSEE MAP 	 BERYLLIUM AND B < 0.1000 - UGIIOOCM 

81-04232004-26-013 	 WIPE 	KH 	 309 MU-G/SEE MAP 
	

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-04232004-26-014 
	

KH 	 309 MU-G/SEE MAP 	 BERYLLIUM AND Bc 0.1000 - UGIIOOCM 

881-04232004-26-015 
	

WIPE 	KH 	1 - 309 MU-G/SEE MAP 
	

BERYLLIUM AND B c 0.1000 - UG/IOOCM 

881-12032003-ECI-020 WIPE 
SampleWerk-Pkg--Comp----Room 

ECC 
Location 

268 TOP OF LIGHT BERYLLIUM AND B < 0.1000 - UG1I00CM 

Sample-Work Pkg Comp Room-Location 
881-12032003-ECI..021 WIPE ECC 268 TOP OF FIRE BERYLLIUM AND B C 0.1000 - 

- 
UG/IOOCM 

Sample-Work Pkg Comp Room-I.ocation 

	

881-12032003-ECI-022 	WIPE 	ECC 	268 TOP OF SHELVES 	 BERYLLIUM AND B c 0.1000 - UG/IOOCM 

Sample-Work-Rkg--Comp Room-Location 

	

881-12032003-ECI-024 	WIPE 	ECC 	270 TOP OF DROPPED DOWN LIGHT 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

	

881-12032003-ECI-025 	WIPE 	ECC 	270 TOP OF RECESSED LIGHT 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample-NocIc-Pkg--Comp---Raom-LocatIon 

	

88i-12032003-EC1-026 	WIPE 	ECC 	270 TOP OF SPRINKLER UNE 	 BERYLLIUM AND B c 0.1000 - UG/IOOCM 

_--------Sample-Work Pkg—Comp Room Location 

	

881-12032003-EC1-027 	WIPE 	ECC 	269 TOP OF TILE AREA I 	 BERYLLIUM AND B <0.1 000_ UG/IOOCM 

	

881-12032003-ECI-028 	WIPE 

F: 	
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r 
_j IHIS&Ad_Hoc_Report2 

Date: 06107/2004 

Industrial 
I 
Hygiene Information System 
 Hoc Sample Report 

SURFACE 
Page: 	21 of 35 

Building No 

Sample Number 	 Sample Vork Pkg Cor 
	

Room ocation 
	

Analyte Name 	 Concentration 

881 

881-12032003-ECI-028 	WIPE 	ECC 	269 TOP OF TILE AREA 2 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp Location —Room 
881-12032003-ECI-029 	 WIPE 	ECC 269 TOP OF SPRINKLER LINE AREA BERYLLIUM AND B < 0.1000 - UG/IOOCM 

-SampIe Work Pkg Comp- Room Location 
881 .12032003.EC1-030 	 WIPE 	ECC 269. TOP OF SPRINKLER LINE AREA BERYLLIUM AND B c 0.1000 - UG/IOOCM 

2 

Sample-Work Pkg Comp Room Location 
881-12032003-ECI-031 	 WIPE 	ECC 269 TOP OF DROPPED DOWN UGHT BERYLLIUM AND B <0.1000 - IJG/IOOCM 

Samplo-Work-Pkg--Comp Room-Location 

	

81-12032003-EC1-032 	WIPE 	-ECC 	269 TOP OF DROPPED DOWN UGHT 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample-Work-Pkg--Comp---Room-I.ocatlon 

	

881-12032003-ECI-033 	WIPE 	ECC 	269 TOP OF DROPPED DOWN LIGHT 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg—Comp Room Location 

	

381-12032003-ECI-034 	WIPE 	ECC 	269 TOP OF DROPPED DOWN LIGHT 	BERYLLIUM AND B < 0.1000 UG/IOOCM 

	

881-12032003-ECI-035 	WIPE 
	

OF DROPPED DOWN LIGHT 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

	

.81-12032003-EC1-036 	WIPE 	ECC 	- 269B TOP OF DROPPED DOWN LIGHT 	BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample Work Pkg Comp Room-Location 

	

88 .12032003-EC1-037 	WIPE 	ECC 	269B TOP OF FIRE UNE 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

	

881-1 032003-EC1-O38 	WIPE 	ECC 	269B TOP OF FIRE LINE 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

	

681-12032003-ECI-039 	WIPE - 	ECC 	- 269B TOP OF TILES 	 BERYLLIUM AND B 0.1000 - UpII00CM 	.. 

Sample Work Pkg Comfr Room Location 

	

881-12032003-ECI-040 	WIPE 	ECC 
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1HISR Ad Hoc Report2 

Date: 06107/2004 

Building No 

Sample Number 

881 

Industrial Hygiene Information System 
Ad Hoc Sample Report 

SURFACE 

H 
Sample Work Pkg Comp Room Location 	 Analyte Name 	 Concentration 

Page: 	22 of 35 

Sample-Work-Pkg--Comp.----Reom 1  ocation- 
881.12032003-ECI.040 WIPE ECC 269B TOP OF TILES BERYLLIUM AND B <0.1000 - UGI100CM 

Sampio-Work-Pkg--Comp---Room-I..ocatlon 
881-12032003-ECI-041 WIPE ECC 268A TOP OF FIRE LINE BERYLLIUM AND B <0.1 000_ UG/IOOCM 

Sample Work Pkg-Comp Room Location 
881-12032003-ECI-042 WIPE 

Sample-Wock-Pkg-Comp 

ECC 268A TOP OF FIRE LINE 

Room LocatIon 

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-12032003-ECI-043 WIPE ECC 268A TOP OF TILE BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample-Work-Pkg-Comp -Room Location 
831-12032003-ECI-044 WIPE ECC 268A TOP OF TILE BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample Work-Pkg Comp —Room Location 
881-12032003-ECI-045 WIPE ECC 268AT0P OF LIGHT BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample-Work-Pkg-Comp----Room-L.ocatlon 
81-12032003-EC1-046 WIPE ECC 268ATOP OF LIGHT BERYLLIUM AND B < 0.1000 - UG/IOOCM 

	

881-12032003-ECI-068 	WIPE 	ECC 	28210 OF LIGHT MIDDLE ROW 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

H H 	E1-12032003-EC1-069 	WIPE 
	

282 TOP OF LIGHT MIDDLE ROW 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 
SOUTH 

Sample-Work-Pkg Comp Room Location 	 - 

	

881-12032003-ECI-070 	WIPE 	ECC 	282 TOP OF LIGHT SOUTh ROW 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample-Work-Pkg-Comp Room Location 

	

881.1 2032003-ECI-071 	 WIPE 	ECC 	282 CEILING TILES MIDDLE ROW 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 
NORTH 

	

881-12032003-ECI..072 	WIPE 	ECC 	282 CEILING TILES MIDDLE ROW 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 	, 
SOUTH 

Sample Work Pkg Comp -Room Location 

	

881-12032003-ECI-073 	WIPE 	ECC 
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Hygiene Information System 
I Hoc Sample Report 

SURFACE 

Industrial 
- 	IHISR_Ad_Hoc_Report2 	 A 

Date: 06/0712004 Page: 	23 of 35 

Building No 

SmpIe Number 	 Sample Vi?ork Pkg Comp Room Location 
	

Analyte Name 	 Concentration 

88 

-Sample Work Fkg Comp—Room4ocatlon-- 
881-12032003-EC1-073 	WIPE 	ECC 	282 CEILING TILES SOUTH ROW 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

881-12032003-ECI-074 	WIPE 	ECC 	282 SPRINKLER LINE MIDDLE ROW 	 BERYLLIUM AND B <0.1000 UGIIOOCM 

881-12032003-EC1-075 	- WIPE - 	ECC - - 	282 SPRINKLER LINE MIDDLE ROW 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 
SOUTH 

Sample Work Pkg Comp- Room Location 	 - 
881-12032003-ECI-076 	WIPE 	ECC 	282 SPRINKLER LINE SOUTH ROW 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

- 
881-12032003-ECI-077 WIPE 

Sample-Work-Pkg.-Comp 
ECC 

Room Location 
282 TOP CEILING TILE AREA I BERYLLIUM AND B < 0.1000 - UG/IOOCM 

- Sample Work-Pkg Comp—Room Location 
881-12032003-ECI-078 WIPE ECC 

_-Sample-Work-Pkg-Comp---Room-L.ocatlon 

282 TOP CEILING TILE AREA 2 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-12032003-ECI-081 WIPE ECC 282 TOP LIGHT AREA I BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample-Wock--Pkg-Comp---Roam-I.ocation 
881-12032003-ECI-082 WIPE 

Sample-Work-Pkg-.Comp-Room--L.ocatlon 

ECC 282 TOP LIGHT AREA 2 BERYLLIUM AND B <0.1000 - UGJIOOCM 

S81.12032003..ECI-085 WIPE ECC 282 TOP SPRINKLER LINE AREA I BERYLLIUM AND B 	0.1000 - UG/IOOCM 

Sample Work Pkg Comp- Room Location 
881-12032003-ECI-086 WIPE ECC 282 TOP SPRINKLER LINE AREA 2 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

381-12032003-ECI-091 	 WIPE 	ECC 	267 STEAM CONDENSATE LINE 	 - BERYLLIUM AND B <0.1000 - UG/IOOCM 

881-12032003-ECI-092 	WIPE 	ECC 	267 STEAM CONDENSATE LINE 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 	- 
MIDDLE 

-- 	 SampIe-Work-Pkg-Comp---Room-L.ocatlon 
91-12032003-EC1-093 	WIPE 	ECC 
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Industrial Hygiene Information System 
IHISR..A&HocReport2 	 Ad Hoc Sample Report 
Date: 06/0712004 

SURFACE 

L3uilding No 

Sa.aiple Number 	 Sample Work Pkg Comp Room Location 	 Analyte Name 	 Concentration 

881 

Sample-Wok-Pkg-Comp-----Room-l.ocatlon 
881-12032003-ECI.093 	WIPE 	ECC 	267 STEAM CONDENSATE LINE 	 BERYLLIUM AND B <0.l000_ UG/IOOCM 

H L -  

Page: 	24 of 35 

881-1 2032003-ECI-094 
	

WIPE 
	

FCC 	267 SLJTH  WALL HOOD 
	

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-12032003-ECI-095 	 wipi 	FCC 	287 SOUTH WALL HOOD 
	

BERYLLIUM AND B < 0.1000 - UG/100CM 

Sampla-Work-Pkg--Comp-__-Room-Locatlon 
881-12032003-ECI..096 	WIPE 	ECC 	267 CEILING TILES NORTH ROW 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-12032003-ECI-097 	WIPE 	ECC 	267 CEILING TILES MIDDLE 	 BERYLLIUM AND B < 0.1000 - UG/100CM 

Sample Work Phy Comp— Room Location 
881-12032003-ECI.098 	WIPE 	FCC 	267 CEILING TILES SOUTH ROW 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

SampIe-Work-Pkg--Comp--Room-I.ocatlon 
881-12032003-ECI-099 	WIPE 	ECC 	267 TOP OF LIGHT NORTH ROW 	 BERYLLIUM AND B <0.1000 - UG1100CM 

SampIe-Work-Pkg--Comp-.---Room-Locatlon 	 - 	 - - 
881-12032003-ECI•100 	WIPE 	ECC 	267 TOP OF CABLE HOUSING 	 BERYLLIUM AND B <0.1000 - UG/100CM 

NORTH ROW 

Sample-Work Pkg Comp Room Location 
81-12032003-EC1-101 	 WIPE 	ECC 	267 TOP OF LIGHT SOUTH ROW 	 BERYLLIUM AND B < 0.1000 - 

U?/IOOCM  

- 	 Sampl.-Wocic-Pkg-Comp -Room Location 
881-12032003-ECI-102 	WIPE 	ECC 	267A TOP OF TILE WHERE OPEN 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

631-12032003-ECI-103 	WIPE 	ECC - - 	267A ToP1OF CONDUIT WHERE TILE 	BERYLLIUM AND B <0.1000 - UGIIOOCM 

881-12032003-ECI-221 	 WIPE 	ECC 	259 TOP OF FIRE UNE 
	

BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample-Work-Pkg-Comp---Roorn-location-_ 
81.12032003-EC1-222 	WIPE 	ECC 
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Industrial Hygiene Information 
IHISRA&HocReport2 	 Ad Hoc Sample Report 
Date: 06/07/2004 	

SURFACE 

System 

Page: 	25 of 35 

Building No 

Sample Number 	 Sample ñ/ork Pkg Comp Room Location 
	

Analyte Name 
	

Concentration 

81 

881-12032003-ECI-222 
Sample Work 
WIPE ECC 

Pkg Comp—RoomL.ocatlon 
259 TOP OF LIGHT SIDE I BERYLLIUM AND B < 0.1000 - UG/IOOCM 

—Sample Work Pkg Comp Room-I..ocation 
881-12032003-ECI-223 WIPE ECC 259 TOP OF TILE SIDE 2 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample-Work-Pkg--Comp-------Room-L.ocation 
881-12032003-ECI-224 WIPE ECC 259 TOP OF TILE SIDE I BERYLUUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp Room Location 
81.12032003-EC1-225 WIPE ECC 259 TOP OF LIGHT SIDE 2 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sampl.-Work-PIcg Comp-- Room Location 
881.12102003-613-001 WIPE BART 242 CLEARING AREA BERYLLIUM AND B c 0.1000 - UG/IOOCM 

	

881.12102003-613-002 
	

242 CLRING AREA 	 BERYLLIUM AND 	0.1000. UG/IOOCM 

	

881-12102003-613-003 	 WIPE 	BART 	242 CLEARING AREA 	 BERYLLIUM AND B < 0.1000 UG/IOOCM 

	

881-12102003-613-004 	 WIPE 	BART 	242 CLEARING AREA 	 BERYLLIUM AND B c  0.1000 - UGIIOOCM 

Sample Work Pkg- Comp_—Room Location 
881-12102003-613-005 WIPE BART 242 CLEARING AREA BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp—Room Location 
881-12102003-613-006 WIPE BART 242 CLEARING AREA BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp__-Room-Locaton 
881-12102003-613-007 WIPE BART 242 CLEARING AREA BERYLLIUM AND B < 0.1000 - UGIIOOCM 

Sampl.-Woilc-Pkg--Comp--Room-LocatIon 
881-1 21 02003-61 3-008 WIPE BART 242 CLEARING AREA BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp Room Location 
881-12102003-613-009 WIPE BART 
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Date: 06/0712004 

Building No 

Sample Number 

88 

Industrial Hygienelnformation System 
Ad Hoc Sample Report 

SURFACE 

Sample Work Pkg Comp Room Location 	 Analyte Name 	 Concentration 
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881-12102003-613-009 
	

WIPE 	BART 	242 CLEARING AREA 
	

BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample WocicPkg Comp Room-Location 
631.12102003-613-010 	 WIPE 	BART 	242 CLEARING AREA 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-12102003-613-011 	 WIPE 	BART 	242 CLEARING AREA 
	

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

-: 	 Sample-Work-Pkg Comp Room Location 	 - 
851-12102003-613-012 	 WIPE 	BART 	242 CLEARING AREA 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-12102003-613-013 	 WIPE 	BART - 242 CLEARING AREA 
	

BERYLLIUM AND B < 0.1000_ UG/IOOCM 

C 

881-12102003.613-014 
	

WIPE 	BART 
	

242 CLERING AREA 
	

BERYLLIUM AND B < 0.1000_ UG!IOOCM 

- 	 Sample-Work Pkg Comp Room Location 
881-12102003-613-015 	 WIPE 	BART 	242 CLEARING AREA 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work-Pkg Comp Room Location 
881.12102003-613-016 	 WIPE 	BART 	242 CLEARING AREA 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sampl.-Wo.k-Pkg-Comp Room-Location 
881-12102003-613-017 	 WIPE 	BART 	242 CLEARING AREA 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

881-12102003-613-018 	 WIPE 	BART 	242 CLEARING AREA 
	

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

- 	 Sampla-Work-Pkg-Comp- Room-Location 
881-12102003-613-019 	 WIPE 	BART 	242 CLEARING AREA 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

- 	 —Sample Work Pkg Comp Room Location 
881-12102003-613-020 	 WIPE 	BART 	MEZZ MEZZANINE/CLEARING AREA 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

- 	 -Sample-Work-P-kg--Comp-----Room-Location------------------- 
381-12152003-313-001 	 WIPE 	FE 
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Industrial Hygiene Information System 
Ad Hoc Sample Report 

SURFACE 

IHISR_Ad_Hoc_Report2 

i 	Date: 06107/2004 Page: 	29 of 35 

uilding No 

Sample Number 
	

Sample Wrk Pkg Comp Room Location 
	

Analyte Name 	 Concentration 

881 

Dkn fmn m Location 

Sample-Work-Pkg--Comp---Room-LocatIon 
881-12152003-313-551 WIPE FE 212 MU-J SOUTH FLOOR BERYLLIUM AND B c 0.1000 - UG/IOOCM 

Sample Work-Pkg Comp 	Room LocatIon- 
881.12152003-313-552 WIPE 

Sample Work 

FE 

Pkg 

212 MU-J EAST FLOOR 

Comp 	Room Location 

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

891-12152003-313-553 WIPE 

-SampIe Work 

FE 

PIcg 

212 MU-J WEST FLOOR 

Comp 	Room Location 

BERYLLIUM AND B <0.1000 UG/IOOCM 

- 
881-12152003-313-554 WIPE FE 212 MU-J NORTH FLOOR BERYLLIUM AND B < 0.1000 - UG/IOOCM 

- 
c81-12152003-313-555 

Sample Work-Pky 
WIPE 

Sample-WorIcPkg--Comp 

FE 
Comp 	Room-LocatIon 

212A MU-J FLOOR 

Room Location 

BERYLUUM AND B <0.1000 UGIIOOCM 

881-12152003-313-556 WIPE FE 2128 MU-J FLOOR BERYLLIUM AND B,< 0.1000_ UG/IOOCM 	.y 

81-12152003-313-557 	 WIPE 	FE 
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Industrial Hygiene Information System 
IHISR...AdjlocReport2 	 Ad Hoc Sample Report 

I 	Eate: 06/0712004 	
SURFACE 	

Page: 	30 of 35 

Eilding No 

I Sample Number 	 Sample Work Pkg Comp Room Location 	 Analyte Name 	 Concentration 

581 

Samplo-Work-Plcg--Comp---Room Location 
881-12152003-313-557 	 WIPE 	FE 	 212C MU-J FLOOR 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp Room-Location 
881.12152003-313-558 	 WIPE 	FE 	 214A MU-J FLOOR 	 BERYLLIUM AND B <0.1000 - UGI100CM 

Sample Work Pkg Comp Room-Location 
881-12152003-313-559 	 WIPE 	FE 	 214D MU-J FLOOR 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

	

881.12152003-313-560 	 WIPE 	FE 
	

214EMUJ FLOOR 
	

BERYLLIUM AND B < 0.1000 - UG/IOOCM 

-_SampIe Work PIcg Comp Room-Location 

	

881-12152003-313-561 	 WIPE 	FE 	 201 MU-J FLOOR 	 BERYLLIUM AND B < 0.1000 - UG1100CM 

Sample-Work-Pk9—Comp----Room-Locatlon 

	

881-12152003-313-562 	 WIPE 	FE 	 201 MU-J FLOOR 	 BERYLLIUM AND B < 0.1000 UG/IOOCM 

Sample-Work-Plcg--Comp----Room-L.ocat1on 

	

881-12152003-313-563 	 WIPE 	FE 	 201 MU-J FLOOR 	 BERYLLIUM AND B < 0.1000 - UGIIOOCM 

	

881-1 21 52003-31 3-564 	 WIPE 	FE 	 201 MU-J FLOOR 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp Room Location 

	

861-12152003-313-565 	 WIPE 	FE 	 201 MU-J FLOOR 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg Comp Room Location 

	

881-12152003-313-566 	 WIPE 	FE 	 217 MU-J N FLOOR 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample Work Pkg—Comp Room-Location 

	

881-12152003-313-567 	 WIPE 	FE 	 217 MU-J S FLOOR 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

	

881-12152003-313-568 	 WIPE 	FE 	1 	220 MU..J CENTER FLOOR 	 BERYLLIUM AND B< 0.1000 UG/IOOCM 	.. 

	

801-12152003-313-569 	 WIPE 	FE 
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Nall 

Industrial Hygiene Information System 
IHISR..A&HocReport2 	 Ad Hoc Sample Report 
Date: 06/07/2004 

SURFACE 

Bwlding No 

Sample Number 	 Sample Wrk Pkg Coriii, Room Location 	 Analyte Name 	 Concentration 

H 881 

sample-Work-Pkg-Comp Room- Location 
881-12152003-313-569 	 WIPE 	FE 	 221 MU-J N FLOOR 	 BERYLLIUM AND B < 0.1000 - UGh 00CM 

Page: 	31 of 35 

881.12152003-313-570 	 WIPE 	FE 	 221 MU-J S FLOOR 	 BERYLLIUM AND B < 0.1000 - UGIIOOCM 

Sample-Work-Pkg--Comp--Room-L.ocatlon 
881-12222003-613-001 WIPE BART 266 FLOOR INSIDE EAST DOOR BERYLLIUM AND B < 0.1000 - UG/IOOCM 

STEP-OFF PAD 

Sample Work Pkg-Comp Room 1  ocation- 
Z81-12222003-613-002 WIPE BART 282 FLOOR INSIDE EAST DOOR OLD BERYLLIUM AND B < 0.1000 - UG/IOOCM 

STEP-OFF PAD 

-Sample-Work Pkg Comp Room-t.ocatlon 
881-12222003-613-003 WIPE BART 267 WALL NEXT TO REMOVED BERYLLIUM AND B < 0.1000 - UG/IOOCM 

FLOOR DUCT I 0' EAST 

Sample-Work-Pkg-Comp---Reom-I.00atlon 
881-12222003-613-004 WIPE BART 267 FLOOR INSIDE SOUTH DOOR BERYLLIUM AND B 'C 0.1000 - UG/IOOCM 

OLD WASTE LOAD-O 

	

881-12222003-613-005 	 WIPE 	BART I 	282 FLOOR NEXT TO FLOOR 	 BERYLLIUM ANDB <0.1000 - UGIIOOCM 
PENETRATION NW OF CO 

	

881-12222003-613-006 	 WIPE 	BART 	266C FIIÔbR AT REMOVED 	 BERYLLIUM AND B 'C 0.1000 - UG/IOOCM 
STAINLESS STEEL, WEST E 

Sample-Work -Pkg-Comp -Room-Location 
881-12222003-613-007 WIPE BART 264 FLOOR NE OF WEST DOOR OLD BERYLLIUM AND B 'C 0.1000 - UG/IOOCM 

WASTE LOAD-OUT 

881-12222003-613-008 WIPE 
Sample-Work-Plcg-Comp---.-Room-LocatIon 

BART 265 FLOOR IN FRONT OF NORTH BERYLUUM AND B1 0.1000 - UGIIOOCM 
FLOOR PAD W/ FIX 

- Sample-Worlc-Pkg Comp Room Location 
881-12222003-613-009 WIPE BART 265A FLOOR STAINLESS STEEL BERYLLIUM AND B 'C 0.1000 - UGIIOOCM 

ALONG WEST WALL 

- 	_- 	- - - - —SampIe-Work-Pkg-Comp Room Location 
881 -1 2222003-61 3-010 WIPE SART 269 ON TOP OF SMALL EXHAUST BERYLLIUM AND B <0.1000 - UG/IOOCM 

DUCT NEAR FLOOR 

881-12222003-613-011 
—Sample Work-Pkg 

WIPE 
Comp 

BART 
-Room-Location 
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Industrial Hygiene Information System 
Ad Hoc Sample Report 

SURFACE 

IHISR_Ad_Hoc_Report2 

Date: 06/07/2004 Page: 	32 of 35 

Building No 

Sample Number 
	

Sample Wctrk Pkg Comp Room Location 
	

Analyte Name 	 Concentration 

881 

Sample-Work-Pkg-Comp Room Location 
881-12222003-613-011 	 WIPE 	BART 	265 PORTABLE LIFT TABLE SIDE 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

RAIL W/ WRAPPED 	 I  

- 	 Sample-Work Pkg Comp—Room Location 	 I  
881-12222003-613-012 	 WIPE 	BART 	266 FLOOR IN WEST HALL 10' EAST 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

OF 236 HALL 

SampIe-Work-Pkg--Comp.---Room-Locatlon 
881.12222003-613-013 	 WIPE 	BART 	250 WALL EAST SIDE 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

- 	 SampIe-Work Pkg Comp—Room Location 
81-12222003-613-014 	 WIPE 	BART 	266A FLOOR BY NORTH WALL 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

- 	 Sample-Work-Pkg--Comp Room-Location 
881-12222003-613-015 	 WIPE 	BART 	257B WALL BY SW COLUMN 	 BERYLLIUM AND B <0.1000 UGIIOOCM 

_-Sample-Work-Pkg---Comp Room Location 
881-12222003-613-016 	WIPE 	BART 	251 FLOOR NEXT TO SE FLOOR 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

PENETRATION 

881-12222003-613-017 	WIPE 	BART - 258 F.LQR IN FRONT OF WEST 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

881.12222003-613-018 	WIPE 	BART -' 256A SURFACE OFREMOVED 	 BERYLLIUM AND B <.0.1000 - UG/IOOCM 
EXHAUST DUCT 

- Sample-Work Pkg Comp Room Location 
881-12222003-613-019 WIPE BART 256 WALL NEXT TO SW FLOOR BERYLLIUM AND B <0.1000 - UGJIOOCM 

PENETRATION 

- Sample-Work-Plcg-Comp Room Location 
881.12222003-613-020 WIPE BART 272 FLOOR NW OF COLUMN J12 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

Sample-Wock-Plcg--Comp Room Location - 
881.12222003-613-021 WIPE BART 276 WALL NEXT TO NW DOOR BERYLLIUM AND B <0.1000 - UG/IOOCM 

NORTH OF J13 

- Pkg-Comp Room Location 
881-12222003-613-022 WIPE BART 254 WEST DOOR INSIDE FACE BERYLLIUM AND B.< 0.1000 - UG/IOOCM 

—$ample-Work-Pkg-Comp---Room-Locatlon 
381-12222003.613-023 	 WIPE 	BART 
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881-12222003-613-023 

Industrial 
PUT 

Sample Wsrk Pkg Comp Room Location 

Hygiene Information System 
I Hoc Sample Report 

SURFACE 

Analyte Name 	 Concentration 

')(. 	 IHISR_Ad_Hoc_Report2 

Date: 06/07/2004 

Building No 

Sample Number 

881 

WIPE 	BART 	276 OLD FLOOR PENETRATION 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 
PLATE AT EAST WALL 

Page: 	33 of 35 

	

881-12222003-613-024 	 WIPE 	BART 
	

EAST SIDE TOWARD 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 
4 CORNER 

	

881-12222003-613-025 	 WIPE 	BART - 255 FLOOR IN SW CORNER 	 BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sample Work Pkg Camp Room-Location 
881-12222003-613-026 WIPE BART 255 DOOR JAMB IN NE CORNER BERYLLIUM AND B <0.1000 - UG/IOOCM 

Sampta-Work Pkg-Comp 

WASTE LOAD-OUT DO 

Room-Location - 
801-12222003-613-027 WIPE BART 255 STAIRS BOTfOM OF EAST BERYLLIUM AND B < 0.1000 - UG/IOOCM 

STRINGER 

SampIe-Work-Pkg-Comp Room Location 
881-12222003-613-028 WIPE BART 255 FAN HOUSING SOUTH INNER BERYLLIUM AND B < 0.1000 - UG/IOOCM 

FACE 

8a1 -1 2222003-61 3-029 
------------------------------Sampla-Werk-Plcg-Conip--Room-l.ocatlon 

WIPE BART 255 MEZZANINE CONCRETE PAD BY BERYLLIUM AND B < 0.1000 UG/IOOCM 
WALL PENETRATI 

Sample Work Pkg Comp -Room Location 
881-12222003-613-030 WIPE BART 255 MEZZANINE WALL NEXT TO BERYLLIUM AND B, <0.1000 - U9/100CM 

SHAFT PENETRATION 

Sample Work Pkg Comp—Room-Location 
&1-12222003-613-031 WIPE BART 255 FAN HOUSING CUT OFF PIECE BERYLLIUM AND B <0.1000 - UGIIOOCM 

EXTERNAL BASE 

-_SampleWol!kPkgComp- _Room Location 
881-12222003-613-032 WIPE BART 255 FAN HOUSING CUT OFF PIECE BERYLUUM AND B <0.1000 - UG/IOOCM 

INTERNAL SURFA 

	

881-12222003-613-033 	 WIPE 	BART - 255 MEZAN!NE CONCRETE UNDER 	BERYLLIUM AND B < 0.1000 UG/IOOCM 
NO*ItH SIDE OF F 

	

881-12222003-613-034 	 WIPE 	BART - 266 TURTLE ELECTRICAL BOX TOP 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 
SURFACE 

Sample Work Pkg Comp Room-Location 

	

881-12222003.613-035 	 WIPE 	BART 
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Industrial Hygiene Information System 
Ad Hoc Sample Report 

SURFACE 
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Building No 

Sample Number 
	

Sample Wctrk Pkg Camp Room Location 
	

Analyte Name 	 Concentration 

881 

SampIe-Woilc-Pkg–Comp-----Room-Iocatlon 
831-12222003-613-035 	 WIPE 	BART 	1 266 SCISSOR LIFT PLATFORM 	 BERYLLIUM AND B <0.1000 UG/IOOCM 

881-12222003-613-036 	 WIPE 	BART 	280 FLÔR OUTSIDE 284 DOOR 	 BERYLLIUM AND B < 0.1000_ UG/IOOCM 
NEXT TO 266 STEP- 

Sample-Work Pkg Comp Room Location 
881-12222003-613-037 	 WIPE 	BART 	280 FLOOR OUTSIDE 282 DOOR OLD 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

STEP-OFF PAD 

Sample-Work--Pkg--Comp----Room--kocatlon 
881.12222003-613-038 	 WIPE 	BART 	236 FLOOR OUTSIDE 264 DOOR OLD 	BERYLLIUM AND B < 0.1000 - UG/IOOCM 

WASTE LOAD-OU 

Sample .Work-Pkg Comp —Room Location 
881-12222003-613.039 	 WIPE 	BART 	288 FLOOR WEST OF 255 DOOR 	 BERYLLIUM AND B < 0.1000 - UG/IOOCM 

WASTE LOAD-OUT 

—_Samo10-Work-ka-Como----Rrom-1ocat1r 

Sample-Work-Pkg--Comp Room-Location 
881-12232003-613-010 	 WIPE 	BART 
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Pre-Demolition Survey Report, Building 881 2 Floor, 2 Floor Mezauinc & 88 1/883 funnel 	Version 0.6/8/04 
Rocky Flats Environmental Technology Site 

ATTACHMENT D 

Data Quality Assessment (DQA) Detail 



['re-Demolition Sur cv Report. luilding 881 2 "  Floor. 2 °  Floor Mezzanine & 881/883 Tunnel 	Version 0, 6/8/04 
Rock\ Ilats [fl\ uoninental I echnology Site 

DATA QUALITY ASSESSMENT (DQA) 

VERIFICATION & VALIDATION (V&V) OF RESULTS 

V&V of the data confirm that appropriate quality controls are implemented throughout the 
sampling and analysis process, and that any substandard controls result in qualification or 
rejection of the data in question. The required quality controls and their implementation are 
summarized in a tabular, checklist format for each category of data - radiological surveys and 
chemical analyses (specifically beryllium). 

DQA criteria and results are provided in a tabular format for each suite of surveys or chemical 
analyses performed. The radiological survey assessment is provided in Table D-1 and Beryllium 
in Table D-2. A data completeness summary for all results is given in Table D-3. 

All relevant Quality records supporting this report are maintained in the RISS Characterization 
Project File. The report will be submitted to the CERCLA Administrative Record for permanent 
storage within 30 days of approval by the Regulators. All radiological data are organized into 
Survey Packages, which correlate to unique (MARSSIM) Survey Units. Chemical data are 
organized by RIN (Report Identification Number) and are traceable to the sample number and 
corresponding sample location. 

Media samples were taken and analyzed by ISOCS Canberra gamma spectroscopy. I'ransuianic 
isotope activity and Uranium and/or other naturally occurring isotope activity were evaluated 
against, and were less than the Transuranic DCGLW (100 dpml100cm 2) and the Uranium DCGL, 
(5,000 dpm/1OOcm2) unrestricted release limits. Media results were converted to dpm!100cm 2  
using media conversion tables, evaluated against the transuranic and uranium DCGL limits, and 
are the values reported in Attachment B-l. Survey designs were implemented for Building 881 
2nd Floor, 2 Floor Mezzanine and 88 1/883 Tunnel based on the transuranic or uranium limits 
(DCGLs), as applicable, in the unrestricted release decision process. Survey results were 
evaluated against, and were less than the Transuranic DCGLW (100 dpmI100cm 2) ( i.e., SU 
88 1C17 and 881J03) or the Uranium DCGL W  (5,000 dpmI100cm2) unrestricted release limits (all 
other survey units), as applicable. On this basis, all PDS results were less than the PDSP 
unrestricted release limits. 

Consistent with EPA's G-4 DQO process, the radiological survey design for each survey unit 
performed per PDS requirements was optimized by checking actual measurement results 
acquired during pre-demolition surveys against the model output with original estimates. Use of 
actual sample/survey (result) variances in the MARS SIM DQO model confirms that an adequate 
number of surveys were acquired. 
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Pre-Demolition Survey Report, Building 881 2 d  Floor, 2 Floor Mezzanine & 881/883 Tunnel 	Version 0, 6/804 
Roekv Flats lI1vTronn1entai lechnologv Site 

DQA SUMMARY 

In summary, the data presented in this report have been verified and validated relative to the 
quality requirements and project decisions as stated in the original DQOs. All data are useable 
based on qualifications stated herein and are considered satisfactory without qualification. All 
i-nedia surveyed and sampled yielded results less than their associated action levels and with 
acceptable certainties, except for the following anomalous conditions and areas: 

Elevated activity identified at core sample locations 1A, 7A, 8A and 8B greater than the 
transuranic DCGLW (100 dpmIlOOcm 2 ) in Survey Unit 881C17. These areas were 
remediated (top 1 inch of floor removed) and re-surveyed. All re-survey results were less 
than the transuranic DCGL W. No further investigation is required. Refer to Section 3 for a 
detailed discussion and Attachment B-5 for the PDS Data Summary and maps. 

• Initial elevated alpha net activity was identified in Survey Unit 881G02 at location 19 
(5,109.6 dpm/100cm 2). The area was decontaminated and resurveyed. The re-survey result 
was less than the Uranium DCGL (5,000 dpmI100cm 2) and is the value reported in the PDS 
Data Summary. No further investigation required. Refer to Section 3 for a detailed 
discussion and Attachment B-5 for the PDS Data Summary and maps. 

Elevated activity was identified in Survey Unit 881G09 at biased location 4114 (5.712 
dpmI100cm 2) greater than the Uranium DCGL (5,000 dpmllOOcm 2). A one square meter 
investigation was performed. The average of the original point and the eight (8) additional 
points within the square meter was 698 dpm/lOOcm 2, which is less than the unrestricted 
release limits, therefore, no further investigation is required. Refer to Section 3 for a detailed 
discussion and Attachment B-S for the PDS Data Summary and maps. 

Initial alpha net activity identified in Survey Unit 881G1 1 at location 96 (6,071 dpmllOOcm 2 ) 

greater than the Uranium DCGL W  (5,000 dpm/1 00cm 2). The area was decontaminated and 
re-surveyed. The re-survey result (2,154.9 dpm./100cm 2) was less than the Uranium DCGL 
and is the value reported in the PDS data summary. On this basis, no further investigation 
required. Refer to Section 3 for a detailed discussion and Attachment B-S for the PDS Data 
Summary and maps. 

The initial Alpha net activity in Survey Unit 881.10 3) at location #22 (119.9 dpml100cnY) 
was greater than the Transuranic DCGL W  (100 dpnVlOOcm2). A one square meter 
investigation was performed in accordance with RSP 16.01. The average of the original 
point and the eight (8) additional points within the square meter was 38.4 dpnill00cm. The 
result is less than the unrestricted release limits, therefore, no further investigation is 
required. The square meter investigation results are reported in the PDS Data Summary. 

Initial net activity in Survey Unit 881J06 at survey location 31(8,014.2 dpmI100cm 2) greater 
than the uranium DCGL W  (5,000 dpmIlOOcm 2). The location was decontaminated and re-
surveyed. The re-survey result (42.7 dpmll 00cm 2) was less than the uranium DCGLW and is 
the value reported in the PDS Data Summary. No further investigation is required. Refer to 
Section 3 for a detailed discussion and Attachment B-S for the PDS Data Summary and 
maps. 
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Rocky Flats Environmental Technology Site 

Initial net activity in Survey Unit 881J09 at biased survey location 18 (RSA-1,29 I 
dpmI100cm2  and TSA - 4,195 dpmIlOOcm2) was greater than the uranium RSA DCGL (1,000 
dpm/l 00cm2). The location was decontaminated and re-surveyed. The re-survey results 
(RSA-19.4 dpm/1OOcm2  and TSA-1,532.7 dpmI100cm2) were less than the uranium DCGLs 
and are the values reported in the PDS Data Summary. No further investigation is required. 
Refer to Section 3 for a detailed discussion and Attachment B-5 for the PDS Data Sunimarv 
and maps. 

Stainless steel and media samples and surveys were collected in accordance with the Pre 
Demolition Survey Plan for D&D Facilities (MAN-127-PDSP) requirements. The stainless steel 
and media sample results and survey maps are located in Attachments B-i and B-2, and the R1S 
Characterization Project files. All final "as left" results for both the stainless steel 
samples/surveys and media samples were below the Transuranic andlor Uranium unrestricted 
release limits as applicable. Although these survey units are not included in Table D, Dalu 
Completeness Summary, the packages were reviewed as part of the DQA process and verified 
that the original project DQO5 satisfied MARSSIM guidance and DQO objectives were met. 

The second floor Stack S2 (survey unit 881 S02) and stack S2 foundation were included in this 
1DSR and will left in place after demolition. The two supply plenums located on the south and 
north ends of the 881 roof were also included in this PDSR (survey units 881L01 and 881 L02) 
and the concrete from these areas will be used as recycle material. Transuranic DCGLs were 
used for 881 LO 1 and 881 L02 for convenience sake only. These areas were not suspect 
transuranic or uranium areas, and the radiological surveys met both the uranium DCGLs and the 
more conservative transuranic DCGLs. 

The 88 1/883 Tunnel meets unrestricted release limits and in accordance with the engineering 
provided with the Facility Disposition RSOP Notification for the Building 881 demolition the 
tunnel can be left in place. 

Based upon an independent review of the radiological data, it was determined that the original 
project DQOs satisfied MARSSIM guidance. Except as noted above, facility contamination 
levels were below applicable DCGL unrestricted release levels confirming a Type 2 facility 
classification. Minimum survey requirements were met, sampling/survey protocol was 
performed in accordance with applicable RSPs, survey units were properly designed and 
bounded, and instrument performance and calibration were within acceptable limits. All final 
as left" results meet the PDS unrestricted release. 

Chain of Custody was intact; documentation was complete, hold times were acceptable (where 
applicable,) and packaging integrity/custody seals were maintained throughout the 
sampling/analysis process. Level I Isolation Controls have been posted to prevent the 
inadvertent introduction of further contamination into the 881. On this basis, Building 881 2' °  
Floor, 2' floor Mezzanine and 88 1/883 Tunnel meets the unrestricted release criteria with the 
confidences stated herein. 
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Table D-1 V&V of Radiological Results - Building 881, 2 k"d  Floor, 2uid Floor Mezzanine and 881/883 Tunnel 

K-H RSP 16.00 Series 
V&V CRITERIA, RADIOLGICAL SURVEYS MARSSIM (NUREG-1575) 

QUALITY REQUIREMENTS  
Parameters Measure Frequency COMMENTS 

ACCURACY Initial calibrations 90%<x<1 10% >l Multi-point calibration through the measurement range encountered in the 
field; programmatic records. 

Daily source checks 80%<x<120% 1/day Performed daily/within range. 

Local area background: Field typically < 10 1/day All local area backgrounds were within expected ranges (i.e., no elevated 
dpm  anomalies.) 

PRECISION Field duplicate measurements for TSA ~:5% of real ~ 10% of N/A 
survey points reals 

REPRESENTATIVENESS MARSSIM methodology: Multiple Survey statistical and NA Random w/ statistical confidence. 
Units - Refer to Table D-3 below, biased  

Survey Maps NA NA Random and biased measurement locations controlled/mapped to ±lm. 

Controlling Documents (Characterization qualitative NA Refer to the Characterization Package (planning document) for 
Pkg; RSPs) field/sampling procedures (located in Project files); thorough 

documentation of the planning, sampling/analysis process, and data 
reduction into formats. 

COMPARABILITY Units of measure dpm/100cm 2  NA Use of standardized engineering units in the reporting of measurement 
results. 

COMPLETENESS Plan vs. Actual surveys >95% NA See Table D-3 for details. 
Usable results vs. unusable >95% 

SENSITIVITY Detection limits Transuranic: all measures MDAs :~ 50% DCGL per MARSSIM guidelines. 
TSA: :~ 50 
dpm/ 100cm2  
RA: :~ l0 
dpm/ 100cm 2  
Uranium: 
TSA: !~2,500 
dpm/lOOcm 2  
RA: !~ 10 
dpm/500cm 2  
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Table D-2 V&V of Beryllium Results -  Building 881 2 Floor, 2nd Floor Mezzanine and 881/883 Tunnel 

V&V CRITERIA, CHEMICAL ANALYSES DATA PACKAGE 

table D-3  

BERYLLIUM 
Prep: NMAM 7300 
METHOD: OSIIA ID-125G 

LAB —> Reservoirs, Denver, Co. 
Johns Manville 

RIN ----> Multiple RINs - see 

COMMENTS 
QUALITY REQUIREMENTS Measure Frequency All results were below the unrestricted release criteria. 

ACCURACY Calibrations 
Initial 

Continuing 

linear calibration  

800/.<%R<I20%  
LCS/MS 80%<%R<120% 2:1 

Blanks - lab & field <MDL 

Interference check std (ICP) NA NA 

PRECISION LCSD 80%<%Rz120% 
(RPD<20%)  

2!1 

Field duplicate all results < RL ~ 1 

REPRESENTATIVENESS COC Qualitative NA 

Hold times/preservation Qualitative NA 

Controlling Documents (Plans, Procedures, 
maps, etc) 

Qualitative NA 
____________  

COMPARABILITY Measurement units ug/IOOcm2  NA 

COMPLETENESS Plan vs. Actual samples 
Usable results vs. unusable 

>95% 
>95% 

NA 

SENSITIVITY Detection limits MDL of 
0.00084 ug/swipe All measures 
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Table D-3 Data Completeness Summary - Building 881 2IR  Floor, 2 "°  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Beryllium Building 881 75 samples 78 samples No Be IOCFR85O; OSFIA ID-125G 

(2 "d  floor - interior) (75 random- (75 random/3 contamination 
interior) biased) found at any • 	RIN04ZI7I2: sample #s 1, 5, 7, 10, 14, 15, 17, 19, 

locations, all 24, 27, 40, 41, 43, 44, 46, 49, 53, 65, 65, 68 and 74 
Interior results were • 	R1N04D0704: sample #'s 2, 3,4, 6, 8, 9, 11, 13, 16, 

below associated 18, 20, 21, 22, 23, 25, 26, 28, 29, 31, 32, 33, 34, 35, 
action levels 36, 37, 38, 39, 42, 45, 47, 48, 50, 51, 52, 54, 55, 56, 

57, 58, 59, 61, 62, 63, 64, 66, 67, 69, 70, 71, 72, 73 
and 75 

• 	R1N04Z1718: sample #'3 12,30 and 60 
• 	R1NO3Z094: sample #s 201, 202 and 203 
• 	RJNOIDO539: sample 204 

Refer to table C- 1 for sample locations 

All results were below the action level (0.2 ug/l 00cm 2) 

and investigative level (0.1 ug/I00cm 2). 
Beryllium Building 881 67 samples 69 samples No Be IOCFR85O; OSHA ID-125G 

2"' floor mezzanine (57 random/lO (59 random/lO contamination 
and 88 1/883 tunnel biased) biased) found at any • 	R[N04Z1443: sample #'s 1,2, 3, 4 and 5 
(interior) locations, all • 	R1N04Z1718: sample #s 1, 6, 7, II, 13, 24, 33, 38, 

interior interior results were 48, 61, 67 and 73 
below associated • 	R1N04Z1868: sample #'s 2, 9, 16, 17, 19, 20, 21, 22, 

action levels 23, 27, 37, 39, 46, 49, 50, 52, 53, 54, 55, 56, 62, 63, 
66, 68, 72 and 75 

• 	R1N04Z1444: sample #'s 6, 7, 8, 9 and 10 
• 	R1N04Z1712: sample #'s 76 through 95 

Refer to table C-I for sample locations 

All results were below the action level (0.2 ugIl00cm 2) 

and investigative level (0.1 ug/lOOcm 2). 
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Pre-Demolition Survey Report, Building 881 2'Floor, 2nd  Floor Mezzanine & 88 1/883 Tunnel 	 Version 0, 68/04 
Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2 °  Floor, 2 °  Floor Mezzanine and 88 1/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) B 97 a TSA 97 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881B01 (systematic) (systematic) at any location; 
Building 881 - all locations 
(MU-B) Rooms 201, 97 a Smears 97 a Smears below PDS 
223, 224, 225, 226, (systematic) (systematic) unrestricted 
227, 229, 229A, 230, release levels 
230A and 233, floors 5 QC TSA 5 QC ISA 

100% scan 100% scan  
Radiological Survey Area (MU) B 23 a TSA 23 a TSA No contamination Uranium DCGLs used. 

Survey Unit 88 1 B02 (systematic) (systematic) at any location; 
Building 881 - all locations 
(MU-B) Rooms 201, 23 a Smears 23 a Smears below PDS 
223, 224, 225, 226, (systematic) (systematic) unrestricted 
227, 229, 229A, 230, release levels 
230A and 233, walls 2 QC ISA 2 QC TSA 
and ceilings 

25% scan 25% scan 
Radiological Survey Area (MU) C 16 a TSA 16 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881 CO I (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Rooms 280A 16 a Smears 16 a Smears below PDS 
and 280B - floor (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

100% scan 100% scan 
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Table D-3 Data Completeness Summary - Building 881 2''  Floor, 2 °  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty 
Radiological Survey Area (MU) C 15 a ISA 17 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881CO2 (systematic) (15 systematic/2 at any location; 
Building 881 - biased) all locations 
MU-C, Rooms 280A 15 a Smears below PDS 
and 280B - walls and (systematic) 17 a Smears unrestricted 
ceilings (15 systematic/2 release levels 

2 QC TSA biased) 

50% scan 2 QC TSA 

50% scan of wall 
and ceiling 

surfaces, 25% 
scan of equipment  

Radiological Survey Area (MU) C 54 a ISA 54 a ISA No contamination Uranium DCGLs used. 
Survey Unit 881CO3 (systematic) (systematic) at any location; 
Building 881 - all locations Sample locations 1,2, 3, 10, 11, 12 and 13 were deleted 
MU-C, Rooms 267 54 a Smears 54 a Smears below PDS from this survey unit as these areas were surveyed as part 
and 282 - floors (systematic) (systematic) unrestricted of 881C05. 

release levels 
3QCTSA 3QCISA 

100% scan 100% scan 
Radiological Survey Area (MU) C 21 a ISA 21 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881 C04 (systematic) (systematic) at any location; 
Building 881 - all locations Sample location #5 was deleted from this survey unit as 
MU-C, Rooms 267 21 a Smears 21 a Smears below PDS this area was surveyed as part of88lCO6. 
and 282 - walls and (systematic) (systematic) unrestricted 
ceilings release levels 

2QCTSA 2QCTSA 

25% scan 25% scan 
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Pre-Demolition Survey Report, Building 881 2nd  Floor, 2nd  Floor Mezzanine & 88 1/883 Tunnel 
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Table D-3 Data Completeness Summary - Building 881 2'" Floor, 2 °  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) C 51 a TSA 57 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881C05 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Rooms 260, 51 a Smears 57 a Smears below PDS 
264, 264A, 265, 265A, (systematic) (systematic) unrestricted 
265B, 268A and 269 release levels 
Floors 2 QC TSA 3 QC TSA 

100% scan 100% scan 
Radiological Survey Area (MU) C 18 a TSA 18 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881C06 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Rooms 260, 18 a Smears 18 a Smears below PDS 
264, 264A, 265, 265A, (systematic) (systematic) unrestricted 
265B, 268A and 269 release levels 
Walls and Ceilings 2 QC TSA 2 QC TSA 

25% scan 25% scan 
Radiological Survey Area (MU) C 24 a TSA 24 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881 C07 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Room 286 24 a Smears 24 a Smears below PDS 

(systematic) (systematic) unrestricted 
release levels 

2QCTSA 2QCTSA 

25% scan 25% scan 
Radiological Survey Area (MU) C 20 a TSA 20 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881 C08 (systematic) (systematic) at any location; 
Building 881 all locations 
MU-C, Room 254 20 a Smears 20 a Smears below PDS 
floor (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 
I 00% scan 1000/0  scan 
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Table D-3 Data Completeness Summary - Building 881 2 	Floor, 2 °°  Floor Mezzanine and 88 1/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) C 16 a ISA 16 a TSA No contamination Uranium DCGLs used. 

Survey Unit 88 1C09 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Room 254 16 a Smears 16 a Smears below PDS 
walls and ceiling (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

50% scan 100% scan  
Radiological Survey Area (MU) C 51 a TSA 51 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881C10 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Rooms 266E, 51 a Smears 51 a Smears below PDS 
280, 281, 283 and (systematic) (systematic) unrestricted 
283A Floors release levels 

3QCTSA 3QCTSA 

100% scan 100% scan  
Radiological Survey Area (MU) C 21 a TSA 21 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881C1 I (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Rooms 266E, 21 a Smears 21 a Smears below PDS 
280, 281, 283 and (systematic) (systematic) unrestricted 
283A walls and release levels 
ceilings 2 QC TSA 2 QC TSA 

25%scan 25%scan 
Radiological Survey Area (MU) C 24 a ISA 24 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881C12 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Stairwells 134 24 a Smears 24 a Smears below PDS 
and 156 (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 
25% scan 25% scan 
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Table D-3 Data Completeness Summary - Building 881 2r  Floor, 2 	Floor Mezzanine and 88 1/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) C 59 a TSA 59 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881C13 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Room 239, 59 a Smears 59 a Smears below PDS 
240,241,252, 253, (systematic) (systematic) unrestricted 
255 and 288 Floors release levels 

3QCTSA 3QCTSA 

100% scan 100% scan  
Radiological Survey Area (MU) C 24 a TSA 24 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881C14 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Rooms 239, 24 a Smears 24 a Smears below PDS 
240, 241, 252, 253, (systematic) (systematic) unrestricted 
255 and 288 (walls release levels 
and ceiling) 2 QC TSA 2 QC TSA 

25% scan 30% scan 
Radiological Survey Area (MU) C 98 a TSA 98 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881 C 15 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Rooms 250, 98 a Smears 98 cx Smears below PDS 
25 1, 256, 258, 259, (systematic) (systematic) unrestricted 
272 and 276 Floors release levels 

5QCTSA SQCTSA 

100% scan 100% scan  
Radiological Survey Area (MU) C 20 cx TSA 20 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881 C 16 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-C, Rooms 250, 20 a Smears 20 a Smears below PDS 
251, 256, 258, 259, (systematic) (systematic) unrestricted 
272 and 276 Walls and release levels 
Ceilings 2 QC ISA 2 QC ISA 

30% scan 30% scan 
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Version 0, 6/8/04 
Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2r 	Floor,  2li  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) C 62 a ISA 62 a ISA No contamination Transuranic DCGLs used. 

Survey Unit 881C17 (systematic) (systematic) at any location; 
Building 881 - all locations Survey location #8 and #9 were deleted as the wall that 
MU-C, Room 266 62 a Smears 62 a Smears below PDS these locations were on has been removed. 
Floor, Walls and (systematic) (systematic) unrestricted 
Ceilings release levels Elevated activity identified at core sample locations IA, 

4 QC ISA 4 QC ISA 7A, 8A and 8B greater than the transuranic DCGL W  (100 
dpm/lOOcm 2). These areas were remediated (top 1 inch of 

10 core samples 10 core samples floor removed) and resurveyed. All resurvey results were 
(floor-concrete) less than the transuranic DCGL W  Refer to Survey Unit 

100% scan 881C17 for the follow up PDS survey results. 
100% scan 

Radiological Survey Area (MU) D 165 a ISA 159 a ISA No contamination Uranium DCGLs used. 
Survey Unit 881D0l (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-D, Rooms 232 165 a Smears 159 a Smears below PDS 
and 242 floors (systematic) (systematic) unrestricted 

release levels 
9QCTSA 9QCTSA 

100% scan 100% scan  
Radiological Survey Area (MU) D 19 a TSA 19 a ISA No contamination Uranium DCGLs used. 

Survey Unit 88 1 D02 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-D, Rooms 232 19 a Smears 19 a Smears below PDS 
and 242 walls and (systematic) (systematic) unrestricted 
ceilings release levels 

2QCTSA 2QCTSA 

25% scan 25 1/'0 scan 
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Table D-3 Data Completeness Summary - Building 881 2 	Floor, 2 	Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) D 130 a TSA 126 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881 D03 (systematic) (systematic) at any location; 
Building 881 - all locations Survey locations 83, 84,94 and 95 not performed as floor 
MU-D, mezzanine 130 a Smears 126 a Smears below PDS was removed in these areas. Due to floor removal, floor 
floor (systematic) (systematic) unrestricted size reduced from 859m 2  to 823m 2  therefore, minimum 

release levels number of samples required was reduced from 129 to 124 
7 QC TSA 7 QC TSA - refer Survey Package Calculation Worksheet and Survey 

Correction/Change Form in the RISS Characterization 
100% scan 100% scan files. 

Radiological Survey Area (MU) D 17 a TSA 17 a ISA No contamination Uranium DCGLs used. 
Survey Unit 881 D04 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-D, mezzanine - 17 a Smears 17 a Smears below PDS 
Rooms 312, 3 12A, (systematic) (systematic) unrestricted 
313 and 317 (walls release levels 
and ceilings) 2 QC ISA 2 QC TSA 

50% scan 50% scan 
Radiological Survey Area (MU) D 21 a TSA 21 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881 DOS (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-D, 149 Elevator 21 a Smears 21 a Smears below PDS 

(systematic) (systematic) unrestricted 
release levels 

2QCTSA 2QCTSA 

100% scan 100% scan 
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Eke-Demolition Survey Report, Building 881 	Floor, 2d  Floor Mezzanine & 88 1/883 Tunnel 	 Version 0, 6/8/04 

Rocky Flats Environmental Technology Site  

Table D-3 Data Completeness Summary - Building 881 2 	Floor, 2 	Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  

Radiological Survey Area (MU) G 29 a TSA 29 a ISA No contamination Uranium DCGLs used. 
Survey Unit 881G01 (19 systematic/lU (19 systematic/lO at any location; 
Building 881 - biased) biased) all locations 
Rooms 293A and 295 below PDS 
- all surfaces 29 a Smears 29 a Smears unrestricted 

(19 systematic/b 0 (19 systematic/ 10 release levels 
biased) biased) 

2QCTSA 2QCTSA 
100% scan of 100% scan of 

floor, 25% scan of floor, 25% scan of 
walls and ceiling walls and ceiling  

Radiological Survey Area (MU) G 28 a TSA 28 a ISA No contamination Uranium DCGLs used. 
Survey Unit 881G02 (18 systematic/b (18 systematic/tO at any location; 
Building 881 - biased) biased) all locations Initial elevated alpha net activity identified at location 19 
MU-G, mezzanine all below PDS (5,109.6 dpm/1OOcm 2 ). The are was decontaminated and 
surfaces 28 a Smears 28 a Smears unrestricted resurveyed. The re-survey result was less than the 

(18 systematic/lO (18 systematic/ 10 release levels Uranium DCGL and is the value reported in the PDS Data 
biased) biased) Summary. No further investigation required. 

2QCTSA 2QCTSA 

100% scan of 100% scan of 
floor, 20% scan of floor, 20% scan of 
walls and ceiling walls and ceiling  

Radiological Survey Area (MU) G 23 a TSA 23 a TSA No contamination Uranium DCGLs used. 
Survey Unit 881 G03 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, 88 1/883 tunnel 23 a Smears 23 a Smears below PDS 
floor (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

I 00% scan 100% scan 
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71  
Pre-Demolition Survey Report, Building 881 2' Floor, 2' Floor Mezzanine & 881/883 Tunnel 	 Version 0, 6/8/04 
Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2"' Floor, 2' 	Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RtN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) G 22 a TSA 22 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881 G04 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, 88 1/883 22 a Smears 22 a Smears below PDS 
Tunnel walls and (systematic) (systematic) unrestricted 
ceiling release levels 

2QCTSA 2QCTSA 

50% scan of walls 50% scan of walls 
and ceiling and ceiling; 100% 

scan of wall 
surfaces <2m. 

Radiological Survey Area (MU) G 19 a TSA 19 a ISA No contamination Uranium DCGLs used. 
Survey Unit 881G05 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Room 292 19 a Smears 19 a Smears below PDS 
floor (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

100% scan 100% scan 

Radiological Survey Area (MU) G 20 a TSA 17 a TSA No contamination Uranium DCGLs used. 
Survey Unit 881 G06 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Room 292 20 a Smears 17 a Smears below PDS 
walls and ceiling (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

50% scan of walls 50% scan of walls 
and ceiling; 100% and ceiling; 100% 

scan of walls scan of walls 
<2m. <2m. 

Pa2e 15of 24 



I re-Deniohtion Survey Report, Building 88 I 2 I loor, 2 floor Mezzanine & 881i883 I unnel 	 'version 0, 6 5 ft 

Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2 	Floor, 2fb  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  

Radiological Survey Area (MU) G 45 a TSA 46 a TSA No contamination Uranium DCGLs used. 
Survey Unit 881 G07 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Rooms 293 45 a Smears 46 a Smears below PDS 
and 294 floors (systematic) (systematic) unrestricted 

release levels 
3QCTSA 3QCTSA 

100% scan 100% scan  
Radiological Survey Area (MU) G 16 a TSA 19 a ISA No contamination Uranium DCGLs used. 

Survey Unit 88 1 G08 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Rooms 293 16 a Smears 19 a Smears below PDS 
and 294 walls and (systematic) (systematic) unrestricted 
ceilings release levels 

2QCTSA 2QCTSA 

25% scan 25% scan of walls 
and ceiling; 100% 

scan of walls 
<2m.  

Radiological Survey Area (MU) G 113 a ISA 114 a ISA No contamination Uranium DCGLs used. 
Survey Unit 881G09 (systematic) (113 systematic/I at any location; 
Building 881 - biased) all locations Elevated activity identified at biased location #114(5,712 
MU-G, Room 296 and 113 a Smears below PDS dpm/lOOcm 2) greater than the Uranium DCGL (5,000 
297 floors (systematic) 114 a Smears unrestricted dpm/IOOcm 2). A one square meter investigation was 

(113 systematic/I release levels performed. The average of the original point and the eight 
6 QC TSA biased) (8) additional points within the square meter was 698 

dpm/lOOcm 2 , which is less than the free release limits, 
I000/o  scan 6 QC ISA therefore, no further investigation is required. The square 

meter investigation results are reported in the PDS Data 
100% scan Summary. 
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l're-Deinolition Survey Report, Building 881 2 Floor, 2" Floor Mezzanine & 881,883 Tunnel 	 Version 0, 6/8/04 
Rocky Flats Environmental Technology Site 

Table D -3 Data Completeness Summary - Building 881 2 °  Floor, 2 '  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) G 15 a TSA 15 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881G10 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Room 296 15 a Smears 15 a Smears below PDS 
walls and ceilings (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

50% scan 25% scan 
Radiological Survey Area (MU) G 110 a TSA 110 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881G1 1 (systematic) (systematic) at any location; 
Building 881 - all locations Initial alpha net activity at location 96(6,071.0 
MU-G, Rooms 244 110 a Smears 110 a Smears below PDS dpm/lOOcm2 ) greater than the Uranium DCGL W  (5,000 
and 245 floors (systematic) (systematic) unrestricted dpm/I00cm 2). The area was decontaminated and re- 

release levels surveyed. The re-survey result (2,154.9 dpm/lOOcm 2) was 
6 QC TSA 6 QC TSA less than the Uranium DCGL and is the value reported in 

the PDS data summary. On this basis, no further 
100% scan 100% scan investigation required. 

Radiological Survey Area (MU) G 18 a TSA 18 a TSA No contamination Uranium DCGLs used. 
Survey Unit 881G12 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Rooms 244 18 a Smears 18 a Smears below PDS 
and 245 walls and (systematic) (systematic) unrestricted 
ceilings release levels 

2QCTSA 2QCTSA 

50% scan 50% scan 
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Pre-Demolition Survey Report, Building 881 2" Floor, 2nd  Floor Mezzanine & 88 1/883 Tunnel 	 Version 0, 6/8/04 
Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2 '  Floor, 2 °  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) G 16 a ISA 16 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881G13 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Rooms 247, 16 a Smears 16 a Smears below PDS 
248 and 249 - walls (systematic) (systematic) unrestricted 
and ceilings release levels 

2QCTSA 2QCTSA 

50% scan 50% scan  
Radiological Survey Area (MU) G 15 a TSA 15 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881G14 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Room 249A 15 a Smears 15 a Smears below PDS 
Pit - floor (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

100% scan 100% scan  
Radiological Survey Area (MU) G 16 a ISA 16 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881G15 (systematic) (systematic) at any location; 
Building 881 (MU-G) all locations 
Room 246- floor 16 a Smears 16 a Smears below PDS 

(systematic) (systematic) unrestricted 
release levels 

2QCTSA 2QCTSA 

100% scan 100% scan  
Radiological Survey Area (MU) G 15 a TSA 15 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881 G 16 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Room 246— 15 a Smears 15 a Smears below PDS 
walls and ceiling (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 
50% scan 50% scan 
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C,  
Pre-Demolition Survey Report, Building 881 2' Floor, 2 Floor Mezzanine & 881/883 Tunnel 

	
Version 0, 6/8/04 

Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2 	Floor, 2 no  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  

Radiological Survey Area (MU) G 51 a ISA 51 a ISA No contamination Uranium DCGLs used. 
Survey Unit 881 G 17 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-G, Rooms 247, 51 a Smears 51 a Smears below PDS 
248 and 249 - floors (systematic) (systematic) unrestricted 

release levels 
3QCTSA 3QCTSA 

100% scan 100% scan  
Radiological Survey Area (MU) H 18 a ISA 20 a ISA No contamination Uranium DCGLs used. 

Survey Unit 88 I H03 (systematic) (18 systematic/2 at any location; 
Building 881 - biased) all locations 
MU-H, 159 elevator - 18 a Smears below PDS 
all surfaces (systematic) 20 a Smears unrestricted 

(18 systematic/2 release levels 
2 QC TSA biased) 

100% scan of 2 QC TSA 
floor, 50% scan of 
walls and ceiling 50% scan of 

accessible 
surfaces including 

100% scan of 
floor and wall 
surfaces <2m. 

Radiological Survey Area (MU) 1 150 a TSA 150 a ISA No contamination Transuranic and/or Uranium DCGLs as applicable. 
Survey Unit 881101 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-i West, Room 150 a Smears 150 a Smears below PDS 
201 floor (systematic) (systematic) unrestricted 

release levels 
8QCTSA 8QCTSA 

I 00°/s scan I 00% scan 
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Pre-Demolition Survey Report, Building 881 2nd  Floor, 2nd  Floor Mezzanine & 88 1/883 Tunnel 	 Version 0, 6/8/04 
Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2 °  Floor, 2 °  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  

Radiological Survey Area (MU) J 24 a TSA 24 a ISA No contamination Uranium DCGLs used. 
Survey Unit 88 I J02 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-J West, Room 24 a Smears 24 a Smears below PDS 
201 waIls and ceiling (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

50% scan 50% scan 
Survey Area (MU) J 21 a TSA 22 a ISA No contamination Transuranic DCGLs used. 
Survey Unit 881J03 (systematic) systematic at any location; 
Building 881 - (21 random/I all locations The initial Alpha net activity for survey location #22 
MU-i West, Room 21 a Smears biased) below PDS (119.9 dpm/ 100cm 2) was greater than the Transuranic 
211 Floor, Walls and (systematic) unrestricted DCGLW  (100 dpm/1OOcm 2). A one square meter 
Ceiling 22 a Smears release levels investigation was performed in accordance with RSP 

2 QC TSA systematic 16.01. The average of the original point and the eight (8) 
(21 random/I additional points within the square meter was 38.4 

100% scan biased) dpm/lOOcm 2 , which is less than the free release limits, 
therefore, no further investigation is required. The square 

2 QC TSA meter investigation results are reported in the PDS Data 
Summary. 

100% scan  
Radiological Survey Area (MU) J 117 a ISA 117 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881J04 (systematic) (systematic) at any location; 
Building 881 - all locations Survey location #6 omitted was not mapped, therefore, this 
MU-i, Rooms 271 and 117 a Smears 117 a Smears below PDS location is not identified on the map. 
275 floors (systematic) (systematic) unrestricted 

release levels 
5QCTSA 6QCTSA 

100% scan 100% scan 
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Pre-Deniolition Survey Report, Building 881 2" Floor, 2" Floor Mezzanine & 881/883 Funnel 
	

Version 0, 1) 5 

Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2 	Floor, 2 	Floor Mezzanine and 88 1/883 Tunnel 

ANALYTE Build ing/Area/Un it Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  

Radiological Survey Area (MU) J 17 a TSA 17 a TSA No contamination Uranium DCGLs used. 
Survey Unit 881 J05 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-i, Rooms 271 and 17 a Smears 17 a Smears below PDS 
275 walls and ceilings (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

25% scan 25% scan 
Radiological Survey Area (MU) J 15 a ISA 31 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881J06 (systematic) (30 systematic/ at any location; 
Building 881 - I biased) all locations Initial net activity at survey location 31(8,014.2 
MU-J, Room 288A 15 a Smears below PDS dpm/lOOcm 2) greater than the uranium DCGL W  (5,000 
floor (systematic) 31 a Smears unrestricted dpm!lOOcm2). The location was decontaminated and re- 

(30 systematic/ release levels surveyed. The re-survey result (42.7 dpni/100cm 2 ) was 
2 QC ISA 1 biased) less than the uranium DCGL W  and is the value reported in 

the PDS Data Summary. No further investigation is 
100% scan 2 QC ISA required. 

100% scan  
Radiological Survey Area (MU) J 24 a TSA 24 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881J07 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-i, Room 288A 24 a Smears 24 a Smears below PDS 
walls and ceiling (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

50% scan 50% scan 
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Pre-Demolition Survey Report, Building 881 2 M  Floor, 2" Floor Mezzanine & 88 1/883 Tunnel 
	

Version 0, 6/8/04 
Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2 	Floor, 2 '"'  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty 
Radiological Survey Area (MU) J 24 a TSA 24 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881J08 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-J, Room 288B 24 a Smears 24 a Smears below PDS 
floor (systematic) (systematic) unrestricted 

release levels 
2QCTSA 2QCTSA 

100% scan 100% scan  
Radiological Survey Area (MU) J 17 a TSA 18 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881J09 (systematic) (17 systematic/I at any location; 
Building 881 - biased) all locations Initial net activity at biased survey location 18 (RSA - 
MU-J, Room 288B 17 a Smears below PDS 1,291.0 dpm/lOOcm 2  and TSA -4,195.0 dpm/1OOcm 2 ) 

walls and ceiling (systematic) 18 a Smears unrestricted were greater than the uranium RSA DCGL (RSA -1,000 
(17 systematic/I release levels dpm/IOOcm 2 ). The location was decontaminated and re- 

2 QC TSA biased) surveyed. The re-survey results (RSA-19.4 dpm/1OOcm 2  
and TSA-1,532.7 dpm/lOOcm 2) were less than the uranium 

50% scan 2 QC TSA DCGLs and are the values reported in the PDS Data 
Summary. No further investigation is required. 

50% scan 
Radiological Survey Area (MU) J 49 a TSA 49 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881J10 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-J, Rooms 234, 49 a Smears 49 a Smears below PDS 
237, 291 and (systematic) (systematic) unrestricted 
Stairwells Ill and release levels 
167, Floors 3 QC TSA 3 QC TSA 

100% scan 100% scan 
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Pre-Demolition Survey Report, Building 881 2" Floor, 2nd  Floor Mezzanine & 881/883 Tunnel 
	

Version 0, 6/8/04 
Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 881 2 °  Floor, 2 °  Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area (MU) J 23 a TSA 23 a ISA No contamination Uranium DCGLs used. 

Survey Unit 881 iii (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-i, Rooms 234, 23 a Smears 23 a Smears below PDS 
237, 291 and (systematic) (systematic) unrestricted 
Stairwells 111 and release levels 
167, Walls and 2 QC TSA 2 QC TSA 
Ceilings 

25% scan 25% scan 
Radiological Survey Area (MU) J 24 a TSA 24 a TSA No contamination Uranium DCGLs used. 

Survey Unit 881J12 (systematic) (systematic) at any location; 
Building 881 - all locations 
MU-i, Stairwell 133 24 a Smears 24 a Smears below PDS 
Floor, Walls and (systematic) (systematic) unrestricted 
Ceiling release levels 

2QCTSA 2QCTSA 

50% scan 50% scan 
Radiological Survey Area (MU) L 35 a TSA 37 a TSA No contamination Transuranic DCGLs used - for convenience sake only. 

Survey Unit 881L01 (15 systematic/20 (17 random/20 at any location; Area was not a suspect transuranic area. Area met both 
Building 881 - South biased) biased) all locations Transuranic and Uranium DCGLs. 
supply plenum - below PDS 
rooms 301, 302, 302A, 35 a Smears 37 a Smears unrestricted 
303, 305, 306, 307, (15 systematic/20 (17 random/20 release levels 
308 - floors, walls and biased) biased) 
ceilings 

2QCTSA 2QCTSA 

10% scan 10% scan 
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Pre-Demolition Survey Report, Building 881 2nd  Floor, 7nd  Floor Mezzanine & 881/883 Tunnel 
	

Version 0, 6/8/04 
Rocky Flats Environmental Technology Site 

Table D-3 Data Completeness Summary - Building 8812 	Floor, 2m1 Floor Mezzanine and 881/883 Tunnel 

ANALYTE Building/Area/Unit Sample Number Sample Number Project Decisions Comments 
Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.) 

(Real & QC) (Real & QC) Uncertainty  
Radiological Survey Area L 25 a TSA 25 a TSA No contamination Transuranic DCGLs used - for convenience sake only. 

Survey Unit 881L02 (15 systematic/b (15 random/lO at any location; Area was not a suspect transuranic area. Area met both 
Building 881 —North biased) biased) all locations Transuranic and Uranium DCGLs. 
supply plenum - rooms 25 a Smears 25 a Smears below PDS 
311, 31 IA and 31 lB - (15 systematic/b (15 random/lU unrestricted 
floors, walls, ceilings biased) biased) release levels 
and equipment 

2QCTSA 2QCTSA 

10% scan 20% scan 
Radiological Survey Area R 16 a ISA and 16 25 a TSA and 25 No contamination Uranium DCGLs used. 

Survey Unit 881 RO I a Smears a Smears at any location; 
Building 881 - (systematically (systematically all locations 
MU-R, South loading gridded) gridded) below PDS 
dock - floors unrestricted 

2 TSA QC 2 TSA QC release levels 

100% scan 100% scan  
Radiological Survey Area R 22 a TSA and 22 22 a TSA and 22 No contamination Uranium DCGLs used. 

Survey Unit 881 R02 a Smears a Smears at any location; 
Building 881 - (systematically (systematically all locations 
MU-R, South Loading gridded) gridded) below PDS 
Dock - walls and unrestricted 
ceilings 2 TSA QC 2 ISA QC release levels 

25% scan 25% scan 
Radiological Survey Area S 28 a ISA and 28 19 a TSA and 19 No contamination Uranium DCGLs used. 

Survey Unit 881S02 a Smears a Smears at any location; 
Building 881 - MU-S, (systematically (systematically all locations 
ST2, Exhaust tunnel gridded) gridded) below PDS 
and base - floors, unrestricted 
walls and ceiling 2 ISA QC 2 ISA QC release levels 

100% scan 100% scan  
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